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SHEET NOTES

(1) ¥EW DOOR HOLDERS @ 0243, SEE 50B-E2.1.

2 )N\\LOCATE CONTROL TRANSFORMER N ROOM 0243 AND CONNECT
POWER TO (E) FA POWER SYSTEM.

(3) MW ZORNII3 SUOKE DETECTURS. SEE 508-E2.1.
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