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NEW WALL MOUNTED NOTIFICATION APPLIANCE (HORN/STROBE).

@ NEW PHOTOELECTRIC SMOKE DETECTOR.

pwr | NEW NOTIFICATION APPLIANCE CIRCUIT POWER PANEL.

EXISTING FIRE ALARM CONTROL UNIT.

—— NEW % INCH FIRE ALARM CONDUIT.

CONDUCTOR IDENTIFICATION LEGEND

s
NEW CEILING MOUNTED NOTIFICATION APPLIANCE (HORN /STROBE).

AV 1 PAIR #14 NOTIFICATION APPLIANCE CIRCUIT CONDUCTORS (CKT AV1).
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