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NOTES:
1, “T" TAPPING IS NOT ALLOWED,
2. GROUND ALL SHIELDS AT THE ‘MXL” DNLY. o %73/2008

3. GROUND ALL TERMINAL CABINETS.

4, GROUND ALL TERMINAL CABINETS AND DIN RAILS
FOR PROTECTORS.

S, SHORT ALL UNUSED PAIRS AT EACH TERMINAL
CABINET.
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