/—208-06

/—208-09

/—208-10

/—208—11

/—208-12

/—208-13

/—208—-15

/—208—-16

NOT USED

NOT USED

NOT USED

NOT USED

SUPV-WFS (2)
ISO WLVS (2

05 & Y VLVS (2)
NE CORNER

NOT USED

NOT USED

NOT USED

WFS
SPRINKLERS
BLDG. 31

FCB
EAST

FCB
WEST

FCB
SOUTH

WFS
SPRINKLERS
B31A

NOT USED

SYSTEM 3 TROUBLE 43

CP-35
MOD 8
FAP—01-031

FACP SD

—21,22—— MOD 12

—1,2,3,4— MOD 15

—5,6,7,8—

—9,10,11,12—{ MOD 14

—13,14,15,16—

—17,18,19,20— MOD 13

21—

—A,B,C,D—— MOD 13

PS—-35, TERMINALS 5 & 6 =

POWER SUPPLY FROM

FAP-01-31, DWG. 4B31E007

o

p
4 I
IRRRRRRR / :
S IFIEISEE | — SR —AS—
@
—XTL AM-16 olo|o|e P%ﬂ "2 [o]o]o]o| ., []o].,
CKT 2 NINNSISIESESESISES 4 3 2 1 O+ OUT T 2 1
1 2 3 4 5 6 7 8 9 10 NE¥V)V((|3RK 24V RETURN
Z1 TB1 J2 EEL—/
=B|T1 oo 0000000 e P'] PS_5A P3
1 10 MOD 40 MOI=7
72 ‘ .
= BIT 2 MOI-208 .
— DO NOT USE PS MOD 39
: FAP—01-31
73 — : ROOM 109
> BIT 3 FTe] 1 P3 1 [T~ :
— . . TROUBLE TRANSMIT
SR . O o P4,
= BIT 4 . BLDG. 31 . 70 MID=16, P4 | |
— Lo o N, =31 10 Ll ( N
VoD 24 P4 MOD 37 P5 2
ZN-34US 6A 25 Z5 FAP—01-231 87654321
K ' 24| %—l = 8L -BIT 5 ROOM 109 NETWORK
e
76 1 10 % _ OPEN (TYP)
oooooooooopz i |5 - Q
B2 [eoe] i S o- e CLOSED (TYP)
77 1 2 3 4 5 6 7 8 9 10 A . B 3%
PS 6 5 4 3 2 1
NN QI
83 QIOIQ|IV|IQ|O
78
SR-35 s555566568
MOD 24
ZU-35 1A 5 79 AWM = BIT 9
N — gl —
2A ) Z10 AWM > BIT 10
RO — gl =
. /
ZU-35 3A 0] Z11 ALM —e
B = =
4A [ E— 712 ALM —
e I — gl i
oo T T 20| Eé MLy S OLD MID—16 MODULE TYPE  |MXL NO. 7 AT BLDG 26
19 TBL —— ADDRESS | DESCRIPTION TERMINATION & NO. ADDRESS
2D81 NOT USED N/A N/A N/A
714 > BIT 14 / / /
>~ 2D82 | NOT USED N/A N/A N/A
7A N
3 28] o I 2083 | NOT USED N /A N /A N /A
215 2084 | NOT USED N/A N/A N/A
20
18@ 2D85 RISER VALVE (3) SUPERVISION TB. 1 NO. 6 MID-16 NO. 1-31 7—208-06
- B31/48—-1
16~ g3t /482 } 2D86 | NOT USED N /A N /A N /A
2D87 | NOT USED N/A N/A N/A
ZU—35DS 8A 0 716 = BIT 16 2D88 NOT USED N/A N/A N/A
1] " 2] S - N 2D89 BLDG SPRINKLER WATERFLOW TB. 1 NO. 1 MID—16 NO. 1—31 7—-208-09
\ \ \ 2D90 FCB EAST TB. 1 NO. 2 MID—16 NO. 1-31 7—208-10
\ ALARM BUS 2 2D91 FCB WEST TB. 1 NO. 3 MID—16 NO. 1-31 7—208-11
RECENVER ALARM BUS 1 >PART OF LA-16 2D92 FCB SOUTH TB. 1 NO. 4 MID=16 NO. 1—31 7—-208-12
SYSTEM TROUBLE BUS
2D93 TRAILER B31A SPRINKLER WFS TB. 1 NO. 5 MID—16 NO. 1-31 7—208-13
2D94 | NOT USED N/A N/A N/A
2D95 CP—-35 TROUBLE TB. 1 NO. 7 MID—16 NO. 1-31 7—208-14
2D96 FACP SD TB. 1 NO. 8 MID—=16 NO. 1-31 7—208-15
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