POWER SUPPLY FROM
PS—35, TERMINALS 5 & 6
FAP—01-46, DWG. 4B46E071

POWER SUPPLY FROM
PS-35, TERMINAL 6
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INITIATING CIRCUITS FROM ZONE MODULES IN NEW SYSTEM 3
FACU (FAP-01-46). SEE DWG. 4B46E071 FOR DETAILS. oW
3
% &
OLD MID-16 MODULE TYPE MXL 03-64C
ADDRESS | DESCRIPTION TERMINATION & NO. ADDRESS
1617 | WFS Z1 N SECT & TRLR 46B TB. 1 NO. 1 MID-16 NO. 1-46 3-199-1
1618 | WFS Z2 CENTER SECTION TB. 1 NO. 2 MID-16 NO. 1-46 3-199-2
1619 | WFS Z3 SOUTH SECTION TB. 1 NO. 3 MID-16 NO. 1-46 3-199-3
1620 | WFS BLDG 46A RISER TB. 1 NO. 4 MID-16 NO. 1-46 3-199-4
1621 | B.46 SD AT "FACP" ROOM 125 TB. 2 NO. 6 MID-16 NO. 1-46 3-199-5
1622 [ FCB's N, CS SECT, S TRLR HD TB. 1 NO. 5 MID-16 NO. 1-46 3-199-6
1623 [ FCB's, SD's RM 134/140 TB. 1 NO. 6 MID-16 NO. 1-46 3-199-7
1624 | SD's RM 174 & 174 DUCT TB. 1 NO. 7 MID-16 NO. 1-46 3-199-8
1625 | FCB's BLDG 46A TB. 1 NO. 8 MID-16 NO. 1-46 3-199-9
1626 | RISER WLV SUPV N,C,S SECTIONS | TB. 2 NO. 1 MID-16 NO. 1-46 3-199-10
1627 | RISER WLV SUPV WEST SIDE TB. 2 NO. 2 MID-16 NO. 1-46 3-199-11
1628 | RM 134 SD PANEL SUPV TB. 2 NO. 3 MID-16 NO. 1-46 3-199-12
1629 | NOT USED N/A N/A N/A
1630 | RM 174 SD PANEL SUPV TB. 2 NO. 4 MID-16 NO. 1-46 3-199-13 oRuN BT 4 30,/2001
1631 | SYSTEM 3 SUPV TB. 2NO. 5 | MID-16 NO. 1-46 3-199-14 CHECKED &Y vt 3/30/2001
1632 | MX—203 SUPV N/A N/A N/A 5 xxx 1/2/2002
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