FIRE ALARM  CONTINGENCY PLAN

SOF TWARE MAPPING LIST

Telco Closet FACP Location Digitize Receiver Text Description FOL Wire Nos For CIRCUIT BLDG. 48 Pair | Routing (Terminal Nos)

Room No. Line 1 Line 2 Line 3 Line 4 Input No. Digitize System NUMBER | Terminal Block TSC to add termination details

B2 — 132 B2 — 147 FIRE ZONE 001 BLDGS 2/2A/58 SUB FACP @B2 — RM. 147 1 B2/48-1, -2 2010000 1 1| 48T1.1 CA.208 PR.93 TO MDF2, CA.202 PR.707 TO 2T1.1 TO 2-147.02U, PR.1.FACP.

B4 — 102 B4 — 108 FIRE ZONE 002 BLDGS 4/5/14/40/41 FACP @B4 — RM. 108 2 B4/48-1, -2 2010071 1 2 | 48T1.1 CA.208 PR.98 TO MDF2, CA.202 PR.707 TO 4T1.1 TO 4-108.FACP.01,PR.1

B6 — 2121 B6 — 1998 FIRE ZONE 003 BLDGS 6/6A FACP @B6 — RM. 1998 3 B6/48-1, 2 2010123 1 3 | IN PROGRESS

B7 — 101 B7 — Rm 111 | FIRE ZONE 004 BLDG 7 FACP @B7 — RM. 111 4 B7/48-1, -2 2010124 1 4 | 48T1.1 CA.208 PR.100 TO MDF2, CA.201 PR.144 TO 7T1.1 TO CA.B701 PR.62 TO 7T2.1 TO 7-111.01 FACP
B10 — 107M  [B10 — 108A FIRE ZONE 005 BLDG 10 FACP @ B10 — RM. 108A 5 B10/48-1, -2 2010125 1 5 | 48T1.1 CA.208 PR.112 TO MDF2, CA.205 PR.124 TO 10T1.1 TO 10-108A.FACP.01,PR.1

B10A — 100  [B10A — 100 FIRE ZONE 006 BLDG 10A FACP @B10A — RM. 100 6 B10A/48-1, —2 2010126 1 6 | 48T1.1 CA.208 PR.113 TO MDF2, TO 10A-100A.FCP.01, PR

B25 — 174  [B25 — RM 123 | FIRE ZONE 007 BLDGS 25/25A/44/44A /448 FACP @B25 — RM. 123 7 B25/48-1, -2 2010127 1 7 | 48T1.1 CA.208 PR.118 TO MDF2, CA.201 PR.742 TO 25T1.1, CA.7501 PR.20 TO 75T2.1 TO 75-197.FACP.01,PR.1
B26 — 095  [B26 — 127 FIRE ZONE 008 BLDG 26 FACP @B26 — RM. 127 8 B26/48-1, -2 2010128 1 8 | 48T1.1 CA.208 PR.122 TO MDF2, CA.202 PR.305 TO 26T1.1 TO 26-127.FACP.01,PR.1

B28 — 100  [B28 — 100 FIRE ZONE 009 BLDG 28 FACP @B28 — RM. 100 9 B28/48-1, -2 2010129 1 9 | 48T1.1 CA.208 PR.123 TO MDF2, CA.201 PR.471 TO 28T1.1 TO 28-100.FACP.01,PR.1

B31 - 109 B31 - 109 FIRE ZONE 010 BLDGS 31/31A FACP @B31 — RM. 109 10 B31/48-1, -2 2010130 1 10 | 48T1.1 CA.208 PR.124 TO MDF2, CA.T231 PR.38 TO MDF3, CA.301 PR.622 TO 31T1.1 TO 31-109.FACP.01,PR.1
B36 — 101 B36 — 101 FIRE ZONE 011 BLDGS 36/36A FACP @B36 — RM. 101 11 B36/48-1, -2 2010131 1 11 | 48T1.1 CA.208 PR.125 TO MDF2, CA.201 PR.586 TO 36T1.1 TO 36-101.FACP.01, PR.1

B37 — 103 |B37-Rm 201 FIRE ZONE 012 BLDGS 34/35/37 FACP @B37 — RM. 201 12 B37/48-1, -2 2010132 1 12| 48T1.1 CA208 PR.131 TO MDF2, CA.203 PR.1191 TO 37BE TO 37-201.FACP.01, PR.1

B46 — 132 B46 — 125 FIRE ZONE 0195 BLDGS 46,/46A/B/C/D FACP @B46 — RM. 125 13 B46/48-1, -2 2010133 1 13| 48T1.1 CA.208 PR.132 TO MDF2, CA.203 PR.1050 TO 46T1.1 CA.4601 PR.25 TO 46T1.2 TO 46-125.02U, PR.3.FACP
B47 - 001 B47 - 006 FIRE ZONE 014 BLDG 47 FACP @B4/ — RM. 006 14 B47/48-1, -2 2010134 1 14| 48T1.1 CA.208 PR.133 TO MDF2, CA.202 PR.60 TO 47T1.1 TO 47-006.FACP.01, PRI

B48 — 101 B48 — 101 FIRE ZONE 015 BLDGS 43/45/48 FACP @B48 — RM. 101 15 B48/48-1, -2 1 15 | IN PROGRESS

B50 — 5090 [B50 — 4009 FIRE ZONE 016 BLDG 50 FACP @B50 — RM. 4009 16 B50/48-1, -2 2010135 1 16 | IN PROGRESS

B50A — 1156 [B50A — 0135 | FIRE ZONE 017 BLDGS 50A/50C/50E FACP @B50A — RM. 0135 17 B50A/48-1, -2 2010136 1 17 | IN PROGRESS

B50B — 2215 |B50B — 0235 | FIRE ZONE 018 BLDGS 50B/50D/50F FACP @B50B — RM. 0243 18 B50B/48-1, -2 2010137 1 18 | IN PROGRESS

B51 — 007  |B51 — 214 FIRE ZONE 019 BLDGS B51/64C FACP @B51 — RM. 214 19 B51/48-1, -2 2010138 : 19 | IN PROGRESS

B52 — 100 B52 — SO. WALL | FIRE ZONE 020 BLDGS 16/52 FACP @B52 — SO. WALL 20 B52/48-1, -2 2010139 1 20 48T1.1 CA.208 PR.138 TO MDF2, CA.201 PR.1313 TO 52T0.1, TO 52—119.01FACP, PR.3

BS3 - 020 |BSS - 020 FIRE ZONE 021 BLDGS 17/27/53 FACP @B53 — RM. 020 21 B53/48-1, -2 2010140 1 21 | 48T1.1 CA.208 PR.139 TO MDF2, CA.201 PR.1589 TO 27T0.1, CA.5301PR.48 TO 53T1.1 TO 53—-020.FACP.01, PRI
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