FIRE ALARM CONTINGENCY PLAN -

SOFTWARE MAPPING LIST

1g | Telco Closet FACP Location Digitize Receiver Text Description EOL Wire Nos For CIRCUIT BLDG. 48 Pair | Routing (Terminal Nos)
0. | Room No. Line 1 Line 2 Line 3 Line 4 Input No. Digitize System NUMBER | Terminal Block TSC to add termination details
4 B54 - 114 B54 - 100 FIRE ZONE 022 BLDGS 54/54A FACP @B54 - RM. 100 22 B54/48-1, -2 2010141 1 22 4871.1 CA.208 PR.140 TO MDF2, CA.202 PR.217 TO 54T1.1 TO 54—101.03U, PR.1 FACP
i | BS5S — 194  |BS5 - 131 FIRE ZONE 023 BLDGS 55/55A/555UB/60  |BLDG 63 FACP @B55 — RM. 131 23 B55/48-1, -2 2010142 1 23 | 4871.1 CA.208 PR.141 TO MDF2, CAT121 PR.32 TO MDF1, CA.101 PR.1946 TO 55T1.1 TO 55-131.FACP.01, PR.1
3A |B58 — 201 B58A-106 FIRE ZONE 024 BLDGS 58/58A/588 FACP @B58A — RM. 106 24 |B58/48-1, -2 2010143 1 24 | 4871.1 CA208 PR.142 TO MDF2, CAT202 PR.105 TO 5872.1, CA5802 PR.49 TO 58AT0.1 TO 58A—106.FACP.01, PR.1
2 (B2 - 107 B62 — 033 FIRE ZONE 025 BLDGS 62/62A FACP @B62 — RM. 033 25 |B62/48-1, -2 2010144 1 25 | 48T1.1 CA.208 PR.143 TO MDF2, CAT231 PR.39 TO MDF3, CA303 PR.4 TO 62T1.1, CA.6201 PR.23 TO 62T1.2 TO 62-033.FACP.01, PR.1
L [B2- 132 B2 — 147 FIRE ZONE 067 BLDG 2 MXL PANEL MXL @B2 — RM. 147 26 |B2MXL/48-1, -2 3 4 [ IN PROGRESS
MXL [B26 — 095 B26 - 021 FIRE ZONE 068 BLDG 26 MXL PANEL MXL @B26 — RM. 021 27 |B26MXL/48-1, -2 3 5 | IN PROGRESS
XL [B28 - 100 B28 - 100 FIRE ZONE 069 BLDG 28 MXL PANEL MXL @B28 — RM. 100 28 |B28MXL/48-1, -2 3 6 | IN PROGRESS
XL [B48 - 101 B48 - 101 FIRE ZONE 070 BLDG 48 MXL PANEL MXL ©B48 — RM. 101 29  [B48MXL/48-1, -2 3 7 | IN PROGRESS
MXL|B50B — 2215 |[B50B — 0243  |FIRE ZONE 071 BLDG 508 MXL PANEL MXL @B50B — RM. 0235 30  |B50BMXL/48-1, -2 3 8 | IN PROGRESS
MXL|B51 — 007 B64C — 101 FIRE ZONE 072 BLDG 64C MXL PANEL MXL @B64C — RM. 101 31 [B64CMXL/48-1, -2 3 9 [ IN PROGRESS
MXL (B84 - 269 B84 - 107 FIRE ZONE 073 BLDG 84 MXL PANEL MXL @BB4 — RM. 107 32 |BBAMXL/48-1, -2 3 10 | IN PROGRESS
B [B62B — 100  [B62B — 100  |FIRE ZONE 033 BLDG 628 FACP @B62B — RM. 100 33 |B62B/48-1, -2 2010045 2 1 | 48T1.1 CA.208 PR.144 TO MDF2, CAT231 PR.74 TO MDF3 TO 62B—100..FACP.01, PR.01
4 [B64 — 194 B64 — 100 FIRE ZONE 034 BLDGS 56/64 FACP @B64 — RM. 100 34 |B64/48-1, -2 2010046 2 2 | 48T1.1 CA.208 PR.145 TO MDF2, CAT121 PR.99 TO MDF1, CA.102 PR.499 TO 64T1.1 TO 64—100A.FACP.01, PR.1
5 [B65 — 004 B65 — 010 FIRE ZONE 035 BLDGS 65/65A/658 FACP @B65 — RM. 010 35  |B65/48-1, -2 2010047 2 3 | 48T1.1 CA.208 PR.146 TO MDF2, CAT121 PR.91 TO MDF1, CA.102 PR.300 TO 65T0.1 TO 65—010.FACP.01, PR.1
6 |B66 — 106 B66 — 114 FIRE ZONE 036 BLDGS 66,/66A FACP @B66 — RM. 114 36 |B66/48-1, -2 2010048 2 4 | 48T1.1 CA.208 PR.147 TO MDF2, CAT231 PR.40 TO MDF3, CA.302 PR.124 TO 66T1.1 TO 66—114.01S.FACP, PR.1
7 |B67 - 3202 |B67 — 5235  |[FIRE ZONE 037 BLDG 67 MXL PANEL FACP @B67 — RM. 5235 37 |B67/48-1, -2 2010049 2 5 | IN PROGRESS
8 [B68 — 100 B68 — 101 FIRE ZONE 038 BLDG 68 FACP @B68 — RM. 101 38 |B68/48-1, -2 2010150 2 6 | 48T1.1 CA.208 PR.151 TO MDF2, CA.208 PR.653 TO 75BT1.1, CA7504 PR.55 TO 75T1.1 TO 68—100.FACP.01, PR.1
9 |B69 - 131A  |B69 — 193 FIRE ZONE 039 BLDG 69 FACP @B69 — RM. 193 39 |B69/48-1, -2 2010171 2 7 | 4871.1 CA208 PR.152 TO MDF2, CA201 PR.156 TO 6972.1 TO 69-193.FACP.01 PR.1
0 ([B70 - 219 B70 - 130 FIRE ZONE 040 BLDG 70 FACP @B70 — RM. 130 40 B70/48-1, -2 2010151 2 8 | 48T1.1 CA.208 PR.153 TO MDF2, CAT121 PR.108 TO MDF1, CA.104 PR.527 T070T0.1 TO 70—130.FACP.01, PR.1
JA [B70A — 1101 [B70A — 3396  [FIRE ZONE 041 BLDG 70A FACP @B70A — RM. 3396 41 B70A/48-1, -2 2010152 2 9 | 48T1.1 CA.208 PR.154 TO MDF2, CAT121 PR 109 TO MDF1, CA. 104 PR.367 TO 70ATi.1,
CA 7005 PR.8 TO 70AT31. TO 70A-3314.FACP.01, PR.1
1 |B71 — 259 B71 — 208 FIRE ZONE 042 BLDGS 71/71A/71B/71Q/  |BLDG 81 FACP @B71 — RM. 208 42 |B71/48-1, -2 2010153 2 10 | IN PROGRESS
TRIS|B71 — 259 B71C — 105  |FIRE ZONE 043 BLDG 71C/71D/71E/71F/  |BLDGS 71G/J/K/P/T FACP @B71C — RM. 105 43 [B71C/48—1, -2 2010154 2 11 | IN PROGRESS
2 [B72 — BASEMENT|B72 — 110 FIRE ZONE 044 BLDGS 72/72A/72B/72C BLDG 72E FACP @B72 — RM. 110 4 [B72/48—1, 2 2010155 2 12 | 48T1.1 CA.208 PR.158 TO MDF2, CAT231 PRA41 TO MDF3, CA.306 PR.153 TO 72—116.FACP.01 PR.1
'3 |B73 -001 B73 - 002 FIRE ZONE 045 BLDGS 73/73A FACP @B73 - RM. 002 45 B73/48-1, -2 2010156 2 13 | 4871.1 CA.208 PR.159 TO MDF2, CAT231 PR.43 TO MDF3, CA.304 PR.6 TO 73T1.1 TO 73-002.FACP.01, PR.1
‘4 |B74 - 177 B74 - 166 FIRE ZONE 046 BLDG 74 FACP @B74 - RM. 166 46 B74/48-1, -2 2010157 2 14 | 48T1.1 CA.208 PR.160 TO MDF2, CAT231 PR.86 TO MDF3,CA.301 PR.5 TO 74T1.1 TO 74-166.FACP.01, PR.1
5 [B75 - 117 [B75 - 120 FIRE ZONE 047 BLDGS 75/A/B/C/F/K, BLDGS 75L/P/R/S/X/Y/Z  |FACP @B75 - RM. 120 47 [Br5/48-1, -2 2010158 2 15 | 48T1.1 CA.208 PR.176 TO MDF2, CA201 PR.327 TO 75T1.1, CA7505 PR.20 TO 75-112 TO 75-120.FACP.01, PR.1
'6_|B76 — 123A  |B76 — 123A  |FIRE_ZONE 048 BLDGS 76/76K/76L/78 FACP @B76 — RM. 123A 48 |B76/48-1, -2 2010159 2 16 | 4871.1 CA208 PR.177 TO MDF2, CA.208 PR.806 TO 76T1.1 TO 76—123AFACP.01, PR.1
7 |B77 — 1974 |B77 — 197 FIRE_ZONE 049 BLDGS 77/79/79A FACP @B77 — RM. 197 49 |B77/48-1, =2 2010160 2 17 | 48T1.1 CA208 PR.178 TO MDF2, CAT231 PR.92 TO 2MDF3, CA.301 PR.733 TO 77T1.1 TO 77-119.FACP.01, PR.1
JA [B77A - 103  |B77A - 103 FIRE ZONE 050 BLDGS 77A/H/J/K/L/M BLDGS 77N/P/Q/R/T/U FACP @B77A — RM. 103 50  [B77A/48-1, -2 2010161 2 18 | 48T1.1 CA.208 PR.179 TO MDF2, CAT231 PR.93 TO MDF3, CA.301 PR.734 TO 77T1.1, CA.7701 PR.112 TO 77T1.2,
CA.7702 PR.4 TO 77AT1.1 TO 77A-103.FACP.01, PR.1
0 |B80 — 0044  [B8O — 098 FIRE ZONE 051 BLDGS 80/80A FACP @B80 - RM. 098 51 [B80/48-1, -2 2010162 2 19 | 48T1.1 CA.208 PR.180 TO MDF2, CA.204 PR.265 TO 80T0.1 TO 80—020.FACP.01, PR.1
2 |B82 - 100 B82 - 100 FIRE ZONE 052 BLDG 82 FACP @BB2 — RM. 100 52 [B82/48-1, -2 2010163 2 20 | 4871.1 CA.208 PR.193 TO MDF2, CA.203 PR.42 TO 71BT1.1 CA.8201 PR.5 TO 82T1.1 TO 82-100.FACP.01, PR.1
13 |B83 — 154 B83 — 150 FIRE_ZONE 053 BLDGS 83/83A FACP @B83 — RM. 150 53 |B83/48-1, -2 2010164 2 21 | 48T1.1 CA.208 PR.194T0 MDF2, CAT231 PR.87 TO MDF3, CA.301 PR.573 TO 83T1.1 TO 83—150.FACP.01, PR.1
14 [B84 — 269 B84 — 107 FIRE ZONE 054 BLDGS 84/84B FACP @B84 — RM. 107 54 |B84/48—1, —2 2010165 2 22 | IN PROGRESS
5 B85 -213 B85 - 101 FIRE ZONE 055 BLDGS 85/A/D/E/F/G BLDGS 85H/J/K FACP @B85 — RM. 101 55  |B85/48-1, -2 2010166 2 23 | 4871.1 CA.208 PR.196 TO MDF2, CAT231 PR.91 TO MDF3, CA.305 PR.27 TO 72T1.1 TO 72—102 .FACP.01, PR.1
5B |B85B — 127 |B85B — 119  |FIRE ZONE 056 BLDG 85B FACP @B85B — RM. 119 56 |B88/48-1, —2 2010167 3 3 | IN PROGRESS
18 [B88 — 096 B88 - 096 FIRE ZONE 057 BLDGS 83,/88B/88C/88D BLDG 67C TRAILERS FACP @BB8 — RM. 096 57 B88/48-1, -2 2010168 2 24 | 48T1.1 CA.208 PR.197 TO MDF2, CA.121 PR.111 TO MDF1, CA.102 PR.75 TO B88T0.1 TO B88-067.FACP.01, PR.1
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