FIRE ALARM CONTINGENCY PLAN

SOFTWARE MAPPING LIST

ig | Telco Closet FACP Location Digitize Receiver Text Description EOL Wire Nos For CIRCUIT BLDG. 48 Pair | Routing (Terminal Nos)

lo. | Room No. Line 1 Line 2 Line 3 Line 4 Input No. Digitize System NUMBER | Terminal Block TSC to add termination details

0 | B90 — 0027C |CP35/RM. 0026G | FIRE ZONE 058 BLDGS90,908/C/F/G/H BLDGS90J/K/P/Q/R FACP @B90 — RM. 0026G 57 B90/48-1, -2 2010169 2 25 | 48T1.1 CA.208 PR.198 TO MDF2, CA.T121 PR.122 TO NDF1, CA.101 PR.474 TO 9070.1 TO 90-0026G.FACP.01, PR.1
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3 B1| B1 — 405 B1 — ROOM 330 | FIRE ZONE 065 UCB BLDG 1 FACP @B1 — ROOM 330 65 UCB B1/48-1, -2 2010170 3 1 | IN PROGRESS

} B3| B3 — 117 B3 — ROOM 198 | FIRE ZONE 066 UCB BLDG 3 FACP @B3 — ROOM 198 66 UCB B3/48-1, -2 3 2 | IN PROGRESS
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