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LD MID-16 MODULE TYPE |MXL NO. 02-S0B oLD MID-16 MODULE TYPE |MXL NO. 02-S0B oLD MID-16 MODULE TYPE |MXL NO. 02-S0B oLD MID-16 MODULE TYPE |MXL NO. 02-S0B
ADDRESS | DESCRIPTION TERMINATION & NO. ADDRESS ADDRESS | DESCRIPTION TERMINATION & NO. ADDRESS ADDRESS | DESCRIPTION TERMINATION & NO. ADDRESS ADDRESS | DESCRIPTION TERMINATION & NO. ADDRESS
2B01 SPRINKLERS—BASEMENT TB1, No. 1 |MID 16, No. 1-50A 2-201-1 2B17 SD'S (4) ROOM 2109 TB1, No. 1 |MID 16, No. 2-50A| 2-201-17 2B33 RISER VALVE TB1, No. 1 [MID 16, No. 3-50A| 2-201-33 TB1, No. 1 |MID 16, No. 4-50A| 2-201-50
SD'S ROOMS 1165-1175 (3
2802 SPRINKLERS—FIRST FLOOR | TB1, No. 2 |MID 16, No. 1-50A| 2-201-2 2B18 DAMPER SHUTDOWN © TB1, No. 2 |MID 16, No. 2-50A| 2-201-18 2B34 ISOLATION VALVE-BASEMENT | TB1, No. 2 |MID 16, No. 3-50A| 2-201-34 2G85  [TROUBLE - RP1001 PANEL TROUBLE| BT, No. 2 [MID 16, No. 4-50A| 2-201-50
2803 | SPRINKLERS — 2ND FLOOR | TB1, No. 3 |MID 16, No. 1-50A| 2-201-3 2819 |ROOM 1156 HALON ON MANUAL| TBT, No. 3 |MID 16, No. 2-50A| 2-201-19 2835 | ISOLATION VALVE-FIRST FLOOR| TB1, No. 3 |MID 16, No. 3-50A| 2-201-35 2686 | TROUBLE — VESDA PANEL TROUBLE| TB1, No. 3 |MID 16, No. 4-50A| 2-201-51
2B04 | SPRINKLERS— THIRD FLOOR| TB1, No. 4 |MID 16, No. 1-50A| 2-201-4 2820 | SD’S ROOM 1156-HALON DUMP| TB1, No. 4 |MID 16, No. 2-50A| 2-201-20 2B36 | ISOLATION VALVE-SECOND FLR| TB1, No. 4 |MID 16, No. 3-50A| 2-201-36 2687  |RISER LOW AIR PRESSURE | TB1, No. 4 |MID 16, No. 4-50A| 2-201-52
2805 | SPRINKLERS—FOURTH FLOOR TB1, No. 5 |MID 16, No. 1-50A| 2-201-5 2821 S0’ FIRST FLOOR DOOR CLOSER | TB1, No. 5 |MID 16, No. 2-50A| 2-201-21 2B37 | ISOLATION VALVE-THIRD FLOOR| TB1, No. 5 |MID 16, No. 3-50A| 2-201-37 2688 |ISOLATION VALVE TB1, No. 5 |MID 16, No. 4-50A| 2-201-53
2806 | SPRINKLERS—FIFTH FLOOR | TB1, No. 6 |MID 16, No. 1-50A| 2-201-6 2822 | SD'S SECOND FLOOR DOOR CLOSER | TB1, No. 6 |MID 16, No. 2-50A| 2-201-22 2B38 | ISOLATION VALVE-FOURTH FLOOR| TB1, No. 6 |MID 16, No. 3-50A| 2-201-38 2689 | VESDA —1ST STAGE ALARM | TBT, No. 6 |MID 16, No. 4-50A| 2-201-54
2B07 | SPRINKLERS—=SIXTH FLOOR | TB1, No. 7 |MID 16, No. 1-50A| 2-201-7 2823 | FOB'S (3) & HEAT DETECTORS BASEMENT| TB1, No. 7 |MID 16, No. 2-50A| 2-201-23 2B39 | ISOLATION VALVE—FIFTH FLOOR| TB1, No. 7 |MID 16, No. 3-50A| 2-201-39 2G90 | VESDA —2ND STAGE ALARM TB1, No. 7 |MID 16, No. 4-50A| 2-201-55
2B08 | SPRINKLERS & PENTHOUSE| TB1, No. 8 |MID 16, No. 1-50A| 2-201-8 2824 | FCBS (4) & HEAT DETECTORS ISTFLR | TB1, No. 8 |MID 16, No. 2-50A| 2-201-24 2840  |ISOLATION VALVE-SIXTH FLOOR| TBT, No. 8 [MID 16, No. 3-50A| 2-201-40 2691 | VESDA —3RD STAGE ALARM | TB1, No. 8 |MID 16, No. 4-50A| 2-201-56
2803 | ROOVE H1ET a3k WA O TB2, No. 1 |MID 16, No. 1-50A| 2-201-9 2825 | FOB'S (4) & HEAT DETECTORS 2D FIR | B2, No. 1 |MID 16, No. 2-50A| 2-201-25 2841 |ISOLATION VALVE-PENTHOUSE | TB2, No. 1 |MID 16, No. 3-50A| 2-201-41 2692 | SD-FACP TB2, No. 1 |MID 16, No. 4-50A| 2-201-57
2B10 | SPRINKLERS - BLDG. 50C TB2, No. 2 |MID 16, No. 1-50A| 2-201-10 2B26 | FOB'S (3) & HEAT DETECTORS 3RD FIR | 1B, No. 2 |MID 16, No. 2-50A| 2-201-26 2B42 | SD’S EACH FL & PENTHOUSE | TB2, No. 2 |MID 16, No. 3-50A| 2-201-42 TB2, No. 2 |MID 16, No. 4-50A| 2-201-58
2B11 | SPRINKLERS FIRST FLOOR, 50E | TB2, No. 3 |MID 16, No. 1-50A| 2-201-11 2827 | FobRn ke, S0 FOR DOOR HODERS " 700 o, 3 |MID 16, No. 2-50A| 2-201-27 2843 |SD'S ELEVATOR CAPTURE | T8B2, No. 3 |MID 16, No. 3-50A| 2-201-43 TB2, No. 3 |MID 16, No. 4-50A| 2-201-59
SPRINKLERS-PARKING GARAGE /50A FCB'S (3) HD'S, SD'S FOR DOOR HOLDERS ISOLATION VALE 50A SECOND FLOOR
2812 | o sos 08 by B2, No. 4 |MID 16, No. 1-50A| 2-201-12 2828 | i Kbee > TB2, No. 4 |MID 16, No. 2-50A| 2-201-28 2B44 | WEST BALCONY FOR 50¢ TB2, No. 4 |MID 16, No. 3-50A| 2-201-44 TB2, No. 4 |MID 16, No. 4-50A| 2-201-60
SPRINKLERS- 50A WEST FCB'S EJ?} HD'S, SD'S FOR DOOR HOLDERS
2B13 HINDOWS PROTECTION TB2, No. 5 [MID 16, No. 1-50A| 2-201-13 2B29 SIXTH FLOOR TB2, No. 5 [MID 16, No. 2-50A| 2-201-29 2B45 RISER VALVES TB2, No. 5 [MID 16, No. 3—-50A| 2-201-45 B2, No. 5 2-201-61
0814 | ok SRR S0 e | B2, No. 6 |MID 16, No. 1-50A] 2-201-14 2830 | bRmipheNO MEAT DETECTOR 782, No. 6 |MID 16, No. 2-50A| 2-201-30 9846 | LOW HAD AR PRESSURE 50E | TB2, No. 6 |MID 16, No. 3-50A| 2-201-46 182, No. 6 2-201-62
2B15 | SD'S, 50€, DOOR CLOSERS TB2, No. 7 |MID 16, No. 1-50A| 2-201-15 2B31 | FCB'S (2), HD'S THIRD FLOOR 50C| TB2, No. 7 |MID 16, No. 2-50A| 2-201-31 2B47 | TROUBLE - SYSTEM 3 PANEL | TB2, No. 7 |MID 16, No. 3-50A| 2-201-47 182, No. 7 2-201-63
82, No. 8 2-201-15 SD'S RM 3133 82, No. 8 2-201-32 TB2, No. 8 |MID 16, No. 3-50A| 2-201-48 MOI RIBBON UNPLUGGED 82, No. 8 2-201-64
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