FIRE ALARM RISER DIAGRAM

Sheet Notes:
1. Heat detector shall be installed within 24" of sprinkler head.
2. Refer to Sheet FA-01 for panel details and FA-02 for mounting details.
3. Heat and smoke detector shall be accessible at the top of the shop. Heat and smoke detector shall be mounted in the access hatch/door. Door shall be within 6" of the elevator shaft.
4. See Sheet FA-05 for detailed diagram, point-to-point layout for campus networks for fiber and digitize systems.
5. Maximum of 300 feet from the monitored device.