Sheet Notes:

1. Heat and smoke detectors may not be required depending on elevator design. If required, electrical contractor shall install heat detector within 24" of sprinkler head. Elevator contractor shall provide access door to these detectors. Heat and smoke detector shall be mounted in the access hatch. Door shall be within 6" of the elevator shaft.

2. See sheet FA-02 for mounting details.