FIRST FLOOR DEMOLITION AND CONSTRUCTION KEY PLAN

SCALE: 1/32" = 1'-0"

Sheet Notes:

1. REMOVE (1) ELECTRICAL EQUIPMENT AND DEVICES. RE-INSTALL AFTER NEW 2-HOUR WALL CONSTRUCTION. REPLACE THROUGH PROTECTION PROTECTION CEILING SYSTEM FOR (1) CONDUIT AND 2-HOUR ENCLOSURE FOR (1) EQUIPMENT AND DEVICES.

2. NOT USED

3. NOT USED

4. (1) PANEL: ROMAN 225A. BUS 480V/277V. 3A. 4W.
   AGED LOAD: CIRCUIT 9 - 400 WATTS