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NOTES:

1. REWIRE ZONES 2C31, 2C40 AND 2C41 AND NOTIFICATION CIRCUIT TO “MXL”
PANEL AFTER “MXL” SYSTEM IS FULLY TESTED AND COMMISSIONED WITH
COMMUNICATION TO “LLNL” CONNECT NEW WIRING TO THE FIRST SMOKE

DETECTOR PREVIOUSLY WIRED FROM “SYSTEM 3“ FIRE ALARM CONTROL
PANEL AT BUILDING 51,
OLD MOM—4—01—64C [MODULE TYPE |[MXL-01-64C
ADDRESS DESCRIPTION TERMINATION & NO. ADDRESS
2C31  |SMOKE DETECTOR AT MXL-01-64C | TBL, TERMINALS 9.101112|  CZM—4 NODE 3 : 01
2C40  |FCB, BLDG 64C SUBSTATION AREA|TBI, TERMINALS 1234  CZM—4 NODE 3 : 02
2C41  [SD'S, INSIDE BLDG 64C SUBSTATION ARFA | TBI, TERMINALS 56,7,8|  CZM—4 NODE 3 : 03
N/A SPARE TB1, TERMINALS 13,14,15,16 N/A N/A
DRAWN BY AD DATE
TITLE 2 64C FIRE ALARM SYSTEM lLess 7/26/2004
MRC 7/26/2004
CONSTRUCTION MOM—4-01-64C AND MOM-4-02-64C APPROVED BY 106 7/26,/2004
CAD FILE PATH 00019563
A WIRING DIAGRAM SHE i
6/15/2005 DRAWING NO. SHEET
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