NOTIFICATION APPLIANCE CIRCUITS VOLTAGE DROP CALCULATIONS

SATTERY CALCULATIONS

FIRE ALARM FUNCTION CHART
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FIRE CALL BOX
AREA SMOKE DETECTOR
SMOKE DETECTOR WITH RELAY BASE
AT ELEVATOR LOBBY (PRIMARY FLOOR)
SMOKE DETECTOR WITH RELAY BASE
AT ELEVATOR LOBBY (REMAINING FLOORS)
SMOKE DETECTOR AT ROLL-UP DOOR OPENING
HEAT DETECTOR AT ELEVATOR MECHANICAL ROOMS
FIRE SPRINKLER WATER FLOV SWITCH (FLOOR)
FIRE SPRINKLER WATER FLOV SWITCH
(ELEVATOR MACH. ROOM)
SMOKE DETECTOR AT ELEVATOR MACHINERY SPACE
VALVE POSITION SUPERVISORY SWITCH
AC POWER FAILURE
SYSTEM FAULT
NOTE 1 THE WON DOOR PROTECTING THE STH FLOOR EAST STAIR OPERATES ONLY UPON ALARM OF ANY ALARM INITIATING DEVICE LOCATED
ON THE 5TH FLOOR EAST OF THE 2 HR HORIZONTAL SEPARATION.
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UTILITY BUILDING DUCT SMOKE DETECTOR CAT SUPPLY FANS)

HSSD LABORATORY BUILDING SUPPLY FANS AHU-1 & AHU-2 (WHILE FAN OPERATING)
1SSD LABORATORY BUILDING SUPPLY FANS AHU-1 & AHU-2 (WHILE FAN NOT OPERATING)
HSSD CLEAN ROOM SUPPLY FAN (AHU-3)

HSSD CLEAN ROOM SPACE

HSSD INTERSTITIAL SPACES (ABOVE CLEAN ROOM AND CHASES)

NOTE 1: AUTOMATIC FAN SHUTDOWN FOR AHU-1, AHU-2 & AHU-3 OCCURS ONLY AFTER A 30 SECOND TIME DELAY FOLLOWING THE APPROPRIATE ALARM.

NOTE 2@ THIS FUNCTION CHART IDENTIFIES AUTOMATIC FAN SHUTDOWN AND DAMPER CLOSING ACTIONS, ONLY. REFER TO THE FUNCTION CHART ON FA0.6
FOR MANUAL FAN SHUTDOWN AND DAMPER CLOSING ACTIONS RESULTING FROM THE FAN SHUTDOWN DAMPER CLOSING PANEL.

DRAWING INDEX

4B67E148 DRAWING INDEX,FUNCTION CHARTS,VOLTAGE DROP CALCULATIONS.
4B67E149 VOLTAGE DROP CALCULATIONS.

4B67E150 VOLTAGE DROP CALCULATIONS.

4B67E151 RISER DIAGRAM-INITIATING DEVICES.

4B67E152 RISER DIAGRAM-NOTIFICATION DEVICES.

4B67E153 CONTROL UNIT ARRANGEMENT FAP-001-67.

4B67E154 CONTROL UNIT ARRANGEMENT FAP-002-67

4B67E155 CONTROL UNIT & PWR SUPPLY ARRANGEMENT FAP-003,-004,-005-67.
4B67E156 VESDA CONTROL & POWER SUPPLY.

4B67E157 CONTROL UNIT ARRANGEMENT FAP-006-67

4B67E158 FAN SHUTDOWN & DAMPER CLOSING CNTRL,RISER PART. PLAN.
4B67E159 HAZARDOUS MATERIAL & OXYGEN SENSOR SYSTEM.

4B67E160 1ST FLOOR PLAN.

4B67E161 2ND FLOOR PLAN.

4B67E162 2ND FLOOR CLEAN ROOM PARTIAL PLAN.

4B67E163 3RD FLOOR PLAN.

4B67E164 4TH FLOOR PLAN.

4B67E165 5TH FLOOR PLAN.

4B67E166 6TH FLOOR PLAN.

4B67E167 ROOF FLOOR PLAN

4B67E168 UTILITY BLDG 1ST & 2ND FLOOR PLANS.
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