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STORAGE
L1-01
@ SMOKE DETECTOR, ADDRESS AS NOTED HSSD|  HIGH SENSITIVITY SMOKE DETECTOR (HSSD) 1. SEE DRAWINGS A4.2.1 AND A4.2.2 FOR THE
L1-02 LOCATION OF OCCUPANT NOTIFICATION
APPLIANCES IN THE CORRIDORS.
DUCT SMOKE DETECTOR, ADDRESS AS NOTED —O— HSSD SAMPLE PIPING AND SAMPLE ORIFICE
L1-03 2. SEE ARCHITECTURAL REFLECTED CEILING
(]  FIRE CALL BOX, ADDRESS AS NOTED ROLL-UP DOOR RELEASE (INSTALLED UNDER SEPARATE SECTION) P epa T SPECIFIC LOCATIONS OF
L1-04 _ RrI
@ SMOKE DETECTOR WITH REMOTE INDICATOR, ADDRESS AS NOTED FSD FIRE SMOKE DAMPER (INSTALLED UNDER SEPARATE SECTION)
L1-04 __Rp
@ SMOKE DETECTOR WITH RELAY BASE, ADDRESS AS NOTED EOL END-OF-LINE DEVICE
L1-04
== SIDEWALL MOUNTED SMOKE DETECTOR, ADDRESS AS NOTED @ JUNCTION BOX
— FIRE ALARM SYSTEM CONTROL UNIT (MXL) —— FIRE ALARM CONDUIT (3/4-INCH UNLESS OTHERWISE NOTED)
V-01_15 cd
STROBE, APPLIANCE NUMBER & MINIMUM CANDELA RATING AS NOTED KFIRE ALARM CIRCUIT IDENTIFICATION
A-0 0 cd
> HORN/STROBE, APPLIANCE NUMBER AND MINIMUM CANDELA AS NOTED L1/L2 - 1-PAIR; SLC/IDC LOOP <L1 THROUGH L14)
A-0 Al - 1 PAIR #14; AUDIBLE NAC CIRCUIT (Al THROUGH A8)
V1/ve/V3 - 1 PAIR #14; VISUAL NAC CIRCUIT (V1 THROUGH V20>
> HORN, APPLIANCE NUMBER AND MINIMUM CANDELA AS NOTED RCC - 1 RS232 FOR REMOTE ANNUNCIATION
(TYPICAL UN® TYPICAL UNLESS NOTED OTHERWISE DRAWN BY .y DATE/ Y.
) 05/20/2013
REMOTE COMMAND CENTER (RCC-2) A S U | LT BLDG—6/7 FIRE ALARM CHECKED BY
L1-05 - LDD 7/8/2013
FIRE SPRINKLER VALVE SUPERVISORY SWITCH, ADDRESS AS NOTED 4TH FLOOR PLAN APPROVED BY \1eD) 7/8/2013
L1-06
FIRE SPRINKLER WATERFLOW SWITCH, ADDRESS AS NOTED "
DOOR HOLDER (INSTALLED UNDER SEPARATE SECTION) O 6 / 1 7 / 1 5 UNIVERSITY OF CALIFORNIA DRAWING NO. SHEET
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