FACP MODIFICATIONS GENERAL NOTES

1) IN GENERAL, WORK SHALL INCLUDE, BUT NOT BE LIMITED TO THE DETAILED DESIGN,
FABRICATION, PROCUREMENT, AND INSTALLATION OF THE COMPLETE FIRE PROTECTION

/N—34US ZN—34US /U—-35DS /U—-35DS SM—-30 ZU-35DS SM—-30 BP—30 SYSTEMS ADDITIONS AND MODIFICATIONS AS INDICATED ON THE CONTRACT DRAWINGS,
MOD 24 MOD 23 MOD 22 MOD 21 MOD 20 MOD 19 MOD 18 MOD 17 INCLUDING:
ISO VALVE 870 TS RISER DSD 1 (ROOF) DSD 3 (ROOF) BYPASS SD RM 257 (1) | AHU SHUTDOWN
1ST FLR 203-11  peb 205 oo 50318 20318 AHU SHUTDOWN | 203—24 RM 263 ALL PENETRATIONS THROUGH WALLS, FLOORS AND CEILINGS NECESSARY FOR THE
, INSTALLATION OF THE FIRE PROTECTION SYSTEMS INCLUDING THE INSTALLATION OF
ISO VALVE SPARE DSD 2 (ROOF) DSD 4 (ROOF) SPARE SD's RM 263 (3)| AHU SHUTDOWN APPROVED FIRESTOP ASSEMBLIES NECESSARY TO MAINTAIN THE DESIGNED FIRE
@ @ 2ND FLR 20312 203-18 203-18 1 203-23 RM 257 RESISTANCE RATING OF THE WALL, CEILING, OR FLOOR ASSEMBLY.
CONNECTIONS TO THE EXISTING FIRE ALARM SYSTEM AS INDICATED.
7 8 9101112 7 8 9101112 7 8 9101112 7 8 9 10 1112 71819 [10[11]12 @ SYSTEMS AND DEVICE TESTING.
‘ , . ) . ) /L L T T
2-203-12 2-203-18 2-203-18 \ ALL NECESSARY PERMITS.
p . CKT. 2—203-23 —  CKT. 2-203-24
TO/FROM FACP T0/FROM FACP 123456 123456 123456 123456 123405 6||1]2]5/4/5/6||1]2]5]4]5]|6 2)  THE SUBCONTRACTOR SHALL BE RESPONSIBLE FOR ESTABLISHING AND IMPLEMENTING ALL
[ - - - e /] | | | SAFETY PROGRAMS AND PROCEDURES FOR THIS PROJECT AND SHALL COMPLY WITH ALL
— — == | | - B | | — 528311 5_203—22 5_o03-18 50318 5 5 FEDERAL, STATE AND LOCAL SAFETY AND HEALTH REGULATIONS.
) 0 j SD RM 257 \ y L L 3)  THE CONTRACT DRAWINGS ARE DIAGRAMMATIC ONLY. THE SUBCONTRACTOR SHALL
‘ 2-205-24 DETERMINE THE ACTUAL MEASUREMENTS AND MAKE ANY AND ALL SUCH LENGTH AND
= = h OFFSET ADJUSTMENTS AS MAY BE NECESSARY TO COMPLETE THE INSTALLATION AT NO
| SD RM 263 \ J ) ) CHANGE IN THE CONTRACT PRICE. THE DRAWINGS ARE NOT INTENDED TO RELIEVE THE
| 2-203-23 SUBCONTRACTOR OF ANY RESPONSIBILITY FOR AVOIDING CONFLICTS OR OBSTRUCTIONS,
OR FOR INSTALLING THE NUMBER OF SPRINKLERS AND SUPPLY PIPING AS REQUIRED TO
i I 0 PROVIDE COMPLETE PROTECTION OF THE DESIGNATED AREAS IN ACCORDANCE WITH THE
— j? L REQUIREMENTS OF THE REFERENCED STANDARDS AND THESE SPECIFICATIONS. WRITTEN
I h APPROVAL SHALL BE OBTAINED FROM THE UNIVERSITY’S REPRESENTATIVE PRIOR TO
0 MAKING ANY MAJOR DEVIATIONS FROM THE ARRANGEMENT AND LAYOUT SHOWN ON THE
DRAWINGS.
@ / BP—30 BP—30 SR—32 SR—35 ) BP—30
MOD 40 MOD 39 MOD 38 MOD 36 MOD 34 4)  ALL EQUIPMENT SHALL BE NEW, AND APPROVED AND/OR LISTED BY UNDERWRITERS'
LABORATORIES OR FACTORY MUTUAL.
—L - 5)  SYSTEM, EQUIPMENT, INSTALLATION, AND MATERIALS AND METHODS USED SHALL COMPLY
SEE DETAIL A '
WITH THE FOLLOWING:
BELOW
THE REQUIREMENTS OF THE LAWRENCE BERKELEY NATIONAL LABORATORY.
1 2ND FLOOR PARTIAL FIRE ALARM PLAN - ADDITIONS AND MODIFICATIONS NATIONAL FIRE PROTECTION ASSOCIATION (NFPA) 72 NATIONAL FIRE ALARM CODE
SCALE:  1/8"=1-0" 2007 EDITION.
CALIFORNIA BUILDING AND FIRE CODES.
PROJ. ,
UE NoRTH  NORTH MANUFACTURER’S RECOMMENDATIONS AND GUIDELINES.
6)  ALL NEW CONDUIT SHALL BE MINIMUM 2 INCH DIAMETER.
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000 @ REPLACE EXISTING ZU-35 WITH NEW ZU—35DS. RETURN ZU-35 TO THE UNIVERSITY. 1. THE DOCUMENTATION FOR THE EXISTING FIRE ALARM CONTROL PANEL ARRANGEMENT (L.E.
RECORD DOCUMENTS) PROVIDED BY THE UNIVERSITY ARE NOT ACCURATE AND DO NOT
257 REPRESENT THE EXISTING CONDITIONS. THE FACP MODIFICATIONS SHOWN ABOVE REPRESENT
@ REPLACE EXISTING ZU-35 WITH NEW SM—30. RETURN ZU—-35 TO THE UNIVERSITY. THOSE AREAS IN THE EXISTING FACP REQUIRING MODIFICATIONS FOR THIS SCOPE OF WORK, ® ® ® ® ® ® ® ® ® ® @ ®
ONLY. NO OTHER AS—BUILT INFORMATION HAS BEEN PROVIDED.
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