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OLD MID—16 MODULE TYPE | MXL 03—-64C
ADDRESS | DESCRIPTION TERMINATION & NO. ADDRESS
2F01 | AC POWER FAILURE N/A N/A N/A
COMMON PANEL TROUBLE
2802 |NX—316 / TRX 225 N/A N/A N/A
2E03 | TROUBLE, GROUND VALUE N/A N /A N/A
2E04 | TROUBLE, PANEL BATTERY FAILURE N/A N/A N/A
2F05 | RISER VALVE TB1, No. 1 | MID 16, 1-71C 3—204—1
2F06 | RISER VALVE TB1, No. 2 | MID 16, 1-71C 3-204—2
2F07 | RISER VALVE TB1, No. 3 | MID 16, 1-71C 3-004—3
2F08 | ISOLATION VALVE TB1, No. 4 | MID 16, 1-71C 3-204—4
WATERFLOW — SPRINKLERS
2E11 | WATERELOW = SPRIN TB1, No. 5 | MID 16, 1-71C 3—-204-5
WATERFLOW — SPRINKLERS
WATERFLOW — SPRINKLERS
N/A | SD AT "FACP” TB1, No. 8 | MID 16, 1-71C 3—-204-8
2F15 | FIRE CALL BOX, TRLR 71B | TB2, No. 1 | MID 16, 1-71C 3-204—9
2E16 | FCB (1) AT TRLR 71R TB2, No. 2 | MID 16, 1-71C 3-204-10
N /A SYSTEM TROUBLE TB2, No. 3 | MID 16, 1-71C 3—204—11
2E14 | SD AT 71T, 71X, 71W TB2, No. 4 | MID 16, 1-71C 3—204—12
71C TRAILER |- 8/28/2007
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