NOTES:
1. EQUIPMENT TO REMAIN
2. EQUIPMENT TO BE REMOVED
3. EQUIPMENT TO BE REIZED
4. SEE DET. SHEETS FOR REF. DRAW

LEGEND:
OG: OXYGEN
DG: DCP T.Q.C. TERMINATION ABT CABINET

ABBREVIATIONS:
ACC: NEW POWER CIRCUIT
HCG: NEW HUTCHING CIRCUIT CABLE

DISTRIBUTION LIST:
2-ELECTRICIAN HBG (PLT 1 & 2)
1-HEAT P/L HBG

SOUTH WALL - NEW PANEL ARRANGEMENT

EXISTING PANEL ARRANGEMENT

SOUTH WALL - SECTION A

NORTH WALL - SECTION B

PLAN