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[A] EXISTING FIRE ALARM CONTROL PANEL NEW HSSD ALARM DISPLAY HSSD LEVEL 1 ALARM (ENCLOSURE) @ RACEWAY JUNCTION BOX (1) REMOVE EXISTING SMOKE
DETECTORS, BELL, BOXES, AND
() EXISTING SMOKE DETECTOR PRESSURE OPER WATERFLOW SWITCH MG HSSD LEVEL 2 ALARM (ENCLOSURE) — — EXISTING FIRE ALARM CONDUIT RACEWAY.
T
e
@ NEW SMOKE DETECTOR VALVE POSITION SUPERVISORY SWITCH NEW BELL/STROBE —C— NEW 2 INCH FIRE ALARM CONDUIT §§ @%é\\x
AN
Hssp| NEW HSSD DETECTOR SPRINKLER LOW AIR SUPERVISION NEW STROBE @ HSSD SAMPLE ORIFACE 4 2 0 4’ 8’
e
NEW POWER SUPPLY EPO ABORT (ENCLOSURE) QIE]  EXISTING BELL —H— HSSD SAMPLE PIPE GRAPHIC SCALE: 1/4" = 10"
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