FIRE ALARM PLAN - FLOOR 1

SCALE: 3/32" = 1'-0"

DEVICE DESIGNATION LEGEND

INITIATING DEVICES

DEVICE REFERENCE NUMBER

AUDIBLE/VISUAL CIRCUIT DESIGNATION

STROBE CANDELA RATING

DEVICE SYMBOL (SMOKE DETECTOR)

DEVICE SYMBOL (HORN/STROBE)

1. All styles of class "A" circuit shall be installed such that branching and interconnecting cables are separated from other wiring and from other electrical equipment and systems. The initiating device shall be in a test fixture with a test hose connected to it and a test hose installed adjacent to it. All devices shall be installed according to the plans and specifications.

2. All fire alarm systems shall be designed and installed in accordance with the National Fire Protection Association (NFPA) standards and the International Building Code (IBC).

EXAMPLES:

AUDIBLE / VISUAL CIRCUITS:

DEVICE SYMBOL (SMOKE DETECTOR)

DEVICE REFERENCE NUMBER

AUDIBLE/VISUAL CIRCUIT DESIGNATION

STROBE CANDELA RATING

DEVICE SYMBOL (HORN/STROBE)