KEY NOTES

1. New fire alarm raceway and conductors from the existing fire alarm control units to the devices and appliances shown in the project area. All fire alarm circuits to be Class A.

2. New smoke detectors (Siemens FE-17).

3. New combination bell/strobe. Strobe is a Siemens ST-90-RETRO-R. Strobe plate bell is a 6 inch Siemens MBDC-6 motor bell.

4. Upon undulator smoke detectors and AHU duct smoke detector alarm, fire alarm relay circuit will send a signal to digital controls to shutdown 77-AHU-047 and 77-AHU-036 fans.