PLAN — SECOND FLOOR FIRE CALL BOXES, BELLS, STROBES, AND HEAT DETECTORS

REFERENCE DRAWINGS
1. 48800004 BLDG 80 FIRE ALARM SYSTEM BASEMENT PLAN
2. 48800005 BLDG 80 FIRE ALARM SYSTEM FIRST FLOOR PLAN
3. 48800002 BLDG 80 FIRE ALARM SYSTEM INTERCONNECTION DIAGRAM
4. 48800003 BLDG 80 FIRE ALARM SYSTEM LOGIC

O&M TO FIELD
AS—BUILT REMOVED HEAT DETECTORS

FIRE ALARM SYMBOLS
- MANUAL ALARM BOX (FULL STATION AND PULL BOX)
- HEAT DETECTOR
- HEAT DETECTOR — PENDANT TYPE
- SMOKE DETECTOR
- FLOW DETECTOR/SWITCH
- TAMPER DETECTOR/SWITCH
- VALVE WITH TAMPER DETECTOR/SWITCH
- CS & YY VALVE (OUTSIDE SCREW & YOKE, RISING STEM)
- STROBE AND BELLS AS ONE ASSEMBLY
- STROBE ONLY
- BELL ONLY
- ILLUMINATED EXIT SIGN, SINGLE FACE
- DOOR HOLDER, 24 VDC

0 & M DEPARTMENT
FACILITIES DEPARTMENT

FIRE ALARM SYSTEM
2ND FLOOR PLAN