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OLD MID-16 MODULE TYPE | MXL NO. 1-66 LD MID-16 MODULE TYPE | MXL NO. 1-66
ADDRESS | DESCRIPTION TERMINATION & NO. ADDRESS ADDRESS | DESCRIPTION TERMINATION & NO. ADDRESS
1001 | FCB/HD HI BAY TB. 1 NO. 1 MID-18 NO. 1-62 | NODE 2: 01 1C17 | WFS HI BAY TB. 1 NO. 1 MID-16 NO. 2-62 | NODE 2: 14
1002 | FCB/HD BASEMENT TB.1NO. 2 | MID-16 NO. 1-62 | NODE 2: 02 1018 | WFS BASEMENT TB.1NO. 2 | MID-16 NO. 2-62 | NODE 2: 15
1003 | FCB/HD 1ST FLOOR WEST TB.1NO. 3 | MID-16 NO. 1-62 | NODE 2: 03 1019 | WFS 1ST FLOOR TB.1NO. 3 | MID-16 NO. 2-62 | NODE 2: 16
1C04 | FCB/HD 1ST FLOOR EAST TB.1NO. 4 | MID-16 NO. 1-62 | NODE 2: 04 1020 | WFS 2ND FLOOR TB. 1 NO. 4 | MID-16 NO. 2-62 | NODE 2: 17
1C05 | FCB/HD 2ND FLOOR WEST TB.1NO. 5 | MID-16 NO. 1-62 | NODE 2: 05 1C21 | WFS 3RD FLOOR TB.1NO. 5 | MID-16 NO. 2-62 | NODE 2: 18
1C06 | FCB/HD 2ND FLOOR EAST 8. 1 NO. 6 MID-16 NO. 1-62 | NODE 2: 06 1C22 | SD 1ST/3RD LOOBY/EL MACH RM| TB. 1 NO. 6 | MID-16 NO. 2-62 | NODE 2: 19
1007 | FCB/HD 3RD FLOOR WEST TB.1NO. 7 | MID-16 NO. 1-62 | NODE 2: 07 SD 2ND FLOOR LOBBY TB.1NO. 7 | MID-16 NO. 2-62 | NODE 2: 20
1008 | FCB/HD 3RD FLOOR EAST TB. 1 NO. 8 | MID—16 NO. 1-62 | NODE 2: 08 1023 | NOT USED N/A N/A N/A
1009 | FCB/HD ROOF TB. 2 NO. 1 MID-16 NO. 1-62 | NODE 2: 09 1024 | NOT USED N/A N/A N/A
1010 | FCB/HD TRAILER 62A TB. 2NO. 2 | MID-16 NO. 1-62 | NODE 2: 10 1025 | RISER & TRAILER ISO VLV SUPV | TB. 1 NO. 8 | MID-16 NO. 2-62 | NODE 2 21
1C11 | LOW WATER PRESSURE N/A MID-16 NO. 1-62 N/A 1026 | HI BAY ISO VLV SUPV TB. 2 NO. 1 MID-16 NO. 2-62 | NODE 2: 22
1C12 | HIGH WATER PRESSURE N/A MID-16 NO. 1-62 N/A 1C27 | BASEMENT ISO VLV SUPV TB. 2NO. 2 | MID-16 NO. 2-62 | NODE 2: 23
1013 | WFS TRAILER 62A TB. 2NO. 3 | MID-16 NO. 1-62 | NODE 2: 11 1C28 | 1ST FLOOR 1SO VLV SUPV TB. 2 NO. 3 | MID-16 NO. 2-62 | NODE 2: 24
1014 | DRY CHEM DISCHARGE 62C.D TB. 2NO. 4 | MID-16 NO. 1-62 | NODE 2: 12 1C29 | 2ND FLOOR SO VLV SUPV TB. 2 NO. 4 | MID-16 NO. 2-62 | NODE 2: 25
1015 | SYSTEM 3 SUPERVISION TB. 2NO. 5 | MID-16 NO. 1-62 | NODE 2: 13 1030 | 3RD FLR/ROOF 1SO VLV SUPV TB. 2NO. 5 | MID-16 NO. 2-62 | NODE 2: 26
1016 | MX—203 TROUBLE N/A N/A N/A 1C31 | NOT USED N/A N/A N/A
FORMERLY MX=203 (TR—113) 1032 | MX—203 TROUBLE N/A N/A N/A
FORMERLY MX—203 (TR-114)
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