CNFIRE ALARM FLOOR PLAN — UPPER ROOF [EVEL
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NOTES:
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2.

ARU T1 = AHU-01 FAN SHUT DOWN INTERPOSING RELAY CIRCUIT FROM FIRE ALARM CONTROL PANEL.
AHU T2 = AHU-02 FAN SHUT DOWN INTERPOSING RELAY CIRCUIT FROM FIRE ALARM CONTROL PANEL.
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