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DESIGNER OF CONTRAC™ DOC JMENTS

YA
HY'T Corporation

Fire Protection Engineers and Consultants
3498 Clayton Road - Suite 101 Concord, California 94519
Phone: (925) 681-2731 FAX: (925) 681-2733

INSTALLATION CONTRACTORS NAME & ADDRESS:

W. BRADLEY
ELECTRIC, INC.

90 Hill Road,
Novato, CA 94945

Tel (415) 898-1400 Fax (415) 898-5991

PRODUCT MANLFACTJRER

25821 Industrial Boulevard, Suite 300
Hayward, California 94545-2991

Tel (510) 783-6000  Fax (510) 293-2100

California State C10 License No. 758796
U.L. Certificate ID No. 324787-001

JOB NANE & LOCATICN (STREET ADDRESS)

UNIVERSITY OF CALIFORNIA
reeroee] i LAWRENCE BERKELEY NATIONAL LABORATORY

,,,,,,,,, FACILITIES DIVISION

BUILDING 74
FIRE ALARM

LBNL SEISMIC
PHASE 2

One Cyclotron Road,
Berkeley, California 94720
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