Final Schedule

Jul 20
== Work Order % Description 2 Lead Craft % [Mon Tue Wed Thu Fri Sat Sun
7 [ ol il Gl

= Location : 001-0401 (1 item) (Total=1)

1

W0220686

'PMNFPA72BLDG. 01 fire
~alarm system ITM(Donner
‘Weekly)

= Location : 002-0129A (1 item) (Total=1)

—

'W0219628

PMFOR 02 TK 009

= Location : 002-0129B (1 item) (Total=1)

—

W0217447

PMFOR02AHUO0T MATLIN
Stores

= Location : 002-0129E (1 item) (Total=1)

—

W0219626

Meonthly PM: 02 EG 068: READ
LONG DESCRIPTION!

= Location : 002-0130 (1 item) (Total=1)

1

W0219596

Grp PM Monthly -B02 FTU Unit /
PostBldg. FTU Shutdown

= Location : 006-1000 (1 item) (Total=3)

1

3

W0220898

Install gutters and unistrut
supports for radiation safety
shutters (R55)

FATSE1

FAOMP3(1x1)

W0220867

Riggers to participate in ALS
training

FATSR

[ | FAOMP:

2(1x8)
FAOMP2(1x8)

W0220272

QEW2 escort and contracior
support for ALS electrical tunnel

FATSE2

- work activities
= Location - 006-1095 (1 item) (Total=1)

'W0216425 PMFOR 06 BFP0O02 CITY FAOMP1

—_— WATER ; JANITOR'S ROOM
= Location : 006-1999 (1 item) (Total=1)

'W0220374 PMNFPA25BLDG. 6 sprinkler
h: ™

= Location : 006-2145A (1 item) (Total=1)

I FATSD II x4)

'W0216429  PMFOR 06 BFP006 hot &
—_— industrial; Machine Rm.

= 1 mnndioe - ANE 33931 71 ifnent FTaodal—A)
7/2/2020 10:04 AM

'FAOMP1

FAOMP1(1x1)




Final Schedule

=] Work Order

1 Lead Craft o

2 Description

HOLULdUUI UYL 1T TSI T ULan TR )

'W0216479

—

PM FOR 06 EX 002

Jul 20

Sun

Fri

Sat

FAOMP3(1 x

EWI‘.]EIBIIEI] PM FOR 06 GP 022 FAOMP3 IFADHP:iﬂ x13)
EWI‘.]EIBIIEE PM FOR 06 GP 023 FAOMP3 IFADHP:iﬂ x13)
EWI‘.]219464 PM FOR 06 GP 024 FAOMP3 I

= Location : 006-2270 (1 item) (Total=1)

'W0220145 PMFORO06 AHU-015 MATL

h’ Coming

= Location : 006A-0101 (1 item) (Total=1)

gFAGMPI

' W0218081
L

= Location :007-0199 (

Inspection of SW-A3 Bidg. 06A

FATSE2

1 item) (Total=1)

'W0220377 PMNFPA25BLDG.7/7A

— sprinkler ITM

= Location: 015-0152 (1 item) (Total=1)

W0220281 'PM NFPA72BLDG. 15fire
h ~alarm system ITM

= Location:017-0199 (1 item) (Total=1)

'W0214346
—

= Location :026-0104 (

§PM FOR 17BFP 001 FR gFAGMPI

1 item) (Total=1)

- (Parent) Install cantilever post
~and mount TV per engineering
i - specifications and penetration

— permi

= Location : 026-0135 (1 item) (Total=1)

wW0204928

'W0218887  Carpenters toremove damaged
floor tiles per listed EHS
- controls, then install new tiles.

= Location : 027-0199 (1 item) (Total=1)

I W0219069
= Location:030-0144 [i item) (Total=3)

7/2/2020 10:04 AM

PMFOR27BFP 001 FR

'FAOMP1

FAOMP3(1x.5)

FAOMP1(1x25)

FATSE2(1x1)

FATSD(1x1)

FATSD(1x8)
FATSD(1x8)

FAOMP1(1x1)

FATSC(1x8)
FATSC(1x8)

FATSC(1x8)
[ | FATSC(1x8)

FATSC(1x6)

FAOMP1(1x1)




Final Schedule

== Work Order % Description 2 Lead Craft 2
W0220290 PM NFPA72BLDG. 30fire FATSD
1 alarm system [TM
W0220558 PM NFPA25BLDG_30sprinkler FATSD
I™
W0220293 PM NFPA72BLDG. 30fire FATSD
3 alarm Audible & Function
Testing
= Location : 030-0199 (1 item) (Total=2)
- FAM Name : Bradford. Adam B (2 items)
,  W0219071 PMFOR30BFP 011 FR FAOMP1
W0219561 ES&EWPMFORBLDG. 30 FAOMP2
= Location :031-0100 (1 item) (Total=1)
- FAM Name : Escobedo.Carlos (1 item)
w0221071 PM For Building 31 Emerg. FAOML
1 Lights and Exit Signs
= Location : 031-0199 (1 item) (Total=1)
- FAM Name : Escobedo.Carlos (1 item)
W0220389 PM NFPA25BLDG_31/31A FATSD
1 sprinkler ITM
= Location : 033-0199X (1 item) (Total=2)
- FAM Name : Bradford. Adam B (2 items)
,  W0219073 PMFOR 33BFP 006 FR FAOMP1
W0219563 ES&EWPMFORBLDG. 33 FAOMP2
= Location : 033U-0101 (1 item) (Total=1)
=l FAM Name : Bradford.Adam B (1 rtem)
,  W0219567 ES&EWPMFORBLDG.33U FAOMP2
= Location : 034-0100 (1 item) (T otal=6)
= FAM Name : Reisinger.Richard D. (6 items)
,  W0219414 PMFOR 34 GP 016 FAOMP2
E W0219406 PM FOR 34 GP 008 FAOMP1
B W0219408 PM FOR 34 GP 009 FAOMP1
B W0219418 PMFOR 34 GP018 FAOMP1
E W0219420 PMFOR 34 GP 019 FAOMP1
W0219468 PMFOR 34 GP 012 FAOMP2

L

= Location : 034-0200 (1 item) (Total=/)

=1 FAM Mama - Raicinnar Bichard N (7 ol
7/2/2020 10:04 AM

[ FATSD(1x8)
[ FATSD(1x8)

Jul 20
Maon Tue Wed Thu Fri Sat Sun
06 |07 |08 |09 |10 |11 |12
FATSD(1x8) B FATSD(1x8)
FATSD(1x8) [ FATSD(1x8)

FATSD(1x8)
FATSD(1x8)

FATSD(1x8)

FAOMP1(1x1)

| FAOML(1x 1)

FAOMP1(1x1)

[ | FATSD(1x8)
[ | FATSD(1x8)

FAOMP2(1 x 8)

FATSD(1x1)

FAOMP2(1 x 8)

FAOMP2(1x1)




Final Schedule

Work Order

'W0219398

E

2 Description

PMFOR 34 GP 003

1 Lead Craft o

W0219400

-

PM FOR 34 GP 004

FAOMP2

- W0219402

E

PM FOR 34 GP 006

FAOMP2

W0219404

-

PM FOR 34 GP 007

FAOMP2

'W0219410

E

PMFOR34 GP 014

FAOMP2

EWI‘.]EIB"-IIE

-

PMFOR 34 GP 015

FAOMP2

gwuzmﬂﬁ

PMFOR34GP 017

FAOMP2

- W0219466

—

= Location : 034PIT001 (1 item) (Total=1)

EPMFDHMGPDH

W0216457

= Location : 034-ROF1 (1 item) (Total=2)

PMFOR34CT 001

FAOMP2(1x 5)

FAOMP2(1x15)

W0216459

PMFOR 34 CT 002

FAOMP2

'W0218088

= Location : 035-0100 (1 item) (Total=1)

Inspection of SW-A4 Bldg. 35 FATSE2

—

= Location:037-0199 [i item) (Total=2)

'W0220392  PMNFPA25BLDG.37/34

h sprinkler ITM

I FAOMP2(1x15)

sD {'I x1)

FATSE2(1x1)

'W0220546  PM NFPA25BLDG. 37 deluge
= 1™

= Location:037-0203 (1 item) (Total=4)

FATSD

?Alrsm? x1)

h@wuzmalzz PM FOR 37 GP 147 FAOMP1
hgwuzmam PM FOR 37 GP 148 FAOMP1

‘W0219426  PM FOR 37 GP 144 FAOMP1
hgwuzmalza PM FOR 37 GP 145 FAOMP1

= Location : 037-0299 (1 item) (Total=2)

7/2/2020 10:04 AM




Final Schedule

Jul 20
== Work Order % Description 2 Lead Craft % [Mon Tue Wed Thu Fri Sat Sun
| |09 Hir
- W0219376 PMfor37CT 102 FAOMP1 FAOMP1(1x4)
i . P1(1x4)

'W0219382 PMfor37CT 103 FAOMP1 FAOMP1(1x4) :I
E TFAOMPI(1 x4)

= Location : 046-0198 (1 item) (Total=3)
W0218543 PM for 46 ADF001 FATSE2 FATSE2(1x2)
W0218676 PM for 46 PNLOO1 FATSE2 i FATSE2(1x3)
wWo0218710 PM for 46 XFM049 FATSE2 I FATSE2(1x1)

= Location : 046-0199 (1 item) (Total=1)
‘'W0217464 PMFOR46AF001 MATLat FAOMP2 FAOMP2(1x2)

h: Stores

= Location : 047-0006 (1 item) (Total=1)

'W0218772  InstallTVmount&hang86™" TV FATSC
h - monitor @B47-0006
= Location : 050-4009 (1 item) (Total=1)

EWI]EITME? 'PMFORS50AF001 MATL

h Coming

= Location : 050-4099 (1 item) (Total=1)

anumpz

FATSD

'W0220407  PM NFPA25BLDG. 50 sprinkler

— 1™

= Location : 050A-0151 (1 item) (Total=1)

EWI]EITM?E 'PMFOR50AAF 002 MATL at

h Stores

= Location : 050A-0155 (1 item) (Total=2)

gFAGMPI

W0219843

PM FOR 50AAC 008

FAOMP2(1x1.75)

FATSD(1x 5)

FATSC(1x3)
FATSC(1x3)

FAOMP1(1:

EWI]EIBE"-IE PM FOR 50AAC FAOMH

= Location : 050A-0199 (1 item) (Total=3)

W0220401 PM NFPA25BLDG. FATSD(1x1)
h 50AS50C/50E sprinkler ITM

W0220540 PM NFPA25BLDG.50F FATSD FATSD({1x 5)

: preaction I TM

'W0220543 PM NFPA25BLDG.50A deluge FATSD I FATSD(1x 5)

: I™

= Location : 050A-3197 (1 item) (Total=1)
7/2/2020 10:04 AM




Final Schedule

== Work Order 1 Description n

'W0220992  Repair 3rdfloor lightingin
h -several locations.

Lead Craft #

'FAOML

= Location : 050A-4112 (1 item) (Total=1)

'W0220737  Performrounds onportableac FAOMP1
“unitinside Dr. Brandt's office
o -and drain condensate tank as

= Location : 050A-5194 (1 item) (Total=1)

'W0220993 - Repair lighting on the 5th floor in
h several locations.

FAOML

= Location : 050A-7101 (1 item) (Total=1)

'W0217470 PMFORS50AAF 001 MATL

h’ Coming

gFAGMPI

= Location : 050B-0243 (1 item) (Total=1)

'W0217477 PMFORDBS0BAF 002 MATL

h’ Coming

gFAGMPI

= Location : 050B-0244 (1 item) (Total=1)

'W0217475

L

'PMFORS50BAF 001 MATL
Coming

gFAGMPI

= Location : 050B-0299 (1 item) (T otal=4)

Jul 20

FAOML(1x8)
FAOML(1x8)

FAOMP1(1x1)

Thu

FAOMP1(1x1)

FAOMP1(1x1)

FAOMI

FAOML(1x4)
FAOML(1x4)

FAOMP1(1:

FAOMP1(1x3)

FAOMP1(1x2)

'W0221242 (Child) Place pumps inautoand FAOMP1 FAOMP1(1x2)

' closeinletand dischargevaves. |§] FAOMP1(1x2)

'W0221056 (Parent) Execute LOTO (LP- FATSE1 i FATSE1(1x3)

= 3610)

'W0220534 PM NFPA25BLDG.50B FATSD FATSD(1x 5)
' preaction I TM

W0220537 PM NFPA25BLDG._50Bdeluge FATSD I FATSD(1x 5)
= I™

= Location : 050B-1299 (1 item) (Total=1)

'W0220404  PMNFPA25BLDG.
—  50B/50D/50F sprinkler [TM

'FATSD

= Location : 050B-2265 (1 item) (Total=1)

'W0220755  LOTO supportfor contractor

h ‘work

'FATSE2

= Location : 053-0101 (1 item) (Total=1)

FATSD(1x1)

7/2/2020 10:04 AM



Final Schedule

=] Work Order

2 Description 2 Lead Craft 2

wo0210769 Install conduits and enclosures FATSE1

for Security Access Control

= Location : 054-0106 (1 item) (Total=2)
= FAM Name : Reisinger.Richard D. (2 items)

1 W0219891 PM FOR 54 RF 056 - Coffee Bar FAOMH

W0219893 PM FOR 54 RF 057 - Coffee Bar FAOMH

= Location : 054-0107 (1 item) (Total=4)
= FAM Name : Reisinger.Richard D. (4 iiems)

& W0219865 PM FOR 54 RF 003 FAOMH
W0219869 PM FOR 54 RF 033 FAOMH
W0219885 PM FOR 54 RF 051 FAOMH
W0219895 PM FOR 54 RF 061 FAOMH

= Location : 054-0108 (1 item) (Total=2)
= FAM Name : Reisinger.Richard D. (b items)

& Wo0219871 PMFORS54 RF 034 FAOMH
W0219873 PMFOR 54 RF 035 FAOMH
W0219875 PM FOR 54 RF 044 FAOMH
W0219881 PM FOR 54 RF 048 FAOMH
Wo0219889 PM FOR 54 RF 054 FAOMH

= Location : 054-0111 (1 item) (T otal=6)
= FAM Name : Reisinger.Richard D. (6 items)
W0221169 Cutinto cement to give FATSL
Plumber's access to pipes
@B54-0111 (4 Laborers, 8hrs.
i each, bdays)
Wo0219877 PM FOR 54 RF 045 FAOMH
W0219879 PM FOR 54 RF 046 FAOMH
W0219883 PM FOR 54 RF 049 FAOMH
Wo0219887 PM FOR 54 RF 052 FAOMH

7/2/2020 10:04 AM

FATSE1(1x8) FATSE1(1x8)
FATSE1(1x8) FATSE1(1x8)
FATSE1(1x8)
FATSE1(1 x8)

FATSE1(1x8)
FATSE1(1x
FATSE1(1x8)
FATSE1(1 x8)

FAOMH(1x15)

FAOMH(1x15)

FAOMH(1x1.5)
FAOMH(1x1.5)

FAOMH(1x1.5)

FAOMH(1x1.5)

FAOMH(1x2)
FAOMH(1x2)
FAOMH(1x15)

FAOMH(1x15)

FAOMH(1x15)

FATSL(1x8)

FATSL(1x8)

FATSL(1x8)

FATSL(1x8)
FATSL(1x8)
FATSL(1x8)
FATSL(1x8)
FATSL(1x8)

U

FAOMH(1x15)
FAOMH(1x15)

FAOMH(1x15)

FAOMH(1x15)

Jul 20
Mon Tue Wed Thu Fri Sat Sun
06 |07 |08 |09 |10 |11 |12




Final Schedule

=] Work Order

W0219897

2 Description

PM FOR 54 RF 062

- Location : 054-ROF1 (1 item) (Total=1)
- FAM Name : Reisinger.Richard D. (1 item)

1 W0219867

PM FOR 54 RF 026

5 Location : 055A-0101 (1 item) (Total=1)
- FAM Name : Guhierrez_ Myma (1 riem)

1 W0221185

Provide LOTO support for

vendorwork.

- Location : 055A-ROF1 (1 item) (Total=2)
- FAM Name : Guhierrez Myma (2 itlems)

W0217660

W0217663

Repairf/replace condensate
drain line and associated
supports for 55AAC 002. Also
add unions tothed
Repairf/replace condensate
drain line and associated
supports for 55AAC 003. Also
add unions tothed

- Location : 055-ROF1 (1 item) (Total=10)
- FAM Name : Guhierrez Myma (10 fiems)

wo0217129
1

wo217131
2

wo0217138
3

W0217590
4

wo217601
5

wW0217615
6

wW0217134
7

7/2/2020 10:04 AM

Repairf/replace condensate
drain line and associated
supports for 55 AC 040_Also
add unions tothed
Repairf/replace condensate
drain line and associated
supports for 55 AC 035_Also
add unions tothed
Repairf/replace condensate
drain line and associated
supports for55 AC 038_Also
add unions tothed
Repairf/replace condensate
drain line and associated
supports for55 AC 041_Also
add unions tothed
Repairf/replace condensate
drain line and associated
supports for 55 AC 022_Also
add unions tothed
Repairf/replace condensate
drain line and associated
supports for 55 AC 050_Also
add unions tothed
Repairf/replace condensate
drain line and associated
supports for55 AC 037_Also
add unions tothed

1 Lead Craft o

FAOMH

FAOMH

FAOMH

FATSF

FATSF

FATSF

FATSF

FATSF

FATSF

FATSF

FATSF

FATSF

Jul 20
Mon Tue Wed Thu Fri Sat Sun
06 |07 08 09 10 11 12

FAOMH(1x2)

FAOMH(1x2)

[§ FAOMH(Tx4) iiqtmmuu x4)
(= x

FATSF(1x2.5)

FATSF(1x2.5)

FATSF(1x2.5)

FATSF(1x2.5)

FATSF(1x2.5)

FATSF(1x2.5)

FATSF(1x2.5)

FATSF(1x2.5)

T T o o e T e 0 em— )

FATSF(1x2.5)




Final Schedule

== Work Order % Description 2 Lead Craft 2 Sat Sun
iE WirE
W0217136 Repairfreplace condensate FATSF
drain line and associated
= supports for 55 AC 039. Also
- add unions to the ,
W0217147 Repair/replace condensate FATSF | FATSF(1x25)
drain line and associated
2 supports for 55 AC 044_Also
- addunions tothed ,
W0217628 Repair andreplace condensate FATSF | FATSF(1x25)
drain line and associated
2 supports for 55 AC 020. Also
- addunions tot ,

= Location : 056-ROF 1 (1 item) (Total=1)

PMFORG56ARU001(Sched  FAOMH FAOMH(1x1.5)
-with Bldg 56 Occupants ) Please
1 leave lock on ladder open when

- done

= Location : 058C-0199A (1 item) (Total=6)

W02193899

, WO0218678  PM for 53APNLO14 FATSE2 FATSE2(1x3)
| C

, WO0218706  PM for 58AXFM158 FATSE2 I FATSE2(1x 1)

, WO0218539  PM for 53AADF001 FATSE2 I FATSE2(1x2)
| L

, 0218541  PM for 53 ADF001 FATSE2 I FATSE2(1x2)
| .

; WO0218674  PMfor 58 PNL101 FATSE2 I FATSE2(1x3)
| C

s 0218708  PM for 58 XFM036 FATSE2 I FATSE2(1x 1)
|

W0221146 Implement and release six FATSE2
LOTO permits: LP-3698, 3699,
3700,3701,3702and 3703

WO0219067 PM for 59 BFP006 FIRE RISER  FAOMP1
:

= Location : 059-1001 (1 item) (Total=4)

Wo0220004 (Parent) Bldg. cutage support;, FAOMP1 H FAOMPT(1
drop off portable § FAOMPI(ix2) § rFaOmMPT
generator/monitor and refuel ) § FAOMPT(ix{§ FAOMPT
generators as needed. )

Wo0220876 {Child) Outage support; Monitor FAOMP3 FAOMP3(1x2)
generators and refuel as TFAOMP3(Tx2)

needed.

o

7/2/2020 10:04 AM



Final Schedule

=] Work Order

WO0220877

wW0220875
4

2 Description

{Child) Outage support, drive

1 Lead Craft o

FATSR

tanker truck to B59 loading dock
{Child) Outage support; monitor FAOMP2

generators and refuel as

needed.

- Location : 059-1002 (1 item) (Total=1)
- FAM Name : Schroeter Peter James (1 item)
Join LOTO, removeandreplace FATSE1

W0218999
1

main circuit breaker n
PNL596A1A9A

- Location : 059-1003 (1 item) (Total=1)
- FAM Name : Schroeter Peter James (1 rtem)

W0217428

Disarm fire alarm points and
functions as per constructon

FATSD

manager instructions. (On going

until Nov

- Location : 059-1201 (1 item) (Total=4)
- FAM Name : Schroeter, Peter James (4 items)
PMNFPA25BLDG.59FRA001 FATSD

1 W0220359

W0220362

W0220365

W0220368

sprinkler ITM

PMNFPA25BLDG. 59 FRAD02 FATSD

sprinkler ITM

PMNFPA25BLDG.59FRAD03 FATSD

sprinkler ITM

PMNFPA25BLDG.59FRAD4 FATSD

sprinkler ITM

- Location : 059-3002 (1 item) (Total=1)
- FAM Name : Schroeter Peter James (1 rtem)

1 WO0221170

Switch FACP's to emergency
power during shutdown.

- Location : 059-4103 (1 item) (Total=5)
- FAM Name : Schroeter, Peter James (b items)

{Child) Remove existing door

FATSD

FATSC

and fabricate temporary door for
move and cools exhaust tubing.

(Parent) Setup move and oools FAOMH
inserverrooms 3102and4103.

Jul 20

Maon Tue Wed Thu Fri Sat Sun

06 |07 |08 09 10 11 12
-iﬂrsnu x3)
] FAOMP2(1x2)
-[i_ FAOMPZ{1x2)

.imsga_lﬂ
4 4 4
B FATSDOOx2) W FATSD(1x®)

I

-iﬁtlrsnu x1)

-iﬁursnu x1)

-iﬁursnu x1)

-iﬂTsnu x1)

e

W FATSC(xB) '

FATSC(1x4)

(I

FAOMH(1 x4)

FAOMH(1 x4)

FAOMH(1 x4)

AOMH(1 x4}

W0221618
1

W0221145
2

W0221614
3

W0221615

W0221616

{Child) Monitor move and cools
inserverrooms 3102and 4103
and drain as needed.
{Child) Monitor move and cools
and drain as needed.

{Child) Monitor move and cools
and drain as needed.

- Location : 062-0033 (1 item) (Total=2)
- FAM Name : Tafoya.Enc (2 iems)

7/2/12020 10:04

AM

FAOMP1

FAOMP2

FAOMP3

U

oy

W FAOMPZ{IxT)

j_ FAOMPZ{1x1)

i

FAOMP3(1

3

FAOMP3(1

10



Final Schedule

W0220431

—

= Location : 062B-0199 (1 item) (Total=1)

'PMNFPA25BLDG._62B
_preactionITM

'W0219973
1

= Location : 062F-0100 (1 item) (Total=1)

'62FARU001 TRANE CHILLER -

- 3rd Floor cooling (in Butler

Bldg.)

W0221423

—

= Location : 063-0101A (1 item) (Total=1)

Fabricate and Install wall
mounts for new workstations.

'W0218684

—

= Location : 064C-0100 (1 item) (Total=1)

Inspection of SW-AG Bldg. 64C

FATSE2

= Location : 065-0199 (

' W0220437

—

1item) (Total=1)

sprinkler ITM

PM NFPA25BLDG. 65/65A/65B

'W0218682

= Location : 066A-0100 (1 item) (Total=1)

Inspection of SW-AS Bldg. 66A

—

FATSE2

' W0220443

—

= Location : 067-1999 (1 item) (Total=1)

PMNFPA25BLDG.67/67A67L
sprinkler ITM

FATSD

= Location:067A-0102

(1item) (Total=4)

FATSD(1x.5)

FATSE2(1x1)

== Work Order % Description 2 Lead Craft 2 Tue Wed Thu Fri Sat Sun
| [oc T |07 N |[os )] fo [ 2 |
- W0220633 PM FOR 62 BR 007 FAOMP3 FAOMP3(1 x2)
W0219971 62 ARU007 CHILLER ; BOILER FAOMH " I FAOMH(1x2)
= ROOM

FATSE2(1x1)

FATSD(1x1)

7/2/2020 10:04 AM

= Location : 067-ROF 1 (3items) (Total=1)

'W0219368 {Child) Start Chiller and monitor FMCS(1x4) FMC5(1x4) FMCS(1x4)
h equipment until secured daily. B FMmcs(1x4) B rMcs(1x4)

'W0219975 67AARU001 Chiller, Water, Unit FAOMH I FAOMH(1x2)

' 1

W0219977 67AARU002 Chiller, Water, Unit FAOMH I FAOMH(1x2)

: 2

'W0219980 67AARU003 60 Ton Chiller, FAOMH FAOMH(1x2)

' Serves entire building, low load

1



Final Schedule

Jul 20

== Work Order 1 Description 1 Lead Craft 2

Tue Wed

Sun

'W0221061  OCx-B67Weekly Ongoing  FMCS
— ‘Monitoring

= Location : 068-0101 (1 item) (Total=2)

@ FMmcs(1x2)

W0219695 Monthly PM FOR 68 TK 004 FAOMP3(1x1)

'W0220575 PMNFPA25BLDG.68grid FATSD | | FATSD(1x1)

: booster pump ITM (weekly) .

W0219649 Monthly PM for 75 EG FAOMP3 I FAOMP3(1x1.75)
W0221087 PM For Building 68 Emerg. FAOML FAOML(1 x 5)

: Lights and Exit Signs

W0219651 PMFOR 75 TK 003 FAOMP3 I FAOMP3(1x1)

= Location : 068-0199 (1 item) (Total=1)

W0220446  PMNFPA25BLDG. 68/75F

—_— sprinkler ITM

= Location : 068TK001 (1 item) (Total=1)

FATSD(1x1)

W0220569 'PM NFPA25BLDG. 68 water
h - storage tank ITM
= Location : 069-0105 (1 item) (Total=1)

FATSD(1x1)

'W0221089  PM ForBuilding 69 Emerg.
—_— Lights and Exit Signs
= Location : 069-0199 (1 item) (Total=1)

FAOML(1x2)

W0220449  PMNFPA25BLDG.69s FATSD

—_— 1™

= Location : 070-0103 (1 item) (Total=1)

prinkler FATSD(1 x 5)

'W0217108  Troubleshootlow air flow in

—_— fume hood.

= Location : 070-0131 (1 item) (Total=1)

'W0221243  Space too hot; troubleshoot
h “room heating and cooling.

= Location : 070-0157 (1 item) (Total=1)

'W0221249  Investigate and identify gas 'FAOMP1
h source. (Access required)

= Location : 070-0199 (1 item) (Total=1)

'W0220455  PM NFPA25BLDG. 70 sprinkler

—_— 1™

= | aeatinan - NTINA_TT100 7M1 itaml MTatal=1%
7/2/2020 10:04 AM

FATSD(1x1)

FATSD




Final Schedule

== Work Order 1 Description

L S T AT F LR LWL D R TN B T i T ) I“IJ‘.I I“rlll"l“-ll II

W0221399  (Child) Concrete scanning
- support; disconnect seismic

- bracing and slide incubator
- forward.

1 Lead Craft o

FATSC

= Location: 070A-1117 (1 item) (Total=1)

'W0220956  Repair lights.

= Location : 070A-1199 (1 item) (Total=1)

W0220452  PMNFPA25BLDG. 70A

— -sprinkler ITM

= Location : 070A-2252 (1 item) (Total=1)

'W0221259  (Parent) Investigate and

: ~mitigate leak in office space
- 12252,

'FAOMP1

= Location : 070A-4408 (1 item) (Total=1)

- W0221261 Repair leak and rebuild

— flushometer.

= Location : 070ATK009 (1 item) (Total=1)

'W0219604  Grp PM Monthly -B70AFTU

_— Unit

= Location : 071-0099 (1 item) (Total=2)

'W0219552

—

PMFOR 71 GP 055

'FAOMP1

Jul 20

Tue

Fri Sat

FAOML(1x2)

FATSF(1x4)

FAOMP2(1 x 8)
FAOMP2(1 x8)

FAOMP1(1x1.5)
FAOMP1(1x1.5)

Sun

EWI‘.]219554 PM FOR 71 GP 056

§FAGMP1

= Location:071-0121 (1 item) (Total=1)

W0220635 PM FOR 71BR 005

= Location : 071-0146A (1 item) (Total=2)

FAOMP3(1 x

@] FaomMP1(1x15)
i | FAOMP1(1x15)

'W0214368  PM FOR 71 AHUO34 FAOMP1

'W0214370  PM FOR 71 AHU035 FAOMP1
= Location : 071-0148 (1 item) (Total=1)

'W0220267 PM FOR 71 AHU033 FAOMP1

—

7/2/2020 10:04 AM




Final Schedule

=] Work Order 2

Description

= Location : 0/1-0199 (1 item) (1 otal=2)

W0220622

—

PM for TRWfilter 71 FL 002
716-712

1 Lead Craft o

Jul 20

Mon Tue

Fri Sat Sun

- W0220624

PM for TRW filter 71 FL 003
6 -1M2

§FAOMP3

= Location: 071-0261 (1 item) (Total=1)

'W0219510

—

PMFOR 71 GP 020

gFAGMPI

= Location : 071B-0099 (1 item) (Total=1)

'W0220032

—

Install pressure relief valve

‘assembly @ 71B-0099 GWTS.

= Location : 071-ROF1 (1 item) (Total=3)

' W0214876

PM FOR 71 GP 065

FAOMP1

FATSF(1x3)

I FAOMP3(1>

FAOMP1(1x1)

FAOMP1(1x5)

W0214886

PM FOR 71 GP066

FAOMP1

I FAOMP1(1 x 5)

'W0219192

PMFOR 71 BL 056

FAOMP1

= Location : 071-ROF2 (1 item) (Total=1)

'W0214888

—

PM FOR 71 GPO6&7

gFAGMPI

= Location:072-0100 (

'W0221091

—

1 item) (Total=1)

PM For Building 72 Emerg.
Lights and Exit Signs

= Location : 072-0199V (1 item) (Total=2)

' W0220464

PMNFPA25BLDG.
T2M712A172B172C sprinkler ITM

FAOML(1x2)

I FAOMP1(1x1)

FAOMP1(1x1)

FATSD(1x 5)

W0220531

PMNFPA25BLDG. 72A/72B

preaction I TM

FATSD

= Location : 072A-0099 (1 item) (Total=2)

W0219645

—

Meonthly PM for 72EG

FAOMP3(1x1.79)

I FATSD(1x 5)

' W0219647

PMFOR 72TK 001

FAOMP3

= Location : 072A-0198 (1 item) (Total=1)

W0221121

—

PM For Building 72A Emerqg.

Lights and Exit Signs

= Location : 072B-0199 (1 item) (Total=1)

7/2/2020 10:04 AM

FAOML(1x2)

I FAOMP3(1x1)

14



Final Schedule

2

Work Order % Description 2 Lead Craft 2

§Wﬂ221 123 PM For Building 72B Emerg. EFA.GML
—_— Lights and Exit Signs

= Location : 072C-0150A (1 item) (Total=1)

'W0218720 Plumbers totroubleshootwater FATSF
fountain for leak and low
- pressure

= Location : 072C-0150B (1 item) (Total=1)

'W0221125  PM ForBuilding 72C Emerg.
—_— Lights and Exit Signs
= Location : 073-0001 (1 item) (Total=1)

'W0220819  Execute LOTO (LP-3733)
Isolate and depressunze gas
- lines for demolition of B73

= Location : 073-0099 (1 item) (Total=2)

gFAGMPI

EWI]EEI]?I?- PM FOR 73 BFP001 FR FAOMP1

Jul 20
Mon Tue Wed Thu Fri Sat Sun

FAOML(1x1)

FATSF(1x2)

FAOML(1x1)

FAOMP1(1x2)

FAOMP1(1x1)

'W0220715 PM FOR 73 BFP0O02 FAOMP1

= Location: 073-0101 (1 item) (Total=1)

'W0221093  PM ForBuilding 73 Emerg. FAOML
_— Lights and Exit Signs
= Location : 073-0199 (1 item) (Total=1)

'W0220528 PMNFPA25BLDG. 73/73A

— sprinkler ITM

= Location : 073A-0199 (1 item) (Total=1)

I 'W0220717 PM FOR 73ABFPOO1 FAOMP1

= Location : 074-0100B (1 item) (Total=1)

'W0221095  PMForBuilding74Emerg.  FAOML
_— Lights and Exit Signs

= Location : 074A-0101 (1 item) (Total=1)

'W0221097  PMForBuilding74AEmerg.  FAOML
_— Lights and Exit Signs

= Location:074B-0101 (1 item) (Total=1)

7/2/2020 10:04 AM

I FAOMP1(1x1)

‘I FAOML(1=x l}

FATSD(1x.5)

FAOMP1(1 x

FAOML(1x 3}

FAOML(1x.5)

15



Final Schedule

== Work Order 1 Description 1 Lead Craft 2

'W0221099  PMForBuilding74BEmerg. FAOML
h Lights and Exit Signs

= Location : 074-ROF1 (1 item) (Total=3)

BELDG 74 TRANE HEAT PUMP
1 Scedule 7/6/20 7?7?77 Pending

- Materials

W0220109

FAOMH(1x3)

Jul 20

Mon Tue Wed Thu Fri Sat Sun

T [ T L[ L
FAOML(1x5)

'W0219982 74ACO018PACAC -EastWing FAOMH
: Labs

I FAOMH(1x2)

- W0219984 74ACO19PACAC -WestWing FAOMH
: Labs

= Location : 075-0102 (1 item) (Total=1)

‘W0221101  PM For Building 75 Emerg.
— Lights and Exit Signs
= Location : 075-0199 (1 item) (Total=1)

'W0220470  PMNFPA25BLDG.
— 75/75AI75B/75C sprinkler ITM

= Location : 075A-0100 (1 item) (Total=1)

‘W0221127  PM For Building 75A Emerg.
— Lights and Exit Signs
= Location : 075B-0100 (1 item) (Total=1)

W0221129 PM For Building 75B Emerg.
— Lights and Exit Signs
= Location : 076-0123 (1 item) (Total=1)

'W0213723  Check active Alarms on both

T - systems ALC & JCI , assist
- -other crafis on controls issues

= Location : 076-0199 (1 item) (Total=4)

'W0219488 KC -66-76 Monthly

—

FATSD(1x1)

I FAOMH(1x2)

FAOML(1x2)

FMCS(1x4)

FMCS(1x4)

FAOME(T =1}

FAOML(1x2)

FMCS(1x4)

FMCS(1x4)
FMCS(1x4) f

FAOMP3(1 x

Wo0219712 Monthly PM FOR 76 TK 015 FAOMP3

'W0220473 PM NFPA25BLDG. 76/76L FATSD
: sprinkler ITM

I FAOMP3(1x1)

............. I FATSD(1x.5)

- W0220626 B76 Fuel Spill Containment FAOMP3
: Basin 7/6-712

= Location : 076-0199X (1 item) (Total=1)

'W0219745  Monthly PM for Ethanol Tank
—_— AGST 76 motor pool

= Location : 076-0206 (1 item) (Total=1)

I FAOMP3(1 x 5)

7/2/2020 10:04 AM

16



Final Schedule

== Work Order 1 Description

1 Lead Craft o

W0217512 FAOMH to Replace dirty filter m FA.DMH
—_— 'HVAC ductwork :

= Location : 076-0207 (1 item) (Total=1)

§WI‘.]2211I‘.]3 PM For Building 76 Emerg. EFA.GML
—_— Lights and Exit Signs

= Location : 076-0223C (1 item) (Total=1)

W0220772 'FAOML toreplace2burnedout FAOML
— lights inmen’s restroom ceiling

= Location : 076-0235 (1 item) (Total=1)

'W0217371  DataLog PNL E447A 'FATSE2

= Location : 077-0123 (1 item) (Total=1)

'W0219919 PM FOR 77 RF 003

= Location :077-0199 (1 item) (Total=3)

Jul 20

FATSE2(1x4)
FATSE2(1 x4)

FAOMH(1x 1)
FAOMH(1x 1)

FAOMH(1x3)

FAOML(1x2)
FAOML(1x2)

FAOML(1x2)

'W0220479  PMNFPA25BLDG. 77 sprinkler FATSD(1x 5)

' IT™

'W0219653  Monthly PM for 77 EG 094 FAOMP3 I FAOMP3(1x1.75)
W0219655  PM FOR 77 TK 005 FAOMP3 I FAOMP3(1x 1)

= Location : 077-0199X (1 item) (Total=1)

W0219921 PM FOR 77 RF 004

= Location : 077A-0199 (1 item) (Total=1)

'W0220476  PMNFPA25BLDG.77A FATSD

— sprinkler ITM

= Location : 077-SKID (1 item) (Total=3)

'W0207331 (Parent) Prepare chiller ARU0D4
' for vendor Retubing

FATSD(1x 5)

FAOMH(1x8)
- FAOMH(1x8)

FAOMH(1x 1)
FAOMH(1x 1)

'W0219986 T77ARUO03 TRANE CHILLER- FAOMH FAOMH(1x2)
' B775KID INBACKOFEBLDG
W0219988 77ARU004 TRANE CHILLER- FAOMH FAOMH(1x2)
' B775KID INBACKOFEBLDG

= Location : 078-0199 (1 item) (Total=1)

7/2/2020 10:04 AM

17



Final Schedule

2

Work Order

2 Description

1 Lead Craft o

__Illilléuvu22u432

= Location : 079-0199 (1 item) (Total=1)

L

'PMNFPA25BLDG. 78/76K
sprinkler ITM

gFATsn

'W0220353

'PM NFPA25BLDG. 79 sprinkler
Im™™

gFATsn

= Location : 079A-0199 (1 item) (Total=1)

L

'W0220350

'PMNFPA25BLDG.79A
sprinkler ITM

= Location : 080-0199 (1 item) (Total=2)

—

- W0220485

PM NFPA25BLDG. 80 sprinkler
™

Jul 20

Mon Tue
FATSD {1 x.5)

FATSD(1x 5)

FATSD(1x 5)

Wed

Thu
|09

Fri

FATSD(1x1)

Sat

Sun

' W0220488

PMNFPA25BLDG. 80A
sprinkler ITM

FATSD

= Location:081-0101 (1 item) (Total=1)

'W0219612 ES&EWPMFORBLDG. 81 FAOMP2(1>
= Location : 082-0100 (1 item) (Total=3)

'W0219709 Monthly PM FOR 82 TK 004 FAOMP3(1x1)

'W0220590 PMNFPA25BLDG.82gnd FATSD | | FATSD(1x1)

' booster pump ITM (weekly)

'W0219614 ES&EWPMFORBLDG. 82 FAOMP2 I FAOMP2(1>

L

L

I FATSD(1x 1)

= Location : 083-0100 (1 item) (Total=1)

—

‘W0221113

PM For Building 83 Emerg.
Lights and Exit Signs

'FAOML

= Location : 083-0199 (1 item) (Total=2)

—

'W0219739

PMFOR 74 TK 014

'FAOMP3

FAOMP3(1x1)

FAOML(1x1)

' W0219586

ES&EWPMFOREBLDG. 83

§FAOMP2

= Location : 083A-0199 (1 item) (Total=1)

—

= Location : 084-0055 (

—

'W0219588

ES&EWPMFOREBLDG. 83A

'W0219661

1 item) (Total=1)

§PMFGH34TKmM

= | aratinn - NRA_NDTNAR M itam) ITatal=21
7/2/2020 10:04 AM

FAOMP3(1x1)

I FAOMP2(15

FAOMP2(1:

18



Final Schedule

=] Work Order

2 Description

WA LIWFIE O WL W WY 1 1 Ilulll! 1 nwrLoan LJ

- FAM Name : Lucacher. Robert Howard (2 items)

1 W0218464

. W0218466

PMFOR24BR 009 MATLIn
Stores

PMFOR24BR 0010 MATLIn
Stores

- Location : 084-0108 (1 item) (Total=2)
- FAM Name : Lucacher. Robert Howard (2 items)

1 W0219735

W0219743

Monthly PM for 84 EG 112

PMFOR 84 TK 007

- Location : 084-0191 (1 item) (Total=1)
- FAM Name : Lucacher. Robert Howard (1 riem)

1 WO0221115

PM For Building 84 Emerg.
Lights and Exit Signs

- Location : 084B-0092 (1 item) (Total=4)
- FAM Name : Lucacher. Robert Howard (4 items)

1 W0219657

W0219659

W0219990

W0219992

Monthly PM for 84B EG 099
PM FOR 84B TK 003

84BARU001 YORK SCREW
CHILLER

84BARU002 YORK SCREW
CHILLER

- Location : 084B-0200 (1 item) (Total=1)
- FAM Name : Lucacher. Robert Howard (1 riem)

1 W0221133

PM For Building 84B Emerqg.
Lights and Exit Signs

- Location : 084-ROF1 (1 item) (T otal=9)
- FAM Name : Lucacher. Robert Howard (9 items)

1 W0219252

W0219254

W0219256

W0219264

Wo0219272

W0219274

W0219276

W0219278

7/2/2020 10:04 AM

PMFOR&84BL0OO01

PM FOR 84 BL 002

PMFOR 84BL 003

PMFOR84BL0O07

PMFOR 84 BL012 A312ea

PMFOR84BLO013

PMFOR84BLO14

PMFOR 84 BL0O15

1 Lead Craft o

FAOMP3

FAOMP3

FAOMP3

FAOMP3

FAOML

FAOMP3

FAOMP3

FAOMH

FAOMH

FAOML

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

| FAOMP3(1 x4)

FAOMP3(1x1.75)

FAOMP3(1x1)

FAOMP3(1x1.75)

FAOMP3(1x1)

FAOMP3(1x4)

FAOML(1x25)

FAOMH(1x2)

FAOMH(1x2)
FAOML(1x 1)

FAOMP1(1x1)
FAOMP1(1x1)
FAOMP1(1x1)
FAOMP1(1x1)
FAOMP1(1x1.3)
FAOMP1(1x1)
FAOMP1(1x1)

FAOMP1(1x1)

O e e ) ) () ) )

Jul 20
Mon Tue Wed Thu Fri Sat Sun
06 |07 08 09 10 11 12
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Final Schedule

== Work Order 1 Description 1 Lead Craft 2

—I 'W0219280 PMFOR84BL016

FAOMP1

= Location : 085-0103 (1 item) (Total=1)

W0220864  LOTO, replace 85VFDO013 for

1 EGP—I—EE

'FATSE2

= Location: 085-0199 [i item) (Total=1)

'W0220628 Weekly PM testof 85ALT 096

— 716 - 7012

= Location : 085-0201 (1 item) (Total=1)

‘W0221117  PM For Building 85 Emerg.
— Lights and Exit Signs

= Location : 085B-0104 (1 item) (Total=1)

'W0221135 PM For Building 85B Emerg.
— Lights and Exit Signs

= Location : 086-0100 (1 item) (Total=1)

‘W0221119  PM For Building 86 Emerg.
— Lights and Exit Signs

= Location : 086-0199 (2 items) (Total=1)

W0220678  OCx-B86 Weekly Ongoing

— Monitoring

= Location : 086-ROF 1 (1 item) (Total=1)

W0213158  [Child of 213759] FAOMH to

HVAC to perform LO

| 'FAOMH
5 support FATSF PRV installation
1- on86HU001 and 86HU002.

= Location - 083-0045 (1 item) (Total=1)

'W0220631 PMFOR 88 BR 003

—

= Location : 090X-0101 (1 item) (Total=1)

'W0221446  Transport Teupen

| liftfrom B31
— toflex lab (B90X)

FAOMP1

= Location:091U-0101 (2 items) (Total=3)

EWI]EEII‘.]EE - OCx-MUP CHW Plant Review

; ~and modify chiller sequencing
h 500, implement changes

FMCS

7/2/2020 10:04 AM

Jul 20

Thu Fri Sat Sun

mem
FAOMP1(1x1)

FATSE2(1x4)
FATSE2(1 x4)

FAOMP3(1 x

FAOML(1x2)

FAOML(1x1)

FAOML(1x3)

B Fmcs(1x2)

FAOMH(1x8)
FA'I;}H H(1=x8)

FAOMP1(1x1)
FAOMP1(1x1)

FMCS(1x4) FMCS(1x4)

=] FM{?.‘.S{I x4)

20



Final Schedule

= FAM Name : Bradford Adam B (2 ems)

W0213917 (Parent) Remove and clean FAOMPI1
strainer

W0212416 Execute LOTO (LP-3665). FAOMP1

1

= Location : EMH093 (1 item) (Total=2)
= FAM Name : Schroeter. Peter James (2 iems)

wo0219048 Assist Projects by opening EMH FATSEZ2
covers for pictures.

W0220742 Provide traffic controlforhigh  FAOML
volt electricians & project
personnel while opening man
holes

= Location : HSITE2010 (1 item) (Total=1)
=l FAM Name : Schroeter.Peter James (1 item)

W0212824 Follow steps provided in the FATSC
long text.

= Location : HSITE2030 (1 item) (Total=1)
= FAM Name : Schroeter Peter James (1 item)
WwW0220760 Repair stairway. FATSC

1

1

= Location : HSITE3010 (1 item) (Total=1)
= FAM Name : Schroeter Peter James (1 item)
wWo0220770 Fire Alarm Support for PMTBFP FATSD
Fire Riser Testing 7/8
= Location : HSITE3030 (1 item) (Total=4)
- FAM Name : Schroeter,Peter James (4 items)
W0218743 (childtowW0215481) Flagging FATSL

1 support for painter roadway
work.

1

W0216231 Affix thermoplastic "No FATSP
Dumping! Drains to Creek"

- labels to storm drains (Phase 1).

wWo0217610 Affix thermoplastic "No FATSP
Dumping! Drains to Creek"

B labels to storm drains (Phase 2).

Wo0217611 Affix thermoplastic "No FATSP
4 Dumping! Drains to Creek"
labels to storm drains (Phase 3).

== Work Order % Description 2 Lead Craft 2

Jul 20
Maon Tue Wed Thu Fri Sat Sun
06 |07 |08 |09 |10 |11 |12
g FAOMP1(1x1) g FAOMP1(1x1) g FAOMP1(1x1)
FAOMP1(1x1) FAOMP1(1x1) FAOMP1(1x1)
J | FAOMP1(1 x2)
3 | FAOMP1(1x2)
[ | FATSE2(1 x 8)
[ | FATSE2(1x8)
=1 | FAOML(1x5)
[ | FAOML(1x5)
[H | FATSC(1x4)
= | FATSC(1x4)
FATSC(1x8) B FATSC(1x8)
= FaTsc(lE=] FATSC(1x8)
FATSC(1x8) FATSC(1x8)
FATSC(1x8)
FATSD(1x8)
FATSL(1x8) B FATSL(1x8)
FATSL(1x8) FATSL(1x8)
FATSL(1x8) FATSL(1x8)
FATSL(1x8) FATSL(1x8)
FATSP(1x8)
FATSP(1x8)
FATSP(1x8)
FATSP(1x8)
FATSP(1x8)
FATSP(1x8)
FATSP(1x8)
&1 FATSP{1x8)
| FATSP(1x16)
= | FATSP(1x16)
= | FATSP(1x16)

7/2/2020 10:04 AM

21



