Final Schedule

Jan 21
== Work Order 2 Description 2 Lead Craft * FAM Name Mon Tue Wed Thu Fri Sat Sun
11 12 (13 14 15 16 17
(m] (m] (m] |IE| (m]
- Location :001-0401 (2 items) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)
wo0235607 PMNFPA72BLDG._01 fire FATSD Tafoya.Enc FATSD(1x1)
1 alarm system ITM({Donner
Weekly)
- Location : 002-0100 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)
W0233927 Replace 106 emergency lights FAOML Reisinger.Richard | [ FAOML(1x8)
throughout B002 - light are not FAOML(1x 8)
. working and out of compliance. FAOML(1x8)
This is FAOML(1x8)
- Location : 002-0141 (1 item) (Total=2)
- Work Type Group : CMR. Hc (2 fiems)
W0235133 Leak from Line going to 02 AHU FATSF Reisinger.Richard | i | FATSF(1x2)
: 003 N | FATSF(1x2)
W0236959 PMT's toexecute LOTO for FAOMP1 Reisinger.Richard | ] FaOMP1(1x2)
Plumbingwork on 02 AHU 003. § | FAOMP1(1x2)
- Location : 006-1000 (1 item) (Total=4)
- Work Type Group : CMR, Eic (4 items)
1 W0235619 Cut/install trench covers for ALS FATSC Reisinger.Richard | x FATSC({Tx8) ;|
x x
W0236620 Remove old RF Modulators from FATSR ReisingerRichard || M FATSR(1x8)
2 ALS M FATSR(1x8)
| W FATSR{1x8)
W0236825 Flagging support for transport of FATSL Reizinger.Richard | FATSL{Tx8)
3 old RF Modulators from B&/B15 FATSL{1x8)
to B27 FATSL{1x8)
W0230656  Transport/install floor plate from FATSR Reisinger.Richard | N | FATSR(1x8) ’
B77to ALS Beamline 11.3.2 B | FATSR(1x8) ’
- (Schedule with FATSL & FASST B | FATSR(1x8) '
child WO)

- Location : 006A-0101 (1 item) (Total=1)
- Work Type Group : PMs (1 fiem)

W0236575 Inspection of SW-A3 Bldg. 06A° FATSE2

1

- Location : 015-0198 (2 items) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)
W0236230 ES&EWPMFOREBLDG. 15

1 FAOMP2

- Location : 015-0248 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)
W0237532 Troubleshoot SVAV-22

Temporary Occupancy Input
from T-Stat cycles ON/OFF @
B15-248

- Location : 030-0123 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)
1/8/2021 10:44 AM

FMCS

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

FATSE2(1x1)

FAOMP2(1x2)

FMCS(1 x86)




Final Schedule

1 Lead Craft * FAM Name

== Work Order 1 Description
Ww0231496 Troubleshoot Leaking Pipeand FATSF
add pipe supporton
i Eyewash/Shower Station (30 ES
- 123B) in 30-123

Rini.Chnstopher G

= Location : 031-0100 (1 item) (Total=1)

'W0237083  PM For Building 31 Emerg.
—_— Lights and Exit Signs

Rini.Chnstopher G

= Location : 033-0199X (2 items) (Total=1)

'W0232813  Fill/Repair hole along west
_exterior of B33 (photos

- _attached)

Rini.Chnstopher G

= Location : 033-0207 (1 item) (Total=1)

'W0233654  Verify separate Neutrals at 'FATSE1
h - Panel for future furniture setup

Rini.Chnstopher G

= Location : 033-0330 (1 item) (Total=1)

'W0229057  Build ashipping box fora
—_— furnace in 33-330

Rini.Chnstopher G

= Location : 033U-0198X (1 item) (Total=2)

W0236541

—

33U GS00112.47kV SF6 GAS

. 'FATSE2
'FILLED SW-GS-1-33U

Rini.Chnstopher G

Jan 21

FAOML(1x1)

FATSC(1x4)

FATSF(

FATSL(1x8)
FATSL(1x8)

FATSE1(1x3)

FATSE2(1x1)

33U GS00212.47kV SF6 GAS

W0236543
' FILLED SW-GS-2-33U

FATSE2

Rini.Chnstopher G

= Location : 034-0100 (1 item) (Total=1)

'W0237085  PM For Building 34 Emerg.
— Lights and Exit Signs

Reisinger,Richard |

= Location : 034-ROF 1 (1 item) (Total=1)

'HYPERCHLORINATION 34 CT FAOMP1

W0237042
5 001 for Cooling Tower Access

h “on 1/14/21

Reisinger,Richard |

= Location : 035-0100 (1 item) (Total=1)

'W0236577

—

Inspection of SW-A4 Bldg. 35 FATSE2

Reisinger,Richard |

= Location: 036-0101 (1 item) (Total=1)

'W0236573  Inspection of SW-A18&A2 Bidg.

— 36

FATSE2

Rini.Chnstopher G

= Location : 036A-0100 (1 item) (Total=1)

FAOMP1(1x15)
FAOMP1(1x1.5)

FATSE2(1x1)

I FATSE2(1x :}

1/8/2021 10:44 AM



Final Schedule

2 Description

1 Lead Craft * FAM Name

=] Work Order
Battery Bank PM Grizzly Peak FA.TSEE

'W0236491
— Substation 36A

Rini.Chnstopher G

= Location : 036A-0101 (1 item) (Total=1)

'W0236493  Inspection of Grizzly Peak

— ‘Substation

FATSE2

Rini.Chnstopher G

= Location : 037-0103 (1 item) (Total=1)

'W0237087

PM For Building 37 Emerg.

FAOML
Lights and Exit Signs

Reisinger,Richard |

= Location : 043-0101 (1 item) (Total=1)

'W0237089  PM For Building 43 Emerg.
— Lights and Exit Signs

Reisinger,Richard |

= Location : 045-0101 (1 item) (Total=1)

'W0237091  PM For Building 45 Emerg.
h Lights and Exit Signs

Reisinger,Richard |

= Location : 046-0125 (1 item) (Total=1)

'WO0234402  46-125 Airflow Measurement

— 'Needed

= Location : 046-0134 (1 item) (Total=1)

'W0234401  46-134 Airflow Measurement

— Needed

= Location : 046-0230 (1 item) (Total=1)

'W0213687  [Child of W0188479] Paint after |
_carpenters repair

: FATSP
h ‘frame/sheetrockinB46230

= Location : 046-0231 (1 item) (Total=1)

'W0237517  Correctlightingissuein Halwa'y
— at46-231 (lights out) _

= Location : 048-0100 (1 item) (Total=1)

'W0237093  PM For Building 48 Emerg.
h Lights and Exit Signs

Reisinger,Richard |

= Location : 048-0202 (1 item) (Total=1)

'W0237570

Disassembledeskanddiscard FATSC
pieces inwood hopperatB79

Reisinger,Richard |

= Location : 050-4090 (1 item) (Total=1)

Jan 21

Tue Wed Sun

Mon

Thu Fri

FAOML(1x.5)

FAOMH(1x3)

FAOMH(1x3)

FATSP(1x8)

FA'éSP{I x8)

FAOML(1x1)

x3)
1x)

1/8/2021 10:44 AM



Final Schedule

2 Description

1 Lead Craft * FAM Name

=] Work Order
Install cove base at the 4th floor

'W0234941
1& lobby.

FATSC

E=scobedo,Caros

= Location : 050-4099 (1 item) (Total=1)

'W0235412  PM NFPA25BLDG. 50 sprinkler

— 1™

FATSD

= Location : 050-5096 (1 item) (Total=1)

'W0234947  Replace missing cove base
— outside room 5056

= Location : 050A-0155 (1 item) (Total=2)

W0235007

PM FOR 50AAC 008

Jan 21

Mon Tue Wed

FATSC(1x2)

i FATSC(1x4)

Thu

Fri

Sat

Sun

EWI]EEEI]I]B PM FOR 50AAC

FAOMH

E=scobedo,Caros

= Location : 050A-0198X (1 item) (Total=1)

‘W0236545  50AGS00112.47kV SF6 GAS
—_— FILLED SW-GS-1-50A

FATSE2

= Location : 050A-0199 (1 item) (Total=5)

'W0236354 Meonthly PM for 50AEG 101

—

FAOMP3(1x1.75)

FATSE2(1x1)

g
X
=
b
4
-

'W0236356  PM FOR 50A TK 002 FAOMP3 | Escobedo.Carlos I FAOMP3(1x1)

'W0235406  PMNFPA25BLDG. FATSD  |EscobedoCarlos FATSD(1x1)
| 50A/50C/50E sprinkler [TM

'W0235542  PMNFPA25BLDG. 50F FATSD  |EscobedoCarlos FATSD(1x 5)
H preaction ITM

'W0235545 PMNFPA25BLDG.50A deluge FATSD Escobedo.Carlos I FATSD(1x.5)
o IT™

= Location : 050A-5190 (1 item) (Total=1)

'W0234959 Remove and replace faded cove

h base.

= Location : 050A-5194 (1 item) (Total=2)

'W0234948  (Parent) Patch and Paint

FATSC(1x3)

FATSP(1x8)

FAT;SF{I x8)

h _hallway wall surrounding panel | FATfSPn x8)
'W0236482  (Child) Disarm 5th floor halway FATSD Escobedo.Carlos FATSD(1x1) : FATSD(1x1)
2 smoke detectors for painters B rFaTrsD(1x1
- work._

= Location : 050A-6195 (1 item) (Total=1)

1/8/2021 10:44 AM



Final Schedule

=] Work Order

W0234958

2 Description

Remove andreplacecovebase FATSC
in 6th floor hallway between 50
and 50A

- Location : 050B-0243 (2 items) (Total=4)
- Work Type Group : CMR, Eic (1 item)

W0233274 Make Corrections to Panel FATSE2

1 Schedule and turninto

Facilities Electrical Engineering
- Work Type Group : Code Complaint PMs (3 items)

E W0236358 Monthly PM for 50BEG 095 FAOMP3
W0236360 PMFORS0BTKO0O1 FAOMP3
W0236240 ES&EWPMFORBLDG.50B FAOMP2

- Location : 050B-0299 (2 items) (T otal=3)
- Work Type Group : Code Complaint PMs (2 items)
W0235536 PMNFPA25BLDG.50B FATSD

1 preaction I TM
W0235539 PMNFPA25BLDG._50B deluge FATSD

I™
- Work Type Group : PMs (1 fiem)
W0236547 H0BGS00112 47kVSF6GAS FATSEZ2

: FILLED SW-GS-1-50B

- Location : 050B-1245 (2 items) (Total=1)
- Work Type Group : CMR, Eic (1 item)
Wo0210773 LOTO, install conduit, FATSE1

1 conductors and SO whips for IT

rack power connections
- Location : 050B-1299 (1 item) (T otal=1)
- Work Type Group : Code Complaint PMs (1 item)
& W0235409 PMNFPA25BLDG. FATSD
50B/50D/50F sprinkler ITM
- Location : 050B-5296 (1 item) (T otal=4)
- Work Type Group : CMR, Eic (4 items)
W0236615 Remove artframes and bulletin  FATSC
1 board from the wall prior to
painters work.
W0234970 (Parent) Patch and Paint S5th FATSP

- floor wall outside 5219
W0236617 (Child) Disarm 5th floor hallway FATSD

3 smoke detectors prior to

painters work.
W0234967 Remove and replace faded cove FATSC

4 base in 5th floor hallway

between 50 and 50B.

- Location : 050B-7203 (1 item) (Total=1)
-1 Work Type Group : PROJECTS (1 item)

1/8/2021 10:44 AM

1 Lead Craft * FAM Name

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

Jan 21
Maon Tue Wed Thu Fri Sat Sun
11 12 13 14 15 16 17
FATSC(1x4)
FATSE2(1x2)
FAOMP3(1x1.75)
FAOMP3(1x1)
FAOMP2(1x1)
FATSD(1x.5)
FATSD(1x.5)
FATSE2(1x1)
| BRI T

FATSD(1x1)

FATSC(1x3)
FATSP(1x8) FATSP(1x8)
FATSP({1x8) FATSP{1x8)

F FATSD(1x1) FATSD{1x1)

FATSD(1x1)

FATSC(1x3)




Final Schedule

=] Work Order

2 Description

1 Lead Craft * FAM Name

Wo0237071

Execute LOTO (LP-4040) and

'FATSEI1

release whenwork is complete.

E=scobedo,Caros

= Location : 054-0106 [1 item) (Total=2)

W0235087

PM FOR 54 RF 056 - Coffee Bar

Jan 21

FATSE1(1 x

FATSE1(1 =
FATSE1(1 =
FATSE1(1 x

W0235089

PM FOR 54 RF 057 - Coffee Bar FAOMH

E=scobedo,Caros

= Location : 054-0107 (1 item) (Total=2)

'W0235073

PM FOR 54 RF 051

iFADMH[I x15)

FADMHH x1.5)

W0235093

PM FOR 54 RF 003

§FAGMH

E=scobedo,Caros

= Location : 054-0108 (1 item) (Total=2)

- W0235069

PM FOR 54 RF 048

I FADMHU x15)

FAOMH(1x1.5)

W0235077

PM FOR 54 RF 054

FAOMH

E=scobedo,Caros

= Location : 054-0111 (2 items) (Total=3)

'W0235071

PM FOR 54 RF 049

FAOMH

E=scobedo,Caros

I FAOMH(1x15)

FAOMH(1x1.5)

W0235075

PM FOR 54 RF 052

FAOMH

E=scobedo,Caros

IFADMH[I x15)

W0235091

PM FOR 54 RF 062

FAOMH

E=scobedo,Caros

= Location : 054-0193 (1 item) (Total=1)

'W0233268

- Troubleshoot Bathroom EII"IBI..ISI FATSEZ2
Fan BL-20 Mot Working. .

= Location : 054-ROF1 [2 items) (Total=1)

'W0235095

PM FOR 54 RF 026

= Location - 055A-0101 (1 item) (Total=1)

W0218448

LOTO and electrical
verification/troubleshooting
- support for contractor work

'FATSE2

Gutierrez Myma

= Location : 059-0198X (1 item) (Total=1)

1/8/2021 10:44 AM

FATSE2(1x4)

FATSE2(1x4)

I FAOMH(1x2)

FAOMH(1x2)




Final Schedule

Work Order 2

Description

1 Lead Craft * FAM Name

] W0224248
-

Execute LOTO andrelease
whenwork is complete.

FATSE1

E=scobedo,Caros

= Location : 059-0199X (1 item) (Total=1)

'W0236428

Monthly PM FOR 59 TK 003

= Location : 059-1201A (1 item) (Total=1)

'W0236236

ES&EWPMFOREBLDG. 59

= Location : 059-4015(

'W0237158

1item) (Total=2)

(Parent) Remove and replace
heating valve. (2 stage work)

Jan 21

TAx2)

TAx2)

FAPMPE[I x2)

FATSF(1x4)

W0235217

{Child) Remove and replace
actuator and provide support for
heating valve replacement (2
stagework)

FAOMH

E=scobedo,Caros

= Location : 060-0199 (

'W0236242

1item) (Total=1)

ES&EWPMFOREBLDG.

'FAOMP2

Gutierrez Myma

= Location:061-0101 (

W0231658
.

1 item) (Total=1)

(Must do early while dark

lighting fed from PNL180
located in B61

_ 'FATSE1
~out/streetlights on) Identify site

Rini.Chnstopher G

= Location : 062-0033 (2 items) (Total=2)

- W0236996

W0232202

PM FOR 62BR 007

PMFOR62GP 016

gFAGMPI

= Location : 062-0034 (

' W0236306

1 item) (Total=2)

Monthly PM for 62 EG 102

FAOMP1(1x1)

FAOMP2(1x1)

FAOMP3(1x1.75)

fl FAOMH(1x2)

FATSE1(1x4)
FATSE1(1x4)

FAOMP3(1x2)

W0236308

PM FOR 62 TK 002

FAOMP3

Tafoya.Enc

= Location : 062-0109 (1 item) (Total=1)

'W0230257
N

faedmg twowiremold
receptacles

- Troubleshoot to identify circuits

FﬂTS E2

1/8/2021 10:44 AM

FATSE2(1x3)

I FAOMP3(1x1)




Final Schedule

2

= Location:062-0118 (

Work Order 2

'W0230548

L

Description

1item) (Total=2)

'PMFOR62AHU007 MATLs at
Tri Dim

FAOMP2

1 Lead Craft * FAM Name

W0230554

'PMFOR 62 AHUO08 MATLs at |

Tri Dim

FAOMP2

Tafoya.Enc

= Location : 062-0198X (1 item) (Total=2)

' W0236549

62G500112.47kV 5F6 GAS
FILLED SW-G5-1-62

FATSE2

FATSE2(1x1)

W0236551

62G500212.47kV 5F6 GAS
FILLED SW-GS5-2-62

FATSE2

Tafoya.Enc

= Location : 062-0199P (1 item) (Total=2)

'W0232204

L

PM FOR 62 GP 022

'FAOMP1

FAOMP1(1x1)

I FATSE2(1x1)

W0232206

PM FOR 62 GP 023

§FAGMP1

Tafoya.Enc

= Location : 062-0320 (

' W0226245
-l 3

1 item) (Total=1)

Install receptacle for pump
located in Utility Corridor near
'RM320

FATSE1

= Location : 062B-0199 (1 item) (Total=2)

' W0236310

Monthly PM for 62BEG 081 ICS
Node

I FAOMP1(1x1)

W0236312

PMFORG62B TK0&1

FAOMP3

Tafoya.Enc

= Location : 064-0199 (3 items) (Total=3)

W0236246

| I

W0237549

1

ES&EWPMFORELDG. 64

07:30- Ensure supply is open
(VM-829 and VM-846). Isolate
HPCW line (VM-824, VM-825),
bleed press

FAOMP1

Gutierrez Myma

Gutierrez Myma

W0237583

Lighting tosupport PMT as

flaggers

FAOML

Gutierrez Myma

= Location : 064-0199X (2 items) (Total=4)

W0233648
1 :

1/8/2021 10:44 AM

(Parent) Remove and replace
compressor for ARU-004.

Gutierrez Myma

[ FAOMH(1

FAOMH(1x4)
FAOMH(1x4)




Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name

(Child) Provide support for ARU- FATSR
004 B1 compressor
replacement.

Gutierrez Myma

Jan 21

Mon

Wed

FATSR(1x6)
FATSR(1x6)

Thu Fri

FATSR(1x6)
FATSR(1x6)
FATSR(1 x6)

Sat

Sun

'W0234773  PMFOR 64 ARU 004 FAOMH | GutierrezMyma FAOMH(1x6)
E FA'E?I H({1 x6)
'W0234785  PM FOR 64 ARU 005 FAOMH | GutierrezMyma : FAOMH(1x6)
] | FA{)?I H(1 x6)

= Location : 064C-0100 (1 item) (Total=1)

W0236581
—

= Location : 064C-0199 (2 items) (Total=1)

Inspection of SW-AG6 Bldg. 64C FATSE2

‘W0236559  71GS00312.47kV SF6 GAS
— FILLED SW-GS-3-71

= Location : 065-0199 (1 item) (Total=1)

FATSE2

'W0235442  PMNFPA25BLDG. 65/65A/65B

h -sprinkler ITM

= Location : 066-0110 (1 item) (Total=2)

'W0236346

—

Meonthly PM for 66 EG 109

FAOMP3(1x1.79)

FATSE2(1x1)

FATSD(1x.5)

FATSE2(1x1)

W0236348 PM FOR 66 TK 008 Tafoya.Enc

§FAOMP3

= Location: 066-0111 (4 items) (Total=1)

'W0223211  FAOMP3toreplace Leaking
—_— ‘Sealon66GP 015

= Location : 066A-0100 (1 item) (Total=1)

' W0236579 Inspection of SW-A5 Bldg. 66A

= Location: 067-1097 (2 items) (Total=1)

FATSE2

'W0229637  Locate the 4 building static air
5 pressure sensors, label &

h ~calibrate

= Location: 067-1107 (1 item) (Total=1)

'W0236281  Grp PM Monthly -B67 FTU Unit |

—_— 114

= Location : 067-1999 (2 items) (Total=1)

I FAOMP3(1x1)

FATSE2(1x1)

FAOMP3(1 x4)

FMCS(1x8)
FMCS(1x8)

FAOMP2(1 x6)
FAOMP2(1 x 6)

1/8/2021 10:44 AM




Final Schedule

=] Work Order

W0229766

2 Description

Replace burnt out lights onside  FAOML
steps of stairwell outside of B67
{photos attached)

- Location : 067-2203 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

W0208132
1

Plumbers to connectexisiing DI FATSF
waterline & existing drain line to
new lab machine located in hall

- Location : 067-2204 (1 item) (Total=2)
- Work Type Group : CMR, Eic (2 items)

W0196142
1

W0236969

Install Utility power for E-Beam FATSE1
Writer and associated
equipment

Drill hole into panelofe-beam  FATSC
enclosure. area for hole will be

marked. The panelis locatedin
th

- Location : 067-2206 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

W0221610
1

Troubleshoot the reheatvalve FAOMH
and actuator
***See Long desc for details™

- Location : 067-3202 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

1 W0201829

Extend conduit and install FATSE1

5 Location - 067A-0102 (1 item) (Total=2)
- Work Type Group : CMR, Eic (2 items)

W0219367
1

W0219368

(Parent)Maintain building FAOMH
temperature set point and
secure chiller daily at 5:30pm

(Child) Start Chiller and monitor FMCS
equipment until secured daily.

- Location : 068-0101 (1 item) (Total=2)
- Work Type Group : Code Complaint PMs (2 items)

1 W0235582

W0237099

PMNFPA25BLDG._68gnd FATSD
booster pump ITM (weekly)

PM For Building 68 Emerg. FAOML
Lights and Exit Signs

- Location : 068-0199 (1 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)

1 W0235451

PMNFPA25BLDG. 68/75F FATSD
sprinkler ITM

- Location : 068TKO0O01 (1 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)

1/8/2021 10:44 AM

1 Lead Craft * FAM Name

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

‘ Rini.Christopher G

‘ Rini.Christopher G

‘ Rini.Christopher G

Jan 21
Mon Tue Wed Thu Fri Sat

12 13 14 15 16

FAOML(1 x4)
FAOML(1x4)

FATSF(1x4)

FATSE1(1x
[ FATSE1(1x

FATSC(1=x3)

[9] | FAOMH(1 x6)
[ | FAOMH(1 x6)

FATSE1(1x8) [ FATSE1(1x8)
FATSE1(1x8) FATSE1(1x8)

FADMH(1x1)
FAOMH(1x3)

FAOMH(1x3) B FAOMH(1x3)

FAOMH(1x1) FAOMH(1x1)
FAOMH(1x3) FAOMH(1x1)
FAOMH(1 x 1) FAOMH(1 x 3)

FMCS(1x1) FMCS(1x1) FMCS(1x1)
FMCS(1x1) FMCS(1x1)

FATSD(1x1)

FAOML(1x 5)

FATSD(1x.5)

Sun
17

10



Final Schedule

1 Lead Craft * FAM Name

== Work Order 1 Description
'PM NFPA25BLDG. 68 water éFﬂTSD Rini.Christopher G

'W0235576
h - storage tank ITM

= Location : 069-0105 (1 item) (Total=1)

Rini.Chnstopher G

§Wﬂ23?1ﬂ1 PM For Building 69 Emerg. EFA.GML
—_— Lights and Exit Signs

= Location : 069-0150B (1 item) (Total=1)

FATSF-Dojettingandvideoof FATSF
1 pipein B69tolook for clogs and

- annmalies

= Location: 069-0199 [1 item) (Total=2)

‘W0223723 Rini.Chrisiopher G

W0235454 PM NFPA25BLDG. 69 sprinkler

™

Rini.Chnstopher G

Jan 21

Mon

i FATSD(1x.5)

Tue

FAOML(1x2)

FATSD(1x 5)

Wed

= FATE&FU x8)

Thu Fri Sat Sun

FATSF(1x8)

EWI‘.]E?-EEEI] ES&EWPMFOREBLDG. FAOMP2 | Rini.Chrsiopher G

= Location : 069-0237 (1 item) (Total=1)

W0234943 Troubleshoot (69 AC 010) - not FﬂCIMH Rini.Chnstopher G
1 turning on when command _
- -comes through

= Location:070-0111B (1 item) (Total=1)

- W0227465 Install 2 glass boards (4'x6" 'FATSC
1 89lbs_, 4'x8" 117 1bs ) per
| _engineering specifications.

= Location : 070-0130 (1 item) (Total=2)

W0236342 Meonthly PM for 70 EG 106 FAOMP3

I FAOMP2(1x15)

FAOMH(1x3)

FATSC(1x6)
FATSC(1x6)

FAOMP3(1x1)

W0236344 PMFOR 70 TK 016 FAOMP3 | Escobedo.Carlos

= Location:070-0199 (2 items) (Total=3)

PMNFPA25BLDG. 70 sprinkler

W0235460

70G500312.47kV 5F6 GAS FATSE2

'W0236553
= FILLED SW-GS-3-70

I FAOMP3(1x1)

FATSD(1x1)

FATSE2(1x1)

70G500412.47kV 5F6 GAS FATSE2
FILLED SW-GS5-4-70

= Location : 070A-1115 (2 items) (Total=1)

W0236555 Escobedo.Carlos

W0229220 'Remove and replace battery for FAGMH

h = —BI] freezer.

= I neatinn - NANDA-_T 7“ (1 itam Matal=1%
1/8/2021 10:44 AM

I FATSE2(1x1)

1



Final Schedule

== Work Order 1 Description

SN ALANESAEN L s S 8 s | 8 RLusEEEg | uemar wg

1 Lead Craft * FAM Name

W0227429  1.Checklogic and programming FMCS
1 forBL-108and BL-109VFD's.
- - 2_Update and test

= Location : 070A-1199 (1 item) (Total=1)

'W0235457 PMNFPA25BLDG. 70A

h -sprinkler ITM

= Location : 070A-3347A (1 item) (Total=1)

'Removeandreplace ballastin
1 3rdfloorcleanroom. (Checkin
| with Craig Tindall before work)

W0231605

= Location : 070A-ROF 1 (3 items) (Total=2)

Jan 21
Mon Tue Wed Thu Fri Sat Sun
xd)

'W0230352  (Parent) ReplaceWomMotor FAOMP1 FAOMP1(1 x2)
h Sheave per PM findings. FAOMP1(1x2)

'W0235626  (Child) Provide swiiching 'FATSE2 |Escobedo.Carlos FATSE2(1x2)

- support for motor sheave FATSE2(1x2)
h replacement

= Location : 071-0002C (1 item) (Total=2)

Install new 3/4" Rigid conduit FATSE1
from junction box to new Fire
Alarm Panel.

- W0213660
1

W0235122 Compile parts list for door FATSC

; sweep and door gaskets @ 71-
h 0002C & obtain quote

Atkinson_Joseph

= Location : 071-0099 (1 item) (Total=2)

'W0236222 PMFOR 71 GP 055

—

'FAOMP1

I FATSC(

1x2)

FAOMP1(1x1.5)

'W0236224  PMFOR 71GP 056 'FAOMP1

Atkinson_Joseph

= Location:071-0121 (1 item) (Total=1)

'W0237002 PM FOR 71BR 005

—

= Location: 071-0125 (1 item) (Total=1)

'W0201243  Replace 3 5A internal circuit
—_— _breaker on AC-005.

= Location:071-0131 (1 item) (Total=1)

FAOMH(1x3)
FAOMH(1 x3)

I FAOMP1(1x15)

FAOMP3(1x2)

1/8/2021 10:44 AM

12



Final Schedule

1 Lead Craft * FAM Name

Check ifoutside airis

Work Order % Description
continually provided to occupied
spaces during occupied hours.

E
W0234400
1
- As partofth

= Location : 071-0159G (1 item) (Total=1)

FAOMH Atkinson_Joseph

WwWo0230610
—

= Location - 071-0171 (1 item) (Total=1)

PM FOR 71 AHUO16 FAOMP1

W0230594
—

= Location - 071-0176 (1 item) (Total=1)

PM FOR 71 AHUO17 FAOMP1

I EWDEEI]EI]I‘.] PM FOR 71 AHUO28

= Location:071-0199 (2 items) (Total=3)

'FAOMP1

Jan 21
Mon Tue Wed Thu Fri Sat Sun
FAOMH(1x3)

FAOMP1(1x1)

FAOMP1(1x1)

WO0236557  71GS00212.47kVSF6GAS  FATSE? FATSE2(1x 1)

h FILLED SW-GS-2-71
'W0236978  PM for TRW filter 71 FL 002 FAOMP3 | Atkinson.Joseph I FAOMP3(1>
' 1/11-1117
W0236980  PM for TRW filter 71 FL 003 FAOMP3 | Atkinson.Joseph I FAOMP3(1>
= 1/11-117

= Location : 071-0204A (1 item) (Total=1)

W0230596 PM FOR 71 AHUO19 FAOMP1

—

= Location : 071-0230 (1 item) (Total=1)

Check ifoutside airis

; continually provided to occupied
- spaces during occupied hours.

W0231765
1 :

As partofth
= Location:071B-0190B (1 item) (Total=1)

'W0235738
L

= Location :071B-ROF1 (1 item) (Total=3)

§PM FOR 71BAHU020 gFAGMPI

FAOMH(1x3)

FAOMP1(1x1)

Ww0230725 PMFOR7IBBLO37 MATLat FAOMPI1 FAOMP1(1x1.5)
' Stores/Kanban

- W0230727 PMFOR7IBBLO38 MATLat FAOMPI1 Atkinson_Joseph FAOMP1(1x1.5)
: Stores/Kanban

W0235740 PM FOR 71BAHUOD21 FAOMP1 AtkinsonJoseph I FAOMFP1{1x1)

= Location : 071-ROF 1 (3 items) (Total=4)

1/8/2021 10:44 AM

13



Final Schedule

== Work Order 1 Description

W0233558

.d

PMFOR 71 AHUO036
{(Coordinate with BEldg Mngr &
Occupants)

1 Lead Craft * FAM Name

Jan 21

'W0233560

-

PMFOR 71 AHUO037-also
generate Route HEQO1

FAOMH

Atkinson_Joseph

' W0233576
3

PMFOR71AHUO039
{(Coordinate with BEldg Mngr &
Occupants)

FAOMH

Atkinson_Joseph

W0233578

o=

PM FOR 71 AHUO38

FAOMH

Atkinson_Joseph

= Location : 072-0100 (1 item) (Total=1)

'W0237103

—

PM For Building 72 Emerg.
Lights and Exit Signs

= Location : 072-0100B (1 item) (Total=1)

'W0231782

—

sheaves & pulleys on 72 AC-006

HVAC toreplace belts, dive  FAOMH

= Location : 072A-0198 (1 item) (Total=1)

'W0237133

—

PM For Building 72A Emerqg.
Lights and Exit Signs

= Location : 072B-0199 (1 item) (Total=1)

'W0237135

—

PM For Building 72B Emerqg.
Lights and Exit Signs

= Location:072B-ROF

'W0230729

—

1(1item) (Total=1)

PMFOR72BBL0O01 MATL at
Stores/Kanban

FAOMP1

= Location : 072C-0150A (1 item) (Total=3)

'W0235742

—

PM FOR 72CAHU001

FAOML(1x.5)

FAOML(1x1)

FAOML(1x1)

FAOMP2(1x1)

FAOMH(1x4)
FAOMH(1x4)

FAOMP1(1x1.5)

W0235744

PM FOR 72CAHU002

FAOMP2

Tafoya.Enc

I FAOMP2(1x1)

W0235746

PM FOR 72CAHU003

FAOMP2

Tafoya.Enc

= Location : 072C-0150B (1 item) (Total=1)

'W0237137

—

PM For Building 72C Emerg.
Lights and Exit Signs

= Location :072C-0151 (1 item) (Total=1)

W0226696

—

Replace broken door closer in
B72C-151

= neation - 0720-0200A 71 iteam) (Total="

1/8/2021 10:44 AM

FAOML(1x1)

I FAOMP2(1x1)

FATSC(1x3)

14



Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name

MR APLANESA NN L e £ e e s L 8 BRASEEEg | 8 eman =g

'W0235748 PM FOR 72CAHU004

—

Jan 21
Mon Tue Wed Thu Fri Sat Sun

FAOMP2(1x1)

EWDEEE?EI] PM FOR 72CAHU005

wo0228041 Survey to determine condibon of FATSE2 Tafoya.Eric
EMH 105, 104, 107, 108.
Markup Butterfly drawings.

W0229306 PMT Support to pump water FAOMP1  TafoyaEnc
from electrical manholes pnor to
entrance

= Location: 073-0101 (1 item) (Total=1)

'W0237105  PMForBuilding73Emerg. ~ FAOML | TafoyaEric
_— Lights and Exit Signs
= Location : 074-0118 (1item) (Total=2)

‘W0232700  BLDG 74 POWEREXAIR
— COMPRESSOR JAN

FAOML(1x1)

I FAOMP2(1 x 1)

W0232702 BELDG 74 POWEREXAIR FAOMP2 | AtkinsonJoseph
: COMPRESSOR JAN

= Location : 074-0198X (1 item) (Total=2)

W0236561 ECGS00112.47kVSF6GAS FATSE2
: FILLED SW-GS-1-EC

FATSE2(1x1)

W0236563 EC GS500212.47kVSF6GAS  FATSEZ2 Atkinson.Joseph
: FILLED SW-GS-2-EC

= Location : 074-0208 (1 item) (Total=1)

'W0235193 'FATSCtolnstall4'x 3' glass
h - board - no eng required
= Location :075-0102 (1 item) (Total=1)

‘W0237113  PM For Building 75 Emerg.
— Lights and Exit Signs
= Location : 075-0199 (1 item) (Total=1)

Rini.Chnstopher G

Rini.Chnstopher G

'W0235476  PMNFPA25BLDG.
_— 75/75AI75BI75C sprinkler [TM

= Location : 075A-0100 (1 item) (Total=1)

'W0237139  PM For Building 75A Emerg.
_— Lights and Exit Signs
= Location : 075A-0199 (1 item) (Total=1)

1/8/2021 10:44 AM

Rini.Chnstopher G

FATSC(1x4)

FATSD(1x.5)

FAOML(1x1)

I FATSE2(1x1)

15



Final Schedule

== Work Order 1 Description

W0231472

-valves for leaking eye wash

B75

FATSF -Replace freeze & scald FATSF

‘- station (EW-101-75A) -westof

1 Lead Craft * FAM Name

Rini.Chnstopher G

= Location : 075B-0100 (1 item) (Total=1)

'W0237141 PM For Building 75B Emerg.
—_— Lights and Exit Signs

Rini.Chnstopher G

= Location : 076-0123 (1 item) (Total=1)

'W0213723  (Ongoing) Check active Alarms |

I ~on Controls systems & assist

_other crafts w/ Controls issues

Rini.Chnstopher G

= Location : 076-0129A (1 item) (Total=1)

'W0229577  HVAC to complete Refrigerant
reports forthe EPA 2 days per
h “month

Rini.Chnstopher G

= Location : 076-0199 (2 items) (Total=4)

PMNFPA25BLDG. 76/76L
sprinkler ITM

- W0235479

Rini.Chnstopher G

Jan 21

FATSF(1x3)
FATSF(1x3)

FMCS(1x2)

@ FMcs

Wed Thu Fri Sat Sun

FAOML(1x1)

FAOMH(1x8)

FATSD(1x5)

W0236424 Monthly PM FOR 76 TK 013

FAOMP3 Rini.Chnstopher G

I FAOMP3(1x1)

W0236426 Monthly PM FOR 76 TK 014

W0236986 B76 Fuel Spill Containment

h Basin 1/11-1/17

FAOMP3 Rini.Chnstopher G

Rini.Chnstopher G

= Location : 076-0207 (1 item) (Total=1)

‘'W0237115  PM For Building 76 Emerg.
—_— Lights and Exit Signs

Rini.Chnstopher G

= Location : 076-0223A (1 item) (Total=1)

h -adhesive peeled off paint

'W0232454  FATSPtopatch/paintwhereold

Rini.Chnstopher G

= Location : 076-0299 (1 item) (Total=1)

'W0236394 PMFOR76EG 110 Honda

—_— Portable

Rini.Chnstopher G

= Location:077-0119 (1 item) (Total=1)

EWI]E?-EBRS 1/15-PROJ (B77 Bathroom
~demo) -Execute electncal

§FAT5E2 Rini.Chrisiopher G

L 'LOTOs (LP-3955) & (LP-4032)
- for contractors FEE ;

1/8/2021 10:44 AM

FATSP(1x4)

@ | FATSP(1x4)

I FAOMP3(1x1)

FAOML(1x2)

FAOMP3(1x3.5)

FATSE2(1x4)
FATSE2(1 x4)

16



Final Schedule

=] Work Order 2

Description

= Location : 077-0123 (1 item) (Total=1)

'W0235111

L

PMFOR 77RF 003

1 Lead Craft * FAM Name

Rini.Chnstopher G |+

= Location : 077-0137 (1 item) (Total=1)

‘W0237117

PM For Building 77 Emerg.

L.

Lights and Exit Signs

Rini.Chnstopher G

= Location : 077-0142A (1 item) (Total=1)

'W0235756

PM FOR 77 AHUO22

FAOMP1

—

Rini.Chnstopher G |+

= Location : 077-0199 (1 item) (Total=1)

'W0235485

—

PMNFPA25BLDG. 77 sprinkler
™

Rini.Chnstopher G

= Location : 077-0199X (1 item) (Total=1)

'W0235081

PM FOR 77 RF 004

Rini.Chnstopher G

= Location : 077A-0199 (1 item) (Total=2)

FAOML(1x2)

FATSD(1x.5)

FAOMH(1x1.5)
FAOMH(1x1.5)

W0235482  PMNFPA25BLDG.77A 'FATSD Rini.Chnstopher G FATSD(1x 5)
- -sprinkler ITM
'W0237143 FAOML Rini.Christopher G

'PM ForBuilding77AEmerg.

Lights and Exit Signs

= Location : 077H-0100 (1 item) (Total=2)

I FAOML(1x1)

'W0216523 77HGH 002 MATL Here, FAOMP2 |Rini.ChrisiopherG |,
"Please follow "77" & LBNL
5 Covid-19 protocols while in the
bidg.
- W0232694 PMFOR77HGH 002 MATLat FAOMP2 |Rini.ChristopherG |+

Stores

= Location : 077-SKID (3 items) (Total=3)

W0207331

'W0232403

(Parent) Prepare chiller ARUO4
for vendor Retubing and Provide
vendor support as needed

PMON77FLO01 (PEPIMF
Water Filter, Sand) JAN

Rini.Chnstopher G

Rini.Chnstopher G

FAOMH(1x8)

FAOMH(1x8)

FAOMH(1x38)

FAOMH(1x8)

FAOMH(1x38)

I FAOMP3(1

'W0232405

PM ON 77FL002 (PEP IMF

Water Filter, Sand) JAN

Rini.Chnstopher G

= Location: 078-0101 (1 item) (Total=1)

1/8/2021 10:44 AM

I FAOMP3(1




Final Schedule

= Work Order 2

Description

1 Lead Craft * FAM Name

W0237119

1

PM For Building 78 Emerg.
Lights and Exit Signs

FAOML

Rini.Chnstopher G

= Location : 078-0199 (1 item) (Total=1)

W0235488  PMNFPA25BLDG. 78/76K

— -sprinkler ITM

'FATSD

Rini.Chnstopher G

= Location: 079-0101 (1 item) (Total=1)

‘W0237121  PM ForBuilding 79 Emerg.
— Lights and Exit Signs

'FAOML

Rini.Chnstopher G

= Location : 079-0199 (1 item) (Total=1)

‘W0235357 PMNFPA25BLDG. 79 sprinkler

— ™

FATSD

Rini.Chnstopher G

= Location : 079A-0199 (1 item) (Total=1)

'W0235353  PMNFPA25BLDG. 79A

h -sprinkler ITM

'FATSD

Rini.Chnstopher G

= Location : 080-0194 (1 item) (Total=1)

'W0237123  PMFor Building 80 Emerg.

_— Lights and Exit Signs

'FAOML

Reisinger,Richard |

= Location :080-0199 (

1item) (Total=1)

W0236254

—

ES&EWPMFORELDG. 80

'FAOMP2

Reisinger,Richard |

= Location : 080-0203 (

W0232026

1

1 item) (Total=1)

Replace burnt out lamps and

FAOML

~or/ballasts as requested by the

_customer/client. See long text
formore

Reisinger,Richard |

= Location:081-0101 (

1item) (Total=4)

Jan 21

FAOML(

FATSD(1x.5)

FAOML(1x.5)

FATSD(1x.5)

FATSD(1x.5)

x2)

FAOM L{I x2)

FAPMPE[I x2)

'W0236422 PMFOR76TK009 (76 EG075 FAOMP3(1x1)

' Decommissioned )

W0236336 PMFOR 76 TKO10 FAOMP3 | Atkinson.Joseph I FAOMP3(1x1)

W0236368 PMFOR76 TKO11 FAOMP3 | Atkinson.Joseph I FAOMP3(1x1)

WwW0236278 ES&SEWPMFORBLDG. 81 FAOMP2 | Atkinson.Joseph OMP2(1x15)

= Location :081-0199 (

W0236334
—

1/8/2021 10:44 AM

1item) (Total=5)

Monthly PM for 76 EG

FAOMP3(1x1.79)

I FA¢

18



Final Schedule

Jan 21
== Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed Thu Fri Sat Sun
| T (2T | (4T (ST (eTRT (7 |
- W0236366 Monthly PM for 76 EG 116 FAOMP3 Atkinson.Joseph FAOMP3(1x1.79)
W0236374 Monthly PM for 76 EG 117 FAOMP3 Atkinson.Joseph I FAOMP3(1x1.79)
W0236420 PM FOR 76 TK 008 (Monthly FAOMP3 Atkinson.Joseph FAOMP3(1x1)
' PMfor 76 EG 067 Retired)
W0236376 PMFOR /76 TK0O12 FAOMP3 Atkinson.Joseph I FAOMP3(1x1)

= Location : 082-0100 (1 item) (Total=2)

Atkinson_Joseph

- W0235597 PMNFPA25BLDG._82grid 'FATSD
h _booster pump ITM (weekly)

FATSD(1x1)

EWI]EEEEBD ES&EWPMFOREBLDG. 82 FAOMP2 | AtkinsonJoseph

= Location : 083-0110 (1 item) (Total=2)

FATSFtoupsizepipediameter FATSF
of DCW Mainwater supply to
increase water pressure

wW0229180

1

FATSF(1x8)

I FAOMP2(1 x 1)

W0236941 (CHILD of W0225180) PMT'sto FAOMP1 Atkinson.Joseph
2 isolate, LOTO and shutoff City
| Water valve going into building

= Location : 083-0199 (1 item) (Total=1)

I EWI]EEEEEE ES&EWPMFOREBLDG. 83

= Location : 083A-0199 (1 item) (Total=1)

I EWI]EEEEEB ES&EWPMFOREBLDG. 83A

= Location - 083-ROF1 (1 item) (Total=1)

I EWI‘.]234?33 PM FOR 83 ARU002

= Location : 084-0106 [i item) (Total=2)

'W0236998

L

PM FOR 84 BR 009

FAOMP3 Atkinson_Joseph

FAOMP2(1x15)

FAOMP2(1x.5)

I FAOMP1(1x2)

FAOMH(1x6)
FADH;I H(1 x6)

FAOMP3(1x2)

'W0237000  PM FOR 84BR 0010 'FAOMP3 | Atkinson Joseph

= Location : 084-0114 (1 item) (Total=1)

'W0234609  Disconnectelectricalcables  FATSET

: from laser power supply and
- - associated equipment
= Location : 084-0199 (1 item) (Total=1)

1/8/2021 10:44 AM

I FAOMP3(1 x2)

19



Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name

—I I WI‘.]EEEEEI‘.] ES &EWPMFOREBLDG. 84 FﬂDMPE Atkinson,Joseph

= Location : 084-0355 [1 item) (Total=1)

'W0234370  LBNLFAsupporttoshutoff FATSD

1 - sprinklers in B84 0355 12/14-

- 51114

= Location : 084B-0091 (1 item) (Total=1)

'W0236262

= Location : 084B-0092 (2 items) (Total=2)

ES&EWPMFORBLDG.84B FAOMP2

Jan 21

Mon

FATSD(1x2) ;
[ raTsD(1x2)
[_rFATSD(1x2)

Tue

I FAOMP2(1x4.5)

Wed

Thu Fri

8| FATSD(1x2)

FAOMP2(1x 5)

Sat

Sun

'W0210839  Makecorrections tocontrols ~ FATSE2
wiring from trans switch to
microstar 84BEG099
'W0231034 Check operations of HUOO1 @ FAOMH Atkinson.Joseph I FAOMH(1x3)
' 34B

= Location : 085-0103 (1 item) (Total=1)

W0236684
— failure BR-001 atbldg -85

'FAOMP3to Troubleshoot flam FA.DMP?. Atkinson.Joseph

= Location:085-0114 [1 item) (Total=2)

W0235162 HVAC towork with FMCS to
verify VAV's are functioning MH(1x4)
1- Flmparly before changing HEPA
| i
W0236625 FMCS towork with HVAC to FMCS Atkinson,Joseph FMGIS(1x4)
verify VAV's are functioning
£ properly before changing HEPA
- filters onalo

= Location : 085-0199 (3 items) (Total=2)

W0236264 ES&EWPMFORBLDG. 85 FAOMP2

'W0236984  Weekly PMtestof 85 ALT 096 FAGMP?-

—_— 1N1-117

= Location : 085-0301 [1 item) (Total=1)

'W0234289 PMT's toreplace wind sock near FAOMP1
I hatch—Haqusstur(lm Bumuglls}

- has wind sock replacement
= Location : 085A-0199 (1 item) (Total=1)

FAOMP1(1x3)

FAOMP2(1x2)

FAOMP3(1x1)

1/8/2021 10:44 AM
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Final Schedule

2

Work Order

2 Description

1 Lead Craft * FAM Name

'W0236266
1 |

= Location : 085TK003 (1 item) (Total=1)

—

= Location:086-0112 (

—

= Location :086-ROF1

ES&EWPMFORHWHF Drum FAOMP2
'Rack Storage BLDG. 85A

Atkinson_Joseph

'W0236446

‘Monthly PM FOR 85 TK 003

'W0236268

1 item) (Total=1)

ES&EWPMFOREBELDG. 86

- W0233596

(2items) (Total=2)

PM-C for86 AC 001 -
"Coordinate Mon or Tues Only"

FAOMH(1x3)

FAL

OMP2(1x1)

FAOMP3(1x1)

Jan 21
Mon Tue Wed Thu Fri Sat Sun

'W0233598

PM-C for86 AC 002 -
"Coordinate Mon or Tues Only"

FAOMH

Atkinson_Joseph

= Location : 088-0045 (2 items) (Total=2)

L

'W0236993

—

'W0230753

PMFOR 88 BR 003

'FAOMP3

'PMFOR88BL002B79 2ea
MATL at Stores/Kanban

'FAOMP1

Gutierrez Myma

Gutierrez Myma

= Location : 088-0059 (1 item) (Total=1)

L

= Location : 088-0067 (

'W0235916

EPMFGHBBBLDIB

'FAOMP1

Gutierrez Myma

1 item) (Total=1)

1

= Location : 088-0135(

W0235280

PMNFPA72BLDG. 88 fire
alarm system [TM

FATSD

Gutierrez Myma

'W0235928

—

1item) (Total=1)

PMFOR 838BL 035 FAOMP1

Gutierrez Myma

= Location : 088-0161 (1 item) (Total=2)

—

'W0235930

PMFOR 838BL 036

'FAOMP1

Gutierrez Myma

I FAOMH(1x3)

[FATSD(1x8)

[IFATSD(1x8)
Di{Tx8

' W0235952

§PM FOR 88BL 037 §FAGMP1

Gutierrez Myma

= Location : 088-0199 (1 item) (Total=1)

' W0235524

'PMNFPA25BLDG.
- 88/88B/88C/88D sprinkler ITM

Gutierrez Myma

1/8/2021 10:44 AM

|| FATSD(1x8)
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Final Schedule

=] Work Order

2 Description

= Location : 088-0299 (1 item) (Total=1)

—

'W0236270

ES&EWPMFORELDG. 88

1 Lead Craft * FAM Name

Gutierrez Myma

Jan 21

= Location : 088A-ROF 1 (1 item) (Total=1)

—

'W0235914

EPMFDHBSBLI]IE

gFAGMPI

Gutierrez Myma

= Location : 088-ROF 1 (1 item) (Total=3)

Mon

Tue

Wed

FAOMP2(1x2)

Thu

Fri

Sat

Sun

'W0230773 PMFORS88BL033 MATLat FAOMP1 |GutierrezMyma FACMP
] Stores/Kanban AX38 2ea
'W0230781 PMFORS88BL 144 MATLat FAOMP1 |GutierrezMyma EAOMB
Stores/Kanban GATES

h 8MGT89612 Tea
- W0235926 PM FOR 838BL 034 FAOMP1 | GutierrezMyma I-FABH-F

= Location : 090-0001 (1 item) (Total=1)

1

W0234750

Replace burnt out lamps and

or/ballasts as requested by the

_customer/client. See long text
formore

Gutierrez Myma

= Location : 090-0020A (1 item) (Total=1)

W0234748

1

Replace burnt out lamps and

FAOML

~or/ballasts as requested by the

_customer/client. See long text
formore

Gutierrez Myma

= Location : 090-0026 (1 item) (Total=1)

1

W0234749

Replace burnt out lamps and

or/ballasts as requested by the

_customer/client. See long text
formore

Gutierrez Myma

= Location : 090-0027 [i item) (Total=1)

'W0236272

ES&EWPMFORELDG. 920

Gutierrez Myma

= Location : 090-0098 (1 item) (Total=1)

W0234747

Replace burnt out lamps and
or/ballasts as requested by the
customer/client. Seelong text
for more

Gutierrez Myma

= Location : 090-1000 (1 item) (Total=1)

1/8/2021 10:44 AM

FAOML(1x3)
FAOML(1x3)

FAOML(1x3)
FAOML(1x3)

FAOML(1x3)
FAOML(1x3)

FAOML(1x3)
FAOML(1x3)

FAOMP2(1x1.5)

22



Final Schedule

== Work Order 1 Description

W0234735 Replace burnt cut lamps and

or/ballasts as requested by the
customer/client. See long text
for more

- Location : 090-1042 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

W0234732 Replace burnt cut lamps and
or/ballasts as requested by the
customer/client. See long text
for more

- Location - 090-1042C (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

W0234733 Replace burnt cut lamps and
or/ballasts as requested by the
customer/client. See long text
for more

- Location : 090-1045 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

W0234739 Replace burnt cut lamps and
or/ballasts as requested by the
customer/client. See long text
for more

- Location : 090-1047 (1 item) (Total=2)
- Work Type Group : CMR, Eic (2 items)

W0234734 Replace burnt cut lamps and
or/ballasts as requested by the
A customer/client. See long text
for more
W0234736 Replace burnt cut lamps and

or/ballasts as requested by the
customer/client. See long text
for more
- Location : 090-1050 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)
W0234738 Replace burnt cut lamps and
or/ballasts as requested by the

customer/client. See long text
for more

- Location : 090-1078 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

W0234746 Replace burnt cut lamps and
or/ballasts as requested by the
customer/client. See long text
for more

- Location : 090-1079 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

1/8/2021 10:44 AM

1 Lead Craft * FAM Name

FAOML

FAOML

FAOML

FAOML

FAOML

FAOML

FAOML

FAOML

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Jan 21
Mon Tue Wed
11 12 13

A | FAOML(1x3)
@ | FAOML(1x3)

2 | FAOML(1x3)
5 | FAOML(1x3)

O | FAOML(1x3)
S | FAOML(1x3)

o | FAOML(1x3)
D | FAOML(1x3)

FAOML(1x3)
FAOML(1x3)

“W]ET

FAOML(1x3)
FAOML(1x3)

T

Thu

14

Fri
15

& | FAOML(1x3)
S | FAOML(1x3)

2| FAOML(1x3)
H | FAOML(1x3)

Sat
16

Sun
17




Final Schedule

=] Work Order

W0234743

2 Description

Replace burnt out lamps and
or/ballasts as requested by the
customer/client. See long text
for more

- Location : 090-1106 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

W0234737

Replace burnt out lamps and
or/ballasts as requested by the
customer/client. See long text
for more

- Location : 090-1121 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

W0234741

Replace burnt out lamps and
or/ballasts as requested by the
customer/client. See long text
for more

- Location : 090-1163 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

W0234742

Replace burnt out lamps and
or/ballasts as requested by the
customer/client. See long text
for more

- Location : 090-1167 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

W0234745

Replace burnt out lamps and
or/ballasts as requested by the
customer/client. See long text
for more

- Location - 090X-0105 (1 item) (Total=3)
- Work Type Group : CMR, Eic (3 items)

W0223335

1

W0233221

W0234936

3

Install EV Charger Elecincal
Utility Infrastructure

{Child) Install concrete pad,
bollard, and wheel stop per
penetration permit and
engineering specs.

{Child) Provide support for EV
charger install; construct forms
for concrete pad.

- Location:091U-0101 (3 items) (Total=1)
- Work Type Group : PROJECTS (1 item)

W0235134

1

LOTO support for contractor
work Jan 11 @ Gam

5 Location - 977-0120K (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

W0236701

1

Laborers to vacuum trailer -
ecopod lysmiter (big cylinder

units with dirt to be vacuum out.

- Location : HSITE2040 (1 item) (Total=1)

1/8/2021 10:44 AM

FAOML

FAOML

FAOML

FAOML

FAOML

FATSE1

FATSL

FATSC

FATSE1

FATSL

1 Lead Craft * FAM Name

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Reisinger,Richard |

Tafoya.Enc

Jan 21
Maon Tue Wed Thu Fri Sat Sun
11 12 14 15 16 17
S| FAOML(1x3)
N | FAOML(1x3)
o | FAOML(1x3)
| FAOML(1x3)
2| FAOML(1x3)
2 | FAOML(1x3)
2| FAOML(1x3)
| FAOML(1x3)
M| FAOML(1x3)
& | FAOML(1x3)
FATSEI(“IxB] FATSE1(1x8) FATSE1(1x8)
FATSE1(1x8) FATSE1(1x8)
FATSL(IxB] B FATSL(1x8)
FATSL(1x8) FATSL(1x8)
FATSL(1x8)
FATSL(1x8)
FATSC(1x8) [ FATSC(1x8)
FATSC(1x8)

FATSE1(1x3)

]| FATSL(1 x4)
= | FATSL({1x4)

24



Final Schedule

=] Work Order

2 Description

I-| Work Type Group : CMR, Eic (1 item)

1 W0235167

Troubleshoot Pagoda Light
Fixtures

= Location : HSITE30 (1 item) (Total=1)
1=l Work Type Group : PMs (1 fiem)

1 W0236539

Gas Switch Carb Report PM
(Parent with Routes)

= Location : HSITE3010 (2 items) (Total=16)
- Work Type Group : COORD PMs (4 items)

1 W0237555

W0237560

W0237553

WO0237557

Labor Support: Flow Test
Hydrants 1/13/21

Hydrant Testing - Fire Alarm
Support 1/13/21

Labor Support: Flow Test
Hydrants 1/14/21

Hydrant Testing - Fire Alarm
Support  1/14/21

1=l Work Type Group : PMs (12 iiems)

1 W0236170

W0236172

W0236174

W0236176

W0236178

W0236192

W0236158

W0236160

W0236162

e W0236164

- W0236166

== W0236168

PMFORO0HY 029 (GP5)
PMFORO0OHY 030 (GP5)
PMFORO0HY 031 (GP5)
PMFORO0HY 038 (GP5)
PMFORO0HY 039 (GP5)
PMFORO0HY 085 (GP5)
PM FOR 00HY 083 (GP4)

PMFORO0HY 009 (GP4)
PMFORO0HY 015 (GP4)
PMFORO0OHY 017 (GP4)
PMFORO00HY 027 (GP5)

PMFORO0HY 028 (GP5)

1 Lead Craft * FAM Name

FATSE1

FATSE2

FATSL

FATSD

FATSL

FATSD

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Jan 21
Mon Tue Wed Thu Fri Sat Sun
11 |12 |13 14 15 16 17

& | FATSE1(1x3)
& | FATSE1(1x3)

FATSE2(1x1)

= | FATSL{1x8)

== | FATSL(1x8)

FATSD(1x4)
[ | FATSL(1x8)
55 | FATSL(1x8)

FATSD(1x4)

FAOMP1(1x1.5)
FAOMP1{(1x15)

FAOMP1(1x1.5)
FAOMP1{1x15)

FAOMP1(1x1.5)
FAOMP1{(1x15)

FAOMP1(1x1.5)
FAOMP1{1x15)

FAOMP1(1x1.5)
FAOMP1{(1x15)

FAOMP1(1x1.5)
FAOMP1{1x15)

FAOMP1(1x1.5)
FAOMP1{(1x15)

FAOMP1(1x1.5)
FAOMP1{1x15)

FAOMP1(1x1.5)
FAOMP1{(1x15)

FAOMP1(1x1.5)
FAOMP1{1x15)

FAOMP1(1x1.5)
FAOMP1{(1x15)

FAOMP1(1x1.5)
FAOMP1{1x15)

() ) R ) (0

() () (0

1/8/2021 10:44 AM




