Final Schedule

Jan 21
== Work Order % Description 2 Lead Craft * FAM Name Mon Tue Wed Thu Fri Sat Sun

2 = @ =

= Location:001-0401 (0 item) (Total=1)

'W0235609  PMNFPA72BLDG. 01 fire FATSD(1x1)
1 “alarm system ITM(Donner
[ Weekly)

= Location : 002-0100 (0 item) (Total=1)

Replace 106 emergency lights FAOML(1x8)
throughout B002- lightarenot B FAOML(1x8)
1 -working and out of compliance. [ FAOML(1x8)

- This is B FAOML(1x8)

= Location : 002-0129E (0 item) (Total=1)

Reisinger,Richard |

W0233927

, W0236436  Monthly PM FOR 02 TK 004 Reisinger.Richard |

— UST
= Location : 002-0133 (0 item) (Total=1)

FAOMP3(1x1)

Measure exhaust flow for future
Etcherinstallin Rm. 133

i (Measure atroof exhaustandin

- room}

= Location : 002TK003 (0 item) (Total=1)

Reisinger,Richard |

wW0230309

1 W0236434 Monthly PM FOR 02 TK 003

— usTt
= Location : 006-1000 (1 item) (Total=/)

Reisinger,Richard | FAOMP3(1x1)

Reisinger,Richard |

W0234659 Inspect & Repair ALS

Experiment Floor Lighting FEE

W0237858 Transport floor plate from B6io FATSR Reisinger.Richard |

W0235810 Reisinger.Richard | |+

PMFORO06BL 016,

W0235812 PMFORO6BLO017, FAOMP2 | ReisingerRichard| |*

W0235814 PMFORO06BL 013, FAOMP2 | ReisingerRichard| |*

W0235816 PMFORO06BL 019, FAOMP2 | ReisingerRichard| |*

W0235818 PM FOR 06 BL 020, FAOMP2 | ReisingerRichard| |*

= Location : 006-2145A (0 item) (Total=1)

1/15/2021 10:17 AM




Final Schedule

== Work Order 1 Description

1 Lead Craft * FAM Name

I W0235826 PM FOR 06 BL 040,
-

anumpz

Reisinger,Richard |

= Location : 006-2221 [ﬂ item) (Total=1)

W0226682

— 2221

- Troubleshoot overpressurization FAOMP3
1 ofexhaustto 06 BR 006 @ BI]E—

Reisinger,Richard |

= Location: 006-2270 (0 item) (Total=1)

W0235798
|

PMFOR06BL 048

anumpz

Reisinger,Richard |

= Location : 006-ROF 1 (0 item) (Total=12)

Jan 21

Mon

Tue

Wed Thu

FAOMP3(1 x4)

Fri

Sat

Sun

. EWﬂ235822 PM FOR 06 BL 036, FAOMP1 |ReisingerRichard| |
;wu235324 PMFOR 06 BL037, FAOMP1 |ReisingerRichard| |
'W0235828 PMFORO6BL042; FAOMP1 |ReisingerRichard| |
: W0235830 PMFORO06BL043, FAOMP1 |ReisingerRichard| |
W0235832 PM FOR 06 BL 044, FAOMP1 |ReisingerRichard| |
: W0235834 PM FOR 06 BL 045 FAOMP1 |ReisingerRichard| |
-W0235800 PMFOR 06 BL 046 FAOMP1 |ReisingerRichard| | P
: W0235820 PMFOR 06 BL 021, FAOMP1 |ReisingerRichard| | P
- W0235994 PM FOR 06 BL 084 FAOMP1 |ReisingerRichard| | P
: W0235996 PM FOR 06 BL 085 FAOMP1 |ReisingerRichard| | P
- W0236004 PMFORO06BL083 FAOMP1 |ReisingerRichard| | P
: W0236006 PMFOR 06 BL 082 FAOMP1 |ReisingerRichard| | P
= Location : 010A-0100 (0 item) (Total=1)
'W0236708 FATSD Support for Vendor Reisinger.Richard | x2)
1 Fixed Suppression System x2)
| Testing
= Location : 015-0104 (0 item) (Total=1)
W0234405 Need lab fire crew for DOSH Reisinger.Richard | FATSD(1x4)
1- elevator fire testing B15

= Location : 015-0152 (0 item) (Total=1)

1/15/2021 10:17 AM




Final Schedule

== Work Order 1 Description

Jan 21

1 Lead Craft * FAM Name Mon

PMNFPA72BLDG. 15fire
alarm system [TM

] W0235246
1

FATSD

Reisinger,Richard |

= Location : 015-0162 (0 item) (Total=1)

'W0235387 PMNFPA25BLDG. 15

h preaction I TM

Reisinger,Richard |

= Location : 015-0198 (0 item) (Total=1)

W0235554 PM NFPA25BLDG. 15 sprinkler

—_— I™

Reisinger,Richard |

= Location : 017-ROF1 (0 item) (Total=1)

'W0231166 PMFOR17GH001 MATL at

h Stores

Reisinger,Richard |

= Location : 028-0100 (0 item) (Total=1)

W0235285 'PMNFPA72BLDG. 28fire
h “alarm Audible & Function testing

FATSD

Rini.Chnstopher G

= Location : 030-0142 (0 item) (Total=1)

'W0232710  PMfor30KC 001 (A) MATL

h Stores

Rini.Chnstopher G

= Location : 033-R402 (0 item) (Total=1)

'W0234340 'FATSD -B33-Assistindoing
DOSH elevator fire testing for

- B33 elevators

Rini.Chnstopher G

= Location : 046-0199 (0 item) (Total=1)

'W0233632

—

PM FOR 46 AC 029

= Location : 046-ROF1 tﬂ item) (Total=3)

Wed

Thu

FATSD(1x8)

FATSD(1x8)

FAOMH(1x2)

Sun

FA

FATSD(1x1)
FATSD(1x1)

I W0233616 PMFOR 46 AC 034 FAOMH(1x2)
W0233618 PMFOR 46 AC 035 FAOMH Atkinson,Joseph I FAOMH(1x2)
W0233630 PM FOR 46 AC 027 FAOMH Atkinson,Joseph I FAOMH(1x2)

= Location : 048-0199 (0 item) (Total=1)

' W0236804

—

Clear downspout drains

Reisinger,Richard |

= Location : 050A-0141 (0 item) (Total=1)

FATSL(1x3)
FATSL(1x3)

1/15/2021 10:17 AM



Final Schedule

2

Work Order % Description 2 Lead Craft & FAM Name

™

Ww0237240 PM FOR50ABR 006 Use Shop FAOMP3 Escobedo.Caros
Stock

= Location : 050A-1156 (0 item) (Total=1)

'W0236717  FATSD Support for Vendor

1

Fixed Suppression System
Testing

= Location : 050A-2122A (0 item) (Total=1)

'W0234949  Patchand paint restroom wall

- where paper towels were
“moved.

= Location : 050A-2124A (0 item) (Total=1)

'W0234950  Patch and paint restroom walls

= Location - 050A-3122A (0 item) (Total=1)

'W0234951  Patchand paint restroom wall

1

- where paper towel holders m '
moved. -

= Location : 050A-31 24A (0 item) (Total=1)

'W0234952  Patchand Paintrestroom wall

1

-where paper towels were
“moved.

= Location : 050A-6122A (0 item) (Total=1)

1

'W0234955  PatchandPaintrestroom walls

‘where paper towels were
moved.

= Location : 050B-1245 (0 item) (Total=1)

'W0210773  LOTO, install conduit, 'FATSEI1

1

mnducturs and SO whips for IT
rack power connections .

= Location : 050B-1 2?5 (0 item) (Total=1)

'W0236718  FATSD Support for Vendor

1

Fixed Suppression System
Testing

= Location : 050B-2299 (0 item) (Total=1)

'W0237798  FATSD tobypass smoke

1

_detectors, inarea of work, to
-allow contractors to remove
lighting fixtures.

1/15/2021 10:17 AM

Jan 21

Mon

Tue

Wed Thu

E FAOMP3(1:

FATSP(1x8)

FATSP(1x8)

FATSP(1x8)

FATSP(1x8)

FATSP(1x8)

Fri Sat Sun

FATSP(1x8)

FATSP(1x8)
FATSP(1x8)

FATSP(1x8)

B FATSD(1x2)

FATSD(1x2)
[ FaTsSD(1x2)




Final Schedule

=] Work Order

1 Lead Craft * FAM Name

2 Description

= Location : 051A-0199A (1 item) (Total=1)

wW0237527 {Child FATSR Suppeort) BLDG
1 gﬁlﬂﬂmneMainlenarm

= Location : 054-0101 (0 item) (Total=1)

Gutierrez Myma

E=scobedo,Caros

'W0237587  (Child) Repair lobby area lights FAOML

= Location : 054-0104 (0 item) (Total=1)

'W0236288  PMFOR 54 XX 039
1

= Location : 054-0111 (0 item) (Total=1)

'W0236709  FATSD tosupport vendor for
1 testing Cafeteria fixed

- suppression system testing
= Location : 054-0118 (0 item) (Total=2)

W0236226

PM for 54 WH 003

Jan 21

Mon

Wed

FATSR(1x4)

@ FATSR(1x4)
[B_FATSR(1x4

Thu

FAOML(1x2)
FAOML(1x2)

FATSD(1x4)

FAOMP3(1x1)

Sun

FAOMP2(1x2)
FAOMP2(1x2)
FAOMP2(1x2)
FAOMP2(1x2)

W0236228 PM for 54 WH 004 FAOMP3 | Escobedo.Caros

= Location : 054-ROF 1 (0 item) (Total=1)

'W0231835 PM FOR 54 ARU002

L

= Location : 055-0199 (0 item) (Total=2)

Gutierrez Myma

'W0236304

L

Monthly PM for 55 EG

I FAOMP3(1x1)

FAOMP3(1x1.79)

FAOMH(1x6)
FADI;I H(1 x6)

'Monthly PM FOR 55 TK 001
uUST

= Location : 055A-ROF 1 (0 item) (Total=2)

'W0236438 FAOMP3 | Guticrrez Myma

W0233634

PM FOR 55AAC 001

Gutierrez Myma

FAOMH(1x4)

I FAOMP3(1x1)

EWDEEEE?-E PM FOR 55AAC 002 FAOMH Gutierrez Myma

= Location : 055-ROF 1 (0 item) (Total=6)

I EWI‘.]233592 PM FOR55AC 052 FAOMH Gutierrez.Myma

i FAOMH(1 x4)

FAOMH(1x4)

'W0233600  PM FOR 55AC 050 FAOMH | GutierrezMyma

1/15/2021 10:17 AM

FADMI-?IH x3)




Final Schedule

Jan 21
== Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed Thu Fri Sat Sun
| (T |19 [0 | 22 |23 4T |
'W0233610  PM FOR55AC 045 FAOMH | GutierrezMyma FAOMH(1x4)
'W0235342 PMFORS55AC 041 FAOMH |GutierrezMyma I FAOMH(1x2)
'W0233620 PM FOR55AC 036 FAOMH |GutierezMyma | i FAOMH(1x4)
'W0233622 PMFOR55AC 037 FAOMH | GutierrezMyma i FAOMH(1x4)

= Location : 056-0103 (0 item) (Total=1)

L

' W0235856

PM FOR 56 BL 005 After 9am

gFAGMPI

Gutierrez Myma

= Location : 058-0101 (0 item) (Total=1)

1

W0237712

(Child FATSR Support) BLDG
58 Crane Maintenance

= Location : 058A-0104 (0 item) (Total=1)

1

W0237717

-(Child FATSR Support) BLDG
- 58A Crane Maintenance

= Location : 059-1201 (0 item) (Total=2)

FAOMP1(1x15)

FATSR({1x

FATSR({1x

B FATSR{Ox

'W0237050  Createand Attach Asset Tagon FAOMP2(i x3) ‘
= 59 BFP003
'W0237051 Create and Attach AssetTagon FAOMP2 |Escobedo.Carlos FAOMP2(1x3) ’
= 59 BFP002

= Location : 062-0155 (0 item) (Total=1)

1

W0231632

FATSR to place top part of
laminar hood to metal frame -
see pics

= Location : 062B-0100 (0 item) (Total=1)

1

W0236711

FATSD Support for Vendor
Fixed Suppression System
Testing

= Location : 062C-0100 (0 item) (Total=1)

1

W0236712

FATSD Support for Vendor
Fixed Suppression System
Testing

= Location : 062D-0100 (0 item) (Total=1)

—_———aC

—
1/15/2021 10:17 AM

W0236713

FATSD Support for Vendor
Fixed Suppression System
Testing

FAT AT B AT AT L T A, Bt NRNSSISES W oy pupiey S ) 4%




Final Schedule

Work Order % Description

M :UD4-U 1YY {1 IeM) {1 01=1)

1 Lead Craft * FAM Name

W0237865

_generator cords

(Child) SURP Outage support FATSC
Lay down plywood for temp f

Gutierrez Myma

= Location : 064-0218 (0 item) (Total=1)

Wwo0237818
- - 2nd floor server room

(Child) SURP Outage support: FAOMH
Setupmove and coolsinB64

Gutierrez Myma

= Location : 066-0111 (0 item) (Total=1)

'W0229081

Check operations of ARU002

FAOMH Tafoya Enc

= Location:066-0114 [ﬁ item) (Total=1)

'W0218793

'Remove andreplace Arc Flash FATSE1
labels on panels throughout B66

Tafoya.Enc

= Location : 067-2203J (0 item) (Total=1)

'W0224212  Replace duplex receptacle with FA.TSE 1
Quad Receptacle. :
o Investigate Route for future
- receptacle.

= Location : 067-5218 (0 item) (Total=1)

W0236290
—_— 'LONG DESC. JAN

'PMFOR 67 RES005- READ

anumpz

= Location : 067A-0102 (0 item) (Total=1)

W0219368

- (Child) Start Chiller and monitor FMCS
~equipmentuntilsecureddaily.

= Location : 067A-0199X (1 item) (Total=1)

' W0230100
_—

- exchanger.

FMCS - Install portable BETU
-meter on treated water heat

gFMGS

= Location : 067A-0201 (0 item) (Total=1)

' W0234382
to provide electrical LOTO
| - support for pump/motor

(CHILD of W0213659)FATSE2 FA.TSEE

= Location : 068-0101 (0 item) (Total=1)

W0235588

'PMNFPA25BLDG. 68 grid
booster pump ITM (weekly)

'FATSD Rini.Christopher G

= Location : 069-0125 (0 item) (Total=1)

Jan 21

Tue Wed Thu Sun

Mon

FATSC(1x4)

FAOMH(1x3)
FAOMH(1x3)

FAOMH(1x6)
FADH;I H(1 x6)

FATSE1(1 x6)

FMCS(1x1)

FMCS(1x1)

£] chén x1) £] FM{‘;Esu x1)

FMCS(1x4)

FATSE2(1x1)
FATSE2(1x 1)

FATSD(1x1)

1/15/2021 10:17 AM



Final Schedule

== Work Order 1 Description n

Lead Craft & FAM Name

atB76

W0234369  FAOMHtotroubleshootblank FAOMH Rini.Chri P
thermostats & verify unit nstopher

- _operations for AC 9and AC 10

= Location : 070-0108B (0 item) (Total=1)

'W0237525  Pick-up Fluorescent Bulbs for

—' ~disposal

'FAOML

= Location : 070-0157 (0 item) (Total=1)

'W0230622 PMFOR70AHU026 MATL at

— Stores

'FAOMP1

= Location :070-0183 (0 item) (Total=2)

W0176641 Remove and replace burner and

S relys

W0237245 PMFOR70BR013Use Shop

— Stock

= Location : 070-0203 (0 item) (Total=1)

'W0237581 Execute LOTO (LP-3951) and
— release whenwork is complete.

FATSE1 Escobedo.Carlos

= Location : 070A-1115 (0 item) (Total=2)

'W0233849 PM FOR 70ABL 066

—

FAOMP1 Escobedo.Caros

Jan 21

FAOM L{‘;! x2)

FAOMP2(1x4)
FAOMP2(1x4)

FATSET(1x

'W0233853  PM FOR 70ABL 068

EAOMP1 | Escobedo.Caros

= Location : 070A-1115A (0 item) (Total=1)

'W0233843 PM FOR 70ABL 063

gFAGMPI

= Location : 070A-2217 (0 item) (Total=1)

'W0234433  Install channel strut on interior
-wall per penetration permit.

(Access required)(PP expires
12/18)

FATSC

= Location - 070A-22758 (0 item) (Total=1)

W0235732 PMFOR70AAHUDO44 MATL at

— Stores

FAOMP2 Escobedo.Caros

= Location : 070A-2275C (0 item) (Total=1)

1/15/2021 10:17 AM

FATSC(1x2)




Final Schedule

=] 2 Lead Craft & FAM Name

Work Order % Description

'W0235734 FAOMP2 | Escobedo.Carlos

1

= Location : 070A-3318 (0 item) (Total=1)

PM FOR 70AAHUO45

E=scobedo,Caros

'FAOMP2

I EWDEEE?EI‘.] PM FOR 70AAHUO035

= Location : 070A-3329 (0 item) (Total=1)

E=scobedo,Caros

'W0235736  PMFOR 70AAHU046 MATL st FAOMP2

h Stores

= Location : 070A-3347 (0 item) (Total=1)

'W0236975  Install 2 ceiling tiles in B70A- Escobedo Carlos

— 13347

= Location : 070A-3347A (0 item) (Total=3)

'FATSC

Jan 21

FAOMP2(1x15)

I EWI]EEE?EE PM FOR 70AAHUO039 FAOMP2 | Escobedo.Carlos
EWI]EEE?EB PM FOR 70AAHUO40 FAOMP2 | Escobedo.Carlos
EWI‘.]E?-E??-I] PM FOR 70AAHUOM FAOMP2 | Escobedo.Carlos

= Location : 070A-3351 (0 item) (Total=1)

W0235724
—

= Location : 070A-3355 (0 item) (Total=1)

PM FOR 70AAHUO38

W0235722
—

= Location : 070A-3358 (0 item) (Total=1)

PM FOR 70AAHUO36

W0235718
—

= Location : 070A-4429A (0 item) (Total=1)

PM FOR 70AAHUO34

W0235682
—

= Location : 070A-4445 (0 item) (Total=12)

PM FOR 70AAHUO0O07

FAOMP2(1x1)

FAOMP2(1x1)

W0235684 PM FOR 70AAHUO11#1 After FAOMP2(Tx15)
— 6pm |FAOMP2(1x15)
W0235686 PM FOR 70AAHUD12 #1 After FAOMP2 Escobedo.Cardos F{LDHF’EU x1.5) :I
— 6pm | FAOMP2(1x15)
- W0235688 PM FOR 70AAHUD13 #1 After FAOMP2 Escobedo.Cardos FAOMPZ(Tx15) :I
] 6pm | FAOMPZ(1x15)

1/15/2021 10:17 AM




Final Schedule

=] Work Order

W0235690

W0235692

W0235694

W0235696

W0235698

W0235702

- W0235704

- W0235706

o W0235700

2 Description

PM FOR 70AAHUO14 #1 After
6pm
PM FOR 70AAHUO15 #2 After
6pm
PM FOR 70AAHUO16 #2 After
6pm
PMFOR 70AAHUOD17 #2 After
6pm
PM FOR 70AAHUO18 #2 After
6pm
PMFOR 70AAHUD20 #3 After
6pm
PM FOR 70AAHUO021 #3 After
6pm
PM FOR 70AAHU022 #3 After
6pm

PMFOR 70AAHUOD19 #3 After
6pm

= Location : 070A-4475 (0 item) (Total=1)
I-| Work Type Group : CMR, Eic {0 item)

W0230275
1

{Child) Rough in condensate
drain lines for the portable ac
unit.

= Location : 070A-ROF1 (1 item) (Total=3)
= Weork Type Group : CMR, Eic {1 item)

W0235626
1

W0230352

{Child) Provide switching
support for motor sheave
replacement

(Parent) Replace Wom Motor
Sheave per PM findings.

= Work Type Group : Code Complaint PMs (0 rtem)

W0231829

PM FOR 70AARUO005- DATE
Confirmed with Ingrid (Contact

Ingrid with any Questions 650-
714-8080)

= Location : 070-ROF1 (0 item) (Total=1)
- Work Type Group : COORD PMs (0 item)

1 W0234824

PM FOR 70 ARUOOB

= Location : 071-0002C (1 item) (Total=2)
I-| Work Type Group : CMR, Eic (1 item)

W0213660
1

W0203285

Install new 3/4" Rigid conduit
from junction box to new Fire
Alarm Panel.

Move manual fire alarm box
outside of door B71-0002C

= Location:071-0121 (0 item) (Total=1)
=1 Woaork Type Group : PMs (0 fiem)

1/15/2021 10:17 AM

FAOMP2

FAOMP2

FAOMP2

FAOMP2

FAOMP2

FAOMP2

FAOMP2

FAOMP2

FAOMP2

FATSF

FATSE2

FAOMP1

FAOMH

FAOMH

FATSE1

FATSD

1 Lead Craft * FAM Name

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

Escobedo Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

Atkinson_Joseph

‘ Atkinson_Joseph

Jan 21
Mon Tue Wed Thu Fri Sat Sun
18 19 |20 21 |22 |23 |24

FAOMP2{1x1.5)
FAOMP2{1x15)

FAOMP2{1x1.5)

FAOMP2{1x15)

FAOMP2{1x1.5)

FAOMP2{1x15)

FAOMP2{1x1.5)

FAOMP2{1x15)

FAOMP2{1x15)

[ )

FAOMP2{1x15)

FAOMP2{1x1.5)

FAOMP2{1x15)

FAOMP2{1x1.5)

FAOMP2{1x15)

FAOMP2{1x1.5)

FAOMP2{1x15)

FAOMP2{1x1.5)

e

FAOMP2{1x15)

Iﬁ FATSF({1x8) @ FATSF(1x8)

x - FATSF(1=x8

[ | FAOMH(1 x 6)
5= | FAOMH(1 x6)

§| FATSE2(1x2)
H | FATSE2(1x2)

H | FAOMP1(1x2)
§ | FAOMP1(1x2)

& | FAOMH(1 x5)
& | FAOMH({1x5)

066715-FATSE1(1 x 8) FATSE1(1x8)
FATSE1(1x8)
FATSE1(1x8)

[ﬁ FATSD(1x8)

ﬁ FATSD(1x8)

10



Final Schedule

Jan 21
== Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed Thu Fri Sat Sun

| X Wiy mFEry Ay s EEE s am
—I ‘W0237254  PMFOR 71BR 006 FAOMP3 | Atkinson.Joseph FAOMP3(1x2)

= Location:071-0161 (0 item) (Total=1)

FATSF(1x3)
FATSF(1x3)

'W0226391 Imrashgata ceiling leak outside FA.TSF
h ~of men's restroom :

= Location:071-0199 [ﬂ item) (Total=2)

FAOMP3(1>

W0237225  PMfor TRWfilter 71 FL 002 FAOMP3

—_— 1/18-1/24

'W0237227  PMforTRWfilter 71IFL003 ~ FAOMP3 | Atkinson.Joseph I FAOMP3(1>
| 1N8- 1124

= Location : 071-0267 (0 item) (Total=1)

'W0237594  FATSC support Plumber's FATSC Atkinson.Joseph FATSC(1x2)
am:ass needs to investigate Iaak

L N—-— (Schedula after ParentWOis
- complete)

= Location : 072-0123 (1 item) (Total=1)

'W0226337 PMFOR 72 BR 001 ;
: LOCHINVAR F'LT34[IFMHTLBI

— Office

= Location:074-0118 [ﬂ item) (Total=1)

FAOM F'3{I x4}

'W0237251 BLDG 74 CLEAVER BROOKS

— BOILER

= Location : 075-0100A (0 item) (Total=1)

FAOMP3(1 xfﬂ

'W0198250 FATSL toinstall metal grate Rini.Christopher G FATSL(1x8)
1 over drainage hole outside B75 FATSL(1x8)
| (Metal Grate in fab-shop B77)

= Location : 076-0123 (0 item) (Total=1)

W0213723 {Ongoing ) Check active Alarms Rini.Chnstopher G B FMCS({1x2) 8 FMCS(1x2)

1 on Controls systems & assist B FMCS(1x2) B FMcs(x2)
- other crafts w/ Controls issues

= Location : 076-0129A (0 item) (Total=1)

'W0229577 HVAC to complete Refrigerant Rini.Christopher G ' FAOMH(1x8)
1 reports forthe EPA 2 days per

- month

5 FMCS -Gather list of battery Rini,Chnstopher G
1 model #'s & quantities for FMCS
| controllers |

1/15/2021 10:17 AM



Final Schedule

=] Work Order 2

'W0236442

Description

‘Monthly PM FOR 76 TK 006

FAOMP3

1 Lead Craft * FAM Name

Rini.Chnstopher G

| usT TROMPS - [Fm St

'W0237235

—

- B76 Fuel Spill Containment
‘Basin 1/18-1/24

Rini.Chnstopher G

= Location : 076-0222 (0 item) (Total=1)

'W0235752

—

PM FOR 76 AHUO0O3

Rini.Chnstopher G

= Location:076TK005

'W0236440

—

iu item) (Total=1)

Monthly PM FOR 76 TK 005
usT

Rini.Chnstopher G

= Location : 077-0108 (0 item) (Total=1)

W0235011

PMFOR77AHU037-UMF
{Coordinate with Bldg

Mgr_/Occupants)

Rini.Chnstopher G

= Location : 077-0239 (0 item) (Total=1)

'W0237249

—

Boiler 77 BR009 PM

Rini.Chnstopher G

= Location:077J-0100

'W0236726

—

(Oitem) (Total=1)

FAOMP1 -Install BFP repairkit
to eyewash station at 077J-0100

FAOMP1

Rini.Chnstopher G

= Location : 077M-0199 (0 item) (Total=1)

W0236714

FATSD Support for Vendor
Fixed Suppression System
Testing

Rini.Chnstopher G

= Location : 077-SKID (0 item) (Total=2)

WO0207331

'W0237247

—

(Parent) Prepare chiller ARUO4
for vendor Retubing and Provide
vendor support as needed

Boiler 77BR 003 (Laars
Rheos+) PM

Rini.Chnstopher G

Rini.Chnstopher G

= Location : 080-0098 (0 item) (Total=1)

W0235277
1 :

'PMNFPA72BLDG. 80/80A fire
alarm system ITM

FATSD

Reisinger,Richard |

= Location : 080-0199 (0 item) (Total=2)

1/15/2021 10:17 AM

Jan 21

B FAOMP3(1 x

FAOMP3(1x1)

FATSD(1x2)

FAOMH(1 x8) [
S FAOMH(1x8)

FAOMP3(1x1)

FAOMP3(1:

FAOMH(1 x8)
= FAOMH(1x8)

FAOMP3(1x3)

FATSD(1x8)

|| FATSD(1x8)




Final Schedule

Work Order % Description 2 Lead Craft & FAM Name

Jan 21

'W0235491  PMNFPA25BLDG. 80 sprinkler FATSD Reisinger.Richard |
— 1™

‘'W0235494  PMNFPA25BLDG. 80A FATSD Reisinger.Richard |

: sprinkler ITM

= Location : 081-0199 (1 item) (Total=2)

h W0236404 Monthly PM for 76 EG 122 FAOMP3(1x1.75)

h W0236408 Monthly PM for 76 EG 123 FAOMP3 | AtkinsonJoseph I FAOMP3(1x1.75)
W0236412 Monthly PM for 76 EG 124 FAOMP3 | AtkinsonJoseph I FAOMP3(1x1.75)

: W0236410 PMFOR 76 TK 016 FAOMP3 | AtkinsonJoseph I FAOMP3(1x1)
W0236414 PMFOR76 TKO017 FAOMP3 | AtkinsonJoseph I FAOMP3(1x1)

= Location : 082-0100 (0 item) (Total=1)

'W0235600 PMNFPA25BLDG. 82 grid
h booster pump ITM (weekly)

= Location : 084-0106 (0 item) (Total=1)

gwu23514ﬁ PMFORS84BRO11

= Location : 084-0108 (0 item) (Total=1)

'W0223917  FAOMH toinvestigate why there FAOMH
1 is excessive Temp 80F in
| - building 84 on all floors

= Location : 085-0103 (0 item) (Total=3)

FATSD(1x1)

§wu235?ﬁ4 PM FOR 85 AHUO0O01 FAOMP1
§wu235?ﬁﬁ PM FOR 85 AHUO002 FAOMP1 | AtkinsonJoseph IﬂﬂMPrﬁ—rﬂ—m
;wuzaﬁ?ﬁa PM FOR 85 AHU003 FAOMP1 |AtkinzonJoseph IﬂﬂMPrﬁ—rﬂ—H

= Location : 085-0119 (0 item) (Total=1)

'W0236716  FATSD Support for Vendor
1 Fixed Suppression System
| Testing

= Location : 085-0199 (0 item) (Total=3)

(Child of W0236489) 8am
'FATSDtoBypass and monitor
firealarm panel (FACP) during
_generator PM

W0236962
1

1/15/2021 10:17 AM

FATSD(1x1)

13



Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed Thu Fri Sat Sun

W0236489 (Parent FATSEZ2) 8am -
I Monthly, SemiA. & Annual PM

FATSE2 FATSE2(1x3)

of EG-096-85

'W0236138 PM FOR 85GP 003

—

= Location : 085-0215 (0 item) (Total=2)

FAOMP3(1x.5)

'W0236206 PM FOR 85KC 001A 'FAOMP1 @ FaomMP1(1x1)

'W0236208  PM FOR 85KC 001B 'FAOMP1 | Atkinson.Joseph I FAOMP1(1x1)

= Location : 085B-0199 (0 item) (Total=4)

W0235113 PM FOR 85BAC 001 FAOMH(1x4)
h W0235115 PM FOR 85BAC 002 FAOMH Atkinson.Joseph I FAOMH(1x4)
EWI‘.]2351 17 PM FOR 85BAC 003 FAOMH Atkinson.Joseph I FAOMH(1x4)
: W0235119 PM FOR 85BAC 004 FAOMH Atkinson.Joseph i FAOMH(1x4)

= Location : 085TK001 (0 item) (Total=1)

'W0236444  Monthly PMFOR 85TK 001

— uUST

= Location : 088-0011 (0 item) (Total=1)

FAOMP3(1x1)

'W0231837 'PMFORS88ARU0012(NO
— Materials needed)

= Location : 088-0067 (0 item) (Total=1)

'W0235295  PMNFPA72BLDG. 88fire TSD(1x 1)
~alarm Audible & Function TSD(1x1)
- Testing

= Location : 088-0147 (0 item) (Total=1)

I 'W0235780 PM FOR 88 AHUO14

= Location : 088-0163 (0 item) (Total=1)

I 'W0235778 PM FOR 88 AHUO13
= Location : 088-0179B (0 item) (Total=1)

1/15/2021 10:17 AM




Final Schedule

== Work Order 1 Description

1 Lead Craft * FAM Name

PM FOR 88 AHUO11

W0235776
1 —

FAOMP2

Gutierrez Myma

= Location : 088-0181 (0 item) (Total=1)

'W0236332 Monthly PM for 88 EG

Gutierrez Myma

= Location : 090-1999 (0 item) (Total=2)

'W0234286 Inspect exterior lighting for B9O.

.

Gutierrez Myma

W02378638 (Child) SURP Qutage support: GutierrezMyma
1 Lay down plywood for temp
- generator cords

= Location : 090-2052B (0 item) (Total=1)

‘'W0234730  Replaceburntoutlampsand GutierrezMyma
~or/ballasts as requested by the
o customer/client. Seelongtext
- formore

= Location : 090-2063C (0 item) (Total=1)

'W0234727  Replaceburntoutlampsand GutierrezMyma
~or/ballasts as requested by the
A customer/client. Seelongtext
- formore

= Location : 090-2092 (0 item) (Total=1)

'W0234707  Repair 2nd floor hallway and GutierrezMyma
1 ~office spacelights_ ( Seelong
| _description for locations)

= Location : 090-3145 (0 item) (Total=1)

'W0234692  Repair 3rd floor hallway and GutierrezMyma
1 ~office spacelights_ (See long
- ~description for locations).

= Location : 090X-0103 (0 item) (Total=1)

'W0234657  Assess PM requirements for X1

h and XR chillers.

Gutierrez Myma

= Location : 090X-0105 (0 item) (Total=1)

W0223335 Install EV Charger Electrical
_— Utility Infrastructure

FATSE1

Gutierrez Myma

= Location : 091-0129 (0 item) (Total=2)

Jan 21
Mon Tue Wed Thu Fri Sat Sun

FAOML(1x4)
FAOML(1x4)

FAOML(1x4)
FAOML(1x4)

FAOML(1x4)
FAOML(1x4)

FAOMH(1x3)

FATSE1(1x8)

FATSE1(1x8)

@8 rFATSE1(1x8)

@ rFaTSE1(1x8)

1/15/2021 10:17 AM
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Final Schedule

2

Work Order

W0229159

W0236733

2 Description

FATSF- Install Regulator and
Plumbing Lines @ 91-0129
(after Carpenter's Child Work
Order)

FATSF

{Child WO) Carpenter's toinstall FATSC

cylinder holders @ 91-129

- Location : 091-0199 (0 item) (Total=1)
- Work Type Group : PROJECTS (0 item)

1

WO0237772

{Child) Surp outage support
Post affected buildings

- Location : 091-0199X (0 item) (Total=8)
-1 Work Type Group : PROJECTS (0 rtem)

2

3

7

8

W0237838

W0237839

Wo0237817

W0237827

W0237829

W0237836

W0237837

W0237842

{(Child)SURP Qutage support
Setupand tie-in temporary
rental generators as part of the
outage prep

{Child) SURP Qutage support:
Lay down plywood for temp
generator cords

{Child) SURP outage support:
Shut-off and secure equipment
prior to outage

{Child) SURP Qutage support;
Monitor and fuel temp
generators, movelcools, and
start-up support.

{Child) SURP Qutage support;
Monitor and fuel temp
generators, movelcools, and
start-up support.

{(Child)SURP Qutage support
Drive and park fuel tanker truck
to IGB; Pick up and refuel after
outage

{Child) SURP Qutage support:
Monitor affected building
systems.

{Child)SURP QOutage Support
Shut-off and secure chillers in
affected buildings

- Location : 091U-0101 (0 item) (Total=1)
-1 Work Type Group : PROJECTS (0 rtem)

1

W0232129

{Child)Provide support for temp
chiller power cord replacement.

- Location : HSITE2010 (0 item) (Total=1)
- Work Type Group : PMs (0 riem)

1

W0236294

Roadway/Sidewalk/Shelter
Inspection Zone1 1/19

5 Location - HSITE2020 (0 item) (Total=1)
- Work Type Group : CMR, Eic (0 item)

1/15/2021 10:17 AM

FAOMP2

FATSE2

FATSC

FAOMP3

FAOMP1

FAOMP2

FATSR

FMCS

FAOMH

FAOMH

FATSL

1 Lead Craft * FAM Name

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Reisinger.Richard |

Gutierrez Myma

Jan 21
Mon
18

Tue Wed
19 20
FATSF(1 x6)

FATSC(1x3)

{| FAOMP2(1x1)
N | FAOMP2(1x1)

FATSE2(1 x8)
FATSEE(‘I x8)

B | FATSE2(1x4)

FATSE2(1x4)
FATSE2(1x8)
FATSE2(1x8)

E FATSC(I x4]

[ | FAOMH(1x5)
[ | FAOMH(1x5)

[ | FATSL(1x8)
[ | FATSL(1x8)

Sat Sun
23 24

[ | FAOMP3(1 x4)
M | FAOMP3(1 x4)

FAOMP1(1 x4)
FAOMP1(1 x4)
FAOMP1(1 x4)

FAOMP2(1 x4)
FAOMP2(1 x4)
FAOMP2(1 x4)

(Samn

FATSR(1x2)

FMCS(1x38)
FMCS5(1x8)

FAOMH(1 x38)
FAOMH(1 x8)

0l

16



Final Schedule

Jan 21

== Work Order % Description 2 Lead Craft & FAM Name Thu Fri Sat Sun

W0237860  Barricadesupportformobile = FAOMP2 |GutierrezMyma
_crane PM (load tests) sched. fnt

1/18-19.
= Location : HSITE30 (0 item) (Total=1)

FAOMP2(1x4)
h - 1/20 _ FAOMP2(1 x4)

'W0237635 MunthlyGasMatermtrmaﬁgs FAOMP2 |GutierrezMyma

= Location : HSITE40 [ﬂ item) (Total=2)

'W0237633  Monthly Electrical mtrreadings FAOMP2 | GutierrezMyma FAOMP2(1 x5)
: 1/20 FAOMP2(1 x 5)
- W0236565 Monthly Electrical Meter FATSE2 GutierrezMyma FATSE2(1x8)

= Location : HSITE4010 (1 item) (Total=1)

FAOML(1x8)
=S rFaomL(1x8)
FAOML(1x8 [ FAOML(1x8)
FAOML(1x8) [ FAOML(1x8)

'W0229640  Removelightcontrolmodules FAOML GutierrezMyma
1 “and replace with Encelium

- Control Nodes

= Location : SSMH091 (0 item) (Total=1)

= rFaOML(1x8)
]

FATSF(1x8)
FATSF(1x8)

Investigate sewer mains for
-snaking and video _

L ~documentation (attachment) :
| *DONOTPERFORM JETTING*

W0234211 FATSF

1/15/2021 10:17 AM



