Final Schedule

=] Work Order 1 Description 2 Lead Craft 3 Work Type Gro 4

ZBlc) = ® ®

Aug 20

Mon Tue Wed Thu Fri Sat Sun
A7 [ O [Po [ZT |22 _ |23
(=]

= Location : 001-0401 (0 item) (Total=1)

'W0223118 'PMNFPA72BLDG. 01 fire
“alarm system ITM(Donner

— Weekly)

= Location : 002-0129A (0 item) (Total=1)

PMFOR 02 TK 009

x1)

FATSD(1x1)

= Location : 002-0129B (0 item) (Total=1)

PMFOR D02 AHUOO05 MATL
(Carbons)

FAOMP3(1

FAOMP2(1

x25)

W0223369 Removal of accumulated water FAOMP3(1 x4)
1 intank @ B02-0129E (2 Tech's, FAOMP3(1x4)
| 4hrs.each)
W0222302 Monthly PM: 02 EG 068:READ FAOMP3 | Code Complaint il FAOMP3(1x15)
| LONG DESCRIPTION! PMs
W0222436 Monthly PM FOR 02 TK 004 FAOMP3 | Code Complaint il FAOMP3(1x1)

= Location : 002BR001 (0 item) (Total=1)

EWI]EEE??-B PMFORO02BR 001
|

= Location : 002-ROF 1 (0 item) (Total=1)

PMs

'W0223756 Bldg. 02 PM Monthly Vibration
| Survey by Vendor

= Location : 002TK003 (0 item) (Total=1)

'FAOMP1

W0222434  Monthly PMFOR 02 TK 003

| UST
= Location : 006-1000 (0 item) (Total=4)

Cut &install trench covers for
ALS-U @B06
Install gutters and unistrut
supports for radiation safety
shutters (RSS)

W0222513

W0220898

8/14/2020 10:15 AM

FAOMP1(1

FAOMP3(1x4)

x15)

FAOMP3(1

x1)




Final Schedule

Aug 20
=] Work Order % Description R Lead Craft & Work Type Gro 41 |Mon Tue Wed Thu Fri Sat Sun
i Fx )
W0205556 Rigger supportat ALS for FATSR CMR. Eic
i shutdown days
W0220272 QEW?2 escort and contractor FATSEZ2 PROJECTS
4 support for ALS electrical tunnel
| work activities

= Location : 006-1999 (0 item) (Total=2)

FATSD(1x1)

'W0222705 PM NFPA25BLDG. 6sprinkler FATSD

IT™ PMs
'W0223758  Bldg. 06 PM Monthly Vibration FAOMP1 |PMs
: Survey by Vendor

= Location : 006-2206 (0 item) (Total=1)

'W0224325  PMT's needed for water shutoff FAOMP1
1 toallow FATSF toreplace
| flushometers @ B06-2206

= Location: 015-0162 (1 item) (Total=1)

'W0222712  PMNFPA25BLDG. 15

h _preaction|ITM

= Location: 015-0198 (1 item) (Total=1)

‘W0223062  PM NFPA25BLDG. 15 sprinkler

—_— IT™

= Location : 023-0127 (0 item) (Total=1)

'W0220969  Apply firestop matenial for
1 _electrical penetrations @ B23-

— 0127

= Location : 027-0199 (0 item) (Total=1)

W0222745 PM NFPA25BLDG. 27 sprinkler
h: ™

= Location : 030-0214 (0 item) (Total=1)

Troubleshoot, remove and
replace lamps/ballasts RM214
and RM215

'W0224307
1

= Location : 030A-0199 (0 item) (Total=1)

'W0223752 Bldg. 30 PM Monthly Vibration FAOMP1

h Survey by Vendor
= Location : 031-0104 (0 item) (Total=1)

FATSD(1x1)

I FAOMP1(1x1)

FAOMP1(1x2)
FATSHI x3)

FATSD(1x.5)

FATSC(1x2)
FATSC(1x2)

FAOMP1(1x1)

8/14/2020 10:15 AM



Final Schedule

- 106B - FEE

lights to LED's inrooms 104 ano:iE

Work Order % Description 2 Lead Craft 3 Work Type Gro 4
W0221017 DoonTues 8/18at8am - FAOML CMR. Etc
'FAOML to Change fluorescent

= Location:033-0121 [ﬂ item) (Total=1)

'W0223398  PMT's totroubleshoot vacuum
1 pump demister in that s filling

— with oil

FAOMP1

= Location : 033-0201 (0 item) (Total=2)

Aug 20

Mon

Tue Wed

FAOMP1(1 x4)

Thu Fri Sat Sun

LOTO support for contractor FATSE2 FATSE2(1x3)

work
'W0223405  LOTO Supportforcontractor  FATSE2 | PROJECTS i FATSE2(1x4)
: work

= Location : 033-R403 (0 item) (Total=2)

'W0222816

PM for 33 ADROO1

FAOMH(1x2)

'W0222818  PM for 33 ADRO02

§FAGMH

PMs

= Location : 034PIT001 (0 item) (Total=1)

'W0223760  Bldg. 34 PM Monthly Vibration
i : - Survey by Vendor

gFAGMPI

PMs

= Location : 037-0199 (0 item) (Total=1)

'W0222724  PMNFPA25BLDG._37/4

h sprinkler ITM

FATSD

Code Complaint
PM=

= Location : 037TK101 (0 item) (Total=1)

'W0223762  Bldg. 37 PM Monthly Vibration
i : - Survey by Vendor

gFAGMPI

PMs

= Location : 046-0199 (0 item) (Total=1)

W0216061

PM FOR 46BAC 001 Matenals

gFAGMH

PMs

= Location : 046-0270L (0 item) (Total=1)

‘W0220195 PMFOR46 AHU007 A51 1ea

—— 'MATL

anumpz

PMs

= Location : 046A-1149 (0 item) (Total=1)

'W0201552 Install whiteboard in office @

— 'B46A-1149

FATSC

CMR. Eic

= Location : 046A-ROF 1 (0 item) (Total=1)

I FAOMH(1 x2)

FAOMP(1 x

FAOMP1(1

i FAOMH(1x3.5)

x15)

1.5)

FAOMP2(1x15)

8/14/2020 10:15 AM



Final Schedule

Work Order % Description

'W0216059  PM FOR46AAC 014 Materials

FAOMH

1 Lead Craft & Work Type Gro 4

Aug 20

= Location : 046B-0199 (0 item) (Total=1)

- W0216063

—

'PM FOR 46BAC 003 Materials -

= Location : 046-ROF1 (0 item) (Total=3)

W0216053

PM FOR 46 AC 044 Matenals

FAOMH(1x4)

FAOMH(1x3)

FAOMH(1 x4)

W0216055 PM FOR 46 AC 045 Matenials

FAOMH

PMs

i FAOMH(1x4)

W0216057 PM FOR 46 AC 046 Matenials

FAOMH

PMs

= Location : 048-ROF 1 (0 item) (Total=1)

- W0216065 PM FOR 48 AC 005 Materials

= Location : 050A-0199 (1 item) (Total=3)

Move lathe out of the garage
with a pallet jack and fork lift on
truck.

W0218749
1

FAOMH(1x2)

i FAOMH(1x4)

FATSR(1x2)
FATSR(1x2)
FATSR(1x2)

= Location : 050A-4112 (0 item) (Total=1)

'W0220737  Perform rounds on portable ac
“unit inside Dr. Brandt's office

. “and drain condensate tank as

gFAGMPI

= Location - 050A-ROF1 (0 item) (Total=1)

'W0223764 Eldg. 50A PM Monthly Vibration
h Survey by Vendor

FAOMP1

= Location : 050B-0243 (1 item) (Total=3)

W0223213 Replace leaking pump seal.

FAOMP1(1x1)

FAOMP1(1x1)

'W0222364 Meonthly PM for 50AEG 101 FAOMP3 E;ﬂecm‘ﬂhim I FAOMP3(1x1.75)
i i L3

- W0222366 PM FOR 50A TK 002 FAOMP3 E;ﬂecm‘ﬂhim I FAOMP3(1x1)

: =

FAOMP1(1x1)

FAOMP1(1

FAOMP3(1x2)

= Location : 050B-0246 (0 item) (Total=1)

8/14/2020 10:15 AM

h FAOMP3(1x2)
'W0222368  Monthly PM for 50BEG 095 FAOMP3 | Code Complaint I FAOMP3(1x175)
3 =
W0222370 PMFORS0BTKOO1 FAOMP3 {P::Idecm‘ﬂ'ﬂi"t I FAOMP3(1x1)
E =




Final Schedule

2

Work Order

2 Description

1 Lead Craft & Work Type Gro 4

i ™

W0222856

PM FOR 50B DSRO 001

FAOMH

PMs

'W0223766

= Location : 050B-0299 (0 item) (Total=1)

- Survey by Vendor

Bldg. 50B PM Monthly Vibration

FﬂDMPl

= Location : 050B-1245 (0 item) (Total=2)

FAOMP1(1x1)

Aug 20

Mon Tue Wed Thu Fri Sat Sun

Erj_mm_mm 22 M F=
FAOMH(1x1)

'W0222836

= Location : 050B-1275 (0 item) (Total=1)

PM FOR50B AC 012

COORDPMs

= Location : 050B-2265 (1 item) (Total=4)

'W0223784  PMFOR50BAHUD26 (Check rf FAOMH(1x1)

Filters & Belts Needed) :
'W0223786  PMFORS50BAHU027 (Checkif FAOMH PMs FAOMH(1x 1)
: Filters & Belis Needed) ;

3

support LP-3744

'W0223788

= Location : 050B-2275 (0 item) (Total=2)

PM FOR 50BEAHU024

'FAOMH

PMs

§Wﬂ222346 PM FOR 50BAHU036 FAOMH
'W0222848 PM for 50B AHU 040 FAOMH PMs FAOMH(1x1)
FAOMH{Tx1)
'W0223219 Fire Alarm supportforVendor FATSD PROJECTS FATSO[1 x4)
installing & testing new VESDA | [1x4)
system in room 2265
W0224256 proj- Bb0B 2265 Vesda LOTO FATSEZ2 CMR. Eic

8| FATSE2(1x1)
FATSE2(1x 1)

FAOMH(1x1.5)

W0223790

PM FOR 50BAHUO025

§FAGMH

PMs

wW0218740

= Location : 050B-4297 (0 item) (Total=2)

(Parent) Patch and paintwall

FATSP(1x8
[ | FATSP({1x8)

FAOMH(1x15)

= Location : 050B-ROF 1 (0 item) (Total=1)

PM FOR 50B DSRO 002

8/14/2020 10:15 AM

= Location : 050C-ROF 1 (0 item) (Total=3)

FAOMH

(1x1)

outside room 4205.
W0220959 {Child) Disarm 4th floor halway FATSD CMR, Eic | FATSD(1x2)
2 smoke detector prior to start of
| painters work.




Final Schedule

Aug 20
=] Work Order % Description R Lead Craft & Work Type Gro 4 |Mon Tue Wed Thu Fri Sat Sun
17 18 19 20 21 22 23
& Wo0219168 PMFORS50CBLO0O01 A28 lea FAOMP2 |PMs FADMPEU
MATL
Wo0219170 PMFORS50CBELO02 A28 lea FAOMP2 |PMs FAOMP2(1
MATL
W0220209 PM FOR50CAHU004 MATL FAOMPZ2 |PMs ( FAOMP2(1
(Carbons) L
- Location : 053-0199 (0 item) (Total=1)
- FAM Name : Reisinger.Richard D (1 rtem)
1 W0222748 PMNFPA25BLDG._53sprinkler FATSD E:ﬂde Complaint FATSD(I x1)
I™ s
- Location : 055-0151 (0 item) (Total=1)
- FAM Name : Gutierrez Myma (1 item)
W0223384 Persistent high flow alarm on FAOMH CMR.Eic A EAOMUE{1 2 32) ol
1 fume hood; Investigate and
troubleshoot fume hood.
- Location : 055-0199 (0 item) (Total=3)
- FAM Name : Guhierrez Myma (3 itiems)
W0222438 Monthly PMFOR55TK 001 FAOMP3 | Code Complaint FAOMP3(1x1)
1 UST PMs
Ww0224368 {(Child) SW-AG6Line 1 prep: FAOMG CMR. Eic | FAOMG(1x2)
Clean up leaves, weeds, and [l | FAOMG(1x2)
£ shrubs onthe transformer pad.
(BANK513)
wWo0224371 {(Child) SW-AG6Line 1 prep: FATSE? CMR. Eic FATSEZ2(1x4)
Provide escort for gardener
2 work in Banks 513,512
transformer pad area.
- Location : 055B-0198 (0 item) (T otal=1)
- FAM Name : Gutierrez Myma (1 item)
wWo0221812 Install building identification sign FATSC CMR. Eic FATSC(1x1)
1 for generator shed by B90O
basement loading dock.
- Location : 055-ROF 1 (0 item) (T otal=2)
- FAM Name : Guhierrez Myma (2 itlems)
& Wo0216089 PM FOR55AC 045 Materials FAOMH ‘ PMs FAOMH(1x3)
W0216093 PM FOR55AC 050 Materials FAOMH ‘ PMs FAOMH(1x4)
- Location : 056-0102 (0 item) (Total=4)
- FAM Name : Guhierrez Myma (4 items)
& W0222468 PM FOR 56 BR 003 FAOMP3 |PM= FAOMP3(1x 6)
W0222466 PM FOR 56 BR 004 FAOMP3 |PM= o FAOMP3(1x6)
Wo0220219 PMFORbB6 AHUOOT MATL FAOMP2 |PMs o FADMPzn x1)
(Carbons) L
Wo0220221 PMFORbB6AHUO02 MATL FAOMP2 |PMs ( FAOMP2(1x1)
(Carbons) L
- Location : 059-1002 (0 item) (Total=1)

8/14/2020 10:15 AM



Final Schedule

=] Work Order 1 Description 2 Lead Craft 3 Work Type Gro 4

W0223507 Removeandreplace VFD-014 FATSE2 CMR. Eic

h for AHU-001

= Location : 059-1003 (0 item) (Total=3)

'W0217428 Disarm fire alarm points and
functions as per constructon
manager instructions. (On going

until Nov

1

Aug 20

Mon

Tue Wed Thu Fri Sat Sun

W0222227 PMFORS59KC 001 FAOMP1 |PMs

—

'W0223754 Bldg. 59 PM Monthly Vibration FAOMP1 |PMs
: Survey by Vendor

= Location : 062-0033 (0 item) (Total=1)

'W0223768  Bldg. 62/62F PM Monthly 'FAOMP1
h Vibration Survey by Vendor

= Location : 062-0100 (0 item) (Total=2)

W0221053 FATSR tore-locate 13 pallets
from ground floor to 2nd floor
i mezzanine level

wo0223498 FATSLtoassistFATSRinre FATSL CMR.Eic
locating 13 pallets from hall to

- mezzanine level

= Location : 062-0145 (0 item) (Total=1)

'W0220892  FAOMH to troubleshoot the
- Chiller for the XRD machinein

— room 62-0145

= Location : 062-0201 (0 item) (Total=1)

W0212484  PM-C For62AC 010 (Waiting

E for Sched Conf. 8/18)
1- ‘Mezzanine (" FAM

Coordinate™)
= Location : 062-0202 (0 item) (Total=1)

'W0223573  Building Handicap Door PM FATSE2 PMs

- ‘Bldg. 062

= Location : 064-0160 (0 item) (Total=2)

- W0222870 PM FOR 64 DSRO 002 FAOMH PMs

e

8/14/2020 10:15 AM

FATSE2(1x125)




Final Schedule

== Work Order 1 Description
W0222872 PM FOR 64 DSRO 003 FAOMH
- Location : 064-0163 (0 item) (Total=1)
- FAM Name : Gutierrez Myma (1 item)
& W0222157 PMFORGBG4BLO013 FAOMP1
- Location : 064-0199 (0 item) (Total=2)
- FAM Name : Guhierrez Myma (2 itlems)
& W0222350 PMFORB4TK 001 FAOMP3
W0216329 PMFORB64AHUOO3 MATL FAOMP1
Here
- Location : 064-0199X (0 item) (T otal=3)
- FAM Name : Guhierrez Myma (3 itiems)
& W0222348 Monthly PM for 64 EG 079 FAOMP3
W0213839 Change oil and oil filter per FAOMH
predictive maintenance analysis
£ report and check and verify
operations
W0222874 PM FOR 64 DSRO 004 FAOMH
- Location : 064-0223 (0 item) (Total=1)
- FAM Name : Gutierrez Myma (1 item)
W0223478 (Child) SW-AG6 support, Run FATSE1
extension cord from freezer to
i emergency outletin the hallway.
(8/21)
- Location : 064-0224 (0 item) (Total=1)
- FAM Name : Gutierrez Myma (1 item)
W0216351 PM FOR 64 AHUO16 MATL FAOMP1
. Here
- Location : 064C-0199 (0 item) (Total=1)
- FAM Name : Gutierrez Myma (1 item)
Ww0224372 (Child) SW-A6 Line 1 prep: FAOMG
Clean up mud and water behind
i the transformer. (HVE escort
required).
- Location : 064C-ROF1 (0 item) (Total=10)
- FAM Name : Guhierrez Myma (10 fiems)
W0223479 (CHILD) SW-A6Gline 1; Tie-in FATSE2
1 temporary rental generators
Wo0223831 {Child) SW-AE line 1:Perform FAOMP1

2 inspections and maintenance for
generators prior to outage

8/14/2020 10:15 AM

‘ PMs

‘ PMs

PMs

‘ PMs
PMs=

PMs

PMs

CMR.

CMR.

CMR.

CMR.

CMR.

1 Lead Craft & Work Type Gro 4

Code Complaint

Code Complaint

Etc

Etc

Etc

Etc

Etc

| FAOMP3(1x1)

| FAOMP3(1x175)

[ | FAOMH(1x8)
[ | FAOMH(1x8)

FAOMH(1x1)

| FAOMG(1x2)
§ | FAOMG(1x2)

FATSE2(1x4)
FATSE2(1x4)
FATSE2(1 x 6)
FATSE2(1 x 6)

FATSE2(1 x4)
FATSE2(1 x4)

FAOMP1(1x3)

i FAOMP1(1x3)
F

Aug 20

Mon Tue Wed Thu Fri Sat Sun

17 18 19 20 21 22 23
ﬁﬂMHﬁﬂj

FAOMP1(1x3)




Final Schedule

=] Work Order

W0223477

W0224496
4

W0224520
5

W0223470
&

W0223481
7

W0223483
8

W0223474
9

W0223484
10

2 Description

(Child)SW-AG line 1:Shut-off
and secure chillers prior to
outage and restart when outage
is complete

(Child) SW-AGline 1 support,
Barricade parking spots in front
of 51F

(Child) SW-AGline 1 support,
Provide flagging support for
crane lift on Alvarez road.
(Child) SW-A6 line 1:Shut down
equipment per list prior to
normal power outage

{Child) SW-AG support, Prep
and provide support for SW-AG
line 2 maintenance.

(CHILD) SW-A6 line 1 support,
monitor building and provide
stand by support during start-up
{Child) SW-AG line 1:Start-up
equipment per list after outage
work is complete
(Child) SW-AG line 1:Monitor
temporary generators and refuel
as needed.

= Location : 064-ROF1 (0 item) (Total=5)
= FAM Name : Gutierrez, Myma (b items)

1 W0222868 PM FOR 64 DSRO 001
W0221858 PMFORG64BL0O16
. WO0221922 PM FOR 64 BL 006
~ WO0221926 PMFORG64BLO10
_ WO0221928 PMFORG64BLO014

= Location : 066-0111 (0 item) (Total=1)
= FAM Name : Tafoya.Enc (1 item)

1 W0223211

FAOMP3toreplace Leaking
Sealon66 GP 015

= Location : 067-1092 (0 item) (Total=2)
= FAM Name : Tafoya.Enc (2 items)

wo0221661 Troubleshoot reheat valve
1 leaking by in hallway 1092 by
men's restroom
W0222625 Troubleshoot reheat valve

2

leaking by in hallway 1092 by
men's restroom

FAOMH

FAOMP2

FAOML

FAOMP3

FATSE2

FMCS

FAOMP2

FAOMP1

FAOMH

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP3

FMCS

FAOMH

= Location : 067-1206 (0 item) (Total=1)

=" FAM Name : Tafoya.Enc (1 item)
8/14/2020 10:15 AM

CMR.

CMR.

CMR.

CMR.

CMR.

CMR.

CMR.

CMR.

PMs

PMs

PMs

PMs

PMs

CMR.

CMR.

CMR.

1 Lead Craft & Work Type Gro 4

Etc

Etc

Etc

Etc

Etc

Etc

Etc

Etc

Etc

Etc

Etc

Aug 20

Mon Tue Wed Thu Fri Sat Sun

17 |18 19 |20 |21 22 23
FAOMH(1 x 8)

FAOMH(1x1)

FAOMP3(1 x4)

FMCS(1x4)
FAOMH(1x4)

FAOMP2(1x2)
[ | FAOML(1x8)
[ | FAOML(1x8)
& | FAOMP3(1 x4)
[ | FAOMP3(1 x4)
FATSE
FATSE
FATSE
[ | FMCS(1x8)
= | FMCS(1x8)

FAOMP2(1 x4)
FAOMP2(1 x4)

FAOMP1(1x2)
FAOMP1(1x2)

FAOMP1(1

FAOMP1(1

FAOMP1(1

FAOMP1(1

O ) )




Final Schedule

Aug 20
=] Work Order % Description R Lead Craft & Work Type Gro 4 |Mon Tue Wed Thu Fri Sat Sun
17 18 19 20 21 22 23
W0221057 FAOMH to troubleshoot room FAOMH CMR.Ekc 'FE%H(I x4)
pressure control & why damper Il H(1x4)
i always at 0% open inroom
1206.
- Location : 067-1209 (0 item) (Total=2)
- FAM Name : Tafoya.Enc (2 iems)
W0221606 Troubleshoot reheat valve FMCS CMR.Eic 1 1x4)
. leaking
W0222630 Troubleshoot reheat valve FAOMH CMR. Eic A (1x4)
leaking
- Location : 067-2202 (0 item) (Total=1)
- FAM Name : Tafoya.Enc (1 item)
wWo0221154 Troubleshoot reheat valve FAOMH CMR.Eic FAOMH(1x8)
: leaking by
- Location :067-4115 (0 item) (Total=2)
- FAM Name : Tafoya.Enc (2 iems)
W0221162 FMCS totroubleshoot RHV that FMCS CMR. Eic § | FMCS(1x4)
. is fully open, low DAT S | FMCS(1x4)
W0222591 Troubleshoot reheat valve FAOMH CMR.Eic FAOMH(1 x4)
leaking by
- Location : 067-4203A (0 item) (Total=1)
- FAM Name : Tafoya.Enc (1 item)
W0222626 FMCS to troubleshoot why FMCS CMR. Eic IC] FMC:‘:U x4)
1 Reheat valve open, low W FMCB(1x4)
discharge air temperature [_

- Location : 067-5108 (0 item) (Total=1)
- FAM Name : Tafoya.Enc (1 item)

W0221420 FATSF toreplace broken
reqgulator & pressure relief valve

- Location : 067-5218 (0 item) (Total=1)
- FAM Name : Tafoya.Enc (1 item)

W0222300 PMFOR67RES005-READ
i LONG DESC. AUG

- Location : 067A-0102 (1 item) (Total=3)
- FAM Name : Tafoya.Enc (3 iems)

1 FATSF CMR. Eic

FATSFE(1x4)

FAOMP2 PMs ‘F:&ﬂfMFZﬁ x 1)

W0219367 (Parent)Maintain building FAOMH CMR. Eic H FAOMH(1x3) § FAOMH(1x3) H FAOMH(1x1)
1 temperature set point and FAOMH(1x1) FAOMH(1x1) FAOMH(1x3)
secure chiller daily at 5:30pm FAOMH(1x3) FAOMH(1x3)
FAOMH(1 x 1) FAOMH(1 x 1)
W0219368 {Child) Start Chiller and monitor FMCS CMR,. Etc FMCS(1x1) FMCS(1x1) FMCS(1x1)
equipment until secured daily. FMCS5(1x1) FMCS(1x1)
W0223772 Bldg. 67A PM Monthly Vibration FAOMP1 |PMs

Survey by Vendor

- Location : 067A-0201 (0 item) (Total=1)
- FAM Name : Tafoya.Enc (1 item)
W0222458 PM FOR 67ABR 005

1

- Location : 067-ROF1 (0 item) (Total=7}
8/14/2020 10:15 AM

FAOMP3

Code Complaint

PMs

FAOMP1(1x15)

FAOMP3(1x2)




Final Schedule

=] Work Order

2 Description

- FAM Name : Tafoya.Enc (7 iems)

1 wo0223770

w0220922
2

wW0127480
3

wo161917
4

wWo0220521
5

w0220920
6

wo0221140
7

Bldg. 67 PM Monthly Vibration FAOMP1
Survey by Vendor

{Child)Provide support for epoxy FMCS
coating repaint for AHU-1 and

AHU-2.

(Parent) Repair/repaintepoxy FATSP
coating onfloor of 67 AHU 001

and AHU-002

(CHILD) Provide portable FAOMP1
eyewash station and large shop

fans for painters work.

(Child) Isolate AHU-001 and FATSD
AHU-002 vesda units prior to

AHU shutdownand LOTO.

(Child) Remove and replace FAOMH
AHU-1 pre-filters

(Child) Remove and replace FAOMH
AHU-2 pre-filters

- Location : 068-0101 (0 item) (Total=1)
-I FAM Name : Rini.Chnstopher G (1 item)

1 W0223096

PMNFPA25BLDG._68gnd FATSD
booster pump ITM (weekly)

- Location : 069-0199 (1 item) (Total=1)
-I FAM Name : Rini.Chnstopher G (1 item)

1 W0213647

069, PM FOR 69 AC 002 FAOMH

- Location : 070-0109B (0 item) (Total=1)
- FAM Name : Ezcobedo.Caros (1 item)

WO0204111

{(Parent) Remove cork board; FATSC
Mount monitor and 4x6 glass

board per engineering

specifications.

- Location :070-0123 (0 item) (Total=1)
- FAM Name : Escobedo.Carlos (1 item)

W0224338

{Child)Scanning support;Side FATSC
freezer forward and move flam

cabinet sofloor and wall can be
scanned

- Location : 070-0183A (0 item) (Total=1)
- FAM Name : Ezcobedo.Caros (1 item)

1 W0223210

Replace leaking pump seal. FAOMP3

- Location : 070-0198 (0 item) (Total=2)

— CAMBAMannn - Cananhada Mades I dmnaat

8/14/2020 10:15 AM

1 Lead Craft & Work Type Gro 4

PMs

CMR. Eic

CMR. Eic

CMR. Eic

CMR. Eic

CMR. Eic

CMR. Eic

Code Complaint
PM=

PMs

CMR. Eic

CMR. Eic

CMR. Eic

Aug 20
Mon Tue
17 18

FATSD(1x1)

FAOMH(1 x 6)

FA"

FA"

-

Wed Thu Fri Sat
19 20 21 22

FAOMP1(1x15)

FMCS(1x4)

FATSP(1x

FATSP({1x
FATSP({1x

FATSP(1x8)
FATSP(1x8)
FATSP{1x8)

& | FAOMP1(1 x4)
= | FAOMP1(1 x4)

FATSD(1x4)

8

[ | FATSC(1x4)
M | FATSC(1x4)

SC(1x2)
SC(1x2)

§ | FAOMP3(1x2)
H | FAOMP3(1x2)

Sun
23

FAOMH(1 x38)
FAOMH(1 x38)
FAOMH(1 x8)
FAOMH(1 x38)
FAOMH(1 x38)
FAOMH(1 x38)
FAOMH(1x8)

1



Final Schedule

=] Work Order % Description R Lead Craft & Work Type Gro 41 |Mon Tue Wed Thu Fri Sat Sun

'W0220040  Patchand Paint wall outside

h ‘room 163.

W0220041 Patch and Paint wall outside FATSP CMR. Eic

(1x8)

‘room 143.
= Location : 070-0199 (0 item) (Total=1)

'W0224246  Provide escort support for 'FAOMP1 |CMR.Et FAOMP1(1 x8)
1 vendor inspections inseveral
| locations.

= Location : 070-0291 (0 item) (Total=1)

W0222876 PM for 70 AHUO231

= Location : 070A-1109 (0 item) (Total=1)

'W0223798  Repair fume hood blower; 'FAOMH CMR. Eic ) FAOMH(1x3)
remove and replace X
1 _potentiometer per
. troubleshooting findings. [Esooﬂ
req) :

= Location : 070A-1115A (0 item) (Total=1)

'W0222878

= Location - 070A-1197 (0 item) (Total=1)

PM FOR 70AAC 004

W0217534 - Paint door to stairwell by room FATSP

_— 1103

= Location: 070A-221 2 (0 item) (Total=1)

FATSP(1x8)

'W0221337 PM FOR 70AAHUO003

= Location - 070A-2245 (0 item) (Total=1)

'W0220763  Remove and replace battery for FAOMH
1 -80freezer. (Batteryis atB79

| stores).

= Location : 070A-3329 (0 item) (Total=3)

W0223774 Bldg. 70/70A PM Monthiy FAOMP1 FAOMP1(1x15)
h Vibration Survey by Vendor i
'W0212153 (Parent) Replace ARU-2 crank FAOMH CMR.Eic FAOMH(1x4)
2 case heater per troubleshooting FAOMH(1x4)
findings.
'W0214798  (Child) Provide remote swilching FATSE2 | CMR. Etc || FATSE2(1x3)
3 and LOTO support for crank
| case heater replacement.

1 mnntine - A7AA PFATA M itneal FTatal—13
8/14/2020 10:15 AM



Final Schedule

Aug 20
=] Work Order % Description R Lead Craft & Work Type Gro 41 |Mon Tue Wed Thu Fri Sat Sun
7R sl 9l 200l 27 220 [0 |

SOLULdUuuwil o vrunTSR R IR \v ity rvian— g

I EWDEEI]EEE PM FOR 70AAHU033 MATL

= Location - 070A-3351 (0 item) (Total=1)

I 'W0220233 PM FOR 70AAHU038 MATL

= Location : 070A-3353 (0 item) (Total=1)

FADMPE[‘IEJ:E}

'W0214348  PMFOR70AAHUO037 MATL

— Here

= Location : 070A-4429A (0 item) (Total=1)

FADMPE[‘IEJ:E}

I 'W0220223 PM FOR 70AAHUO007 MATL

= Location:071-0199 [i item) (Total=2)

W0223717  PMfor TRWfilter 71 FL 002

— 8/17-8/23

W0223719  PMforTRWfilter 71FL003  FAOMP3 | PMs FAOMP3(1
| 8/17-8/23

= Location : 071-0253B (0 item) (Total=1)

w0224315 Remove and replace lamps in ; | FAOML{1x2) .
h 'RM253B FADML{Tx2) !

= Location: 071-0261 (0 item) (Total=1) |

'W0221386  Startfirstthingin AM - Rebuild FAOMP1 FAOMP1(1x3)
I backflow preventerthatfailled

test@B71-0261
= Location :071-ROF1 (0 item) (Total=1)

'W0223776  Bldg. 71 PM Monthly Vibration FAOMP1
—_— ‘Survey by Vendor
= Location :072-0123 (0 item) (Total=1)

FAOMP1(1x15)

'W0220960  FMCS to Troubleshoot boiler 72
5 'BRO0O01(itis showinginalarm

i -on Metasys system)
= Location : 072C-0150A (0 item) (Total=3)

'W0220251 PMFOR72CAHU001T MATL FAOMP2(1 x2)
' (Carbons)
'W0220253 'PMFOR72CAHU002 MATL FAOMP2 |PMs FAOMP2(1x2)
: (Carbons)

8/14/2020 10:15 AM



Final Schedule

== Work Order 1 Description
'PMFOR72CAHU003 MATL

W0220255
—I | (Carbons)

anumpz

PMs

= Location : 074-0118 (0 item) (Total=1)

'W0222888  PM-BLDG 74 PIONEER AIR

— 'DRYER

gFAGMH

= Location : 076-0123 (0 item) (Total=1)

'W0213723  Check active Alarms on both

1 - systems ALC & JCI, assist
- - other crafts on controls issues

gFMGS

= Location : 076-0199 (1 item) (Total=4)

W0222442 Meonthly PM FOR 76 TK 006

Aug 20

R Lead Craft & Work Type Gro 41 |Mon

B FMcs(1x2)

Sun

= Location : 076-0216 (0 item) (Total=1)

'W0222525  PMT'stoevaluateandsortOps FA.[}MP]
“materials on the upper
o Mezzanie level then relocate In
- chosenarea. i

= Location : 076-0234C (0 item) (Total=1)

'W0221765
1 -to door window and window to
| the side of the door.

Painters toapply frosted coating FATSP

= Location : 076 TK005 (0 item) (Total=1)

'W0222440  Monthly PMFOR 76 TK 005

h UST

gFAGMP?.

PMs

= Location: 077-0141 (1 item) (Total=1)

'W0156828  Riggers - Unload undulator
1 (6000Ibs) to 77

FATSR

= Location : 077-0199X (0 item) (Total=1)

W0222898

PM FOR 77 RF 004

= Location : 077-0239 (0 item) (Total=1)

8/14/2020 10:15 AM

uUsT PMs=
W0222213 KC -66-76 Monthly FAOMP3 |PMs I FAOMP3(1x1)
W0222432 Monthly PM FOR 76 TK 015 FAOMP3 g;deﬂmmhint I FAOMP3(1x1)
3 =
'W0223728 B76 Fuel Spill Containment FAOMP3 PMs FAOMP3(1
= Basin 8/17-8/23

FAOMP1{1x8)

§ FATSR(1x1)
B FATSR(1x1)
B_FaTSR(1x1)

FAOMH(1x 1)
FAOMH(1x 1)




Final Schedule

== Work Order 1 Description

1 Lead Craft & Work Type Gro 4

—I ‘W0220838 Bmlar 77 BRO09 PM 'FAOMP3

PMs

= Location: 077-5SKID [ﬂ item) (Total=1)

'W0220834  Boiler 77BR 003 (Laars

— 'Rheos+) PM

PMs

= Location : 078-0119 (0 item) (Total=1)

'W0219354 PMFOR78BL001 MATL

—_— 'HERE

= Location : 080-0028 (0 item) (Total=1)

'W0218965 PMFORBS0AF 004 MATL

— Here

= Location : 080-0199 (0 item) (Total=2)

W0222998 PM NFPA25BLDG. 80 sprinkler

Aug 20

Mon Tue Wed

FAOMP3(1x3)

FAOMP2(1x15)

Thu Fri Sat Sun

1 12 |2 1
FAOMP3(1 x4)

FAOMP2(1x1.3)

ITM PMs
'W0223001 PMNFPA25BLDG.80A FATSD  |Code Complaint FATSD(1x 5)
: sprinkler ITM PMs

= Location : 080A-0199 (0 item) (Total=2)

'W0216189 PM FOR 80AAC 001 Matenals

FAOMH(1x1.5)
FAOMH(1x1.5)

EWI‘.]EIEIBI PM FOR 80AAC 002 Matenals FAOMH

PMs

= Location : 080-ROF 1 (0 item) (Total=1)

W0211850 PMFOR 80AHUO006 MATL

—_— HERE

= Location:081-0101 (1 item) (Total=1)

W0222376 Monthly PM for 76 EG 116

s

PMs

= Location : 082-0100 (0 item) (Total=1)

'W0223108 PMNFPA25BLDG. 82 grid
h booster pump ITM (weekly)

PMs

= Location : 082-0199 (1 item) (Total=1)

W0222384 Meonthly PM for 76 EG 117

PMs

= Location : 083-0199 (1 item) (Total=1)

'W0222390 PMFOR 74 TK 014

PMs

8/14/2020 10:15 AM

FAOMP2(1x2.5)

FATSD(1x1)

d | FAOMH(1x1.5)
FAOMH(1x15)

FAOMP3(1x1.75)

FAOMP3(1x1.75)

FAOMP3(1x 1)

15



Final Schedule

== Work Order 1 Description

= Location : 084-0108 (0 item) (Total=1)

W0224395 FMCS tosupport FAOMH in

troubleshoot of excessive bidg.
temp.

= Location : 084-0114 (0 item) (Total=1)

'W0223438  FAOMP1toMonitor&Empty FAOMP1
h Drip BucketEvery 3 Days

1 Lead Craft & Work Type Gro 4

CMR. Eic

= Location : 084B-0091 (0 item) (Total=1)

'W0223778  Bldg. 84/84B PM Monthly FAOMP1
—_— Vibration Survey by Vendor

= Location : 085-0101 (0 item) (Total=1)

'W0222104  PMFOR85BL 007 FAOMP1

= Location : 085-0103 (0 item) (Total=3)

Aug 20

Mon

Tue

Wed Thu

Fri

Sat

Sun

FAOMP1(1x15)

W0220257 PMFOR85AHUOD0T MATL FAOMP1

' (carbons)

'W0220259 PMFOR85AHUO002 MATL FAOMP1 |PMs
' (Carbons)

W0220261 PMFOR85AHUO03 MATL FAOMP1 |PMs
' (Carbons)

= Location : 085-0108 (0 item) (Total=1)

'W0222100  PMFOR85BL 005 FAOMP1

= Location : 085-0111 (0 item) (Total=1)

'W0222106  PM FOR 85BL 008 FAOMP1

= Location : 085-0116 (0 item) (Total=1)

'W0222098  PMFOR85BL 003 FAOMP1

= Location : 085-0118 (0 item) (Total=1)

'W0222096  PM FOR 85BL 002 FAOMP1

= Location : 085-0121 (0 item) (Total=1)

'W0222102  PMFOR 85BL 006 FAOMP1

PMs

= Location : 085-0122 (0 item) (Total=1)
8/14/2020 10:15 AM
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Final Schedule

L

Work Order

'W0222094

2 Description

§PM FORS85BLO001

1 Lead Craft & Work Type Gro 4

gFAGMPI

= Location : 085-0199 (0 item) (Total=3)

3

'W0222239 PMFOR 85PV 003 FAOMP1 FAOMP1(1x 1)
'W0223561  (ParentFATSEZ2) 8am - FATSE2 | CodeComplaint FATSE2(1x2)
Monthly, SemiA_ & Annual PM PMs

of EG-096-85 .
'W0223721  (Child FATSD Support) 8am  FATSD Sode Complaint || FATSD(1x2)
L3

Bypass and monitor fire alarm
panel (FACP) during generator
PM

= Location : 085-0212 (0 item) (Total=1)

—

W0222124

PMFORS5BLO14

FAOMP1

PMs

= Location : 085-0215 (0 item) (Total=3)

—

'W0221361  PM FOR 85 AHUO04 FAOMP1 |PMs FAOMP1(1 x 1)
'W0221363  PM FOR 85 AHU005 FAOMP1 |PMs I FAOMP1(1x1)
'W0221365  PM FOR 85 AHU006 FAOMP1 |PMs I FAOMP1(1 x1)

= Location : 085-0219 (0 item) (Total=1)

—

W0222120

EPMFGHBSBLDIE

'FAOMP1

= Location : 085-0220 (0 item) (Total=1)

—

'W0222116

PM FOR85BL012

'FAOMP1

= Location : 085-0222 (0 item) (Total=1)

'W0222108

EPMFGHBSBLI]H]

'FAOMP1

= Location : 085-0223 (0 item) (Total=1)

—

W0222112

EPMFGHBSBLI]II

'FAOMP1

= Location : 085TK001 tﬂ item) (Total=1)

L

‘Monthly PM FOR 85 TK 001
UST

= Location : 086-ROF1 (0 item) (Total=2)

8/14/2020 10:15 AM

FAOMP3(1x1)

17



Final Schedule

Work Order

2 Description

1 Lead Craft & Work Type Gro 4

Aug 20

'W0220950 PM-C for86 AC 001 - 'FAOMH FAOMH(1x4)
_"Coordinate Mon or Tues Only" FAOMH(1x4)
W0220952 "PM-C for86 AC 002- E FﬂGMH PMs

f "Coordinate Mon or Tues Only"

= Location : 088-0163 (0 item) (Total=1)

W0223417

1

- Fire Alarm to test Sensitivity
range of smoke deteciors
- behind control room.

FATSD

= Location : 088-0235 (1 item) (Total=1)

- W0223840

- Troubleshoot post-outage
"HVAC unitissue @ B88-0235 (2
Tech's, 2. 5hrs ea)

'FAOMH

= Location : 088CGT001 (0 item) (Total=1)

'W0223749

'Bldg. 88 PM Monthly Vibration
Survey by Vendor

gFAGMPI

PMs

= Location : 088-ROF1 (0 item) (Total=4)

& FAOMH(1x4)
FAOMH(1x4)

FAOMP1(1x15)

W0219078  PM for 88 HIGH BAY EXHAUST FAOMP1
1 BLOWERS AX31 lea MATL
| HERE
W0219080  PM for 88 HIGH BAY EXHAUST FAOMP1 |PMs
BLOWERS AX31 lea MATL
h HERE
W0219082  PMfor 88 HIGH BAY EXHAUST FAOMP1 |PMs
3 BLOWERS AX31 lea MATL
| HERE
W0219084  PMfor 88 HIGH BAY EXHAUST FAOMP1 |PMs
4 BLOWERS AX31 lea MATL
| HERE

= Location : 090-0027A (0 item) (Total=2)

W0223734

PM FOR S0BR 003

FAOMP3(1x4)

' W0223736

PMFOR 90 GP 021 (BR 003)

FAOMP3

PMs

= Location : 090-0096 (0 item) (Total=1)

'W0221397

PM FOR 90 AC 032

= Location : 090-1099 (0 item) (Total=1)

W0222906

PM FOR 90 AC 029

= Location : 090C-0199 (0 item) (Total=2)

8/14/2020 10:15 AM

I' FAOMP3(1x 5)

FAOMH(1x2)
FAOMH(1x2)

FAOMH(1x3)
FAOMH(1x3)

18



Final Schedule

== Work Order 1 Description

1 FI IO - UL DSE T TTED S IR

1 W0222916 PM FOR S0CAC 003

W0222918 PM FOR S0CAC 004

- Location : 090-ROF1 (0 item) (Total=4)
- FAM Name : Guhierrez Myma (4 items)

1 W0221389 PMFORS0AC 0438

W0221391 PMFORS0AC 049

W0221393 PMFORS0AC 0238

W0221395 PM FORS0AC 030

- Location : 090X-0101 (1 item) (Total=1)
- FAM Name : Gutierrez Myma (1 item)

W0221446 Transport Teupen lift from B31
1 to flex lab (B90X)

- Location:091-0161 (0 item) (Total=4)
- FAM Name : Bradford.Adam B (4 items)
W0224488 {Child) Provide stand by support
1 during IGB line 1 toline 2 switch
over_ (8/20 6am-7am)

W0224490 {Child) Shutdown equipment
priortolGE line 1toline 2
switch over. (8/20 shutoff at
Ham)

WwW0224492 {Child)Monitor and verify
building systems are back in
normal operation when
switchover is complete

W0224481 (Parent) 1GB switch over from
4 line 1toline 2_(8/20 6am-7am)

- Location : 091-0199X (1 item) (Total=2)
- FAM Name : Bradford, Adam B (2 iems)

W0224531 FMCS supportfor HVAC -
1 standby to start, adjust &
monitor temporary chiller.

W0224532 (8/14-20t0 8/21/20) HVAC-
Provide stand by suppoit to
start, adjust, and monitor
temporary chiller.

- Location :091-0372 (0 item) (Total=1)
- FAM Name : Bradford, Adam B (1 item)

W0222631 Install feminine hygiene waste
bininsingle stall @ B91-0372

- Location : 091U-0101 (0 item) (Total=1)
- FAM Name : Bradford.Adam B (1 rtem)
8/14/2020 10:15 AM

1

FAOMH

FAOMH

FAOMH

FAOMH

FAOMH

FAOMH

FAOMP1

FAOMH

FAOMP1

FMCS

FATSE2

FMCS

FAOMH

FATSC

‘ PMs

‘ PMs

PMs
PMs
PMs

PMs

CMR.

CMR.

CMR.

CMR.

CMR.

CMR,

CMR.

CMR.

1 Lead Craft & Work Type Gro 4

Etc

Etc

Etic

Etc

Etc

Etc

Etc

Etc

Aug 20
Mon
17

Tue Wed Thu Fri Sat Sun
18 19 20 21 22 23
0| FAOMH(1x25)
J | FAOMH(1x25)

] FAOMH(1x25)
§ | FAOMH(1x25)

FAOMH(1x3)
FAOMH(1 x3)

FAOMH(1 x2)
FAOMH(1x2)

FAOMH(1x2)
FAOMH(1x2)

H| FAOMP1(1 x2)

FAOMH(1x1)

| FAOMP1(1x1)
§ | FAOMP1(1x1)

FMCS(1x1)

FATSE2(1x1)
FATSE2(1x1)
FATSE2(1x1}

M FMmcs(1x4)

FMCS(1x4)
FMCS(1x4)

B FMmcs(1x4)
FMCS(1x4)

||E FAOMH(1 x8) == FAOMH(1x8) == FAOMH(1x8)
FAOMH(1x8)

FAOMH(1x8)
FAOMH(1 x8)
FAOMH(1x8)

FAOMH(1x8)
FAOMH(1 x8)
FAOMH(1x8)

FATSC(1x2)

19



Final Schedule

== Work Order % Description 2 Lead Craft
W0213917 (Parent) Remove and clean FAOMPI1
: strainer
- Location : 091U-0199X (0 item) (Total=2)
- FAM Name : Bradford, Adam B (2 iems)
1 W0222414 Monthly PM for 91U EG 001 FAOMP3
W0222416 PMFOR91IUTKO001 FAOMP3

- Location : 978-4426 (0 item) (Total=1)
- FAM Name : Bradford, Adam B (1 item)

W0208405 The cabinetis in place the base
just needs to be turned around
tobefacing inthe proper
direction

- Location : CRP-304 (0 item) (Total=1)
- FAM Name : Schroeter Peter James (1 item)

W0224295 Check unit and verify proper
function.

- Location : CRP-348 (0 item) (Total=1)
- FAM Name : Schroeter Peter James (1 item)
W0222292 PM on Grizzly Gate Gate
August
- Location : H (0 item) (Total=1)
- FAM Name : Schroeter Peter James (1 item)

W0221830 Provide an escort for Bailey
1 Fence Company during lab
perimeter fence assessment.

- Location : HSITE20 (0 item) (Total=2)
- FAM Name : Schroeter, Peter James (2 items)
W0222834 072A, PM FOR 72AAC 010

1

1

1

W0222886 072A, PM FOR 72AAC 011

- Location : HSITE2020 (0 item) (Total=2)
- FAM Name : Schroeter, Peter James (2 items)

W0215682 Repairf/replace broken or rotten
wood and replace bad railing
. postas necessary per
discrepancy found
W0221401 Install Unistrut into soil for future

sign placement. Left of B65
shuttle stop (see attachment.)

- Location : HSITE2030 (0 item) (Total=2)
- FAM Name : Schroeter, Peter James (2 items)

W0220760 Repair stairway WWY054
i behind B33/B43.

8/14/2020 10:15 AM

FATSR

FAOMP2

FAOMP1

FATSL

FAOMH

FAOMH

FATSC

FATSL

FATSC

1 Work Type Gro 4

‘CMH.EE

Code Complaint
PM=

Code Complaint
PM=

CMR. Eic

CMR. Eic

PMs

PROJECTS

PMs

PMs

CMR. Eic

CMR. Eic

CMR. Eic

Aug 20
Maon Tue Wed Thu Fri Sat Sun
13 18 19 20 21 22 23
H FAOMP1(1x1) H FAOMP1(1x1) g FAOMP1(1x1)
B FAOMP1{1x1) FAOMP1(1x1) FAOMP1(1x1)
FAOMP3(1x1.75)
FAOMP3(1x1)
FATSR{1 x4)
FATSR{1 x4) ’
FATSR{1 x4) *
FAOMP2(1x3)
] FaoMP1y
N | FAOMP1|

F FATSL(1x8)

[ FATSL(1x8) FATSL(1x8)
FATSL(1x8)

FATSC(1=x3)
FATSC(1x7)

FATSL(1x4)
FATSL(1x4)
FATSL(1x4)
FATSL(1x4)

FAOMH(1x2)

FAOMH(1x2)

FATSC(1x8)

[ FATSC(1x
FATSC(1x8)




Final Schedule

== Work Order 1 Description

W0215681 Repair/replace brokenorrotten FATSC
wood and replace bad railing
postas necessary per
discrepancy found

= Location : HSITE30 (0 item) (Total=1)

= FAM Name : Schroeter Peter James (1 item)
W0223805 Monthly Gas/Water mtr readings FAOMP2
: - August 8/21

= Location : HSITE40 (0 item) (Total=2}

1 Lead Craft & Work Type Gro 4

CMR. Eic

PMs

Aug 20

Maon Tue Wed Thu Fri Sat Sun

17 |18 |19 |20 |21 |22 |23
FATSC(1x8) FATSC(1x

FATSC(1x8) FATSC(1x6)

= | FAOMP2(1 x4)
] | FAOMP2(1 x4)

8/14/2020 10:15 AM
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