Final Schedule

Oct 20
== Work Order % Description 2 Lead Craft * FAM Name Mon Tue Wed Thu Fri Sat Sun

ZBlc) = ® ®

= Location:001-0401 (0 item) (Total=1)

'W0224196 PMNFPA72BLDG._ 01 fire
: “alarm system ITM(Donner

— ‘Weekly)

= Location : 002-0129A (0 item) (Total=2)

FATSD(1x1)

'W0228301 PMFORO02TKO009 Annual 'FAOMP3 |Reisinger.Richard| FAOMP3(1x15)
— Inspection
'W0228115  PMFOR02TK 009 'FAOMP3 | ReisingerRichard | FAOMP3(1x1.5)

= Location : 002-0129E (0 item) (Total=1)

'W0228113  Monthly PM:02 EG 068: READ FA.DMP?- Reisinger.Richard | FAOMP3(1x1.5)
h LONG DESCRIPTION!

= Location : 002-0130 (0 item) (Total=2)

Reisinger,Richard |

Replace burn out lamps and
ballastin Mechanical Room @
B02-0130

W0226398

FAOMP2(1x 8)
FAOMP2(1 x 8)

W0228031

= Location : 002-0199 (0 item) (Total=1)

Grp PM Monthly -B02 FTU Unit ReisingerRichard |

‘W0227162  PMNFPA25BLDG.2P2A

h sprinkler ITM

= Location : 002-0340 (0 item) (Total=1)

Reisinger,Richard |

FATSD(1x1)

'W0228704 PMFORO02AHUQ09 (Please Reisinger.Richard | ([} FAOMH(1x4)
1 _getMaterial info give to SC D'IT
- F) :

= Location : 002-0360 (0 item) (Total=1)

'PMFORO02AHUO010 (Please
“getMaterial info give to SGD'IT

- -

= Location : 002-0408 [ﬂ item) (Total=1)

Reisinger,Richard |

FAOMH(
FAOMH(
FAOMH(

J FAOMH(1

W0228706

W0210837 [Child of W209345] FATSC Reisinger.Richard
Support - Replace bad or
missing ceiling tiles in Rm_ 408
1) Acquire ceilin

= Location : 006-1000 (1 item) (Total=/)

10/2/2020 11:19 AM




Final Schedule

=] Work Order

1 W0222513

W0225899
2

W0220898
3

W0229110

W0226000
5

W0228769

2 Description

Cut & install trench covers for
ALS-U @ B06

Disconnect old chiller motor and
reconnect new chiller motor

Install gutters and unistrut
supports for radiation safety
shutters (RSS)
ReplacelightcoverinBL5 4
above boosterring

Cut/instrall secondary trench
covers to eliminate need for
barriers @ BO6

Service METS Cleanroom
Dehumidifier (BL12.0.1)

- Work Type Group : PMs (1 fiem)

1 W0225338

PM FOR 06 UH 008

Location : 006-1998 (0 item) (Total=1)

- Work Type Group : Code Complaint PMs (1 item)

1 W0227073

PMNFPA72BLDG. 6 fire alarm
system [TM

Location : 006-1999 (0 item) (Total=1)

- Work Type Group : Code Complaint PMs (1 item)

1 WO0227165

PMNFPA25BLDG. 6 sprinkler
I™

Location : 006-2997 (0 item) (Total=1)

- Work Type Group : CMR, Eic (1 item)

1 W0229300

Lights are cut in stairway near
B&0

Location : 006A-0101 (0 item) (Total=1)

- Work Type Group : PMs (1 fiem)

1 W0228918

Inspection of SW-A3 Bldg. 06A

Location : 007-0100 (1 item) (Total=1)

- Work Type Group : PROJECTS (1 item)

1 W0227464

Daily bypass of Sprinkler
systems forB07 & BO/C.

Location : 007-0199 (0 item) (Total=1)

- Work Type Group : Code Complaint PMs (1 item)

1 W0227168

PMNFPA25BLDG.7f7A
sprinkler ITM

Location : 013E-0199 (0 item) (Total=1)

- Work Type Group : Code Complaint PMs (1 item)

1 W0227476

PM FOR 13EBFP003

Location: 013J-ROF1 (0 item) (Total=1)

- Work Type Group : Code Complaint PMs (1 item)

10/2/2020 11:19 AM

FATSC

FATSE

FATSE

FAOML

FATSC

FAOMH

FAOMP1

FATSD

FATSD

FAOML

FATSE2

FATSD

FATSD

FAOMP1

1 Lead Craft * FAM Name

Reisinger,Richard |

ReisingerRichard | |

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Rini.Chnstopher G

Oct 20
Mon Tue Wed Thu Fri Sat
05 06 07 08 09 10

FASVM({1 x4)
FATSE(1 x4)
FATSE(1 x4)
FATSE(1 x8)
FATSE(1 x5)
x

1x3)

W FATSE(I x4)
FATSE{1x4)

..
41 %

-l

W FATSC({1x8) "
FATSC(1x8)

iﬁem-vr x4)

Sun
11

FATSD(1x1)

| FATSD(1x2)
| FATSD(1x2)

FAOML(1x3)

FATSE2(1x1)

H FATSD(1x2) H FATSD(1x2) H FATSD(1x2)
FATSD{1x2) FATSD{1x2)

FATSD(1x.5)

FAOMP1(1>




Final Schedule

Work Order % Description 2 Lead Craft & FAM Name

'W0228696  PM FOR 00 ARU 001 FAOMH | Rini.Christopher G

= Location : 015-0152 (0 item) (Total=1)

'W0227077  PMNFPA72BLDG. 15fire Reisinger.Richard |
h ~alarm system ITM

= Location : 015-0158 (0 item) (Total=1)

'W0225299 PM for 15PV 001 Reisinger.Richard |

= Location : 015-0162 (0 item) (Total=1)

‘W0227171  PMNFPA25BLDG. 15 FATSD Reisinger.Richard | SD(1x1)

— _preaction ITM

= Location : 015-0198 (0 item) (Total=2)

'W0227980 ES&EWPMFORBLDG. 15 ReisingerRichard | ([ FAOMP2(1 x2)
'W0227339  PMNFPA25BLDG. 15sprinkler FATSD Reisinger.Richard | | I FATSD(1x1)
= IT™

= Location : 015-0302 (0 item) (Total=1)

- W0229299 Lights outin Men's 3rd floor Reisinger.Richard |
h restroom @ Building 15

= Location:017-0101 (0 item) (Total=2)

FAOM L{;I x2)

'W0218457 Fabricate drip cover, install @ Reisinger.Richard | FATSC(1
h: B17
'W0229198 Move ScissorLiftfromB17to FATSR ReisingerRichard || | FATSR(OIx1)
B90X | FATSR(1xT1)
h FATSR(1x1)

= Location : 017-0199 (0 item) (Total=1)

W0227201 'PMNFPA25BLDG.1717A FATSD Reisinger.Richard | FATSD(1x.5)

— sprinkler ITM

= Location : 026-0146 (0 item) (Total=1)

'W0229178  Lights out outside and inside of Rini.Christopher G

— office at B26-146
= Location : 026-0199 (0 item) (Total=1)

FAOML FAOML(1x3)

'W0227174  PM NFPA25BLDG. 26 sprinkler

— 1™

= Location : 026-ROF 1 (0 item) (Total=1)

10/2/2020 11:19 AM

Rini.Chnstopher G

FATSD(1x1)

FATSD




Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name

—I 'W0225760 PMFGHEEACDIE FAOMH | Rini.Christopher G

= Location:027-0199 [ﬂ item) (Total=1)

Reisinger,Richard |

‘'W0227204  PMNFPA25BLDG.27 sprlider FATSD

— IT™

= Location : 028-0199 (0 item) (Total=1)

'W0227177 PMNFPA25BLDG. Eﬂsprlider FATSD Rini.Christopher G

— 1™

= Location : 030-0144 (0 item) (Total=1)

‘'W0227345  PMNFPA25BLDG. 30 Sprlider FATSD Rini.Chrstopher G

— 1™

= Location : 030-0145 (0 item) (Total=3)

Rini.Chnstopher G

W0228192

Monthly PM for 30 EG 114

Oct 20

Mon

‘E FAOMH(1 x2

FAOMP3(1 x

1.5)

Wed

FATSD(1x 5)

FATSD(1x1)

Thu

FATSD(1x1)

Sat

Sun

- W0228297 PMFOR30TKO03 Annual FAOMP3 Rini.Chnstopher G (| FAOMP3(1x 5)
: Inspection
;wuzzmm PMFOR 30 TK 003 FAOMP3 Rini.Christopher G I FAOMP3(1x1)

= Location:031-0101 (0 item) (Total=2)

PMFOR31TK001 Annual
Inspection

W0228317 Rini.Christopher G

FAOMP3(1x1)

EWI]EEBI?E PMFOR31TK 001 FAOMP3 | Rini.Chrsiopher G

= Location : 031-0103 (0 item) (Total=1)

WO0228171 Rini.Chnstopher G

= Location:031-0109 [ﬁ item) (Total=1)

Monthly PM for 31 EG 108

'FAOMP3

W0227117  PMNFPA72BLDG.31/31Afire Rini.Christopher G

1 “alarm Audible & Function

- Testing

= Location : 033-0120 (0 item) (Total=2)

FﬂTS D

I FAOMP3(1x 5)

FAOMP3(1x1.79)

FATSD(1x1)
FATSD(1x1)

'W0226055 Replace burned out bulbs @ FA.D ML Rini.Chnstopher G FAOML(1x2)
— 'B33-120
'W0226756  FMCS tolInvestigate two failed FMCS Rini.Christopher G B | FMCS(1x38)
2 occupancy sensors [then eniille_ FMCS(1x8)
- nighttime setback schedule]

= Location : 033-0154 (0 item) (Total=1)

10/2/2020 11:19 AM



Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name

—I 'W0227348  PMNFPA25BLDG.33sprinkler FATSD Rini.Christopher G
e IT™

= Location : 033-0236 (0 item) (Total=2)

Oct 20

Mon Tue

Wed Thu

/|09

08
FATSD(1x.5)

Sat

Sun

W0224208 9amon 10/8 -LOTO Support FATSE2 | Rini.Christopher G FATSE2(1x3)

: for Contractor Work

' W0226854 9am on 10/8 - ImplementLOTO FATSE2  |Rini.Christopher G FATSE2(1x3)
ﬁ permit for contractor work. FATSE2(1x3)

= Location : 033-R403 (0 item) (Total=3)

'W0225303 PM for 33 PV 002 Rini.Christopher G

| I R S

FAOMP3

Rini.Chnstopher G

'W0222030

—

PM for 33 FLOO3

FAOMP1(1 x

FAOMP3(1 x

W0222068 PM for 33 FLOO4 FAOMP3 | Rini.Chrsiopher G

—

= Location : 033U-0101 (0 item) (Total=1)

'W0227363  PMNFPA25BLDG. 33U Rini.Christopher G

— sprinkler ITM

= Location : 033U-0198X (0 item) (Total=2)

33U GS00112.47kV SF6 GAS
FILLED SW-G5-1-33U

FATSE2 Rini.Christopher G

W0226144

I FAOMP3(1x2)

FATSD(1x 5)

FATSE2(1x1)

33U GS00212.47kV SF6 GAS
FILLED SW-G5-2-33U

= Location : 033U-R399 (0 item) (Total=3)

' W0226146 FATSE?2 |Rini.Christopher G

I W0228208 Meonthly PM for 33U EG 113 Rini.Christopher G

FAOMP3(1x1.75)

I FATSE2(1x1)

'W0228291 PMFOR 33U TK 001 Annual FAOMP3 | Rini.Chrstopher G [§ FAOMP3(1x1)
: Inspection
§Wﬂ228212 PMFOR 33U TKO001 FAOMP3 | Rini.Chrsiopher G

= Location : 034-0100 (0 item) (Total=1)

Reisinger,Richard |

I EWDEEBEIE PM FOR 34 ARU 004

= Location : 034-0100A (0 item) (Total=2)

I EWI]224EBB PM FOR 34 BFP0O01 INDUST EFA.GMPE Reisinger.Richard |

I FAOMP3(1x 5)

'W0224701 Reisinger Richard |

PM FOR 34 BFP002 INDUST FAOMP2

= Location : 034-0200 (0 item) (Total=1)

10/2/2020 11:19 AM




Final Schedule

=] Work Order

2 Description 2 Lead Craft & FAM Name

' W0224703 PM FOR 34 BFP003 IND Reisinger.Richard |

1 :

= Location : 035-0100 (0 item) (Total=1)

anumpz

'W0228920  Inspection of SW-A4 Bldg. 35 Reisinger.Richard |

= Location : 036-0101 (0 item) (Total=1)

FATSE2

W0228916  Inspection of SW-A18&A2 Bidg.

— 36

= Location : 036A-0100 (0 item) (Total=1)

Rini.Chnstopher G

FATSE2

'W0228828  Battery Bank PM Grizzly Peak
— Substation 36A

= Location : 036A-0101 (0 item) (Total=1)

Rini.Chnstopher G

FATSE2

'W0228830  Inspection of Grizzly Peak

—_— Substation

= Location : 037-0101 (0 item) (Total=2)

Rini.Chnstopher G

FATSE2

W0225535 Reisinger Richard |

Monthly PM for 37 EG 120

Oct 20

FATSE2(1x1)

EWI‘.]22553? PMFOR37TK 104 FAOMP3 | ReisingerRichard |

= Location : 037-0103 (0 item) (Total=8)

= Location : 037-0199 (0 item) (Total=2)

W0227183

e

'PMNFPA25BLDG.37/34
sprinkler ITM

Reisinger,Richard |

10/2/2020 11:19 AM

h W0219546  PM FOR 37 GP 140 FAOMP1 | ReisingerRichard |
'W0219548  PMFOR 37GP 141 FAOMP1 | ReisingerRichard |
: W0219550 PMFOR 37 GP 142 FAOMP1 | ReisingerRichard |
‘W0222118  PMFOR37GP 118 FAOMP1 | ReisingerRichard |
=wu222122 PMFOR37GP 119 FAOMP1 | ReisingerRichard |
ﬁ W0222126 PMFOR37GP 120 FAOMP1 | ReisingerRichard |
h W0219542 PMFOR37GP 138 FAOMP1 |ReisingerRichard| |+
h W0219544  PMFOR37GP 139 FAOMP1 | ReisingerRichard |




Final Schedule

Oct 20
== Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed Thu Fri Sat Sun

%m |09 _ oI T |
SD(1x1)

—I W0227333 PMNFPA25BLDG.37deluge FATSD Reisinger.Richard |
= IT™

= Location : 037-0201 (0 item) (Total=3)

1 'W0228184 Monthly PMfor37EG 111 Reisinger.Richard |
— (Bidg. 15)
'W0228289 PMFOR 37 TK 105 Annual FAOMP3 | ReisingerRichard |
: Inspection
W0228186 PMFOR37TK 105 FAOMP3 |Reisinger.Richard|

= Location : 037-0202 (0 item) (Total=1)

'W0227083 PMNFPAT2BLDG. 3773534 FATSD Reisinger.Richard |
| fire alarm system ITM

= Location : 037-0203 (1 item) (Total=10)

Disconnect conductors & Reizinger.Richard
conduit from old motor,
reconnect to new motor

' W0224565 LOTO, remove andreplace VFD FATSE2  |ReisingerRichard | “FATSEZ({Tx8)
-023 for GP-147_ While waiting W FATSEZ(Tx4)

fornewVFD, place drivein

PM FOR 37 BFP0O1 IND FAOMP1 | ReisingerRichard |

PMFOR37GP 131 Reisinger.Richard |

FAOMP1

WI‘.]2221 14 PMFOR37GP 132 FAOMP1 | ReisingerRichard |

'W0219422  PMFOR 37 GP 147 FAOMP1 |ReisingerRichard | |+

'W0219424  PMFOR 37 GP 148 FAOMP1 | ReisingerRichard |

-

E

EWI‘.]EIBIIEE PMFOR37GP 144 FAOMP1 | ReisingerRichard |

EWI]219423 PMFOR37GP 145 FAOMP1 | ReisingerRichard |

EWI]EIBII?-I] PM FOR 37 GP 146 FAOMP1 | ReisingerRichard |

-

s

= Location : 037-0299 (0 item) (Total=2)

Reisinger,Richard | FAOMP1(1 x4)

Pi(1 x4}

W0219376

| ;
W0219382 PMfor37CT 103 FAOMP1 | ReisingerRichard||"

PM for37CT 102 EFA.GMPI

FAOMP1(1 x4)
| FAOMPT

= Location : 043-0101 (1 item) (Total=2)

10/2/2020 11:19 AM




Final Schedule

Oct 20
== Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed Thu Fri Sat Sun
W0228546 PMFOR43AC 001 FAOMH Reisinger.Richard | FAOMH(1x2)
W0228548 | PM FOR 43 AC 002 | FAOMH Reisinger.Richard | I FAOMH(1x2)

= Location : 045-0100 (0 item) (Total=2)

Wwo0221010 Riggers to move 3 new (unused) FATSR Reisinger.Richard | i 1x4)
acid metal cabinets from (M5 to | 1x4)
i 046 Boneyard. Each cabinet is 1 [1x4)
- approx
W0229248 (Child of W221010) FATSL FATSL ReisingerRichard || | FATSL§] x4)
2 supportto move 3 new acid
| metal cabinets

= Location : 046-0157 (0 item) (Total=2)

'W0226915 Trace Circuit for Exit Sign FATSE1 i FATSE? (1x4)

|

WO0227427
—

= Location : 046-0191A (0 item) (Total=2)

Troubleshoot Conduit FATSE1

FATSE1(1x6)

I éWﬂ22?564 PM FOR46BL 023 EFAGMPI FAOMP1(1x1)

Wwo0227799 PM FOR 46 BL 002 FAOMP1 Atkinson Joseph I FAOMP1(1x1)

= Location : 046-ROF1 (0 item) (Total=4)

h WO0227571 PM FOR 46ABL 002 FAOMP1 FAOMP1(1x1)
h WO0227773 PM FOR 46ABL 001 FAOMP1 | AtkinsonJoseph I FAOMP1(1x1)

W0227783 PMFOR 46 BL 030 FAOMP1 | AtkinsonJoseph I FAOMP1(1x1)
: W0227801 PM FOR 46 BL 004 FAOMP1 | AtkinsonJoseph I FAOMP1(1x1)

= Location : 047-0099 (0 item) (Total=1)

I WI‘.]EE?EBB PM FOR47BL0O18 EFA.GMPI

= Location : 047-ROF1 (0 item) (Total=5)

| gwuzz?ﬁm PMFOR47BL0O0YS A431ea. FAOMP1 |AtkinzonJoseph
WwWo0227506 PMFORA47BLO16 FAOMP1 Atkinson Joseph I FAOMP1(1x1)
Wo0227578 PMFORA47BLO13 FAOMP1 Atkinson Joseph I FAOMP1(1x1)
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Final Schedule

Oct 20

== Work Order % Description 2 Lead Craft & FAM Name Wed
'W0227582 PMFOR47BL014 FAOMP1 | Atkinson.Joseph 'FAOMP1(1 x
'W0227584  PMFOR47BL015 FAOMP1 | Atkinson.Joseph IFADMmen

= Location : 048-0100 (0 item) (Total=1)

'W0228108

—

Resolveissue with door unable
toclose @ B48

Reisinger,Richard |

= Location : 050-4009 (0 item) (Total=1)

' W0226808

L

FATSD connecting Dialer
panels to FACP's

= Location : 050-4099 (

'W0227198

—

1item) (Total=1)

PM NFPA25BLDG. 50 sprinkler
™

= Location : 050-6016B (0 item) (Total=1)

W0226972

—

Proj- fire s prinkler shutdowns for
bldg 50 -6016B

= Location : 050A-0135 (0 item) (Total=1)

W0226809

—

FATSD connecting Dialer
panels to FACP's

= Location :050A-0141

'W0228618

L

(0item) (Total=3)

PM FOR 50AARU004

FATSC(1x2)

FATSD(1x1)
FATSD(1x1)

FATSD(1x2)
FATSD(1x2)

FAOMH(

FATSD(1x1)
FATSD(1x1)

1x3)

FATSD(1x.5)

W0228620

PM FOR 50AARU005

FAOMH

E=scobedo,Caros

i FAOMH(

1x4)

W0228632

PM FOR 50AARU006

FAOMH

E=scobedo,Caros

= Location : 050A-0198X (0 item) (Total=1)

'W0226148

—

50AGS00112.47kV SF6 GAS
FILLED SW-GS-1-50A

'FATSE2

E=scobedo,Caros

= Location : 050A-0199 (0 item) (Total=3)

i FAOMH(

1x4)

FATSE2(1x1)

'W0227192 PMNFPA25BLDG. FATSD Escobedo.Carlos FATSD(1x1)
—_— 50A/50C/50E sprinkler [TM

W0227327 PM NFPA25BLDG. 50F FATSD Escobedo.Carlos FATSD(1x.5)

: preaction I TM

W0227330 PMNFPA25BLDG. 50A deluge FATSD Escobedo.Carlos

™

= Location : 050A-1122A (0 item) (Total=1)

10/2/2020 11:19 AM

I FATSD(1x 5)




Final Schedule

Oct 20
Work Order % Description 2 Lead Craft & FAM Name Mon Tue
|05 ) |
W0226760  Remove andreplace angle FATSF Escobedo Carlos FATSF(
valves onthe firstfloormen's
restroom. (Work will affect boih
- 1stfiRR) :

= Location : 050A-311 IA[ﬂ item) (Total=1)

'W0228965  Relamplights on 3rd floor copy ! FAOML(1x2)
h room. : FAOML(1x2)

= Location : 050A-4112 (1 item) (Total=1)

'W0220737  Perform rounds onportableac FAOMP1
“unitinside Dr_ Brandt's office
R “and drain condensate tank as

Wed

070z (oo o T ]

1x4)

10 x1) - FAOMPI(1x1) FAOMP1(1x1)

Thu Fri Sat Sun

= Location : 050A-6105 (0 item) (Total=1)

'W0228967  Relamp 6th floor hallway lights FAOML Escobedo.Carlos

= Location - 050A-7101 (0 item) (Total=1)

= Location - 050B-0239 (0 item) (Total=1)

‘W0196243  Seismic brace safe per

FATSC(1x8)

_penetration permit and
N “engineering seismic
- -calculations.

= Location : 050B-0243 (1 item) (Total=3)

‘W0222650 PMNFPA72BLDG. SD(1x8)
1 50B/50D/50F fire alamm system FATSD(1x8)
Im™ &= rFaT

EWI]EE?BBI] ES&EWPMFORBLDG.50B FAOMP2 | Escobedo.Carlos

- W0226810 FATSD connecting Dialer

— panels to FACP's
= Location : 050B-0299 (0 item) (Total=3)

W0227321 PMNFPA25BLDG. 50B

'W0228692  PM FOR 50A DSRO 002 FAOMH | Escobedo.Carlos [ FAOMH(1x3.5)

SD(1x8)

FATSD(1x1)
FATSD(1x1)

FATSD(1x.5)

h preaction I TM

PM NFPA25BLDG. 50B deluge

W0226150 50BGS00112.47kVSF6 GAS FATSE2

h FILLED SW-GS-1-50B

P o N e T ] R N Y

10/2/2020 11:19 AM

I FATSD(1x 5)

FATSE2(1x1)

10



Final Schedule

== Work Order 1 Description

= LOCATON - UduUB-1£3/7 (UItem) ( 1 0Tal=£)
- Work Type Group : PMs (2 fiems)

W0228604 PM FOR 50BAHU029 (Check if
1 Filters & Belts Needed)
W0228606 PM FOR 50BAHU030 (Check if

Filters & Belts Needed)

- Location : 050B-1245 (0 item) (Total=1)
- Work Type Group : PROJECTS (1 item)
wW02289382 Shut off smoke detectors in
i room 1275

5 Location - 050B-1275 (1 item) (Total=3)
- Work Type Group : CMR, Eic (3 items)

W0217524 Remove seismic bracing,
1 remove doors/railing, and
rebuild floor and ceiling grid.

W0229222 {Child) Remove ducting
2 between the CRAC units and

the ceiling.

{Child) Disarm server room
smoke detectors for CRAC
move and floor/ceiling gnd
rebuild.

- Location : 050B-1299 (0 item) (Total=1)

- Work Type Group : Code Complaint PMs (1 item)
wW0227195 PM NFPA25BLDG.
\ 50B/50D/50F sprinkler ITM

- Location : 050B-2265 (0 item) (Total=3)
- Work Type Group : PMs (3 iiems)

W0229121

1 W0228598 PM FOR 50BAHU007
W0228600 PM for 50B AHU 041
W0228610 PM FOR 50BAHU005

- Location : 050B-2275 (0 item) (Total=1)
- Work Type Group : PMs (1 fiem)

1 W0228596 PM FOR 50BAHUO037

5 Location - 050BR006 (1 item) (Total=2)
- Work Type Group : CMR, Eic (2 items)

W0220747 (Parent) Replace boiler high
1 pressure cut-off swiiches per
PMT findings.
W0228434 (Child) Provide LOTO support
2 for high pressure cut-off switch

replacement.
- Location : 050-ROF 1 (0 item) (T otal=2)
- Work Type Group : PMs (2 fiems)

10/2/2020 11:19 AM

1 Lead Craft * FAM Name

FAOMH

FAOMH

FATSD

FATSC

FAOMP1

FATSD

FATSD

FAOMH

FAOMH

FAOMH

FAOMH

FAOMH

FAOMP1

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

Oct 20
Maon Tue Wed Thu Fri Sat Sun
05 |06 07 08 09 10 1
FAOMH(1x1)
FAOMH(1x1)
4 4 4
x FATSD(1x2)
i 4 4
== SC(1x8)
] P1(1x8)
] P1(1x8)
| P1(1x8)
H EATSD(1x2)

FATSD(1x1)

ﬁﬂMHﬁﬂ.S}

FAOMH(1x1)
FAOMH(1x1)

ﬁﬂMHﬁﬂ.S}

ﬁﬂMHﬁﬂ.S}

FAOMH(1 x4)
FAOMH(1 x4)

FAOMP1(1 x4)
FAOMP1(1 x4)




Final Schedule

Oct 20
== Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed Thu Fri Sat Sun
|05 [os |07 T Jos W [oo T [0 [T |
'W0228688 PM FOR50DSRO 001; Fall FAOMH Escobedo,Carlos FAOMH{1x35)
— Matrix, Engineered Line Inplace
§Wﬂ22869ﬂ PM FOR 50 DSRO 002 FAOMH Escobedo.Carlos I FAOMH(1x3.5)

= Location : 053-0004A (0 item) (Total=1)

'W0228459  LOTO supportforcontractor ~ FATSE1 Reisinger.Richard |

h work

= Location : 053-0199 (0 item) (Total=1)

'W0227207 PMNFPA25BLDG. 53 sprinkler

= Location : 054-0002A (0 item) (Total=1)

FATSD Reisinger.Richard | FATSD(1x 5)

'W0222517  Paintover mold around metal
—_— _ceiling hatch @ B54-0002A

= Location : 054-0098 (0 item) (Total=1)

Reisinger.Richard | FAT$P{1 x8)

'W0228694 PM FOR 54 DSRO 003 Reisinger.Richard |

= Location : 054-0109 (0 item) (Total=1)

FAOMH(1x3.5)

'W0228724 PM FOR 54 RF 050 Reisinger.Richard |

= Location : 055-0131 (0 item) (Total=1)

FAOMH(1x2)

'W0223799  OpencoversonATStoobtain FATSE2 FATSE2(1x3)
“information as part of the Power FATSE2(1x3)
h Resiliency effort

= Location : 055-0199 (0 item) (Total=1)

'W0227213  PM NFPA25BLDG. 55 sprinkler

— 1™

= Location : 055A-0104 (0 item) (Total=1)

FATSD(1x 5)

'W0226846  Remove andreplace portable = FAOMP1 OMP1(1x2)
~air compressor fordoortoMRI OMP1(1x2)
h ‘room_(MeetKris N.at9AM)

= Location : 055-ROF 1 (1 item) (Total=5)

W0226497 (Parent) Troubleshootexhaust FAOMP1 i FAOMP1(1x2)
fume hood blower 048_ (Outside FAOMP1{1x2)
work)
W0226995 {Child) Troubleshoot blower FATSE2 Gutierrez.Myma FATSE2(1x2)
motor with the PMT support
h (Outside work)

10/2/2020 11:19 AM



Final Schedule

== Work Order 1 Description

1 Lead Craft * FAM Name

Oct 20

Tue Wed Thu Fri Sat Sun

| [ I WS SN ECE EEilE i .
‘W0225788  PM FOR 55 AC 035 FAOMH |GutierrezMyma FAOMH(1 x4)
'W0225792  PM FOR 55AC 046 FAOMH | GutierrezMyma i FAOMH(1 x4)

W0226944
h smoke mitigation project

{Child) Filter and OA survey

for FAOMH

Gutierrez Myma

= Location : 056-0199 (0 item) (Total=1)

—

' W0228024 ES&EWPMFORBLDG.56 FAOMP2

Gutierrez Myma

= Location : 056-ROF 1 (0 item) (Total=1)

'W0228622 PMFOR56ARU001(Sched  FAOMH

h “with Bldg 56 Occupants )

Gutierrez Myma

= Location : 059-0199X (0 item) (Total=1)

W0224693 PM for 59 BFP007 MAIN, Bldg. FAOMP1
1 Shutdown Needed /PostBldg.
| (DoFirstinthe Morning)

= Location : 059-1001 (1 item) (Total=2)

- W0228795 Refuel temporary generator.

- W0229250

Monitor generator fuel level,
refuel during outage.

FAOMP1

FAOMP1

FAOMP2(1x 1)

FAOMH(1x .5)

iy

P =0

FAOMHI

W0229255 Rigger support deliver fuel FATSR Escobedo,Carlos FATSR(1x2) f

: tanker to B59 loading dock. | FATSR(1x2) ;

'W0229253 Monitor generator fuel level, FAOMP3 |Escobedo.Caros FAOMP3(1x6) ’
ﬁ refuel during outage.

W0229252 Monitor generator fuel level, FAOMP2 | Escobedo.Caros FAOMP2{1 xG) ’
h refuel during outage.

= Location : 059-1003 (0 item) (Total=1)

'W0217428  Disarm fire alarm points and
functions as perconstrucion
o “manager instructions. (On going
- ~until Nov

= Location : 059-1201 (0 item) (Total=2)

1x2) B FATSD(1x2) | ATSD(1x2)

§ FATSD[Ix®) B FATSD[Ix®)

W0225204 PMfor59GP 005 Dointhe FAOMP1 H| FAOMPT1(Tx2)

: Morning TFAOMPI{Tx2)
'W0225206 PM for59 GP 006 Dointhe FAOMP1 |Escobedo.Carlos 8| FAOMF1(1x2) :I
5 Morning | FAOMP1(1x2)

= I neation - DR9-12071A (0 item) (Toial=1)
10/2/2020 11:19 AM

13



Final Schedule

== !Wurk Order % Description

o A ArLsamarES . A s E— e A e R g mmAEEEg g ® L=

1 Lead Craft * FAM Name

'W0227986

—

ES&EWPMFOREBLDG. 59

FAOMP2

E=scobedo,Caros

= Location : 059-3003 (0 item) (Total=1)

W0228955

—

Repair lights above urinals.

FAOML

E=scobedo,Caros

= Location : 059-3098 (0 item) (Total=1)

'W0226815

—

FATSD connecting Dialer
_panels toFACP's

= Location : 059-4015 (0 item) (Total=1)

'W0226359
1

Survey bldg. to

identify/document incorrectly
labeled pipes.

= Location : 060-0199 (0 item) (Total=1)

W0227142

—

'PMNFPA25BLDG. 60/63/55A

-sprinkler ITM

Gutierrez Myma

= Location:061-0101 (0 item) (Total=3)

'W0228117

—

Monthly PM for 48 EG 100

Rini.Chnstopher G

Oct 20

Mon

FATSF(1x8)
FATSF(1x8)

Tue

FAOML

FAOML

Wed

FAOMP2(1 x

(1x2)

(1x2)

FAOMP3(1x175)

Thu

Fri

FATSD(1x.5)

FATSD(1x1)
FATSD(1x1)

W0228279 PMFOR48TK001 Annual FAOMP3 | Rini.Chrstopher G FAOMP3(1x15)
: Inspection
W0228119 PMFOR48TK001 FAOMP3 |Rini.Chrsiopher G IFADMPBI“I::I}

= Location : 062-0033 (0 item) (Total=1)

' W0227994

—

ES&EWPMFOREBLDG. 62

= Location : 062-0100B (0 item) (Total=1)

W0216300
1 :

“Install conduit, conductors and
receptacles torelocate two
furnaces to B62-100B

'FATSET

= Location:062-01 !}3}( (0 item) (Total=1)

'W0226152

—

62GS00112.47kV SF6 GAS
FILLED SW-GS-1-62

'FATSE2

= Location : 062-0246 (0 item) (Total=2)

W0219000
i

10/2/2020 11:19 AM

FATSF to Troubleshoot Leaking

Emergency Eye Wash Station.

FATSE2(1x1)

FAOMP:

2(1x10)

14



Final Schedule

1 Lead Craft * FAM Name

== Work Order 1 Description
'W0200740  Installemergency circuits for
ﬁ research equipmentin B62-246

FATSE1

Tafoya.Enc

= Location : 062-0317 (0 item) (Total=1)

W0225971 FAOML toreplace lightbulbs in

—_— listed areas

= Location : 062-0323 (0 item) (Total=1)

'W0225974  FAOML toreplace lightbulbs in

—_— listed areas

= Location : 062-0339 (0 item) (Total=1)

'W0225975  FAOML toreplace lightbulbs in

—_— listed areas

= Location : 062-0349 (0 item) (Total=1)

'W0225976  FAOML toreplace lightbulbs in

— listed areas

= Location : 062-0355 (0 item) (Total=1)

'W0225978  FAOML toreplace lightbulbs in

— listed areas

= Location : 062B-0100 (0 item) (Total=1)

'W0218505 - Confirm circuit, LOTO and 'FATSEI1
1 “install conduit and conductors
- for L6-30receptacle

= Location : 064-0199 (0 item) (Total=4)

Oct 20
Mon Tue Wed Thu Fri Sat Sun
106

FAOML(1x2)
FAOML(1x2)

FAOML(1x2)
FAOML(1x2)

FAOML(1x2)
FAOML(1x2)

FAOML(1x2)
FAOML(1x2)

W0227996 ES&EWPMFORBLDG. 64 GutierrezMyma FAOMP2(1x3)
'W0228303 PMFORG64 TK 001 Annual FAOMP3 | GutierrezMyma FAOMP3(1x1)
: Inspection

wW0228161 PMFORG64TKO0O01 FAOMP3 | GutierrezMyma I FAOMP3(1x 5)
W0227225 PM NFPA25BLDG. 64/56 FATSD GutierrezMyma

sprinkler ITM

= Location : 064-0199X (0 item) (Total=1)

'W0228159 Monthly PM for 64 EG 079

Gutierrez Myma

= Location : 064C-0100 (0 item) (Total=1)

'W0228924 Inspection of SW-A6 Blidg. 64C

FATSE2

Gutierrez Myma

= Location : 064C-0199 (0 item) (Total=1)

10/2/2020 11:19 AM

I FATSD(1x 5)

FAOMP3(1x1.79)

FATSE2(1x1)

15



Final Schedule

Work Order

'W0226162

—

2 Description

71GS00312.47kV SF6 GAS
FILLED SW-GS-3-71

FATSE2

1 Lead Craft * FAM Name

= Location : 065-0199 (0 item) (Total=1)

'W0227228

L

PM NFPA25BLDG. 65/65A/658
sprinkler ITM

= Location : 066-0110 (0 item) (T otal=6)

'W0227486

—

W0227841

PM FOR 66 BFP0O04

PMFOR 66 GP 010

FAOMP1

FAOMP1

§ FATSE2(1x 1)

FAOMP1(1x15)

FATSD(1x.5)

FAOMP1(1x1)

'W0227835 PMFORG66GP019 FAOMP1 |TafoyaEric I FAOMP1(1x15)
i;wuzz?am PM FOR 66 GP 018 FAOMP1 |TafoyaEric IFADHPI{I::IB}
'W0227853  PMFOR 66 GP 020 FAOMP1 |TafoyaEric I FAOMP1(1x15)
: W0227855  PMFOR 66 GP 021 FAOMP1 |TafoyaEric I FAOMP1(1x15)

= Location : 066-0111 (0 item) (Total=9)

WO0215876

PMT's to remove old motor &
replace with a new one/new
belts

FAOMP1

FAOMP1(1x4)

' W0226735

W0227837

PMT's to remove old motor &
replace with a new one

PM FOR 66 GP 005

FATSE2

FAOMP1

FATSE;E[‘I x1)
FATSE2(1x1)

FAOMP1(1x15)

= Location : 066-0199 (0 item) (Total=2)

'W0228968

10/2/2020 11:19 AM

FAOML toreplace lightbulbs in

FAOML

| listedareas _________________________

'W0227839  PMFOR 66 GP 006 FAOMP1 |TafoyaEric I FAOMP1(1x15)
'W0227843 PMFORG66GP 013 FAOMP1 |TafoyaEric I FAOMP1(1x15)
: W0227845 PMFOR66GP 015 FAOMP1 |TafoyaEric I FAOMP1(1x15)
'W0227917 PMFORG66GP 014 FAOMP1 |TafoyaEric I FAOMP1(1x15)
: W0227847 PMFOR66 GP 016 FAOMP1 |TafoyaEric " I FAOMP1(1x15)
'W0227849 PMFORG66GP 017 FAOMP1 |TafoyaErc

I FAOMP1(1x15)

16



Final Schedule

== Work Order 1 Description

1 W0227998 ES & EWPMFORBLDG. 66

Location : 066-0261 (0 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

A listed areas

Location : 066-0480 (0 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

i listed areas

Location : 066-0484 (0 item) (T otal=2)
- Work Type Group : CMR, Eic (2 items)

i listed areas

1 Lead Craft * FAM Name

FAOMP2

W0228969 FAOML toreplace light bulbs in  FAOML

W0224528 FAOML toreplace light bulbs in  FAOML

W0224516 FAOML toreplace light bulbs in  FAOML

W0224529 FAOML toreplace lightbulbsin  FAOML

listed areas

Location : 066-0487 (0 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

i listed areas

Location : 066-0488 (0 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

A listed areas

Location : 066A-0100 (0 item) (Total=1)
- Work Type Group : PMs (1 fiem)

1

Location : 067-2203G (0 item) (Total=1)

- Work Type Group : CMR, Eic (1 item)

W0224233 Replace Duplex Recepiacles
with Quad Receptacles.

Location : 06 7A-0102 (1 item) (Total=3)

- Work Type Group : CMR, Eic (3 items)

W0219367 (Parent)Maintain building
temperature set point and
secure chiller daily at 5:30pm

1

1

W0228922 Inspection of SW-AS Bldg. 66A

wWo0224518 FAOML toreplace lightbulbsin  FAOML

W0224527 FAOML toreplace lightbulbsin  FAOML

FATSE2

FATSE1

FAOMH

W0219368 {Child) Start Chiller and monitor FMCS

equipment until secured daily.

wo218341 FAOMH support for Vendor to
3 Replace VFD/Repair Chiller 1
(67AARUO00T)

- Location : 067A-0104 (0 item) (Total=5)
- Work Type Group : Code Complaint PMs (b items)
WO0228271 Monthly PM for 67A EG 001

1

10/2/2020 11:19 AM

FAOMH

FAOMP3

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Oct 20
Mon Tue Wed Thu Fri Sat
05 06 07 08 09 10

FAOMP2(1 x 10)

| FAOML(1x2)
N | FAOML(1x2)

J | FAOML(1x2)
§ | FAOML(1x2)

J ] FAOML(1 x2)
[} | FAOML(1x2)

| FAOML(1 x2)
N | FAOML(1x2)

J | FAOML(1 x2)
[} | FAOML(1x2)

{1 FAOML(1 x2)
[} | FAOML(1x2)

FATSE2(1x1)

-iﬂﬁlfm % 6)

Sun
11

H FAaOMH({1x1)
FAOMH(1x3)

H FaOMH({1x1)
FAOMH(1x3)

E FAOMH(1x3)
FAOMH(1x1)

FAOMH(1x1) FAOMH(1x1)

B _FAOMH({1x3) FAOMH(1x3)

FMCS(1x1) B FMcs(1x1) FMCS(1x1)
FMCS(1x1) FMCS(1x1)

FAOMH(1x8) FAOMH(1x8) FAOMH(1x8)
FAOMH(1x8) FAOMH(1x8)

FAOMP3(1x1.75)

17



Final Schedule

=] Work Order

W0228325

W0228327

W0228273

W0228275

2 Description

PMFORG67ATKO002 Annual

Inspection

PMFORG67ATK 003 Annual

Inspection
PM FORG7ATK 003

PMFOR67ATK 002

- Location : 068-0101 (0 item) (Total=/)
-I Work Type Group : Code Complaint PMs (7 items)

1 WO0227366

W0229004

W0228135

W0228285

Wo0228137

W0228206

Wo0228287

PMNFPA25BLDG._68gnd
booster pump ITM (weekly)

PM For Building 68 Emerg.

Lights and Exit Signs

Monthly PM for 75 EG 089

PMFOR 75 TK 003 Annual

Inspection
PMFOR75TK 003

Meonthly PM FOR 638 TK 004

PMFOR 68 TK 004 Annual

Inspection

- Location : 069-0105 (0 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)

1 W0229006

PM For Building 69 Emerg.

Lights and Exit Signs

- Location : 069-0160 (0 item) (Total=1)
- Work Type Group : PROJECTS (1 item)

W0227928

Per DOE requirement caged

area forthe new Stores

configuration in B69-160, the

gap mustbeclosed

- Location : 069-0199 (0 item) (Total=2)
- Work Type Group : CMR, Eic (2 items)
Safety Issue-FATSPtoUpdate FATSP

W0226262
1

W0229406

Paint pattern for berm with
safety yellow road paint.

(Child of W0226262)

Flagger/Spotter support for
FATSP tore-paint pattem for

B69 berm

- Location - 070-0109B (0 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

1 W0229210

(Parent) Re-install shelves on

standards.

- Location : 070-0130 (0 item) (Total=1)
- Work Type Group : PROJECTS (1 item)

10/2/2020 11:19 AM

1 Lead Craft * FAM Name

FAOMP3

FAOMP3

FAOMP3

FAOMP3

FATSD

FAOML

FAOMP3

FAOMP3

FAOMP3

FAOMP3

FAOMP3

FAOML

FATSC

FATSP

FATSC

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

E=scobedo,Caros

Oct 20
Mon Tue
05 06

FATSD(1x1)

Wed Thu Fri Sat
07 08 09 10
FAOMP3(1x1)
FAOMP3(1x1)

FAOMP3(1x.5)

FAOMP3(1x.5)

= Tala TEla Tala T

FAOML(1x5)
FAOMP3(1x175)
FAOMP3(1x1)

FAOMP3(1x 5)

FAOML(1x2)

H | FATSC(1x3)
S | FATSC(1x3)

FATSP({1x8)

FATSL(1x8)

[§ | FATSC(1x4)
[H | FATSC(1x4)

Sun
11

FAOMP3(13

FAOMP3(1>

18



Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name
'W0226811  FATSD connecting Dialer 'FATSD Escobedo,Carlos
—_— _panels toFACP's

= Location : 070-0183 (1 item) (Total=1)

E=scobedo,Caros

'WD0176641  Remove andreplace burnerand FAOMP2

h relays

= Location : 070-0199 (1 item) (Total=3)

W0227246 PMNFPA25BLDG. 70 sprinkler

L .

Oct 20

Mon Tue Wed Thu Fri Sat Sun
FATSD(1x1)
FATSD{1x1)

FAOMP2(1 x4)
FAOMP2(1 x4)

FATSD(1x1)

W0226156  70GS00312.47kVSF6GAS  FATSE2 FATSE2(1x1)
' FILLED SW-GS-3-70
‘W0226158  70GS0041247kVSF6GAS ~ FATSE2 | Escobedo,Carlos IFATSEH? x1)

FILLED SW- GS-4-70
= Location : 070-0199X (0 item) (Total=2)

'W0228104  (Child) Provide LOTO and motor FATSE2 Escobedo.Carlos FATSE2(1x2)
h replacement support.
'W0226362  (Parent) Removeandreplace = FAOMP1 |Escobedo.Caros FAOMP1(1x2)
2 blower motor, belts, and FAOMP1(1x2)
| sheaves.

= Location : 070-0289 (0 item) (Total=1)

'W0228975  Pipeleakingontowork bench; FAOMP1
1 investigate sourceofleakand

- mitigate._

= Location : 070A-1121C (0 item) (Total=1)

W0229216

Animal room temperatureand FAOMH
“humidity issues; locate and
A _troubleshoot damper. (Escort

- required).

= Location - 070A-1129 (0 item) (Total=3)

1.Check logic and programming
; forBL-108and BL-109VFD's.
R 2 Update and test with electrical

support

W0227429

FAOMP1

FAOMH(1 x 4)

W0224456 Troubleshoot VFDs for BL-108 FATSEZ2 Escobedo.Carlos
: and BL-109

FATSEZ(

| FATSEZ(

FATSC Escobedo.Carlos

'W0224421  Anchor equipment per
engineering specifications and
penetration permit. (Escort

- required)

= Location : 070A-1162 (0 item) (Total=1)

10/2/2020 11:19 AM

FATSIC(1x8)




Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name Mon

Wed Thu Fri Sat Sun

1 wo217537 Patch and Paintwall inwomen's FATSP Escobedo.Cardos
- restroom

= Location: 070A-2211 (1 item) (Total=1)

E W0226771 Troubleshoot fume hood
- _controller.

= Location : 070A-3329 (1 item) (Total=7)

—
=
]

«

b

W0226522 FAOMP3 (Child) Power off FAOMP3 I
E] FAOMP3(1 x4]

equipment to support elecincal
outage

W0225995 (Child)Power off & Restart FAOMP1 | Escobedo.Carlos
equipment and verify building
systems are back in normal
operation.

W0225998 {Child) FAOMH supportpower FAOMH Escobedo.Caros U FAOMH(1 xj

B FAOMPI(ix

outage by shutting down and
restarting chillers

wWo0225993 Remove and replace failed FATSE? Escobedo.Caros r FATSE2(1x2)

circuit breaker E31A18B Circuit
Breaker #1

W0226627 B70A Shutdown toreplace FATSE2 Escobedo,Carlos 1| FATSE2(1x2)
PNL31A CKT18 Circuit Breaker. d | FATSE2(1x2)

WwW0229290 B70A Shutdown to replace FATSE1 Escobedo.Carlos H] FATSE1(1x2)
PNL21A CKT18 Circuit Breaker. 5 | FATSE1(1x2)

W0225997 {Child)Monitor and venfy FMCS Escobedo.Carlos i FMCS(1x2)
building systems are back in |

normal state after electncal
outage.

= Location : 070A-3347B (0 item) (Total=1)

RN

wW0224374 Troubleshoot low air flow inside Ezcobedo.Carlos
the clean room fume hood.
(Access required).

PM NFPA72BLDG.
JOAS70B/70E fire alarm Audible
& Function Testing

FATSD(1x4)

FATSD(1x4)

FATSD connecting Dialer
| panels to FACP's

= Location : 070A-4463C (0 item) (Total=2)

FATSD(1x1)
FATSD(1x1)

'W0223706  (Child) Remove shelves priorto C(1x4)
startof paintwork and re-install
| whenwork is complete.
'W0221428  (Parent) Repairpeelingpant  FATSP Escobedo.Carlos TSP(1x8) ‘jlnfism x8)
2- -and patch and paint wall. &8 FaTsP(ixs) '

= | ocation - 070A-4475 (0 item) (Total=2)
10/2/2020 11:19 AM



Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name

ST TS TT T T TT T AT TTTTTRFAT T T TF

W0198158 (Parent) Inspect and FAOMH Escobedo,Carlos
I troubleshoot VAV (Room 4475

VAV 19)

Oct 20

Mon Tue Wed Thu Fri Sat Sun

W0228963 {Child) Provide support for FATSE1 Escobedo,Carlos
HVAC work; swing and secure
h light fixture.

= Location : 070ATK009 (0 item) (Total=1)

'W0228035  Grp PM Monthly -B70A FTU FAOMP2

— Unit

= Location : 071-0105 (0 item) (Total=1)

W0228802  Replace/add weatherstripping lﬂ FATSC

: ~doorsinLaserlab@ 71-105
- (Escort needed)
= Location : 071-0105A (0 item) (Total=1)

‘'W0228803  Refresh10-yearold 'FATSC
-weatherstripping to exitfexterior
1 ~doors for energy efficiency @ 71

= Location:071-0121 (0 item) (Total=1)

'W0228468 PMFOR71BR005 MATLin

—_— Office

= Location: 071-0126B (0 item) (Total=1)

'W0227050  Re-label "Nitrogen" line with
correct color scheme @ B71-
h '0126B (Escort @ 8:00 AM)

= Location:071-0199 (1 item) (Total=4)

FAOMP2(1 x 8)
FAOMP2(1 x8)

'W0228412 PM for TRW filter 71 FL 003

— 10/5 - 10/11

'W0227252  PMNFPA25BLDG.71/71B FATSD(1x 5)
' sprinkler ITM
'W0227336 PMNFPA25BLDG.71 FATSD Atkinson Joseph FATSD(1x.5)
: preaction ITM

FAOMP3(1x15)

W0226160 11GS00212.47kVSF6GAS  FATSEZ2 Atkinson.Joseph
' FILLED SW-GS5-2-71

= Location : 071-0264 (0 item) (Total=1)

'W0228978  FAOMP1-Empty waterfrom  FAOMP1
h catchbucketevery otherday

= Location : 071B-ROF1 (0 item) (Total=1)

10/2/2020 11:19 AM

I FATSE2(1x1)

1) FAOMP1(1x1)

FAOMP1(1x1) (I _
: @ FAaOMP1(1x1) @ FaomMP1(1x
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Final Schedule

1 Lead Craft * FAM Name

== Work Order 1 Description

'W0220249 PMFOR71BAHU021 MATL FAOMP1
—_— 'Here (Carbons)
= Location : 071C-0199 (0 item) (Total=1)

‘W0227249  PMNFPA25BLDG.
71T/JICIPIFIK/D trailers
- -sprinkler ITM

= Location : 071-ROF1 (0 item) (Total=1)

'W0227659  PMFOR71BL 056 FAOMP1

= Location : 072-0100 (0 item) (Total=1)

'W0229008  PM ForBuilding 72 Emerg.
—_— Lights and Exit Signs
= Location - 072A-0099 (0 item) (Total=3)

W0228131 Meonthly PM for 72EG

™ FAOMP1(1 x

FATSD(1x 5)

FAOMP1(1x1)

FAOML(1x.5)

I FAOMP3(1x175)

'W0228299 PMFOR72TK 001 Annual FAOMP3 | TafoyaErnc FAOMP3(1x1)
' Inspection
'W0228133 PMFOR72TK 001 FAOMP3 | Tafoya.Erc

= Location : 072A-0198 (0 item) (Total=1)

'W0229038  PM For Building 72A Emerg.
—_— Lights and Exit Signs
= Location : 072B-0199 (0 item) (Total=1)

'W0229040 PMForBuilding72BEmerg.  FAOML | TafoyaEric
—_— Lights and Exit Signs
= Location : 072C-0150B (0 item) (Total=1)

'W0229042  PM ForBuilding 72C Emerg.
—_— Lights and Exit Signs
= Location : 072C-ROF1 (0 item) (Total=1)

'W0224972 PMFOR72CBL012 MATL §FA.DMP1

- Here

= Location: 073-0101 (0 item) (Total=1)

'W0229010 PMForBuilding73Emerg.  FAOML | TafoyaEric
—_— Lights and Exit Signs

= Location : 074-0198X (0 item) (Total=2)

10/2/2020 11:19 AM

I FAOMP3(1 x 5)

B FAOML(1x1)
B FAOML(1x1)

B FAOML(1x1)

FAOMP1(1x1.3)

FAOML(1x1)

22



Final Schedule

Oct 20
== Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed Thu Fri Sat Sun
| [os o6 {07 Jos S (o 10 W [T
- W0226164 ECGS00112.47kWSF6 GAS  FATSE? Atkinson.Joseph FATSEZ(1x1)
' FILLED SW-GS-1-EC
'W0226166 ECGS00212.47kVW SF6 GAS  FATSE? Atkinson.Joseph FATSE2(1x1)
' FILLED SW-GS5-2-EC

= Location : 075-0102 (0 item) (Total=1)

L

'W0229018

PM For Building 75 Emerg.
Lights and Exit Signs

Rini.Chnstopher G

= Location : 075B-0100 (0 item) (Total=1)

L

W0229046

PM For Building 75B Emerqg.
Lights and Exit Signs

Rini.Chnstopher G

= Location : 076-0123 (0 item) (Total=1)

W0213723

Check active Alarms on both
systems ALC & JCI , assist
other crafts on controls issues

= Location : 076-0129 (0 item) (Total=1)

—

'W0228736

PM FOR 76 RF 002

= Location : 076-0199 (0 item) (Total=4)

Monthly PM FOR 76 TK 015 FAOMP3(1:
I FAOMP3(1>
'W0227938 KC -66-76 Monthly FAOMP3(1>
W0229211 B76 Fuel Spill Containment FAOMP3 | Atkinson.Joseph FAOMP3(1:
' Basin 10/5-10/11
= Location : 076-0199X (0 item) (Total=2)
- W0228268 Monthly PM for Ethanol Tank FAOMP3(1:
AGST 76 motor pool
'W0228343 PMFOR76 TK 007 Annual FAOMP3 | Atkinson.Joseph FAOMP3(1>
Inspection

FMCS(1x2)

B FMcs

FMCS5(1x2)

(1x2)

FAOML(1x1)

FAOML(1x1)

] FM@:sn x2)

FMCS(1x2)

FAOMH(1x125)

= Location : 076-0207 (0 item) (Total=1)

L

'W0229020

PM For Building 76 Emerg.
‘Lights and Exit Signs

= Location : 076-0212Z (0 item) (Total=1)

—

'W0228590

PMFOR 76 AC 010

= Location : 077-0108 (0 item) (Total=1)
10/2/2020 11:19 AM

FAOML(1x2)

FAOMH(1x2)
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Final Schedule

== Work Order 1 Description

wW0229101 ‘Doon10/9-LOTO crane circuit FATSE2
‘soEHScanaccesscranerails
h “and take dustsamples

1 Lead Craft * FAM Name

Rini.Chnstopher G

= Location: 077-0119 (0 item) (Total=1)

wW0224178 PM NFPA72BLDG. 77/79f79A FATSD
firealarm Audible & Function
- Testing

Rini.Chnstopher G

= Location : 077-0137 (0 item) (Total=1)

w0229022 PM For Building 77 Emerg. FAOML
—_— Lights and Exit Signs

Rini.Chnstopher G

= Location: 077-0141 (0 item) (Total=2)

Oct 20

Wed

FAOML(1x2)

Thu

Sat

(1x3)
Ei':l x3)

Sun

FATSD(1x8)

W0221041 FATSC toanchor Vacuum Rini.Chrisiopher G
Coating Rig made out of 80/20
aluminum framing
'W0226400 FATSRtoassistFATSCin FATSR Rini.Chrisiopher G FATSR(1x8)
moving Vacuum Coating Rig FATSR(1x8)
h into position for anchoring TFASR(1x8)

= Location : 077-0165A (0 item) (Total=1)

'W0225002  77BL035 MATL Here, "Please FAOMP1
follow "77" & LBNL Covid-19
- protocols while in the bidg.

Rini.Chnstopher G |+

= Location : 077-0197 (1 item) (Total=1)

W0224514 Safety Issue- Many bulbs outin FAOML
B 77 creating a slips/inps/falls
hazardinvar. areas. Seelong

tex

= Location :077-0199 (1 item) (Total=3)

'W0228139 Monthly PM for 77 EG 094 FAOMP3 Rini.Chnstopher G FAOMP3(1x1.75)
W0228281 PMFOR 77 TK 005 Annual FAOMP3 Rini.Chnstopher G FAOMP3(1x1)

' Inspection

'W0228141 PMFOR 77 TK 005 FAOMP2 | Rini.Chrisiopher G I FAOMP3(1 x 5)

= Location : 077-0199X (0 item) (Total=1)

- W0225869 PM FOR 77 RF 004

Rini.Chnstopher G

= Location : 077-0239 (0 item) (Total=1)

10/2/2020 11:19 AM

FAOMH(1x 1)
FAOMH(1x 1)
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Final Schedule

Oct 20
== Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed Thu Fri Sat Sun
o5 o6 T |07 T os M oS M 10 M [T |
—I I Wﬂ225ﬂ22 PM FOR 77BL 061 MATL HErE FAOMP1 Rini.Chnstopher G FAOMP1(1x1.3)

= Location:077-0240 [ﬂ item) (Total=1)

W0224994 PM FOR 77BL 024 MATL Hara FAOMP1 | Rini.Chnsiopher G

= Location:0/77A-01 !}!} [ﬂ item) (Total=1)

FAOMP1(1x1.3)

'W0229048  PMForBuilding77AEmerg. Rini.Chrisiopher G
—_— Lights and Exit Signs
= Location : 077A-ROF1 (0 item) (Total=3)

FAOML(1x1)

W0228698 PM FOR 77ADSRO004 Rini.Chnstopher G [§ FAOMH (1 x
'W0228700 PM FOR 77ADSRO005 FAOMH Rini,Christopher G I FAOMH(1x 2)
W0228702 PM FOR 77ADSRO006 FAOMH Rini,Christopher G I FAOMH(1x 2)

= Location : 077H-0100 (0 item) (Total=1)

FAOMP1({1 x

77/HGH 002 MATL Here,
"Pleasefollow"77" & LBNL

- Covid-19 protocols while in the

FAOMP1 Rini.Christopher G |,

W0216523

bidg.
= Location : 077J-0199 (0 item) (Total=2)

'W0227488 PM FOR 77JBFP0O01 FAOMP1 | Rini.Chrstopher G FAOMP1(1>

- W0218955 PMFOR77JAF 001 MATL FAOMPI1 Rini.Chnstopher G FAOMP1(1x1)

| Here

= Location : 077K-0199 (0 item) (Total=1)

'W0218957 PMFOR77KAF001 MATL  FAOMP1 |Rini.Christopher G FAOMP1(1x1)

| Here

= Location : 077L-0199 (0 item) (Total=2)

- W0218959 PMFOR77LAF 001 MATL FAOMPI1 Rini.Chnstopher G FAOMP1(1x1)
- Here

§Wﬂ218961 PMFORT77LAF 002 MATL FAOMPI1 Rini.Chnstopher G I FAOMP1(1x1)
Here

= Location : 077M-0199 (0 item) (Total=1)

EWI]EIBBE?. PM FOR7/MAF 001 MATL EFA.DMPI Rini.Christopher G FAOMP1(1x1)

_ ‘Here

= Location: 077-ROF1 (0 item) (Total=3)
= WorkTypeGroup:PMs (Bitems)

10/2/2020 11:19 AM




Final Schedule

== Work Order 1 Description

1 W0225004 PMFOR 77BL 036 MATL Here
W0225006 PMFOR 77BL 037 MATL Here
W0225024 PMFOR 77BL 070 MATL Here

- Location : 077-SKID (0 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

W0207331 (Parent) Prepare chiller ARUO4
1 for vendor Retubing and Provide
vendor support as needed

- Location:078-0101 (0 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)

W0229024 PM For Building 78 Emerg.
Lights and Exit Signs

- Location :079-0101 (0 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)

W0229026 PM For Building 79 Emerg.
Lights and Exit Signs

- Location : 080-0098 (0 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)

W0227085 PM NFPA72 BLDG. 80/80A fire
alarm system ITM

- Location : 080-0199 (0 item) (Total=3)
- Work Type Group : Code Complaint PMs (3 items)

1

1

1

e W0228004 ES&EWPMFORBLDG. 80
W0227276 PM NFPA25BLDG. 80 sprinkler
I™
W0227279 PM NFPA25BLDG. 80A
sprinkler ITM

- Location : 080-ROF 1 (0 item) (T otal=3)
- Work Type Group : PMs (3 iiems)

1 W0224673 PM FOR 80 AHUO006
W0224675 PM FOR 80BL 050
W0224678 PMFOR S80BL 049

- Location:081-0101 (0 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)

1 W0228026 ES&EWPMFORBLDG. 81

- Location : 081-0199 (0 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)

1 W0227282 PMNFPA25BLDG. 81 sprinkler
I™

10/2/2020 11:19 AM

FAOMP1

FAOMP1

FAOMP1

FAOMH

FAOML

FAOML

FATSD

FAOMP2

FATSD

FATSD

FAOMP2

FAOMP2

FAOMP2

FAOMP2

FATSD

1 Lead Craft * FAM Name

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Atkinson_Joseph

Rini.Chnstopher G

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Atkinson_Joseph

Atkinson_Joseph

Oct 20
Mon
05

Tue Wed
06 07

Thu Fri
8 09

0
FAOMP1(1x1.3)

FAOMP1(1x1.3)

FAOMP1(1x1.3)

Sat
10

Sun
11

& FAOMH(1x4)

FAOMH(1x8)

FAOMH(1x4)

[ FAOMH(1x8)

B FAOMH(1x4)
FAOMH(1x8)[@ FAOMH(1x4)

FAOMH(1 x38)

FAOML(1x 5)

FAOML(1x 5)

-iFAlrsnu x1)

| FAOMP2(1x2)

FATSD(1x1)

FATSD(1x1)

FAOMP2(1x1)
FAOMP2(1x1)

FAOMP2(1x1)

FAOMP2(1x2)

FATSD(1x.5)

26



Final Schedule

== Work Order 1 Description

= Location : 082-0100 (0 item) (Total=2)

1 Lead Craft * FAM Name

Oct 20

Mon Tue

Wed

Thu

Sat Sun

'W0227378 PM NFPA25BLDG._82grid FATSD(1x1)

' booster pump ITM (weekly)

'W0228028 ES&EWPMFORBLDG.82  FAOMP2 | Atkinson.Joseph I FAOMP2(1x2)

'W0227285 PM NFPA25BLDG. 82 sprinkler FATSD Atkinsondoseph | I FATSD(1x.5)

' I™

'W0228228  Monthly PM FOR 82 TK 004 FAOMP3 | Atkinson.Joseph I FAOMP3(1;
'W0228315 PMFOR 82 TK 004 Annual FAOMP3 | AtkinsonJoseph FAOMP3(1>
' Inspection

= Location : 082TK002 (0 item) (Total=1)

'W0227360 'PM NFPA25BLDG. 82 water
h - storage tank ITM

= Location : 083-0100 (0 item) (Total=1)

'W0229030  PM ForBuilding 83 Emerg.
—_— Lights and Exit Signs

= Location : 083-0199 (0 item) (Total=3)

FATSD(1x 5)

FAOML(1x1)

W0228006 ES&EWPMFORBLDG. &3 FAOMP2(1x15)
'W0228337 PMFOR74TK014 Annual FAOMP3 | AtkinsonJoseph FAOMP3(1x1)
: Inspection

wW0223202 PMFOR74TK014 FAOMP3 | Atkinson.Joseph I FAOMFP3(1x 5)

= Location : 083A-0199 (0 item) (Total=1)

'W0228008 ES&EWPMFORBLDG._83A

= Location : 084-0055 (0 item) (Total=2)

FAOMP2(1x 5)

'W0228331 PMFOR84TK004 Annual FAOMP3(1x1)
' Inspection
'W0228147 PM FOR 84 TK 004 FAOMP3 | Atkinson.Joseph

= Location : 084-0106 (0 item) (Total=2)

—

PM FOR 84 BR 009

'FAOMP3

Atkinson_Joseph

I FAOMP3(1x 5)

FAOMP3(1 xfﬂ

'W0228490  PMFOR 84BR 0010

§FAOMP3

Atkinson_Joseph

= Location : 084-0107 (1 item) (Total=1)

I FAOMP3(1 x2)

10/2/2020 11:19 AM



Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name

W0224181 'PM NFPA72BLDG. 84/84A fire FATSD Atkinson.Joseph

~alarm Audible & Function
- Testing

= Location : 084-0108 (0 item) (Total=3)

W0228200 Monthly PM for 84 EG 112

Oct 20

FAOMP3(1x1.79)

'W0228329 PMFOR84TK007 Annual FAOMP3 | Atkinson.Joseph

i Inspection

I FAOMP3(1x1)

W0228204 PMFOR 84 TK 007 FAOMP3 | AtkinsonJoseph

= Location : 084-0191 (0 item) (Total=1)

'W0229032  PM For Building 84 Emerg.
— Lights and Exit Signs
= Location : 084-0199 (0 item) (Total=2)

I FAOMP3(1 x 5)

FAOML(1x2.5)

'W0227490 PMFORB4BFP003 Bldg. FAOMP1 FAOMP1(1>
Shutdown/PostBldg. 5daysin
Advance
'W0228010 ES&EWPMFORBLDG. 84 FAOMP2 | Atkinson.Joseph ' FAOMP2(1
= Location : 084B-0091 (0 item) (Total=1)
'W0228012 ES&EWPMFORBLDG. 84B FAOMP2(1;

= Location : 084B-0092 (0 item) (Total=3)

'W0228143 Meonthly PM for 84B EG

L

FAOMP3(1x1.75)

'W0228333 PMFORB4BTKO003 Annual FAOMP3 | AtkinsonJoseph
' Inspection

I FAOMP3(1x1)

'W0228145 PMFOR 84B TK 003 FAOMP3 | AtkinsonJoseph

= Location : 084B-0200 (0 item) (Total=1)

'W0229050  PM For Building 84B Emerg.
— Lights and Exit Signs
= Location : 085-0199 (0 item) (Total=2)

W0223361  Troubleshoot On-Offswitchto FATSE2
i blower for 85-GP-003

'W0229148  Weekly PMtestof 85ALT096 FAOMP3

— 10/5-10/11

= Location : 085-0201 (0 item) (Total=1)

10/2/2020 11:19 AM

I FAOMP3(1x 5)

FATSE2(1x4)
FATSE2(1x4)

FAOMP3(1x1)

FAOML(1x1)

28



Final Schedule

Oct 20

== Work Order % Description 2 Lead Craft & FAM Name
- W0229034 PM For Building 85 Emerg. FAOML Atkinson Joseph
— Lights and Exit Signs

= Location : 085B-0104 (0 item) (Total=1)

'W0229052 PM For Building 85B Emerg.
— Lights and Exit Signs

'FAOML

Atkinson_Joseph

= Location : 086-0100 (0 item) (Total=2)

- W0223816 Investigate & Repair Trouble
— with VESDA System

'W0229036  PM ForBuilding 86 Emerg.
— Lights and Exit Signs

= Location : 086-0112 (0 item) (Total=1)

'W0228018 ES&EWPMFOREBELDG. 86

Wed

FAOML(1x1)

FAOML(1x2)

FATSD(1x2)
FATSD(1x2)

= Location : 086-0199 (0 item) (Total=3)

W0223338 Replace Sight Glass on boiler

FAOMP3(1x3)

86 BR0O02. Off shift have spare FAOMP3(1 x3)
— sight glass per FAM - Adam B.
W0224290 Replace sealand/or sighiglass FAOMP3 | Bradford AdamB FAOMP3(1x2)
for boiler 86 BR 001 - leaking. FAOMP3(1x2)
< Boiler is currently shutdown and
- LOTO
W0226989 Shutdown and cool offboiler BR FAOMP3 | Bradford.Adam B 2| FAOMP3(1x3)
002 after BR 001 is back upand =l | FAOMP3(1x3)
h running

= Location : 086-ROF1 (1 item) (Total=2)

'W0225889 PM-C for 86 AC 001 -
- "Coordinate Mon or Tues Only"

FAOMH(1x3)

- W0225891 PM-C for86 AC 002 -
' "Coordinate Mon or Tues Only"

FAOMH

Bradford Adam B

= Location : 088-0011 (0 item) (Total=2)

'W0228616

—

PM FOR 88 ARUO11

'FAOMH

I FAOMH(1x3)

Reisinger,Richard |

W0228716 PM FOR 88 ARU0012

'FAOMH

Reisinger.Richard |

= Location - 088-0045 (0 item) (Total=1)

' W0228485 PMFOR 88 BR 003

ReisingerRichard | |+

= Location : 088-0061 (0 item) (Total=1)

10/2/2020 11:19 AM
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Final Schedule

== Work Order 1 Description

1 Lead Craft * FAM Name

- Transport mechanical pump to
BBB's Pump Room.

—I W0229297

FﬂTS R

Reisinger,Richard |

= Location:088-0199 [ﬂ item) (Total=1)

'PMNFPA25BLDG.

W0227309
— 88/88B/88C/88D sprinkler ITM

FATSD

Reisinger,Richard |

= Location : 090-0026 (0 item) (Total=1)

'W0221636  Connectgenerator cables and

- Shutdown (PSPS).

FATSE2
prepare switch tag for Bank 9{}

Gutierrez Myma

= Location : 090-0096 [ﬂ item) (Total=1)

'W0226997  Remove and replace motorand

findings.

'FAOMH
I fansheaves for AC-032 per PM

Gutierrez Myma

= Location : 090-0099 (0 item) (Total=1)

‘W0227312  PMNFPA25BLDG. BI]IBI]GJ‘.HP

— sprinkler ITM

FATSD

Gutierrez Myma

= Location : 090-3148F (0 item) (Total=1)

W0228409  Investigate loud ventilation

i noise

gFAGMPI

Gutierrez Myma

= Location : 090-4049B (0 item) (Total=1)

'W0229077  Reconnectactuator for the OSA
—_— “damper for BL-002.

FﬂDMH

Gutierrez Myma

= Location : 090X-0108 (0 item) (Total=1)

W0227342 PMNFPA25BLDG. 90X

— sprinkler ITM

Gutierrez Myma

= Location : 091-0192 (0 item) (Total=1)

'W0227351

-= 1™

'PMNFPA25BLDG.91 sprlider

FATSD

= Location:091U-0101 (0 item) (Total=2)

W0213917

(Parent) Remove and clean
strainer

W0227354 PMNFPA25BLDG. 91U

—_— sprinkler ITM

FAOMP1

= Location : 091U-0199X (1 item) (Total=4)
10/2/2020 11:19 AM

Oct 20

Mon

FAOMP1(1x2)
FAOMP1(1x2)

@ F
E] FADHPI{“I::I}
{_FAOMP1(1x1)

Sat Sun

= FATiSEZ{“I x8)
FATSE2(1x8)

FAOMH(1x3)
FAOMH(1x3)

FATSD(1x 5)

FAOMH(1x3)

FATSD(1x 5)

FATSD(1x 5)

Pi(1x1) [ FAOMP1(1x1)
@ FaOMP1(1x1) @ FaomMP1(1x1)
B_FAOMP1(1x1) @_FaomPi(ix1)

FATSD(1x 5)

30



Final Schedule

=] Work Order 2

W0220025

1

Description 2 Lead Craft & FAM Name

Lighting crew to install new
batteries for the solar light
relocated to the northeast area
by BO91U(

Oct 20

Mon

Tue Wed Thu

Sun

- W0227036

W0225539

Troubleshoot AC 004 heat pump
@ B91U

Meonthly PM for 91U EG 001

= | FAOMH(1x4)
s | FAOMH(1x4)

FAOMP3(1x1.79)

W0225541

PMFORS1TUTKO0O01

FAOMP3

Bradford Adam B

= Location - 977-0171A (0 item) (Total=1)

EWI‘.]EEBHB

1

TheCO2 changeover
module/manifold is intermittentty

working. The pressure drops to
alarm levels for

FAOMP1

= Location : 978-4000 (0 item) (Total=1)

'W0229164

Remove admin lock/tag and
energize autoclave

FATSE2

= Location - CRP-324 (1 item) (Total=1)

'W0228419

Provide barricade support for

B34 tenant improvement

Gutierrez Myma

= Location : HSITE2010 (0 item) (Total=1)

'W0221400

Mount solar panel, battery box
and terragraph.

Gutierrez Myma

= Location : HSITE2020 (1 item) (Total=2)

EWI]EIBBH

{Child) Barricade 3 parking

Gutierrez Myma

I FAOMP3(1x1)

FAOMP1(1

x)

FAOMP1(1

x Z)

FAOMP1(1

x)

FAOMP1(1

x)

FAOMP1(1

x)

FAOMP1(1

x)

s | FAOMP1{1x2)

FATSC(1x8)
FATSC(1x8)

stalls inlot T1Aand T1B prior to 8 FaOMP2(1x2)
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