Final Schedule

Mov 20
== Work Order % Description 2 Lead Craft * FAM Name Mon Tue Wed Thu Fri Sat Sun
ZiiCl] = = = o

= Location : 001-0401 (1 item) (Total=1)

'PMNFPA72BLDG. 01 fire
“alarm system ITM(Donner

— Weekly)

= Location : 002-0301 (1 item) (Total=1)

W0227396 'FATSD

FATSD(1x1)

E W0229642 Troubleshoot temperature issue Reisinger.Richard | FAOMH(1x1)
| in 002-0301, change SP to 70

= Location : 002-0307A (1 item) (Total=1)

Install dedicated 20A and 30A
receptacles for laser equipment.

FATSE1 Reisinger.Richard |

WO0211770

1

= Location : 002-0333 (1 item) (Total=1)

Troubleshoottemptoo highfor FAOMH
-experiment @ B02-0333 (Escort

— Treq'd)

= Location : 006-1000 (2 items) (Total=4)

Reisinger,Richard |

W0229291

W0229627 Reinstall Electrical Panel at New Reisinger.Richard |

| Location
W0231655 BL11NewRack Powerand LV FATSE Reisinger.Richard |
Wireway Insiall
W0221723 Pull Low Volt Cable, multiple FATSE Reisinger.Richard | ﬁ FATSE(1x8)
| locations in ALS x
W0229686 Transport and fill Shielding FATSL Reizinger.Richard | FA: SL{(1x8)
Plugs for ALS B6 ) FATSL(1x8)
) FATSL(1x8)
- ) TFAYSL(1x8)

= Location : 006-2145A (1 item) (Total=1)

ReisingerRichard | [| FAOMH(1x 1)

W0230897

= Location : 006-2270 (1 item) (Total=1)

PM FOR 06 DSRO 004

ReisingerRichard | [| FAOMH(1x 1)

W0230899

= Location : 006A-0101 (1 item) (Total=2)

11/6/2020 10:20 AM

PM FOR 06 DSRO 005




Final Schedule

Mov 20
== Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed Thu Fri Sat Sun
W0230376 Battery Bank PM Switchstation FATSE2 Reisinger.Richard | FATSE2(1x2)
: SW-A3
Wo0230482 Inspection of SW-A3 Bidg. 06A. FATSEZ2 Reisinger.Richard | I FATSEZ2(1x1)

= Location : 007-0100 (2 items) (Total=3)

'W0223447  Recover refrigerant from AC Reisinger.Richard |
— units @ B7 & B7C
'W0227464  Daily bypass of Sprinkier FATSD | ReisingerRichard|| [ FATSD(1x2) W FATSD(1x2) — W FATSD(1x2)
: systems for BO7 & BO7C. [ rFatsD(1x2) B FATSD(1x2)
'W0230136 FATSL SupporttoHVAC in FATSL Reisinger.Richard | B FATSL(1x6)
h refrigerant recovery @ B7 ] FATSL(1x6)
= Location : 007-0199 (1 item) (Total=1)
'W0230132 PMNFPA25BLDG. 7/7A Reisinger.Richard | FATSD(1x 5)
—_— sprinkler ITM

= Location : 013A-0199 (1 item) (Total=1)

W0227556

—

PM FOR 13ABL 002

FAOMP1

Gutierrez Myma

= Location : 013E-0199 (1 item) (Total=1)

W0227476

—

PM FOR 13EBFP003

FAOMP1

Rini.Chnstopher G

= Location:017-0199 (

'W0229900

—

1item) (Total=1)

PMNFPA25BLDG._17117A
sprinkler ITM

Reisinger,Richard |

= Location : 026-0198 (

'W0231369

—

1item) (Total=1)

ES&EWPMFORBLDG. 26
11710

Rini.Chnstopher G

= Location : 026-0199 (

'W0229873

—

1item) (Total=1)

PM NFPA25BLDG. 26 sprinkler

™

Rini.Chnstopher G

= Location:027-0199 (

'W0229903

—

1item) (Total=1)

PM NFPA25BLDG. 27 sprinkler
™

Reisinger,Richard |

= Location : 028-0199 (

'W0229876

—

1item) (Total=1)

PMNFPA25BLDG. 28 sprinkler
™

Rini.Chnstopher G

= Location : 030-0101B (1 item) (Total=1)

11/6/2020 10:20 AM

FAOMP1(1x1)

FAOMP2(1 x

FAOMP1(1x1)

FATSD(1x1)

FATSD(1x.5)

FATSD(1x1)

FATSD(1x.5)




Final Schedule

Mov 20
Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed Thu Fri Sat Sun

'W0223633  Replace smoke detector head Rini.Chrisiopher G FATSDRIE
h thatis giving trouble alarm FATSD(1x2)

= Location : 030-0143 (2 items) (Total=1)

W0226875 Troubleshoot Fire Alarm Panel Rini.Chnstopher G FATSD(1x2)
h going in and out of trouble
= Location : 030-0144 (1 item) (Total=1)

'W0230047 PMNFPA25BLDG. 30 sprinkler FATSD Rini,Christopher G FATSD ('l x.3)

—_— I™

= Location : 030-0199 (1 item) (Total=2)

W0229225 FMCS to monitor building
systems during outage
'W0229229 FAOMP3-Monitor generators FAOMP3 | Rini.Christopher G
for B30 outage, refuel and add
Zan DEF (Diesel exhaust fuel) as
needed.

= Location : 030-0199X (1 item) (Total=1)

FAOMP3(1 x

w0226979 FATSEZ2 toconnect 360kKW FATSEZ2 Rini.Chnstopher G ;
1 temporary generator for B30 @ FATSE2(1x4
- shutdown & disconnect after C] FATSE2(1 x4

= Location : 030-0218 (1 item) (Total=1)

W0229565 FATSC - Setupfalsedoorfor  FATSC Rini.Christopher G FATSC(1x4)
1 Move-n-cools for IDF, and @ rFarsc(ixq)
- change door back after outage

= Location : 033-0120 (1 item) (Total=1)

- W0226685 Install cylinder holderin 33-120 FATSC Rini.Chnstopher G FATSC(1x4)
onwallto the left of door to 33-
| 122 (photo attached)

= Location : 033-0122 (1 item) (Total=1)

'W0225961  Troubleshootnon-functioning  FATSL Rini.Christopher G FATSL(1x1)
—_— clock (Batteries?) @ 33-122

= Location : 033-0156 (1 item) (Total=1)

I EWDE?-I]EEE PMfor33BD 001 FAOMP1 | Rini.Chrstopher G FAOMP1(1>

= Location : 033-0199X (1 item) (Total=1)

W0230181 Move filters from the rear Rini.Christopher G FATSL(1x8)
1 exterior of B33 & stagein 33- FATSL(1x8)
- 401

= Location : 033-R403 (1 item) (Total=2)
11/6/2020 10:20 AM



Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name

I EWI]EEI‘.]BI]E PM for 33 ADROO1 EFA.GMH Rini.Chrstopher G

FAOMH(1x

Wed

Thu Fri Sat Sun

'W0230908  PM for 33 ADRO02 FAOMH | Rini Christopher G

= Location : 033U-0101 (2 items) (Total=3)

I FAOMH(1x

EWDEZSI?B PM for 33UGP 001 Rini.Christopher G |[§j FAOMP2(1 x
EWDEZSIBI] PM for 33UGP 002 FAOMP2 | Rini.Chrstopher G IFADHPEU x1)
EWI]225182 PM for 33UGP 003 FAOMP2 | Rini.Chrstopher G IFADHPEU x1)

= Location : 035-0100 (1 item) (Total=1)

'W0230484 Reisinger Richard |

—

= Location : 035-0101 (1 item) (Total=1)

Inspection of SW-A4 Bldg. 35 FATSE2

'W0230378  Battery Bank PM Switchstation Reisinger.Richard |

— SW-A4

= Location: 036-0101 (2 items) (Total=2)

FATSE2

Battery Bank PM Switchstation
SW-A1S5SW-A2

- W0230374 FATSE2 |Rini.Christopher G

FATSE2(1x1)

FATSE2(1x2)

W0230480 Inspection of SW-A1&A2 Bldg.

36
= Location : 036A-0101 (1 item) (Total=1)

FATSE2 Rini.Christopher G

'W0230382 Inspection of Grizzly Peak

—_— Substation

= Location : 045-0101 (1 item) (Total=2)

FATSE2 Rini.Christopher G

W0227971

—

PM FOR 45UH 003

FAOMP1

ReisingerRichard | |+

W0227969 PM FOR 45 UH 002 FAOMP1

= Location : 046-0125 (1 item) (Total=1)

'W0226543  Replace thermostat to heater 46
— 'GHO015@B46-0125
= Location : 046-0199 (1 item) (Total=1)

'W0229885  PMNFPA25BLDG.
h 46/46A/46B/46D sprinkler ITM

= Location : 046-0234C (1 item) (Total=1)

11/6/2020 10:20 AM

FATSD

Atkinson_Joseph

ReisingerRichard | |+

FAOMH(1x4)
FAOMH(1 x4)

FATSD(1x1)




Final Schedule

=] Work Order

W0230863

2 Description

Replace burnt out lamps and
or/ballasts as requested by the
customer/client. Seelong text
for more

1 Lead Craft * FAM Name

= Location :046-ROF1

(1item) (Total=2)

FAOML(1x3)
FAOML(1x3)

'W0216049  PMFOR46AC 041 (Materials) FAOMH | Atkinson.Joseph FAOMH(1 x3)
1 Sent multiple emails on status of
- Matl's
'W0216051  PMFORA46 AC 043 (Materials) FAOMH | Atkinson.Joseph [ FAOMH(1x3)
2 Sent multiple emails on status of
- Matl's

= Location : 047-0199 (1 item) (Total=1)

'W0229888

L

'PM NFPA25BLDG. 47 sprinkler
Im™™

FATSD

= Location : 048-0201 (1 item) (Total=1)

W0226926

L

Replace window screens at
firehouse Room 48-201

FATSC

Reisinger,Richard |

= Location : 050-0100 (1 item) (Total=1)

'W0231847

—

PM For Building 50 Emerg.
‘Lights and Exit Signs

FAOML

= Location : 050-4005 (1 item) (Total=1)

- W0229442
1 E

Investigate and gather pipe
“insulation information, order,
“andinstall.

FATSF

= Location : 050-4008 (1 item) (Total=1)

' W0220201
1 E

50 AHU041-[PM AHU042 at
same time] MATL Here
- (Carbons) Do before 9:30am

gFAGMPI

= Location : 050-4009 (2 items) (Total=2)

'W0229783

]

- W0230912

PM NFPA72BLDG. 50 fire
alarm system [TM

PM FOR 50DSRO 003

FATSD(1x 5)

FATSC(1x8)

FAOML(1x3)

FATSF(1x2)

FAOMH(1x1

FATSD(1x1)

e

EWI‘.]231512 PM FOR 50 BR 0038 FAOMP3 | Escobedo.Caros i FAOMF3(1x4)
W0231206 PMFORS50GP 024 FAOMP3 | EscobedoCaros I FAOMP3(1>
W0231208 PM FOR50GP 035 FAOMP3 | EscobedoCaros I FAOMP3(1>

= neatinn - NRN-ANTA (1 iteam) (Tatal=1%

11/6/2020 10:20 AM




Final Schedule

=] Work Order

W0220203

2 Description

Oy R I T T U]

‘50AHU042[PM AHUO041 at
same time] MATL Here
(Carbons) Do before 9:30am

'FAOMP1

1 Lead Craft * FAM Name

E=scobedo,Caros

- (Child) Support plumber work by
_disconnecting and moving shelf
from the wall. (See attached :
_photo)

'FATSC

= Location : 050A-0135 (2 items) (Total=1)

W0229785

'PMNFPA72BLDG.
 50A/50C/50E fire alarm
1™

system

'FATSD

= Location : 050A-0143B (1 item) (Total=1)

W0229771

—

Install signs on portable sign

-stands.

FATSL

= Location : 050A-0199 (1 item) (Total=2)

'W0231140

Meonthly PM for 50AEG 101

Wed Thu Fri Sat Sun

FATSD(1x1)

FAOMP3(1x1.75)

FATSL(1x2)
FATSL(1x2)

W0231146

PM FOR 50A TK 002

FAOMP3

E=scobedo,Caros

= Location : 050A-1134 (1 item) (Total=1)

'W0231859

L

PM For Building 50A Emerg.
Lights and Exit Signs

'FAOML

E=scobedo,Caros

= Location : 050A-4112 (1 item) (Total=1)

Wo0220737
1 :

Perform rounds on portable ac
“unitinside Dr. Brandt's office
-and drain condensate tank as

'FAOMP1

= Location : 050B-0243 (3 items) (Total=5)

I FAOMP3(1x1)

FAOMP1(1x1)

FAOML(1x3)

FAOMP1(1x1) FAOMP1(1x1)

| 'W0217511  Change Batteries in Halon panel FATSD(1x1)
wo0231152 Monthly PM for 5S0BEG 095 FAOMP3 Escobedo.Caros FAOMP3(1x1.75)
wWo0231154 PMFORS0B TKOO1 FAOMP3 Escobedo.Caros I FAOMP3(1x
'W0229787 PM NFPAT72BLDG. FATSD EscobedoCarlos | | | FATSD(1x1)
50B/50D/50F fire alamm system
h I™

11/6/2020 10:20 AM




Final Schedule

Work Order % Description 2 Lead Craft & FAM Name

' W0231508 PM FOR 50B BR 005

= Location : 050B-1245 (1 item) (Total=1)

gFAGMP?.

'W0228982  Shutoff smoke detectors in

—_— “room 1275

= Location : 050B-1297 (1 item) (Total=1)

W0231861 PM For Building 50B Emerg.
—_— Lights and Exit Signs
= Location : 050B-ROF1 (2 items) (Total=1)

'W0230314  Fieldverify allcomponents of  FATSE1
—_— _circuitfeeding50B-CT-004

= Location : 050C-3397 (1 item) (Total=1)

'W0231863  PM For Building 50C Emerg.
—_— Lights and Exit Signs
= Location : 050C-ROF1 (1 item) (Total=2)

EWI‘.]E?-I]BEI] PM FOR 50C DSRO 001

FAOML(1x2)

FATSE1(1x4)
FATSE1(1 x4)

FAOML(1x1)

FAOMH(1x3.5)

EWI]EEDBEE PM FOR 50C DSRO 002 FAOMH Escobedo.Carlos

= Location : 050E-1598 (1 item) (Total=1)

'W0231865 PM For Building 50E Emerg.
—_— Lights and Exit Signs
= Location : 050F-1698 (1 item) (Total=1)

'W0231867  PM ForBuilding 50F Emerg.  FAOML | Escobedo.Carlos
— Lights and Exit Signs
= Location : 050F-1699 (1 item) (Total=1)

I EWI]EEI]BEE PM FOR 50F DSRO 001

= Location - 050-ROF1 (1 item) (Total=1)

'W0230910  PM FOR 50 ARU007 (Quarterly
— 'PM - Auditorium)
= Location : 051F-0101 (1 item) (Total=2)

W0231585 'Remove all ballastand light
— bulbs inside 51F

11/6/2020 10:20 AM

I FAOMH(1x35)

FAOML(1x1)

FAOML(1x1)

FAOMH(1x3.5)

FAOMH(1x.5)

FAOML(1x4)
FAOML(1x4)




Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name

'W0232125  (Child) Remove shelving unitin FA.TSC Gutierrez Myma

—I h fmnt of thewall AC unit.

= Location : 053-0008 (1 item) (Total=1)

wW0229789 PMNFPA72BLDG.53/11723
h fire alarm system ITM

= Location : 053-0199 (1 item) (Total=1)

'FATSD Reisinger.Richard |

Reisinger,Richard |

'W0229906 PMNFPA25BLDG.53 Sprlidar FATSD

—_— 1™

= Location : 054-0001 (2 items) (Total=1)

'W0229289  Openmanholecovers, take  FATSE2
pictures and measure l:Iq:)|h5 uf

h -electrical vaults

= Location : 054-0002A (1 item) (Total=1)

'WO0230677

= Location : 054-0098 (2 items) (Total=1)

PM FOR 54 BL 006

'W0230536

= Location : 054-0104 (2 items) (Total=1)

§PM FOR 54 AHU003

wW0231406

PM FOR 54 XX 039

1

= Location : 054-0116 (1 item) (Total=1)

'W0230673

= Location : 054-0118 (1 item) (Total=4)

§PM FOR54BL001

FATSD(1x1)

FATSE2(1x8)
FATSE2(1 x 8)

FAOMP2(1x 8)

FAOMP2(1x 1)

FAOMP2(1x2)
FAOMP2(1x2)
FAOMP2(1x2)
FAOMP2(1x2)

FAOMP2(1x15)

Nov 20
Mon Tue Wed Thu Fri Sat Sun
FATSC(1x2)

FATSD(1x1)

- W0222450 EM FOR54BR 004 MATL FAOMP3(1 x4)
ere
W0227974 PM for 54 WH 003 FAOMP2 | EscobedoCaros I FAOMP2(1x1)
WO0227976 PM for 54 WH 004 FAOMP2 | Escobedo.Caros I FAOMP2(1x1)
éWﬂ231514 PM FOR 54 BR 005 FAOMP3 | EscobedoCaros I FAOMP3(1 12}

= Location : 054-0193 (1 item) (Total=1)

wWo0230697
—

11/6/2020 10:20 AM~

PM FOR 54 BL 020

FAOMP2(1x.8)




Final Schedule

=] Work Order

2 Description

- Location : 054-0194 (1 item) (| otal=1)
- Work Type Group : PMs (1 fiem)

1 W0230695

PMFORS54BL019

- Location : 054-ROF1 (1 item) (Total=7)
- Work Type Group : PMs (7 items)

1 W0230675

W0230679

W0230683

W0230685

W0230689

W0230691

W0230855

PM FOR 54 BL 002

PMFORS54BL0O10

PMFORS54BL012

PMFORS54BL013

PMFORS54BL015

PMFORS54BLO017

PMFORS54BLO014

- Location : 055-0125 (1 item) (Total=2)
- Work Type Group : PROJECTS (2 items)

1 W0226963

W0226966

{Child) Filter and OA survey for
smoke mitigation project

{Child) Filter and OA survey for
smoke mitigation project

- Location : 055-0198 (1 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)

1 W0231389

ES&EWPMFORBLDG.55
11710

- Location : 055-ROF 1 (3 items) (T otal=6)
- Work Type Group : PROJECTS (6 items)
(Parent) Filter and OA survey for FAOMH

1 W0224541

W0226947

W0226949

W0226950

W0226961

W0226962

smoke mitigation project

{Child) Filter and OA survey for
smoke mitigation project

{Child) Filter and OA survey for
smoke mitigation project

{Child) Filter and OA survey for
smoke mitigation project

{Child) Filter and OA survey for
smoke mitigation project

{Child) Filter and OA survey for
smoke mitigation project

- Location : 058-0199 (1 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)
PM NFPA25BLDG. 58/58A/58B FATSD

1 W0229915

sprinkler ITM

-l I neatinn - NRA-NTARY 1 iteam) (Total=>

11/6/2020 10:20 AM

1 Lead Craft * FAM Name

FAOMP2

FAOMP2

FAOMP2

FAOMP2

FAOMP2

FAOMP2

FAOMP2

FAOMP2

FAOMH

FAOMH

FAOMP2

FAOMH

FAOMH

FAOMH

FAOMH

FAOMH

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Atkinson_Joseph

MNov 20
Mon Tue Wed Thu Fri
09 10 11 12 13

FAOMP2(1x 8)

FAOMP2(1x1)
FAOMP2(1x1)
FAOMP2(1x1)

FAOMP2(1 x .3)

FAOMP2(1x1)

FAOMP2(1x1)

FAOMP2(1x 8)

FAOMH(1x15)

FAOMH(1x15)
FAOMP2(1x2)

FAOMH(1x15)
FAOMH(1x15)

FAOMH(1x1.5)

FAOMH(1x1.5)

FAOMH(1x1.5)

FAOMH(1x15)

Sat
14

FATSD(1x.5)

Sun
15




Final Schedule

== Work Order 1 Description

A AETeRS | rear s daraesa ) @ EaasEnag | s e £
1= Work Type Group : PROJECTS (2 items)

W0224248 Execute LOTO and release

1 whenwork is complete.

W0231457 LOTO and EVAP support for
2 contractor work.

= Location : 059-0199X (3 items) (T otal=2)
- Work Type Group : Code Complaint PMs (1 item)

1 W0231335 Monthly PM FOR 59 TK 003

- Work Type Group : PROJECTS (1 item)
W0231453 Mech level & 2nd floor fire
sprinkler impaiment
= Location : 059-1002 (2 items) (Total=2)
- Work Type Group : PMs (2 items)
W0230476 PM for 59 PNL048

1

1

. W0230478 PM for 59 PNLOG3

= Location : 059-1003 (2 items) (Total=1)
- Work Type Group : PROJECTS (1 item)

W0217428 Disarm fire alarm points and
functions as per constructon

until Nov

= Location : 059-1201 (3 items) (Total=4)
1= Waork Type Group : Code Complaint PMs (4 items)

1 Lead Craft * FAM Name

FATSE2

FATSE2

FAOMP3

FATSD

FATSE2

FATSE2

FATSD

manager instructions. (On going

W0229852 PMNFPA25BLDG.59 FRA001 FATSD

1 sprinkler ITM

W0229855 PMNFPA25BLDG.59 FRA002 FATSD

sprinkler ITM

W0229858 PMNFPA25BLDG.59 FRA003 FATSD

sprinkler ITM

W0229861 PMNFPA25BLDG.59 FRAO04 FATSD

sprinkler ITM

= Location : 059-2103 (1 item) (Total=12)
1=l Work Type Group : PMs (12 iiems)
W0230362 PM for 59 ADF001

1

W0230366 PM for 59 ADFO03

W0230368 PM for 59 ADFOO4

W0230370 PM for 59 ADFO06

- W0230488 PM for 59 XFM590

11/6/2020 10:20 AM

FATSE2

FATSE2

FATSE2

FATSE2

FATSE2

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

MNov 20
Mon Tue Wed Thu Fri Sat
09 |10 [11 |12 |13 14

FATSEZ(1 x2)

FATSEZ(1 x2)

FATSEZ(1x2)

§ FATSEZ(1x®)

FATSEZ(1x2)

FATSEZ(1x2)

==
i

5 | FATSEZ(1x5)

iS5 | FATSEZ(1x8)
i | FATSEZ(1x8)

-iﬂ*jEzﬂ x2)

ﬁﬂMFmﬂ} o
Y PATSD(1x2)
HPATSD(1x2)
W FATBE2(1x15)
'j_ FATBE2(1x15)
W FATBE2(1x15)
'j_ FATBE2(1x15)
4 4 4
# FATSD(Ix2) [ FATSD(ix2)
-iﬁtlrsnu % 5)
-iﬁursnu % 5)
-iﬁursnu % 5)
-iﬂTsnu % 5)
-iﬁﬁdEzn x2)
-i-F-A—'FﬂEE(“I x2)
-i-F-A—'FﬂEE(“I x2)

-iﬂﬂ1E2(1 x1)

10



Final Schedule

== Work Order 1 Description

E W0230492 PM for 59 XFM612
. W0230494 PM for 59 XFM613
- W0230496 PM for 59 XFM6238
- W0230466 PM for 59 PNLOO1
- W0230470 PM for 59 PNLO70
- W0230472 PM for 59 PNLO77
o W0230474 PM for 59 PNLO&4

- Location : 059-2104 (1 item) (Total=3)
- Work Type Group : PMs (3 iiems)

1 W0230364 PM for 59 ADFO02
- W0230490 PM for 59 XFM596
- W0230468 PM for 59 PNLO47

- Location : 059-3069 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

1 W0232033

- Location : 060-0199 (2 items) (Total=1)
- Work Type Group : PMs (1 fiem)
W0227649 PMFORG60BLOO1

1

- Location : 062-0034 (1 item) (Total=2)
- Work Type Group : Code Complaint PMs (2 items)
W0231053

1

W0231055 PM FOR 62 TK 002

- Location : 062-0337 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)
Wo0230127

W0229152)
- Location : 062B-0199 (1 item) (Total=2)
- Work Type Group : Code Complaint PMs (2 items)

E wo0231057
Node

W0231059

- Location : 062C-0199 (1 item) (Total=1)
11/6/2020 10:20 AM

Hang plaque on the wall.

Monthly PM for 62 EG 102

HVAC toinvestigate and repair
1 leaking coil{Follow up to

PMFORG62B TK0&1

1 Lead Craft * FAM Name

FATSE2

FATSE2

FATSE2

FATSE2

FATSE2

FATSE2

FATSE2

FATSE2

FATSE2

FATSE2

FATSC

FAOMP1

FAOMP3

FAOMP3

FAOMH

Meonthly PM for 62BEG 0811C5 FAOMP3

FAOMP3

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

Gutierrez Myma

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

MNov 20
Mon Tue Wed Thu

Fri
13

FAl

SE2(1x3)

Fal

SE2(1x3)

FAl

SE2(1x3)

-iﬂﬂ1E2(1 x2)
-iﬂﬂ1E2(1 x1)

FATSC(1x2)

FAOMP1(1x1)

FAOMP3(1x1.75)

FAOMP3(1x1)

FAOMP3(1x1.75)

FAOMP3(1x1)

Fal

|

SE2(1x3)

Sat
14

FAl

SE2(1x3)

Fal

SE2(1x3)

FAl

SE2(1x3)

CoC

Fal

SE2(1x3)

FAl

SE2(1x3)

Fal

:%MH(I x8)
MH(1x8)

SE2(1x3)

Sun
15

1



Final Schedule

=] Work Order 1 Lead Craft * FAM Name

2 Description

'W0227651 PM FOR 62CBL 001 Tafoya.Eric

= Location : 062D-0199 (1 item) (Total=1)

anumpz

'W0227653
|

= Location : 063-0199 (1 item) (Total=2)

PM FOR 62DBL 001

'W0224727

PM FOR 63 BFP002 IND

| FAOMP2(1x15)

FAOMP2(1x15)

FAOMP2(1x 1)

'W0224729 PM FOR 63 BFP003 IND FAOMP2 | GutierrezMyma

= Location : 063-ROF 1 (1 item) (Total=1)

FAOMP2

W0227655 Gutierrez Myma

—

= Location : 064-0199 (3 items) (Total=2)

PMFOR 63BL 002

FAOMP1

wo0230717 Gutierrez Myma

—

PM FOR 64 BL 009

I FAOMP2(1x1)

FAOMP2(1x15)

FAOMP1(1x1)

PMFORG64BL015 FAOMP1 | GutierrezMyma

- W0230795

= Location : 064-0199X (2 items) (Total=3)

PM FOR 64 ARU 004

- W0230958

FAOMH(1x.5)

I FAOMP1(1x1)

'W0230960 PM FOR 64 ARU 005

Reconnect conduit and FATSE1

wo231671
e conductors to Trailer outside

- B64 Roll-Up Door

= Location : 064C-0100 (1 item) (Total=1)

wW0230498
—

= Location : 064-ROF 1 (1 item) (Total=1)

Inspection of SW-AG6 Bldg. 64C FATSE2

W0230636
—

= Location : 065-0100 (1 item) (Total=1)

PMFORG64BL012 FAOMP1

'W0231841  PM ForBuilding 65 Emerg.
_— Lights and Exit Signs
= Location : 065A-0198 (1item) (Total=1)

FAOMH(1x.5)

FAOML(1x1)

FATS

E1(1x8)

FATSE2(1x1)

FAOMP1(1x1)

11/6/2020 10:20 AM



Final Schedule

Work Order 2

'W0231843

—

Description

PM For Building 65A Emerqg.
Lights and Exit Signs

1 Lead Craft * FAM Name

Gutierrez Myma

= Location : 065B-0100 (1 item) (Total=1)

'W0231845

—

PM For Building 65B Emerqg.
Lights and Exit Signs

Gutierrez Myma

= Location : 066-0110 (1 item) (Total=2)

‘W0231114

—

Meonthly PM for 66 EG 109

Mov 20

[l FAOML(1x 5)

FAOML(1x.5)

FAOMP3(1x1.79)

gwuzanzi

PM FOR 66 TK 008

§FAOMP3

Tafoya.Enc

= Location: 066-0111 (2 items) (Total=4)

- W0225250

E

PMFORG6KCO01A MATL
Here

FAOMP1

I FAOMP3(1x1)

FAOMP1(1x15)

W0225252 PMFORG66KC001IB MATL FAOMP1 |TafoyaEnc I FAOMP1(1x15)
h: Here

W0231104 PM FOR 66 EX 001 FAOMP1 |TafoyaEic | | I FAOMP1(1x1)

W0225232 PMFORDUPLEX66KC003 FAOMP1 |TafoyaErc FAOMP1(1x4)
ﬂ MATL at Office

= Location : 066-0114 (2 items) (Total=1)

 W0223465

—

Replace batteries in B66 fire
alarm panel

FATSD

Tafoya.Enc

= Location : 066-0199 (2 items) (Total=1)

'W0220656  Laborers toassistplumbers by
M ~digging outchristy box and soill
- for plumbing repair clearance.

= Location: 066-0427 [i item) (Total=1)

W0231773
1 :

- affected by theflood.

'HVAC to perform complete
“evaluation of the spaces

= Location : 066A-01 l}ﬂ (11tem) (Total=2)

'W0230380

Battery Bank PM Switchstation

—_— SW-A5

'FATSE2

Tafoya.Enc

FATSD(1x1)

FATSL(1
FATSL(1

FATSE2(1x2)

M | FATSL(1x4)

5
8

FATSL(1x4)

W0230486

Inspection of SW-A5 Bidg. 66A

FATSE2

Tafoya.Enc

= Location : 067-1107 (1 item) (Total=1)

W0231401

“Grp PM Monthly -B67 FTU Unit
1112

11/6/2020 10:20 AM

I FATSE2(1x1)

FAOMP2(1 x 6)
FAOMP2(1 x 6)

13



Final Schedule

Mov 20
== Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed Thu Fri Sat Sun

= Location : 067-2204 (1 item) (Total=1)

W0229705  Provide normal power to FATSE1
1 - microscopes during e-power

- shutdown

= Location : 067-5218 (1 item) (Total=1)

SE1(1x8)
FATSE1(1x8)

W0231408 PMFORG67RES005-READ

—_— LONG DESC.

= Location: 067A-0101 (1 item) (Total=1)

W0231112 §PM 67AEX001 NOV

= Location : 067A-0102 (2 items) (Total=2)

FAOMP3(1x 1)

'W0219367 (Parent)Maintain building 8 FAOMH(1x1) 8 FAOMH(1x1) [ FAOMH(1x3)
o temperature set point and B FAOMH(1x3) B FAOMH(1x3) # FAOMH(1xT)
secure chiller daily at 5:30pm ] FAOMH(1x1) @ FAOMH(OxT) B FAOMH([(1x3)
B FAOMH(1x3)
'W0219368  (Child) Start Chiller and monitor FMCS Tafoya.Eric B FMcs(ix1) 0 Fmcs(ax1)
: equipment until secured daily. B Fmcs(x1)

= Location: 068-0101 (2 items) (Total=2)

'W0229804 PMNFPA72BLDG. 68 fire FATSD Rini.Chnstopher G FATSD(1x1)

h alarm system ITM
'W0230071 PMNFPA25BLDG.68grid FATSD Rini,Christopher G FATSD(1x1)
: booster pump ITM (weekly)

= Location : 068-0199 (1 item) (Total=1)

'W0229936  PMNFPA25BLDG.68/75F Rini.Christopher G

—_— sprinkler ITM

= Location : 068TK001 (1 item) (Total=1)

FATSD(1x 5)

‘W0230059 PMNFPA25BLDG.68water Rini. Christopher G
h - storage tank ITM nstopher
= Location : 069-0131 (1 item) (Total=1)

FATSD(1x 5)

gwuzaug?g PMFORG9AC 012 Rini.Christopher G

= Location:070-0111B (1 item) (Total=1)

FAOMH(1x4)

W0227451 (Parent) Cover wood panels and FATSC
—_— _glass panels withsheetrock.

= Location : 070-0130 (1 item) (Total=2)

11/6/2020 10:20 AM

FATSC(1x8)

FATSC(1x8)




Final Schedule

Mov 20
== Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed Thu Fri Sat Sun
W0231106 Monthly PM for 70 EG 106 FAOMP3 Escobedo.Caros FAOMP3(1x1)
EWI]E'&]HI] PMFOR 70 TKO16 FAOMP3 Escobedo.Carlos I FAOMP3(1x1)

= Location : 070-0150 (1 item) (Total=1)

'W0232019  Relamp fixture inside the

h ~elevator.

= Location:070-0183 (2 items) (Total=2)

'W0228483 PMFOR70BRO017 MATLIn

— Office

'FAOMP3

E=scobedo,Caros

gwuzmmﬁ PMFOR70BR 014

§FAOMP3

E=scobedo,Caros

= Location : 070-0198 (2 items) (Total=1)

'W0231855  PM For Building 70 Emerg.
—_— Lights and Exit Signs

= Location : 070-0199 (2 items) (Total=1)

—_— 1™

'W0229948  PMNFPA25BLDG. 70 sprinkler FATSD

= Location : 070-0199X (1 item) (Total=2)

I FAOMP3(1 x4)

FAOML(1x3.5)

FATSD(1x 5)

'W0226362 (Parent) Removeandreplace @ FAOMP1 FAOMP1(1 x2)
1 blower motor, belts, and FAOMP1(1x2)
sheaves.
'W0228104 (Child) Provide LOTO and motor FATSE2 Escobedo.Carlos FATSE2(1x2)
' replacement support.

= Location : 070-0206 (1 item) (Total=1)

{Child) Move tabletop from

'W0232023
1 loading dock to room 206

= Location : 070-0264 (1 item) (Total=1)

Troubleshoot rooms found to be

W0231775
h offline after cutage:.

FMCS

E=scobedo,Caros

= Location : 070-0294 (1 item) (Total=1)

'W0220739 Install tiwo sided Exit/Bug light in

h Corridor 294

FATSE1

E=scobedo,Caros

= Location : 070A-1105 (1 item) (Total=1)

'W0231569  Relamp fixtures inside lab
h - space. (Escort required)

'FAOML

E=scobedo,Caros

= Location : 070A-1109 (1 item) (Total=1)
11/6/2020 10:20 AM

FATSE1(1x5)

15



Final Schedule

=] Work Order

'W0231570

2 Description

Relamp light fixtures inside the
lab space. (Escort required).

'FAOML

1 Lead Craft * FAM Name

E=scobedo,Caros

= Location : 070A-1109A (1 item) (Total=1)

W0231571 'Relamp biosafety cabinet. FAOML Escobedo.Carlos
1 (Escortrequiredand cabinet
- - swiped prior to start of work)

= Location : 070A-1129 (1 item) (Total=1)

W0229373

hﬂ“wa‘f to Table

MoveaMass Spe[:lmmelerfmm FATSR

'W0231869

Paintand patch screw holes
nexttoeachalarm bell @ B70A

PM For Building 70A Emerqg.
Lights and Exit Signs

= Location : 070A-1199 (1 item) (Total=2)

W0227243

PMNFPA25BLDG. 70A
-sprinkler ITM

Mov 20

Mon Tue Wed

Thu Fri

ML(1x3)
ML(1x3)

L(1x2)
L{1x2)

FAOML(1=x3)

Sat

Sun

W0229942

'PMNFPA25BLDG. 70A
sprinkler ITM

FATSD

E=scobedo,Caros

= Location : 070A-2295 (1 item) (Total=1)

'W0217545
1

Paintand patch screw holes

“nexttoeach alarm bell @ B70A |
- 2nd floor :

= Location: ﬂ?ﬂA—?-?-!}ﬁ (2 items) (Total=1)

'PMNFPA72BLDG.

gwuzzﬂm

1

- 70A/70B/70E fire alarm syslem '

ITM

= Location: ﬂ?ﬂA—dJlﬁ?- (2 items) (Total=1)

'W0230277
1

- (Child) Rough in condensate
~drain line for 1 ton portable ac
unit.

= Location : 070A-4463C (1 item) (Total=1)

'W0223706  (Child) Remove shelves priorto
1 - start of paintwork and re-install |
| ‘whenwork is complete. f

11/6/2020 10:20 AM

FATSD(1x8)

I FATSD(1 x 5)

FATSP(1x8)

FATSD(1x8)
- FATSD(1x8)

FATSD(1x8)
FATSD(1x8)

FATSD(1x8)
[ FATSD(1x8)

5 FATSD(1x8)
[ FATSD({1x8)

FATSP(1x8)

FATSD(1x8)
FA'ESI]{I x8)

16



Final Schedule

== Work Order 1 Description

1 Lead Craft * FAM Name

= Location : 071-0126 (1 item) (Total=2)

Mov 20

Mon

W0230106 Rigger's tomove new BELLA FATSR(1x8)
1 Beamline Compressor Chamber FATSR(1x8)
| into 71-0126 FATSR(1x38)
W0230629 FATSL tosupportintransportof FATSL Atkinson_Joseph FATSL(1x5)
Compressor Chamber (see
h attached instructions)

= Location: 071-0199 (2 items) (Total=2)

W0231130 PM for TRW filter 71 FL 002 FAOMP3(1>
— 11/9-11/15

'WO0231142  PMfor TRWfilter 71 FL 003 FAOMP3 | Atkinson.Joseph I FAOMP3(1>

' 11/9-11/15

= Location : 071K-0199 (1 item) (Total=1)

| 'W0228574  PM FOR 71KAC 002

= Location : 071-ROF1 (2 items) (Total=1)

'W0229701  Troubleshootzone 253A-Dof
'AHU 029 -reading 63 degrees.
o AHUHHWV commandedto
- - 100% open and only

= Location - 072-01008 (1 item) (Total=1)

I 'W0230981 PM FOR 72DSRO0O 001

= Location:074-0110 [i item) (Total=2)

'W0230983

—

EBLDG 74 DAIKIN SPUT AC EFA.GMH Atkinson.Joseph

FAOMH(1x3.5)

FAOMH(1x3)
FAOMH(1x3)

FAOMH(1x4)
FAOMH(1 x4)

W0230985 BLDG 74 DAIKIN SPLT AC FAOMH Atkinson,Joseph

= Location:074-0111 (1 item) (Total=1)

- W0230987 BLDG 74 DAIKIN SPLIT AC

= Location : 074-0111B (1 item) (Total=1)

- W0230989 BLDG 74 DAIKIN SPLIT AC

= Location:074-0118 (2 items) (Total=/)

'W0227478  BLDG 74 BACKFLOW
— 'PREVENTOR

11/6/2020 10:20 AM

FAOMH(1x3)

FAOMP2(1x 1)

17



Final Schedule

MNov 20
== Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed Thu Fri Sat Sun

W0227480 BLDG 74 BACK FLOW FAOMP2 Atkinson.Joseph FAOMP2(1x1)
: PREVENTOR
'W0227482 BLDG 74ABACKFLOW FAOMP2 | AtkinsonJoseph FAOMP2(1x1)
' PREVENTOR
- W0227484 BLDG 74 BACK FLOW FAOMP2 Atkinson.Joseph FAOMP2(1x1)
o PREVENTOR |
- W0230999 BLDG 74 PIONEER AIR FAOMH(1x2)
'W0227930 BLDG 74 POWEREXAIR FAOMP2 | AtkinsonJoseph FAOMP2(1x1)
: COMPRESSOR NOV
- W0227934 BLDG 74 POWEREXAIR FAOMP2 Atkinson.Joseph FAOMP2(1x1)
: COMPRESSOR NOV

= Location :074-0199 (1 item) (Total=1)
- W0229960 PMNFPA25BLDG. 74 sprinkler FATSD Atkinson_Joseph FATSD(1x1)

h: I™
= Location :075-0112F (1 item) (Total=2)

W0212543 FATSC toinstall replacement
glass for window kit

'W0223859  Painters tocaulk around casing FATSP Rini.Chrisiopher G FATSP(1x8)
of new window and paint the :
e -exterior and interior portions of
N row

= Location - 076-0123 (1 item) (Total=1)

'W0213723 Check active Alarms on both Rini.Christopher G FMCS(1x2) : [
1 systems ALC & JCI, assist f B Fmcs(1x2)
- -other crafts on controls issues

= Location : 076-0199 (2 items) (Total=4)

gwu231331 Monthly PM FOR 76 TK 013 Rini.Chrisiopher G FAOMP3(1x1)
w0231333 Monthly PM FOR 76 TK 014 FAOMP3 |Rini.Christopher G I FAOMP3(1x1)
- W0229966 PM NFPA25BLDG. 76/76L FATSD Rini.Chisopherc | | FATSD(1x.5)
L sprinkleriiv |/
W0231520 B76 Fuel Spill Containment Rini.Christopher G FAOMP3(1x.5)

— Basin 11/9-11/15

= Location : 076-0221A (1 item) (Total=1)

'W0229391  HVAC totroubleshoot Rini.Christopher G FAOMH(1x3)
1 thermostathottemperature &
- battery replacement

= Location : 077-0142A (1 item) (Total=1)

11/6/2020 10:20 AM




Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name Tue Fri
1
I 'W0211501 PMFOR77AHUQO22 MATL FAOMP1 Rini.Chnstopher G Pi{i=25)
—' Here

= Location:077-0199 (2 items) (Total=2)

W0229972  PMNFPA25BLDG. 77 sprinkler FATSD Rini,Christopher G FATSD ('l x.3)

— IT™

'W0231001 PM FOR 77 ADR0O7

= Location : 077-0199X (1 item) (Total=1)

éFﬂ[}MH Rini,Chnstopher G FADMH(EI x2)

'W0228732 PM FOR 77 RF 004 Rini,Christopher G FAOMH(1x1)

— | FaOMH(1xT)

= Location : 077A-0104 (2 items) (Total=1)

- W0226062 LOTO Supportfor Contractor  FATSE1 Rini.Christopher G

- Work

= Location : 077A-0199 (2 items) (Total=1)

FATSE1(1x3)

- W0229969 PM NFPA25BLDG.77A Rini.Christopher G

— sprinkler ITM

= Location : 077J-0199 (1 item) (Total=1)

FATSD(1x.5)

FAOMP2(1 x

I 'W0227488 PM FOR 77JBFP0O01 Rini.Christopher G

= Location : 077-SKID (3 items) (Total=4)

'W0207331 (Parent) Prepare chiller ARU004 Rini.Chnstopher G FAOMH(1x4) [ FAOMH(1x4) | FAOMH(1x8)

for vendor Retubing and Provide B2 raoMH(1x8) [ FAOMH({EHAOMH(1x4)
' vendor support as needed B raomH(1x8) B FAOMH(1x4) [ FAOMH(1x4)
........................................................ [ FAOMH(1x8)

W0231510 Boiler 77 BR 004 (Laars Rini,Christopher G (8 FAOMP3(1 x

'W0225220 PMON77FLO01 (PEPIMF FAOMP1 | Rini.Christopher G
- Water Filter, Sand)

W0225222 PM ON 77FLO02 (PEP IMF FAOMP1 Rini.Christopher G FAOMP
Water Filter, Sand)

= Location : 078-0103 (1 item) (Total=1)

'W0228498  FATSE2totroubleshootwhy =~ FATSEZ2  |Rini.Chrisiopher G
-snorkel to HEPA Air Filter
- ~doesn't power up

= Location : 078-0199 (1 item) (Total=1)

11/6/2020 10:20 AM 19

FATSE2(1x3)




Final Schedule

== Work Order 1 Description

1 Lead Craft * FAM Name

'W0229975  PMNFPA25BLDG. 78/76K
—_— sprinkler ITM

'FATSD Rini.Christopher G

= Location : 078-ROF1 (1 item) (Total=1)

'W0232017  PMT's tobarricade parking

= spaces. SEEATTACHED
- ' SCHEMATIC

Rini.Chnstopher G

= Location : 079-0199 (1 item) (Total=1)

'W0229846  PM NFPA25BLDG. 79 sprinkler

—_— 1™

FATSD Rini.Chnstopher G

= Location : 079A-0199 (1 item) (Total=1)

'W0229843  PMNFPA25BLDG.79A

—_— sprinkler ITM

Rini.Chnstopher G

= Location : 080-0010 (1 item) (Total=1)

'W0231727  (Parent)Dedicated Oven

—_— 'Receptacles

Reisinger,Richard |

= Location : 080-0028 (1 item) (Total=1)

W0227899

PMFOR 80 GP 010

Reisinger,Richard |

= Location : 080-0110 (1 item) (Total=1)

W0231008 PM FOR 80 VAVO0O01

Reisinger,Richard |

= Location : 080-0203A (1 item) (Total=1)

W0231017 PM FOR 80 VAVO005

'FAOMH Reisinger.Richard |

= Location : 080-0210 (1 item) (Total=1)

W0231015 PM FOR 80 VAVO(4

Reisinger,Richard |

= Location : 080-0210A (1 item) (Total=1)

W0231010

PM FOR 80 VAV002

Reisinger,Richard |

= Location : 080-0214 (1 item) (Total=1)

W0231013

PM FOR 80 VAV003

Reisinger,Richard |

= Location :081-0101 (1 item) (Total=3)

11/6/2020 10:20 AM

Nov 20

Mon
1

Tue

Wed

Thu Fri

Bl N Ll
I FATSD(1x.5)

FATSD(1x 5)

FATSD(1x 5)

Sat

FAOMP2(1x 1)
FAOMP2(1x 1)

FAOMP2(1x 5)

Sun

=iy

20



Final Schedule

=] Work Order

W0231083

W0231091

Wo0231162

2 Description
PMFOR 76 TK 009 FAOMP3
PMFOR 76 TKO10 FAOMP3
PMFOR76 TKO11 FAOMP3

- Location : 081-0199 (1 item) (T otal=6)
- Work Type Group : Code Complaint PMs (6 items)

1 W0231081

wo0231087

W0231160

W0231329

W0231170

wWo0231172

Monthly PM for 76 EG 075 FAOMP3
Meonthly PM for 76 EG 093 FAOMP3
Monthly PM for 76 EG 116 FAOMP3

PMFOR 76 TK008 (Monthly FAOMP3
PM for 76 EG 067 Retired)

Meonthly PM for 76 EG 117 FAOMP3

PMFOR 76 TK012 FAOMP3

- Location : 082-0100 (1 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)

1 W0230086

PMNFPA25BLDG_82grid FATSD
booster pump ITM (weekly)

- Location : 083-0106 (1 item) (Total=2)
- Work Type Group : CMR, Eic (2 items)

W0224209
1

W0224497
2

FATSFtorepairindustrialcold FATSF
water leak in crawl space above
women's shower

PMT's already placed an ADMIN FAOMP1
LOTO on celd water industrial
line to prevent further leaking

- Location : 083-0199 (1 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)

1 W0229990

PMNFPA25BLDG. 83/83A FATSD
sprinkler ITM

- Location : 084-0115 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

W0231635

Replace burnt out lamps and FAOML
or/ballasts as requested by the
customer/client. See long text

for more

- Location : 084-0195 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

W0230321

11/6/2020 10:20 AM

Replace burnt out lamps and FAOML
or/ballasts as requested by the
customer/client. See long text

for more

1 Lead Craft * FAM Name

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

MNov 20
Mon Tue

10

FATSD(1x1)

Wed Thu Fri Sat
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FAOMP3(1x1)

FAOMP3(1x1)

FAOMP3(1x1)

FAOMP3(1x1.75)

FAOMP3(1x1.75)

FAOMP3(1x1.75)

FAOMP3(1x 1)
FAOMP3(1x1.75)

FAOMP3(1x1)
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FATSF(1x8)

FATSE(1x4)
FATSE(1x4)

FAOMP1(1x1)
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W
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[
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Final Schedule

=] Work Order

2 Description

= Locauon : Us4-U 199 (1 item) (1 otal=1)

' W0229996

—

IT™

'PM NFPA25BLDG. 84 sprinkler

1 Lead Craft * FAM Name

Nov 20

Mon

FATSD(1x1)

= Location : 084-0369A (1 item) (Total=1)

'W0229328  LOTO supportforcontractor ~ FATSE1

— work.

= Location : 084B-0199X (1 item) (Total=1)

FATSE1(1x4)

'W0229993 PMNFPA25BLDG._84B

—_— sprinkler ITM

= Location : 085-0103 (1 item) (Total=3)

FATSD(1x1)

W0228074 PM FOR 85 AHUO0O01 FAOMP1 FAOM
'W0228076 PM FOR 85 AHU002 FAOMP1 | Atkinson.Joseph I‘Fﬁﬂ“-’-‘ {ix) H
W0228078 PM FOR 85 AHUO003 FAOMP1 | AtkinsonJoseph |+ I‘Fﬁfm-’-" {ix) b

= Location : 085-0199 (3 items) (Total=3)

PM NFPA25BLDG. 85 HEF ITM

FATSD(1x5)

W0229840

wet/dry sprinkler ITM

'W0230005 PMNFPA25BLDG. 85/85D FATSD Atkinson_Joseph I FATSD(1x .5)

'W0231518 Weekly PMtestof 85ALT096 FAOMP3 | Atkinson.Joseph FAOMP3(1x1)

- 11/9-11/15

= Location : 085-0215 (1 item) (Total=2)

'W0228080 PM FOR 85 AHUOM4 FAOMP1 FAOMP1(1x1)
W0228082 PM FOR 85 AHUO005 FAOMP1 | AtkinsonJoseph I FAOMP1(1x1)

: W0228084 PM FOR 85 AHU006 FAOMP1 | AtkinsonJoseph I FAOMP1(1x1)

- W0227946 PM FOR 85KC 001A FAOMP1 | AtkinsonJoseph " I FAOMP1(1x1)
'W0227948 PMFOR85KC 001B FAOMP1 | Atkinson.Joseph I FAOMP1(1x1)

= Location : 085A-0199 (1 item) (Total=1)

'W0229999  PMNFPA25BLDG. 85A AFFF

— “deluge ITM

= Location : 085B-0199 (1 item) (Total=1)

11/6/2020 10:20 AM

FATSD(1x.5)
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Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name
'W0230002 PMNFPA25BLDG_85B FATSD Atkinson.Joseph
— sprinkler ITM

= Location : 085D-0100 (1 item) (Total=1)

'W0230737 PM FOR 85DBL 001

'FAOMP1

Atkinson_Joseph

= Location : 085E-0100 (1 item) (Total=1)

'W0230739 PM FOR 85EBL 001

'FAOMP1

Atkinson_Joseph

= Location : 085F-0100 (1 item) (Total=1)

W0230741 PM FOR 85FBL 001

'FAOMP1

Atkinson_Joseph

= Location : 085G-0100 (1 item) (Total=1)

'W0230743 PM FOR 85GBEL 001

'FAOMP1

Atkinson_Joseph

= Location : 085H-0100 (1 item) (Total=2)

'W0230745

PM FOR 85HBL 001

'FAOMP1

Atkinson_Joseph

Nov 20

Thu

FATSD(1x .5)

Fri

Sat

Sun

W0230747 PM FOR 85HBL 002

'FAOMP1

Atkinson_Joseph

= Location : 085J-0100 (1 item) (Total=1)

W0230749

PM FOR 85JBL 001

gFAGMPI

= Location : 085TK003 (1 item) (Total=1)

W0231353 Monthly PM FOR 85 TK 003

= Location : 086-0199 (2 items) (Total=1)

'W0230008 PMNFPA25BLDG. 86 sprinkler

FATSD

= Location : 086-ROF1 (1 item) (Total=3)

FATSD(1x 5)

FAOMP3(1 x

'W0225889 PM-C for86 AC001 - FAOMH FAOMH(1x3)

' "Coordinate Mon or Tues Only"

'W0225891 PM-C for 86 AC 002 - FAOMH Atkinson_Joseph FAOMH(1x3)
"Coordinate Mon or Tues Only"

'W0230632 PMfor86 BL007 Need Any FAOMP1 |AtkinsonJoseph FAOMP1(1x1.5)
belt Information

= Location : 088-0011 (2 items) (Total=1)

11/6/2020 10:20 AM
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Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name

WwW0226862 Compile parts replacement list FAOMPI1 Gutierrez.Myma

for leaking radiator @ BE88-0011
h (Assel#88 KC 008)
= Location : 088-0045 (1 item) (Total=3)

W0231021 PM FOR 838 DSRO 001 FAOMH Gutierrez.Myma FAOMH{Tx35)
EWI]EEII‘.]E?- PM FOR 88 DSRO 002 FAOMH Gutierrez.Myma I‘FﬁﬂHHL x35)
EWI]EEIDEE PM FOR 88 DSRO 003 FAOMH Gutierrez.Myma I‘FﬁﬂHHL x35)

= Location : 088-0100 (1 item) (Total=1)

'W0231857 PM For Building 88 Emerg. 'FAOML Gutierrez.Myma
—_— Lights and Exit Signs

= Location : 088-0161 (1 item) (Total=1)

'W0230317  Forkliftmetalradcratefrom  FATSR GutierrezMyma
1 'B8810o B85

= Location : 088-0199 (2 items) (Total=2)

Ww0229634 Investigate LN2 tank over FAOMPI1 Gutierrez.Myma

| pressurizing. o

'W0230011  PMNFPA25BLDG. 'FATSD Gutierrez.
— 88/88B/88C/88D sprinkler TM Myma

= Location : 090-1048 (1 item) (Total=2)

FAOML(1x2)

'W0230101 (Parent) Mount camera beiween FATSC GutierrezMyma FATSC(1x2)

' two monitors.

'W0231577  (Child) Raiseoverheadlight  FAOML | GutierrezMyma FAOML(1x2)

fixture inthe BASO conference FAOML(1x2)
h room.

= Location : 090-1999 (1 item) (Total=3)

'W0230119  (Child) PSPS Dry Runsupportt FAOMP1 | GutierrezMyma § FAOMP1(1x2)
walk-down affected B FaOMP1(1x3]
A building/equipment, and start-up
B90 equipment.
'W0230135  (Child) PSPS Dry Run Support FATSR | GutierrezMyma @ FATSR(1x2)
' drive fuel tanker truck

W0230159 {Child)PSPS Dry Runsupport,  FMCS GutierrezMyma
Monitor buillding systems and

provide troubleshooting support
if needed.

= Location : 090-2012 (1 item) (Total=1)

11/6/2020 10:20 AM
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Final Schedule

== Work Order 1 Description

1 W0231795 Pick Up Fans at BS0-2012

- Location : 090-2086 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

1 W0231551 Repair office lights.

- Location : 090-2997 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

W0217499 Remove and replace 2nd floor
north stairwell door.

- Location : 090-ROF1 (1 item) (T otal=3)
- Work Type Group : PMs (3 iiems)
Wo0231027 PM FOR S0AC 043

1

1

W0231029 PM FORS0AC 044

W0231031 PM FOR 90DSRO 001

- Location - 090X-0104 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

W0221785 (Parent) Lay concrete blocks
across test bed floor

- Location :091-0130 (1 item) (Total=2)
- Work Type Group : CMR, Eic (2 items)

Wwo0231612 FATSF - ID areas affected by
utility shutoffw/ PMTs Bldg
Manager. Meetin 091 lobby on
11/10 at 9am

W0231613 ID areas affected by utility
shutoffw/ Plumber's, Bldg
A Manager @ B91-130. Meet at
091 lobby at 9am.
- Location:091-0161 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

W0229586 Add oil for Vacuum Pumpin
1 Mechanical/Plumbing Room @
B91-161

- Location :091-0199 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

Wo0212070 Take pictures and verify panels

1 in building 90
- Location:091U-0101 (2 items) (Total=1)
- Work Type Group : CMR, Eic (1 item)

W0213917 (Parent) Remove and clean
strainer

- Location : CRP-304 (1 item) (Total=1)
11/6/2020 10:20 AM

1

1 Lead Craft * FAM Name

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

MNov 20
Mon
09
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10 11

§ | FAOMP1(1x1)
3 | FAOMP1(1x1)

d | FAOML(1 x2)
§ | FAOML(1x2)

Gutierrez Myma

U

FATSL(1x8)
FATSL(1x8)
FATSL(1x8)
FATSL(1x38)

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

FATSF(1x4)

FAOMP1(1x3)

FAOMP1{1x3)

Reisinger,Richard |

B FATSE1(1x4)
FATSE1(1 x4)

Reisinger,Richard |

H FAOMP1(1x1)

FAOMP1(1x1)

FATSC(1=x3)
FATSC(1x8)

FAOMH(1x2)

FAOMH(1x2)

FAOMH(1x35)

H FAOMP1(1x1)
@ FAOMP1{1x1)

H FAOMP1(1x1)
E FAOMP1{1x1)




Final Schedule

== Work Order 1 Description
- Work Type Group : PMs (1 fiem)
,  W0230954 PM FOR 50E DSRO 001

- Location : HSITE2010 (2 items) (Total=1)

- Work Type Group : PMs (1 fiem)
W0231413 Roadway/Sidewalk/Shelter
Inspection Zone 2

1

- Location : HSITE30 (1 item) (Total=1)
- Work Type Group : PMs (1 fiem)
Monthly Gas/Water mtr readings FAOMP2

1 W0231419

-NOV 17th

- Location : HSITE3010 (2 items) (Total=12)
- Work Type Group : PMs (12 itiems)

1 W0231225 PM FOR 00 HY 001 (GP1)
Wo0231227 PMFORO0HY 002 (GP1)

. WO0231229 PMFORO0HY 003 (GP1)
. WO0231231 PMFORO0OHY 004 (GP1)
_ WO0231233 PMFORO0OHY 006 (GP1)

~ WO0231235 PM FOR 00 HY 008 (GP1)
- WO0231237 PMFORO0OHY 010 (GP1)

. WO0231239 PMFORO0OHY 011 (GP1)
 WO0231241 PMFORO0OHY 012 (GP1)
- W0231243 PMFORO0OHY 013 (GP1)
- W0231245 PMFORO0OHY 014 (GP1)
Wo0231247 PMFORO0OHY 016 (GP1)

12

- Location : HSITE40 (1 item) (Total=1)
- Work Type Group : PMs (1 fiem)

1 W0231416

Monthly Electrical mtr readings
NOV 17th

1 Lead Craft * FAM Name

FAOMH

FATSL

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP2

Gutierrez Myma

Gutierrez Myma

Tafoya.Enc

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Tafoya.Enc

MNov 20
Mon

Tue

Wed Thu

Fri Sat

Sun

10

11 12

13 14

15

() ) R () ()

[ | FATSL{1x8)
e | FATSL(1x8)

FAOMP1(1x1)
FAOMP1(1x1)

FAOMP(1x1)
FAOMP(1x1)

FAOMP1(1x1)
FAOMP1(1x1)

FAOMP1(1x1)
FAOMP1(1x1)

FAOMP1(1x1)
FAOMP1(1x1)

FAOMP1(1x1)
FAOMP1(1x1)

(D o 5 () (D

FAOMP1(1x1)
FAOMP1(1x1)

FAOMP1(1x1)
FAOMP1(1x1)

FAOMP1(1x1)
FAOMP1(1x1)

FAOMP1(1x1)
FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMH(1x35)

g

=

FAOMP2(1 x4)
FAOMP2(1 x4)

FAOMP2(1x5)

FAOMP2(1x5)

11/6/2020 10:20 AM
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