Final Schedule

== Work Order % Description 2 Lead Craft * FAM Name

= = =

MNov 20

Mon Tue Wed Thu Fri Sat Sun
X Sy SNl S s aEpe el
(=]

= Location : 001-0401 (0 item) (Total=1)

'W0227398 'PMNFPA72BLDG. 01 fire
“alarm system ITM(Donner

— Weekly)
= Location : 002-0129A (0 item) (Total=1)

W0231315 PMFORO02WH001 Reisinger.Rich

|
= Location:002-0129E

(Oitem) (Total=2)

Monthly PM FOR 02 TK 004
usT

w0231343 Reisinger.Rich

W0231089 PMFORO02EX 001 FAOMP1 | ReisingerRich

|
= Location : 002-0321A (0 item) (Total=1)

'PMFORO02AHUO006 MATLat FAOMP1
Stores - Schedule Access Time

-with Occupant (reschedule
‘accessissues)

(0 item) (Total=1)

EWDEHE?B
T

= Location:002TK003

Reisinger,Rich

W0231341 ‘Monthly PM FOR 02 TK 003

| usT
= Location : 006-1000 (1 item) (Total=15)

gFAGMP?.

Reinstall Electrical Panel at New Reisinger.Rich

W0229627

Reisinger,Rich .

FATSD(1x1)

FAOMP3(1 x

FAOMP1(1x25)

FAOMP3(1x1)

FATSE(1x8)

FAOMP3(1>

FAOMP

11/13/2020 11:16 AM

Location i
'W0232162  Relocate Receptacles and FATSE ReisingerRich | (BB FAT — [ FAISE(1x8)
Conduits For ALSU Upgrade — [ FATSE(1x8) [ FATSE(1x8) »
B FATSE(1x8) [ FATSE(1x8] |
x x
W0220898 Install gutters and unistrut
supports for radiation safety g)
shutters (RSS) DG66668 - FAT! x8)
W0231655 BL 11 NewRack PowerandLV FATSE Reisinger.Rich SE(1x8) SE(1x8) =
| Wireway Install @8 FATSE(Tx8) 8 x
W0221723  PullLowVoltCable, multiple  FATSE ReisingerRich | (BB FATSE(1x8) [ FATSE(1x8 [ FA|SE(1x8)
| locations in ALS “FATSE(1x8) B FATSE(1x8 |
W0230169 Rigger support for Annex Crane  FATSR Reisinger.Rich 1x4)
6 load testing @ B06 1x4)
| ] ] 1x4)
W0230170 Rigger supportfor PolarCrane FATSR Reisinger.Rich 1 1x4)
7 load testing | 1x4)
[ ] 1x4)




Final Schedule

Nov 20
== Work Order % Description 2 Lead Craft * FAM Name |Mon Tue Wed Thu Fri Sat Sun
(N 9 (207 |27 |z
WwWo0231877 FATSD Supportof Relocate FA FATSD Reisinger.Rich TSD(1x4)
Conduit ALS PIT Side of TSD(1x4)
| Labyrinth 10 FEE
'W0225338 PMFOROG6UH 008 See FAOMP1 Reisinger.Rich
h Operator
W0227520 PMFOR 06 BL D16, FAOMP3 |Reisinger.Rich
W0227522 PMFORO6BLOD17, FAOMP3 |Reisinger.Rich
W0227524 PMFOROD6BL D18, FAOMP3 |Reisinger.Rich
WO0227526 PMFOR 06 BL D19, FAOMP3 |Reisinger.Rich
W0227528 PM FOR 06 BL D20, FAOMP3 |Reisinger.Rich
'W0227532 PMFORODG6BL 026, Need FAOMP3 |Reizinger.Rich
: Breaker Panel Number

= Location : 006-1091 (0 item) (Total=1)

W0227516 PMFORO6BL047 Reisinger.Rich

= Location : 006-1999 (0 item) (Total=1)

'FAOMP1

'W0229867  PMNFPA25BLDG. 6 sprinkler Reisinger.Rich

—_— IT™

= Location : 006-2145A (0 item) (Total=2)

'W0227538

—

Reisinger,Rich

PM FOR 06 BL 040, EFA.GMPE

' W0230532

PM FOR 06 AHUO14 Reisinger.Rich

§FAOMP2

= Location : 006-2221 (0 item) (Total=3)

Troubleshoot overpressurization Reisinger.Rich

ofexhaustto 06 BER 006 @ B06-

PM FOR 06 PV 008 Reisinger.Rich

' W0231092
L

= Location : 006-2270 (0 item) (Total=2)

PM FOR 06 EX 002 Reisinger.Rich

W0227508

e

11/13/2020 11:16 AM

PMFOR 06 BL 048 Reisinger.Rich

FAOMP3(1 x

FAOMP3(1 x

FAOMP2(1 x




Final Schedule

Mov 20
== Work Order % Description 2 Lead Craft * FAM Name |Mon Tue Wed Thu Fri Sat Sun

| O (7O (A T 200 2T 22
—I 'W0230500  PM FOR 06 AHU-015 FAOMP2 | ReisingerRich FAOMP2(1x1)

= Location : 007-0100 (0 item) (Total=1)

'W0227464  Daily bypass of Sprinkler
—_— systems for B07 & BO7C.

= Location: 015-0161 (1 item) (Total=2)

Reisinger,Rich

2)
# FATSD(1x2)

# FATSD(1x2)

Wo0214267 11/5/20 LP> HVAC toreplace
compressor for 015-AC003

‘- (Recorded as 015-AC-001 in

Reisinger,Rich : 8)
[ FAOMH(1x8)

Maximo)
W0232042  SupportforHVACtoreplace =~ FMCS Reisinger.Rich FMCS:H::E}

2 compressor for 015-AC003
| (controls/programming)
= Location - 015-0162 (0 item) (Total=1)

'W0229870 PMNFPA25BLDG. 15

h preaction I TM

= Location : 015-0198 (0 item) (Total=1)

Reisinger,Rich

'W0230041 PM NFPA25BLDG. 15 sprinkler
h: ™

= Location : 015-0234 (0 item) (Total=1)

Reisinger,Rich

- WO0221704 Install new cover on
—_— Addressable Module

= Location : 026-0011 (0 item) (Total=1)

Reisinger,Rich

W0231096
—

= Location : 030-0142 (1 item) (Total=2)

PMFOR 26 EX 001 FAOMP1 | Rini.Chrstoph

'W0216674  PMfor30MP 002 MATL at Rini.Chnistoph FAOMP3(1x4)

— Stores
‘W0216672  PMfor30MP001 MATLat  FAOMP3 | Rini.Christoph: i FAOMP3(1 x4)
= Stores

= Location : 031-0102 (0 item) (Total=1)

- W0230663 Rini.Christoph:

—

= Location : 031-0199 (1 item) (Total=1)

§PM FOR 31BLO0O1 anupznn}

gwuzauﬁﬁﬁ PM FOR 31BL 002 Rini.Christoph
= Location : 033-0103A (0 item) (Total=1)
= Work Tune Groun - Code Comnlaint PMs (litemd L

11/13/2020 11:16 AM

FAOMP2(1x 1)




Final Schedule

=] Work Order 2

W0229780

Description

'PMNFPA72BLDG. 33/33U fire

alarm system ITM

FﬂTS D

Rini.Chnstophs

1 Lead Craft * FAM Name

W0230050

= Location : 033-0154 (0 item) (Total=1)

1™

'PMNFPA25BLDG. 33 sprlider

Rini.Chnstophs

= Location:033-0199X

' W0232044

'PROJ (B33 Outage) -FATSE1 -
Survey extension cords/outlets
for temp power

(Oitem) (Total=1)

FATSE1

Rini.Chnstophs

= Location:033U-0101

W0233259

(Oitem) (Total=3)

PMNFPA25BLDG.33U
sprinkler ITM

PM for 33UEX 001

and photograph Lower Section
of electrical Gear (635A1A &
635A2A)

PROJ-B33RC Snubber-Open

FATSE1

Rini.Chnstophs

Rini.Chnstophs

Rini.Chnstophs

= Location : 033U-0198X (0 item) (Total=2)

Wed

FATSD(1x8)

FATSD(1x8)

FATSE1(1x8)
FATSE1(1x8)

FATSE

FATSD(1x4)

FATSD(1x4)

1(1x5)

FAOMP

= Location : 034-0100 (0 item) (Total=2)

W0230404 33UGS00112.47kVSF6 GAS FATSE?2 Rini.Christophi FATSE2(1x1)
h FILLED SW-GS-1-33U

' W0230406 33U GS00212.47kVSF6 GAS FATSE2 Rini.Christoph [l FATSE2(1xT)
ﬁ FILLED SW-GS-2-33U

'W0227580

11/13/2020 11:16 AM

§PM FOR34CTO001

gFAGMPI

h W0227815  PM FOR 34 GP 008 Reisinger.Rich
ﬁ W0227817  PMFOR 34 GP 009 FAOMP2 |ReisingerRich
‘W0227819  PMFOR34GP 016 FAOMP2 |ReisingerRich
: W0227821 PMFOR34GP018 FAOMP2 |ReisingerRich
h W0227823 PMFOR 34 GP 019 FAOMP2 |ReisingerRich

= Location : 034-ROF 1 (0 item) (Total=2)

Reisinger,Rich

FAOMP1(1x3)
FAOMP1(1x3)




Final Schedule

Work Order % Description 2 Lead Craft & FAM Name

B
W0227585

18

= Location : 037-0103 (0 item) (Total=1)

PMFOR 34 CT 002 FAOMP1 | ReisingerRich

'W0231289 PMFOR 371X 100 Reisinger.Rich

= Location : 037-0199 (0 item) (Total=2)

Nov 20

FAOMP1(1x3)
FAOMP1(1x3)

'W0229882 PMNFPA25BLDG.37/34  FATSD | ReisingerRich
— sprinkler ITM

'W0230035 PMNFPA25BLDG.37deluge FATSD | ReisingerRich

| 1™

= Location : 037-0201 (0 item) (Total=1)

'W0231447  Install DataLog meter in PNL Reisinger.Rich

— 'E546A9A1A

= Location : 037-0299 (0 item) (Total=2)

FATSE2

W0227562 PMfor37CT 102 FAOMP1

ReisingerRich |

| FAOMPT(1x2)
| FAOMP{Tx2)

W0227598 PMfor37CT 103 FAOMP1

= Location : 037-ROF 1 (0 item) (Total=1)

wo231147
—

= Location :043-0101(

PMFOR37FL101 FAOMP1

Reisinger,Rich

1item) (Total=2)

W0228546

—

PMFOR43AC 001 Reisinger.Rich

ReisingerRich |

18| FAOMP1(1x2)
| FAOMP1(1x2)

FAOMP1(1x1.5)

FAOMH(1x2)

' W0228548
i

= Location : 046-0140 (0 item) (Total=1)

PM FOR 43 AC 002 FAOMH Reisinger.Rich

'W0189214  Seismically secure serverrack

— inB46-0140

= Location : 046-0226 (0 item) (Total=1)

'W0227785  PMFOR46BL016

= Location : 046-0275B (0 item) (Total=1)

| 'W0227787 PMFOR46BL021
= Location : 048-0199 (0 item) (Total=1)

11/13/2020 11:16 AM

I FAOMH(1x2)

FATSC(1x4)

FApH P2(1x1)

FAOMP2(1x 1)




Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name

FATSD(1x.5)

wo0230017 PMNFPA25BLDG.48/45/43 EATSD Reisinger.Rich
1- sprinkler ITM

= Location : 050-4009 (0 item) (Total=1)

gwuzng? PMFORS50KC 001

= Location : 050-4099 (0 item) (Total=1)

FAOMP2(1x 1)

FATSD

'W0229897  PM NFPA25BLDG. 50 sprinkler

— 1M
= Location : 050-5045 (0 item) (Total=1)

FATSD(1x1)

'W0230205  Office spacetoo hot;

; troubleshoot heating and
| cooling for space.
= Location : 050A-0135 (0 item) (Total=1)

FAOMH(1x3)

gwuzauﬁaa PM FOR 50ABL 019

| ] |
= Location : 050A-0198X (0 item) (Total=1)

FAOMP3(1x 1)

'W0230408  50AGS00112.47kVSF6GAS  FATSE2
[ 'FILLED SW-GS-1-50A

= Location : 050A-0199 (0 item) (Total=3)

FATSE2(1x1)

'W0229891  PMNFPA25BLDG. FATSD(1x1)
o 50A/50C/50E sprinkler [TM
'W0230029 PMNFPA25BLDG. 50F FATSD Escobedo.Carl | FATSD(1x1)
| preaction ITM
'W0230032 PMNFPA25BLDG.50A deluge FATSD Escobedo.Carl j FATSD(1x1)
e I™

= Location : 050A-4112 (0 item) (Total=1)

'W0220737  Perform rounds onportabeac FAOMP1 FAOMP1(1x1) FAOMP1(1x1) FAOMEEEI
‘unitinside Dr_ Brandt's office

i “and drain condensate tank as

= Location : 050B-0243 (0 item) (Total=3)

. W0227600  PM FOR 50BBL 007 FAOMP1(1 x1)
'W0227604  PMFOR 50BBL 010 FAOMP3 | Escobedo.Carl I FAOMP3(1 x1)
, W0227610  PMFORS50BBL 020 FAOMP3 |EscobedoCarl FAOMP3(1 x1)
|
= Location : 050B-0244 (0 item) (Total=3)
.

11/13/2020 11:16 AM



Final Schedule

Nov 20
== Work Order % Description 2 Lead Craft & FAM Name Fri
h W0227612 PM FOR 50BBL 025 FAOMP3 | EscobedoCarl ' FAOMP3(1 x
ﬁ W0227614 PM FOR 50BBL 026 FAOMP3 | EscobedoCarl I FAOMP3(1x1)
h W0227618  PM FOR 50BBL 032 FAOMP3 |Escobedo.Car I FAOMP3(1x 1)

= Location : 050B-0299 (0 item) (Total=3)

W0230410 50BGS00112.47kV 5F6 GAS

FATSE2

h FILLED SW-GS-1-50B

= Location : 050B-1299 (0 item) (Total=1)

'W0229894  PMNFPA25BLDG.
h  50B/50D/50F sprinkler ITM

FATSD

Escobedo.Carl

= Location : 050B-6204 (0 item) (Total=1)

'W0230235 Investigate heating and cooling

h forthespace

= Location : 050BR006 (0 item) (Total=2)

FATSE2(1x1)

'W0230023 PM NFPA25BLDG.50B FATSD(1x1)

h preaction ITM
'W0230026 PM NFPA25BLDG.50Bdeluge FATSD Escobedo.Carl I FATSD(1x1)
= I™

FATSD(1x1)

'W0220747  (Parent) Replace boiler high FAOMH FAOMH(1x3)
1 pressure cut-off switches per FAOMH(1x3)
PMT findings.
'W0228434 (Child) Provide LOTO support FAOMP1 | Escobedo.Cad FAOMP1(1x4)
for high pressure cut-off switch FAOMP1(1 x4)
h replacement.

= Location : 050B-ROF 1 (0 item) (Total=4)

h W0227596  PM FOR 50BBL 006 FAOMP3(1x 1)
- W0227602 PM FOR 50BBL 008 FAOMP3 |Escobedo.Car I FAOMP3(1x1)
'W0227606  PM FOR50BBLO11 FAOMP3 |Escobedo.Car I FAOMP3(1x 1)
'W0227608  PM FOR 50BBL 012 FAOMP3 |Escobedo.Car I FAOMP3(1x1)

= Location : 050F-1647 (0 item) (Total=1)

‘'W0228554  PMFORS50FAC 001 (Carbon

—_— Filter)

gFAGMH

= Location : 053-0012 (0 item) (Total=1)

11/13/2020 11:16 AM

FAOMH(1x2)




Final Schedule

== Work Order 1 Description 1 Lead Craft 2

FAM Name

—I W0227624 PM FOR 53 BL 004 'FAOMP2

Reisinger,Rich

= Location :053-0101 [1 item) (Total=1)

W0212221

'Run power for Forklift charger ~ FATSE

Reisinger,Rich

= Location : 054-0001 (0 item) (Total=3)

Mov 20

Mon

Tue

Wed

Thu

Fri

Sat

Sun

'W0230323 (Parent) Perform flow test on FAOMPI1 FAOMP1(1
h Hydrant#3and #78. FAOMP1(1 x4)
- W0232809 {Child)Provide support for Water FATSL E=cobedo.Car FATSL(1x4)
= flow teston Fire Hydrandt #3 & FATSL(1x4)
: #78 FATSL(1x4)
S U ] FATSL(1x4)
'W0232808 (Child) Provide support for water FATSD Escobedo.Carl | FATSD(1x2)
3 flow teston Fire Hydrandt #3 &
- #78

= Location : 054-0105 (0 item) (Total=1)

EWI]229825 'PMNFPA72BLDG.54/54A fire FA.TSD
1 “alarm Audible & Function -

- Testing

= Location : 055-0131 (0 item) (Total=2)

'W0232047  Replace Arc Flash labels for all
1 electrical panels & disconnects
in B55 Complex

FATSE1

'W0231216

PMFORS55GP 001

Gutierrez Mym

Gutierrez Mym

= Location : 055-0199 (0 item) (Total=3)

FATSD(1x1)
FATSD(1x1)

FAOMP2(1x 1)

= Location : 055A-ROF 1 (0 item) (Total=1)

'W0231322  Remove andreplace failed FAOMH
1 _indoor blower motor_ (Meet Kns

— N.9AM)

Gutierrez Mym

= Location : 055-ROF1 (0 item) (Total=1)

'W0226944  (Child) Filter and OA survey for FA.GMH
h - smoke mitigation project :

Gutierrez Mym

= Location : 056-0102 (1 item) (Total=2)

11/13/2020 11:16 AM

FAOMH(1x4)
FAOMH(1 x4)

‘W0231051 Monthly PM for 55 EG Gutierrez.Mym FAOMP3(1x1.75)
'W0231345  Monthly PMFOR 55 TK 001 FAOMP3 | GutierrezMym I FAOMP3(1x 1)

= UST

'W0229912 PM NFPA25BLDG. 55 sprinkler FATSD GutierrezMym| ] I FATSD(1 x 5)
= IT™

FAOMH(1x1.5)




Final Schedule

Mov 20
== Work Order % Description 2 Lead Craft * FAM Name |Mon Tue Wed Thu Fri Sat Sun

FAOMP3(1x8)
= FAOMP3(1x8)
= rAOMP3(1x8
S rAOMP3(1x8

Gutierrez Mym

W0225652

Remove and replace ignition
assembly per troubleshooting

FAOMP3(1 x

'W0231739 Gutierrez,Mym

L

= Location : 056A-0198X (0 item) (Total=1)

PM FOR 56 BR 003

'W0232048  Replaceall Arc Flash labels on
—_— electrical panels in B56A

= Location : 056-ROF 1 (0 item) (Total=1)

Gutierrez Mym

FATSE1(1x3)

FATSE1

'W0228622  PMFOR56 ARUOO1 (Sched
—_— ‘with Bldg 56 Occupants )

= Location : 059-0198X (0 item) (Total=1)

Gutierrez Mym

FAOMH(1x .5)

'W0224248  ExecuteLOTOandrelease = FATSE2 FATSE2(1x2) § _FATSE2(1x2) U FATSE2(1x2)
] ‘whenwork is complete. B FATSE2(1x2) B FATSE2(1x2) B FATSE2(1x2)
= #§ FATSEZ(1x2) @ FATSEZ(1x2)
- B FATSEZ(1x2) B _FATSEZ(1x2)

= Location : 059-0199X (0 item) (Total=3)

W0230384 PM for 59 VFDO024 (CT-2) FATSE2

W0230386 PM for 59 VFDO025 (CT-3) FATSE2 Escobedo.Carl

W0230388 PM for 59 VFDO026 (CT4) FATSE2 Escobedo.Carl

= Location : 059-1002 (0 item) (Total=1)

wo0223507 'Remove and replace VFD-014 FATSEZ2

—_— for AHU-001

= Location : 059-1003 (0 item) (Total=1)

'W0217428 Disarm fire alarm points and :
functions as per constructon § FATSD(1x2) @ FATSD(Ix2)
L N—-— manager instructions . (On going
- until Nov

= Location : 059-1201 (0 item) (Total=2)

I EWI]EZ?BIB PM for 59 GP 009 FAOMP1
W0227921 PMfor59GP 010 FAOMP1 | Escobedo.Car FAOMFP1(1x2) :I
: K |FAOMPT(Tx2)

= Location : 059-4112 (1 item) (Total=1)

11/13/2020 11:16 AM




Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name
'W0230118 Troubleshoot 59-AC-06. Unit FAOMH Escobedo.Carl
h shuts downdoesn'tpowerup.

= Location : 059-5999 (0 item) (Total=2)

(Parent) Verify input/output
operation of RTU-003
COmMpressors.

W0230625

Nov 20

Mon

Tue Wed

I FAOMH(1x7p)
= rFaOMH(1x7

Thu

Fri Sat Sun

H(1x4)

'W0231787 (Child) Verify input/output
operation for RTU-003
h COMPressors.

FMCS

Escobedo.Carl

= Location : 060-0101 (0 item) (Total=1)

wW0232051 _
h _electrical panelsin

'Replace Arc Flashlabels forall FATSE1

Gutierrez Mym

= Location : 060-0199 (0 item) (Total=1)

' W0229849

h -sprinkler ITM

'PMNFPA25BLDG. 60/63/55A FATSD

Gutierrez Mym

= Location : 062-0033 (0 item) (T otal=6)

'W0223143

h of trouble

W0229794 PMNFPA72BLDG. 62 fire

h alarm system [TM

'W0230699

PM FOR 62 BL 001 Quarterty

Troubleshoot B62 going in & out

FATSD(

£~E|su x4)

FATSD(1x.5)

FATSD(1x4)

FAOMP1(1x1)

= Location : 062-0105 (0 item) (Total=1)

'W0230707 PMFOR62BL 007

= Location : 062-0114 (0 item) (Total=1)

'W0230570 PMFOR62AHUO018 Follow
—_— 'COVID Guidelines

= Location : 062-0198X (0 item) (Total=2)

- 62GS00112.47kV SF6 GAS

W0230412
FILLED SW-GS-1-62

e

11/13/2020 11:16 AM

FATSE2

W0230847 PMFOR 62BL 024 FAOMP2 | TafoyaEnc I FAOMP2(1x1)
W0230576 PM FOR 62 AHUO021 FAOMP2 | TafoyaEnc I FAOMP(1x1.5)
W0231100 PM FOR 62 EX 002 FAOMP1 |Tafoya.Enc

I FAOMP

FATSE2(1x1)

10



Final Schedule

Nov 20
== Work Order % Description 2 Lead Craft * FAM Name |Mon Tue Wed Thu Fri Sat Sun
LE EEire 1
'W0230414 62 GS002 12 47kV S5F6 GAS FATSE2 Tafoya.Enc FATSE2(1x1)
| FILLED SW-GS-2-62

= Location : 062-0246 (0 item) (Total=1)

'W0230560  PMFOR 62AHUO010 Follow
— COVID Guidelines

= Location : 062-0399 (0 item) (Total=1)

'W0230713 PM FOR 62BL039%9

= Location: 062-ROF1 tﬂ item) (Total=4)

FAOMP2(1x1)

h W0230703 PMFOR62BL 003 1 FAOMP2(1x1)
W0230705 PM FOR 62 BL 004 FAOMP2 | TafoyaEnc I FAOMP2(1x1)
W0230709 PMFORG62BL031 FAOMP2 | TafoyaEnc I FAOMP2(1x1)
WO0230711 PMFOR62BL038 FAOMP2 | TafoyaEnc I FAOMP2(1x1)

= Location : 063-0101 (0 item) (Total=1)

‘'W0232082  Apply new Arc Flash Ia bels to al FATSE1 Gutierrez.Mym

h -electrical panels inE

= Location : 064-0102 (0 item) (Total=1)

EWI]224633 'PM FOR 64 AHUO04 AX31 :
lea /16 X20X 1 2ea. MATLat
h Sturas :

= Location : 064-0108 (0 item) (Total=1)

Gutierrez Mym |+

'W0224639  PMFOR64AHU008 AX31
—_— lea. MATL at Stores

= Location : 064-0115 (0 item) (Total=2)

Gutierrez Mym |+

- Troubleshoot heating and
coolinginthe lab space.

' W0229564 Gutierrez,Mym

'W0230578  PM FOR 64 AHUOO9 Follow
—_— 'COVID Guidelines

= Location : 064-0160 (0 item) (Total=1)

Gutierrez Mym |+

W0224661 'PMFOR 64 AHU029 A46 _
I 2ea. /16 X25X4 2ea. MATLﬂt

Gutierrez Mym |+

Stores
= Location : 064-0203 (0 item) (Total=1)

11/13/2020 11:16 AM




Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name

W0230618 PMFORG64AHU021 Follow FAOMP2 |GutierrezMym
h COVID Guidelines

= Location : 064-0208 (0 item) (Total=1)

'W0230620  PM FOR 64 AHU022 Follow
—_— 'COVID Guidelines

= Location : 064-0299 (0 item) (Total=1)

FAOMP2 | GutierrezMym

'W0233045  LOTO support for PSPS related

i gmntracturmk

= Location : 064C-0101 (0 item) (Total=2)

FATSE2 GutierrezMym

PMNFPA72BLDG. 64C/H1F

W0229796
' fire alarm system [TM

Gutierrez Mym

Mov 20

FATSE2(1x8)
FATSE2(1x8)
FATSE2(1 x 8)

| FAOMP2(1x 1)

FAOMP2(1x 1)

FATSD(1x8)
FATSD(1x8)

- W0229828 PMNFPA72BLDG.64CHKHIF FATSD Gutierrez.Mym
fire alarm Audible & Function
h Testing

= Location : 064C-0199 (0 item) (Total=1)

‘W0230422  71GS00312.47kVSF6GAS FATSE2 | GutierrezMym
_— FILLED SW-GS-3-71

= Location : 065-0010 (0 item) (Total=1)

W0229831 PM NFPAT2 BLDG. 65/65A/65B
1 fire alarm Audible & Function

- Testing

= Location : 066-0114 (0 item) (Total=1)

Gutierrez Mym

'W0229802 PMNFPA72BLDG. 66 fire
h alarm system ITM

= Location : 066-0316 (0 item) (Total=1)

'W0224379  Replaceburntoutlampsand  FAOML
~or/ballasts as requested by the
1- customer/client. Seelongtext

formore

= Location : 066-0317 (0 item) (Total=1)

'W0224382  Replaceburntoutlampsand  FAOML
-or/ballasts as requested by the
- customer/client. Seelongtext

formore

= Location : 066-0329 (0 item) (Total=1)

11/13/2020 11:16 AM

FATSD(1x1)

FAOML(1x3)
FAOML(1x3)

FAOML(1x3)
FAOML(1x3)

FATSE2(1x1)

FATSI]%{I x1)
FATSI];H x1}

FATSD(1x1)
FATSD(1x1)

12



Final Schedule

== Work Order 1 Description

W0224384 Replace burnt cut lamps and
or/ballasts as requested by the
customer/client. See long text
for more

- Location : 066-0380 (0 item) (Total=1)

- Work Type Group : CMR, Eic (1 item)

W02243386 Replace burnt cut lamps and
or/ballasts as requested by the
customer/client. See long text
for more

- Location : 066-0386 (0 item) (Total=2)

-I Wark Type Group : CMR, Eic (2 items)

W0224383 Replace burnt cut lamps and

or/ballasts as requested by the

customer/client. See long text
for more

W02243388 Replace burnt cut lamps and
or/ballasts as requested by the
customer/client. See long text
for more

- Location : 066-0389 (0 item) (Total=1)

- Work Type Group : CMR, Eic (1 item)

W0224391 Replace burnt cut lamps and
or/ballasts as requested by the
customer/client. See long text
formore

- Location : 066-0423 (0 item) (Total=1)

- Work Type Group : CMR, Eic (1 item)

W0224525 FAOML toreplace light bulbs in
listed areas

- Location : 066-0487 (0 item) (Total=1)

- Work Type Group : CMR, Eic (1 item)

W0224526 FAOML toreplace light bulbs in
listed areas

- Location : 067-1999 (0 item) (Total=1)

- Work Type Group : CMR, Eic (1 item)
W0232470 PMTs neededto clean up the
1 FTU pump and chemical drums
area prior city inspechon.
- Location : 067-2204 (1 item) (Total=1)
-I Work Type Group : CMR. Bic (1 item)

W0232478 Drain Sprinklers in 2nd floor
clean room

- Location : 067A-0102 (0 item) (T otal=2)

- Work Type Group : CMR, Eic (2 items)
W0219367 (Parent)Maintain building

temperature set point and
secure chiller daily at 5:30pm

1

1

1

11/13/2020 11:16 AM

FAOML

FAOML

FAOML

FAOML

FAOML

FAOML

FAOML

FAOMP2

FATSD

FAOMH

1 Lead Craft * FAM Name

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

Tafoya.Enc

MNov 20
Mon Tue
16 17

M| FAOML(1x3)
H | FAOML(1x3)

§ | FAOML(1x3)
§ | FAOML(1x3)

|0 ()

-

L[]

=

Wed Thu Fri Sat
18 19 20 21
FAOMI|(1x3)
FAOMI|(1x3)

s

FAOML(1x3)
FAOML(1x3)

FAOML(1x3)
FAOML(1x3)

FAOML(1x3)
FAOML(1x3)

FAOML{1x2)
FAOML{1x2}

[ | FAOMP2(1 x5)
= | FAOMP2(1x5)

] FATSD(1x2)
§ | FATSD(1x2)

Sun

H FAOMH{1x1)
FAOMH(1x3)

@

H FAOMH(1x1) FAOMH(1 x3)
FAOMH(1x3) FAOMH(1x1)

FAOMH(1=x1) FAOMH(1=x1) FAOMH(1 x3)

FAOMH(1x3)

13



Final Schedule

2

Work Order

2 Description

1 Lead Craft * FAM Name

| ™

= Location : 067A-0103 (0 item) (Total=1)

—

= Location : 067L-0101A (0 item) (Total=1)

1

= Location : 068-0101 (0 item) (Total=1)

' W0219368

- (Child) Start Chiller and monitor FMCS

“equipment until secured daily .

Tafoya.Enc

'W0227765

PM 67ABL0O04

anumpz

W0229374

= Location : 069-0100A (0 item) (Total=1)

—

1

= Location : 069-0150 (0 item) (Total=1)

1

= Location : 070-0152 (0 item) (Total=2)

'W0230074

'PMNFPA25BLDG. 68 grid
booster pump ITM (weekly)

FATSD

Rini.Chnstophs

W0229334

PM NFPA72BLDG. 69 fire
“alarm Audible & Function

Testing

FATSD

Rini.Chnstophs

wW02238430

cleared

Check Program of XLS5 to show
Sup Out-Pnl notdisplaying
when supervisory signals are

Rini.Chnstophs

—

= Location : 070-0157 (0 item) (Total=1)

—

= Location : 070-0183 (0 item) (Total=1)

—

= Location : 070-0198 (0 item) (Total=1)

—

= 1 neation - 070-0190 0 itam) (Total=7

W0226534

Disarm 1stfloor elevator lobby
smoke detector._ (2 day support)

Mov 20

@ Fmcs(1x1)

B Fmcs(ix1n)

FATSD(1x1)

FATSD(1x1)

FATSD(1x2)

FAOMP2(1x 1)

FATSD(1x1)
FATSD(1x1)

- W0218800

(Parent) Repairdamagedwall. FATSP

Escobedo.Carl

'W0231108

PM FOR 70 EX 002

gFAGMPI

'W0176641

'Remove andreplace burner and FAOMP2

relays

'W0220041

Patch and Paint wall outside

‘room 143.

FATSP

11/13/2020 11:16 AM

FATSP(1x8)
[ | FATSP(1x8)

FATSP(1x8)

FAOMP2(1 x4)
FAOMP2(1 x4)

14



Final Schedule

1 Lead Craft * FAM Name

== !Wurk Order % Description

o A arsamarEs . s A e R e g EmarsEeg e e naan me g

W0230416 70GS00312.47kV SF6 GAS FATSE2
' FILLED SW-GS-3-70

FATSE2(1x1)

Fri

Sun

'W0230418 70GS00412.47kV SF6 GAS FATSE2 Escobedo.Car
: FILLED SW-GS5-4-70

= Location : 070-0206 (0 item) (Total=1)

W0220861 - (Parent)Anchor optical table per
_engineering specifications and
- penetration permit.

= Location : 070-0257 (0 item) (Total=1)

'W0229408  Investigate heating and [:uuilg FﬂGMH Escobedo Carl

— for lab 257.

= Location:070-0294 [ﬂ item) (Total=1)

'W0220037  PatchandPaintwalloutside =~ FATSP Escobedo.Carl

— room 289

= Location : 070A-1104A (0 item) (Total=1)

'W0231084  PM FOR 70AEX 004 'FAOMP1 | Escobedo.Car

= Location : 070A-1115A (0 item) (Total=1)

W0224578 PMFOR70AAFO011 20X20 EFADMPE Escobedo.Car |+

_— X1 1ea MATLatStores
= Location : 070A-1121C (0 item) (Total=1)

'W0229216  Animal room temperature and
humidity issues; locate and

L troubleshoot damper. (Escort
- required).

= Location : 070A-1129 (1 item) (Total=1)

'W0229373  MoveaMass Speclmmelerfrun FATSR

- hﬂ“wa‘f to Table

= Location: ﬂ?ﬂﬂ.—zz-ﬁ (0 item) (Total=1)

'W0225918  Remove andreplace battery for FAGMH

—_— 'RF023

= Location : 070A-2275 (0 item) (Total=2)

‘W0224580  PMFOR70AAF 020 12X20X FAOMP2
— ‘12ea. MATL at Stores

11/13/2020 11:16 AM

FATSP(1x8)

FATSP(1x8)

I FATSE2(1x1)

H:{I x4)

FAOMP

15



Final Schedule

2

Work Order

2 Description

1 Lead Craft * FAM Name

W0224582

| ™

PMFOR70AAF 021 12X20X

FAOMP2

1 2ea. MATL at Stores

Escobedo.Carl

= Location : 070A-3353 (0 item) (Total=1)

W0230592

—

PM FOR 70AAHUO37

= Location : 070A-4419 (0 item) (Total=1)

W0225636

e

Transport magnetand 2 other
items to 74-0229

= Location : 070A-4463 (0 item) (Total=1)

'W0228738

—

PMFOR 70ARF 019

'FAOMH

Escobedo.Carl

= Location - 070A-ROF1 (0 item) (Total=1)

'W0232756

—

Roughin conduit for Ethernet
line on the roof.

'FATSET

Escobedo.Carl

= Location :071-0199 (0 item) (Total=2)

W0229954

L

PMNFPA25BLDG.71/71B
sprinkler ITM

FATSR(1:

FATSR(1x5)

TFATSR{1x5)

MNov 20
Mon Tue Wed Thu Fri Sat Sun
+ OMP200 x13) J

FAOMH{IT =129

FATSE1(1x8)

FATSD(1x1)

- W0230038

- W0230420

PMNFPA25BLDG. 71
preaction I TM

711G500212.47kV SF6 GAS

FATSE2

FATSE2(1x

1)

I FATSD(1x1)

= Location : 071-0208 (0 item) (Total=1)

1

W0229309

'PMNFPA72BLDG.
TUTAS7B/81 fire alarm
system ITM

FATSD

Atkinson_.Josef

= Location : 071-0264 (0 item) (Total=1)

'W0232469

—

Investigate new ceiling leak -
- photo attached

gFAGMPI

= Location : 071C-0199 (0 item) (Total=1)

W0229951

'PMNFPA25BLDG.
IMTTIHCIPIFIKID traillers
sprinkler ITM

= Location:072-0101 (0 item) (Total=1)

11/13/2020 11:16 AM

FATSD(1x1)

FAOMP1(1 x4)

FATSD(1x 5)

FILLED SW-GS-2-71
‘W0231125  PMforTRWfilter 71FL002  FAOMP3 | Atkinson.Joses FAOMP3(1>
| 11/16-11/22
'W0231729  PMforTRWfilter 71FL003 ~ FAOMP3 | Atkinson.Josey FAOMP3(1>
| 11/16-11/22

16



Final Schedule

1 Lead Craft o

== Work Order 1 Description

Replaceburntoutlampsand  FAOML
~or/ballasts as requested by the
- customer/client. Seelongtext

W0226373

formore

FAM Name

= Location : 072-0107 (0 item) (Total=1)

'Replaceburntoutlampsand  FAOML
~or/ballasts as requested by the

5 customer/client. Seelongtext

- formore

W0226374

HVAC totroubleshootw/ FMCS-
AHU 2 and AHU 3 currently

stuck in heat causing building to
- over heat

W0233275

Mov 20

FAOMH(1x4)
FAOMH(1 x4)

FAOML(1x3)
FAOML(1x3)

W0233277

AHU 2 and AHU 3 currently FMCS
stuckin heatand is causing the
2- building toover heat. FMCSto

support HV

Tafoya.Enc

Replaceburntoutlampsand  FAOML
~or/ballasts as requested by the

_customer/client. See long text

formore

= Location : 072B-0199 (0 item) (Total=1)

'W0230731

PM FOR 72BBL 003

= Location : 072B-0210 (0 item) (Total=1)

Replaceburntoutlampsand  FAOML
-or/ballasts as requested by the

L customer/client. Seelongtext

- formore

W0226375

= Location : 072C-0159 (0 item) (Total=2)

'W0223733

FATSF tounclogdraininfume FA.TSF

Tafoya.Enc

m chsﬁ; x4)

= Location:072C-0161 (0 item) (Total=1)

W0228504 'FAOML toreplace lightbulbs in FA.D ML

h |ISIBC| areas

= Location:072C-0163 (0 item) (Total=1)

11/13/2020 11:16 AM

. hood
'W0228505  FAOML toreplace lightbulbs in FA.G ML Tafoya.Eric FAOMEY1x2)
' listed areas ; TFAOME[1x2)

17



Final Schedule

Mov 20
== Work Order % Description 2 Lead Craft * FAM Name |Mon Tue Wed Thu Fri Sat Sun

W0228503 'FAOML toreplace lightbulbs in FA.D ML Tafoya,Enc

I h |ISIBC| areas

= Location:072C-0167 (0 item) (Total=1)

W0228501 'FAOML toreplace lightbulbs in FA.GML Eni 1x2)

h listed areas : o

= Location :072C-0195 (0 item) (Total=1)

'W0228507  Replaceburntoutlampsand ~ FAOML Eri FAOML(1x3)

~or/ballasts as requested by the FAOML(1x3)
L customer/client. Seelongtext
- formore

= Location : 072C-0197 (0 item) (Total=1)

'W0228508  Replaceburntoutlampsand  FAOML FAOML(1x3)

~or/ballasts as requested by the x3)
o customer/client. Seelongtext
- formore

= Location : 074-0118 (0 item) (Total=1)

W0229811  PMNFPA72BLDG. ?4H4N?4B FATSD Atkinson, Joser FATSD(1x1)
h f ire alarm system ITM

= Location : 074-0198X (0 item) (Total=2)

W0230424 ECGS00112.47kVSF6GAS FATSE2
' FILLED SW-GS-1-EC

‘W0230426  ECGS00212.47kVSF6GAS FATSE2 | Atkinson.Joser I FATSE2(1x1)

FATSE2(1x1)

FILLED SW- GS-2-EC
= Location : 075-0120 (0 item) (Total=1)

PMNFPA72BLDG.

FATSD(1x1)
1 75/75A175B/75CT75F fire alam FATSD(1x1)
| Audible & Function Testing

- W0229837 Rini.Christoph

= Location : 075F-0100 (0 item) (Total=1)

'W0230733 FA

= Location : 076-0123 (0 item) (Total=2)

PM FOR 75FBL 0012 Rini.Christoph

‘W0213723  CheckactiveAlarmsonboth  FMCS Rini.Christoph H 033436-FMCS(1x2) J 033436-FMCS(1x2)
1 systems ALC & JCI, assist B {]33436 FMCS(1x2) @ {]33436 FMCS(1 xz}
- -other crafis on controls issues : : :
'W0231917  Troubleshoot 1stFloor GEM  FATSE1 Rini.Christoph ] FATSE?U x3)
' receptacles and circuits |8 FATSE1(1x3)

= Location : 076-0129 (0 item) (Total=1)

11/13/2020 11:16 AM



Final Schedule

=] Work Order

2 Description

1 Lead Craft * FAM Name

- W0228736
1 —

PM FOR 76 RF 002

gFAGMH

Rini.Chnstophs

= Location:076-01 ZHA [ﬂ item) (Total=1)

W0229577

'HVAC to complete Refrigerant
reports forthe EPA 2 days per
“month

Rini.Chnstophs

= Location : 076-0199 (0 item) (Total=3)

'W0231349

W0203756

Meonthly PM FOR 76 TK 006

B76 Fuel Spill Containment
Basin 11/16-11/22

10/21 - (Saturday work) PRO. -
Replace exterior lighting fixtures

per engineering s pecifications

Rini.Chnstophs

Rini.Chnstophs

Rini.Chnstophs

= Location:076-0212Z (0 item) (Total=1)

'W0228590

PMFOR 76 AC 010

gFAGMH

Rini.Chnstophs

= Location : 076-0222 (0 item) (Total=1)

'W0228072

'PM FOR 76 AHU003 Quarterly

FAOMP2

Rini.Chnstophs

= Location : 076-ROF1 (0 item) (Total=4)

Nov 20

Mon

Tue

Wed Thu Fri Sat Sun

NN 200 2T |22 ]
FAOMH(1x125%)

FAOMH(1x8)

FAOMP3(1 x

FAOMP3(1x15)

FAOML(1x8)
FAOML(1x8)

FAOMH(1x2)

FAOMP2(1x .8)

' W0228576

PM FOR 76 AC 004

Rini.Chnstophs

'W0224400 (Smoke Mitigation) FAOMH to Rini.Christoph FAOMH(1x2)

Investigate / Survey filters for FAOMH(1x2)
equipment
(Smoke Mitigation) FAOMHio FAOMH Rini,.Christophi FAOMH(1x2)
Investigate / Survey filters for FAOMH(1x2)
equipment

FAOMH(1x3)

- W0228578

PM FOR 76 AC 005

FAOMH

Rini.Chnstophs

= Location : 076 TK005 (0 item) (Total=1)

'W0231347

‘Monthly PM FOR 76 TK 005
uUST

Rini.Chnstophs

= Location : 077-0160 (0 item) (Total=1)

'W0230652

'PM 77BL018 WillNeed A 19ft

FAOMP1

LIFT, Staged at Bldg. A60 1ea

Rini.Chnstophs |+

= 1 mnnatiae - N77 A181
11/13/2020 11:16 AM

N atoaeny T adal—1%

I FAOMH(1x2)

FAOMP3(1x1)

19



Final Schedule

Mov 20
== Work Order % Description 2 Lead Craft * FAM Name |Mon Tue Wed Thu Fri Sat Sun

HOLULdUWI U U Iv L vy rviar— gy

'W0230650 PMFOR77BL 016 (Lift
—_— ‘needed) A59 2ea
= Location : 077-0199X (0 item) (Total=1)

Rini.Chnstophs |+

gFAGMPI

FAOMH(1x 1)
FAOMH(1x 1)

'W0231004 PM FOR 77 RF 004 Rini.Christoph

= Location : 077-0224 (0 item) (Total=1)

Rini.Chnstophs

W0230508 PM FOR 77 AHU007

= Location : 077-0239 (0 item) (Total=3)

gFAGMPI

FAOMP1(1x1)

EWI]EEIEI? PM for 77WH 010 Rini.Christoph

EWI‘.]231319 PMfor 77WHO11 FAOMP3 | Rini.Christoph

I FAOMP3(1>

W0229472 PROJ-Measure electrical loads FATSE1 Rini.Christophi FATSE1(1x8)
on MCC 72A8B, Pnl 72A5A, FATSE1(1x8)
72Ackt2 and 72A5A ckt 15- FATSE1(1x8)
for 30 days FATSE1(1x8)

11/20-B77A Autoclave - FATSE1

FATSE1-Release LOTO (LP-
3973) for Autoclave Vendor
electrical connecton

FATSE1 Rini.Christoph

wo0230770 Fabricate phenolic labels for
_ electrical assels

= Location : 077A-0199 (0 item) (Total=2)

Rini.Chnstophs

W0231311 PM FOR 77APV002 FAOMP2 | Rini.Christoph FAPHPEU x1)

EWI‘.]231313 PMFOR 77A PV 001 FAOMP2 | Rini.Christoph IFA!;?HPEU x1)

= Location : 077-ROF1 (0 item) (Total=12)

—gwuzauﬁm PM FOR 77 AHU008 FAOMP1 |Rini.Christoph FAOMP1(1x 1)
i W0230504 PMFOR 77 AHU00S FAOMP1 |Rini.Chrsophe| ] I FAOMP1(1x1)

'W0230506  PM FOR 77 AHU006 FAOMP1 |Rini.Christoph I FAOMP1(1x 1)
: W0230512  PM FOR 77 AHU009 FAOMP1 |Rini.Christoph I FAOMP1(1x 1)

11/13/2020 11:16 AM



Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name ::::2“ Tue Wed Thu Fri Sat Sun
— Marj i

s W0230514  PMFOR77AHU013 FAOMP1 | Rini.Chrisioph FAOMP1(1x1)
E-wuzaumﬁ PM FOR 77 AHU017 FAOMP1 |Rini.Christoph IFADMP'Ian}
-gwuzauﬁm PM FOR 77 AHU023 FAOMP1 |Rini.Christoph Imump-mxu
h W0230520 PMFOR 77 AHU027 FAOMP1 |Rini.Christoph I FAOMP1(1x1)
- W0230522 PM FOR 77 AHU028 FAOMP1 | Rini.Christoph I FAOMP1(1x1)
? W0230524 PMFOR 77 AHU034 FAOMP1 |Rini.Christoph I FAOMP1(1x1)
- W0230528 PMFOR 77 AHU035 FAOMP1 |Rini.Christoph I FAOMP1(1x1)
: W0230530 PMFOR 77 AHU036 FAOMP1 |Rini.Christoph I FAOMP1(1x1)

= Location : 077-SKID (0 item) (Total=1)

1

WO0207331

vendor support as needed

(Parent) Prepare chiller ARUO4
for vendor Retubing and Provide

Rini.Chnstophs

= Location : 078-0119 (0 item) (Total=2)

1

WO0227779

PMFOR78BL001

Rini.Chnstophs

FAOMH(1 x4) .
S FAOMH(1x8)
E raom

FAOMH(1x

@ FAOMH(1x4) [ FAOMH(1x4)

OMH(1x38)

B FAOMH(1x4)

H{1 {0 FAOMH(1x8)

[ FAOMH(1x8)

FA

wWo0231421

PMFOR 78D5 001

FAOMP2 Rini.Chnstophs

= Location : 078-ROF 1 (0 item) (Total=1)

1

W0229775

001) - Fall protection matrix
needed

HVAC - Replace Filter Dryer
and OSA/RH sensoron (78 AC

Rini.Chnstophs

= Location : 079A-0100 (0 item) (Total=1)

= Location : 080-0012 (1 item) (Total=1)

1

|
= Location : 080-0010 (0 item) (Total=1)

WO0227767

Only

PM FOR 79A BLOO1 - Day Shift

FAOMP1

wWo0231727

W0221824

(Parent)Dedicated Oven
Receptacles

Remove fluorescent lighting

lamps and components and
replacewithLED

Reisinger,Rich

= Location : 080-0199 (0 item) (Total=2)

Rini.Chnstophs |+

FAOMH(1x8)
FAOMH(1 x 8)

11/13/2020 11:16 AM
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Final Schedule

== Work Order 1 Description

- Work Type Group : Code Complaint PMs (2 items)

& W0229978 PMNFPA25BLDG. 80 sprinkler
I™
W0229981 PMNFPA25BLDG. 80A
sprinkler ITM
- Location : 080-ROF 1 (0 item) (T otal=2)
- Work Type Group : CMR, Eic (2 items)

1 W0216265 Replace bearing for 80 BL 043.
W0229704 Support PMT1 for bearing

replacement of 30BL43

A (LOTO/disconnect/connect/UnL

0OTO)
- Location : 081-0199 (0 item) (Total=/)
- Work Type Group : Code Complaint PMs (7 items)

. W0228233 Monthly PM for 76 EG 122
Wo0228241 Monthly PM for 76 EG 123
W0228264 Monthly PM for 76 EG 124
W0228237 PMFOR76 TKO018
W0228245 PMFOR76 TKO16
W0228267 PMFOR76 TKO17

W0229984 PMNFPA25BLDG. 81 sprinkler
I™

- Location : 082-0100 (0 item) (Total=2)
- Work Type Group : Code Complaint PMs (2 items)

Wo0230089 PMNFPA25BLDG.82grid
1 booster pump ITM (weekly)
W0229987 PM NFPA25BLDG. 82 sprinkler
I™
- Location : 082TK002 (0 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)
W0230062 PM NFPA25BLDG. 82 water
1 storage tank ITM
- Location : 083-0150 (0 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)
Wo0229818 PMNFPA72BLDG. 83/83A fire
1 alarm system ITM
- Location : 083-0199 (0 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)
W0221523 PM FOR 83BFP004 FR

1

- Location : 083-ROF 1 (0 item) (Total=1)
11/13/2020 11:16 AM

FATSD

FATSD

FAOMP1

FATSE2

FAOMP3

FAOMP3

FAOMP3

FAOMP3

FAOMP3

FAOMP3

FATSD

FATSD

FATSD

FATSD

FATSD

FAOMP1

1 Lead Craft * FAM Name

Reisinger,Rich

Reisinger,Rich

Reisinger,Rich

Reisinger,Rich

Atkinson_.Josef

Atkinson_.Josef

Atkinson_.Josef

Atkinson_.Josef

Atkinson_.Josef

Atkinson_.Josef

Atkinson_.Josef

Atkinson_.Josef

Atkinson_.Josef

Atkinson_.Josef

Atkinson_.Josef

Atkinson_.Josef

MNov 20
Mon Tue Wed Thu Fri Sat
16 17 18 19 20 21

FATSD(1x.5)

FATSD(1x.5)

=1 | FAOMP1(1x5)
[ | FAOMP1(1x5)

FATSE1(1x25)

FAOMP3(1x1.75)
FAOMP3(1x1.75)

FAOMP3(1x1.75)

FAOMP3(1x1)

FAOMP3(1x1)

FAOMP3(1x 1)
FATSD(1x 5)

FATSD(1x1)

FATSD(1x.5)
FATSD(1x.5)
FATSD(1x1)

FAOMP1(1x1)

Sun
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Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name

'W0231019 PM FOR 83 ARU002

= Location : 084-0106 [ﬁ item) (Total=1)

'W0233288  FAOMP1 totestfitfabricated SS FAOMP1 | Atkinson.Joses
_ mndansata pan on boiler =

= Location:084-0107 [ﬂ item) (Total=1)

'W0229820 'PMNFPA72BLDG. 84/84Afire FﬂTSD
_ alarm system [TM

= Location: 084-0199 [ﬂ item) (Total=2)

W0221525 PM FOR 84 BFP004 FR FAOMP1

Mov 20

# FAOMH(1x 5)

FAOMP1(1x2)
FAOMP1(1x2)

FATSD(1x1)

FAOMP1(1x1)

W0221527 PM FOR 84 BFP006 FR §FAGMP1 Atkinson Joses

= Location : 084-0369A (1 item) (Total=1)

'W0229328  LOTO supportforcontractor ~ FATSE1
—_— ‘work_ - startfirstthinginthe AM

= Location : 085-0199 (0 item) (Total=3)

'W0223707 Remove and replace failed VFD FATSEZ2

W0221529 PM FOR 85BFP004 FR FAOMP1

I FAOMP1(1x1)

FATSE1(1x4)

FATSE2(1x2)
FATSE2(1x2)

FAOMP1(1x1)

'W0230372 (Parent FATSEZ2) 8am - FATSE2 Atkinson,Josef
Monthly, SemiA_ & Annual PM
h of EG-096-85

= Location : 085-0199V (0 item) (Total=2)

I FATSE2(1x2)

W0223850 FAOMP1toReplace Exhaust FAOMP1 | Atkinson.Joser
] 'FanMotorforR215
W0226527 FATSE2to provide LOTO 'FATSE2 Atkinson_Josey
support for FAOMP1 luReplaoe
h Exhaust Fan Motor :

= Location : 085D-0199 (0 item) (Total=1)

'W0221531 §PM FOR 85DBFP001 FR gFAGMPI

= Location : 085E-ROF 1 (0 item) (Total=1)

'W0221533  PM FOR 85EBFP001 FR 'FAOMP1

= Location : 085F-0199 (0 item) (Total=1)

FAOMP1(1x1)

FAOMP1(1x1)

11/13/2020 11:16 AM

23



Final Schedule

== Work Order % Description 2 Lead Craft * FAM Name |Mon Tue Wed Thu Fri Sat Sun

@ FAOMP1(1x1)

'W0221535 §PM FOR 85FBFP001 FR

= Location : 085G-0199 (0 item) (Total=1)

gFAGMPI

'W0221537 gpmmnaﬁﬁﬂFPum FR gFAGMPI Atkinson Joser memnx;n

= Location : 085H-0199 (0 item) (Total=1)

'W0221539 §PM FOR 85HBFP001 FR gFAGMPI

= Location : 085TK001 (0 item) (Total=1)

FAOMP1(1x1)

'W0231351  Monthly PMFOR 85 TK 001

—_— UST

= Location : 086-0106A (0 item) (Total=3)

FAOMP3(1x1)

W0232153 FATSF toreplace the water
heater unitin B86. Plumberto
- take the lead in coordinating the

othercr
Wwo0232459 Water heater unitis electrically FATSE1 Atkinson Josey FATSE1(1x3)
hardwired. FATSE1to

- disconnectwires from old water

heater unit a

W0232460 Riggers support for FATSF FATSR Atkinson.Joser TSR(1x25)
(Replacing water heater unit in TSR({1x25)

i B86-106A) - Transport water

heater unit fr
= Location : 086-0199 (0 item) (Total=1)

W0221543 PM FOR 86 BFP001 FR FAOMP1 FAOMP1(1x1)

= Location : 088-0011 (0 item) (Total=2)

'W0226900  Investigate chiller alarm GutierrezMym

'W0231303 PMFORBS88KC 008 MATL at

- Stores

= Location : 088-0067 (0 item) (Total=1)

'W0226876  Investigate blower making 'FAOMP1 |GutierrezMym OMP1(1x4)

— _noise. OMP1(1 x4)

= Location : 088-0181 (0 item) (Total=1)

11/13/2020 11:16 AM
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Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name

—I 'W0231079  Monthly PM for 88 EG FAOMP3 |GutierrezMym

= Location : 090-0001 (0 item) (Total=1)

'W0223378 - Troubleshoot PIV Tamper
_ Switchis in Supervisory.
= Location : 090-0027A (0 item) (Total=2)

Gutierrez Mym

'W0231733 PM FOR 90BR 003 W/GP 021 FAOMP3 | GutierrezMym

—

Wed Thu

Fri

Sat

Sun

FAOMP3(1x4)

FATSD(1x2)
FATSD(1x2)

W0231735 PM FOR 90 GP 021 (BR 003) FAOMP3 | GutierrezMym

= Location - 090-0099 (0 item) (Total=1)

‘'W0230014  PM NFPA25BLDG. 90/90C/90P

—_— sprinkler ITM

= Location : 090-2056F (0 item) (Total=1)

FATSD GutierrezMym

'W0230139  Office spaceis toowarm; Gutierrez,Mym

: troubleshoot office space and
- adjustif

= Location : 090-2997 (0 item) (Total=1)

gFAGMH

'W0232118  (Child) Paint newly installed Gutierrez Mym
I wooden door on the 2nd floor

north stairwell.
= Location : 090X-0108 (0 item) (Total=1)

FATSP

Gutierrez Mym

'W0230044 PMNFPA25BLDG. 90X 'FATSD

—_— sprinkler ITM

= Location:091-0161 (0 item) (Total=2)

EI"FADM P3(1x 5)

FAOMH(1x3)

FATSP(1x8)

FATSD(1x 5)

FATSD(1x 5)

FAT;SF‘{I x8)

= Location : 091-0162 (0 item) (Total=1)

W0228771 InstallDataLlogmeterinPNL  FATSE2 | Reisinger.Rich

: E671A11A6A to verify capacity
- for 80A circuit

= Location : 091-0192 (0 item) (Total=1)

'W0230053 PM NFPA25BLDG. 91 sprinkler
—' ™

= Location : 091-0199 (0 item) (Total=1)

Reisinger,Rich

11/13/2020 11:16 AM

'W0229372 FMCS (Parent): 91 AHU 001 DX Reisinger.Rich FMCS(1x4)

not running at capacity FMCS(1x4)
W0229461 HVAC supportforinvestigang FAOMH Reisinger.Rich FAOMH(1x8)
' 91 AHUOD

FATSE2(1x4)
FATSE2(1x4)

FATSD(1x.5)




Final Schedule

WwW0212070 Take pictures and verify panels FATSE1
in building 90
- Location : 091-0230 (0 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)
W0229551 Investigate, Troubleshoot FCU- FAOMH
1 010in Room 230 Contact Naomi
prior scheduling
- Location : 091-0246 (0 item) (Total=2)
- Work Type Group : CMR, Eic (2 items)
W0229173 (Parent) Investigate improper FAOMH

1 cooling from VAV092 @ B91-
0246

W0231639 FMCS support for HVAC in FMCS
Troubleshooting VAV(92

- Location - 091U-0101 (0 item) (Total=3)
- Work Type Group : CMR, Eic (1 item)

W0213917 (Parent) Remove and clean FAOMPI1
1 strainer

1

- Work Type Group : Code Complaint PMs (1 item)

W0230056 PMNFPA25BLDG_ 91U FATSD
sprinkler ITM

- Work Type Group : PROJECTS (1 item)

W0232032 {Child) Fabricate protective FATSC
structure for temp chiller power
cables and extend wooden
guardrails.

5 Location - 091U-0199X (0 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

W0227036 Troubleshoot AC 004 heat pump FAOMH
@ B91U

- Location : CRP-314 (0 item) (Total=4)
-1 Work Type Group : PMs (4 items)

Wo0228570 PMFOR 71JAC 003 (Carbon FAOMH
Filter)

W0228572 PMFOR71JAC 004 FAOMH
{(CarbonFilter)

W0228540 PMFOR 71DAC 004 (CARBON FAOMH
FILTER)

W0228568 PMFOR71FAC 002 (CARBON FAOMH
FILTER)

- Location : CRP-322 (0 item) (Total=3)
- Work Type Group : PMs (3 iiems)

W0228534 PMFOR 74AAC002 (Carbon FAOMH
Filter)

W0228536 PMFOR 74B AC001 (Carbon FAOMH
Filter)

1

1

1

1

11/13/2020 11:16 AM

Reisinger,Rich

Reisinger,Rich

Reisinger,Rich

Reisinger,Rich

Reisinger,Rich

Reisinger,Rich

Reisinger,Rich

Reisinger,Rich

Gutierrez Mym

Gutierrez Mym

Gutierrez Mym

Gutierrez Mym

Gutierrez Mym

Gutierrez Mym

Mov 20
== Work Order % Description 2 Lead Craft * FAM Name |Mon Tue Wed Thu Fri Sat Sun
16 17 18 19 20 21 22

B FATSE1(1x4)
FATSE1(1 x4)

:

FAOMH(1 x4)
FAOMH(1 x4)

FAOMH(1x4)
FMCS(1x4)

FAOMP1(1x1) FAOMP1(1x1) FAOMP1(1x1)
FAOMP1(1x1) FAOMP1(1x1) FAOMP1(1x1)

FAOMP1(1x1) FAOMP1(1x1)
@ FAOMP1(1x1) @ FAOMP1(1x1)

FATSD(1x.5)

FATSC(1=x3)

== FAOMH(1x6)
FAOMH(1 x6)

FAOMH(1x2)
FAOMH(1x2)

FAOMH(1 x2)
FAOMH(1x2)

FAOMH(1x2)
FAOMH(1x2)

FAOMH(1x2.5)
FAOMH(1 x2.5)

() [ [EE

FAOMH(1x2)

FAOMH(1x2)
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Final Schedule

2

Work Order

2 Description

1 Lead Craft * FAM Name

W0228532
| ™

'PMFOR 74A ACO001 (Carbon
Filter)

gFAGMH

Gutierrez Mym

= Location : HSITE2020 (0 item) (Total=2)

Mov 20

Mon

Tue

Wed

Thu

I FAOMH(

Fri

1x2)

Sat

Sun

W0229062 Repair lights. (see GutierrezMym FAOML(1x2)

' attachments)_ FAOML(1x2)

'W0231547  Assemblesignandbaseand  FATSL GutierrezMym ' FATSL(1x2)

place in Blackberry Canyon Pit.
(sign at stores B69)

= Location : HSITE30 (0 item) (Total=1)

11/13/2020 11:16 AM
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