Final Schedule

Dec 20
== Work Order % Description 2 Lead Craft * FAM Name Mon Tue Wed Thu Fri Sat Sun

ZBlc) = ® ®

= Location:001-0401 (1 item) (Total=1)

'PMNFPA72BLDG. 01 fire
“alarm system ITM(Donner

— Weekly)
= Location : 002-0129E (1 item) (Total=1)

W0233213 FATSD(1 Jﬂ 1)

W0234168 Monthly PM FOR 02 TK 004 FAOMP3 | ReisingerRichard | FAOMP3(1x1)

| usTt
= Location : 002-0130 (1 item) (Total=4)

W0235003 PMT standby supportin the
event of equipment failure
during FMCS5 server migration &

atstartup

W0235004 HVAC standby supportinthe  FAOMH Reisinger.Richard | | FAOMH(1x4)
event of equipment failure
during FMCS5 server migration

1

-

2

- oratStartup L
3

I

4

|

FAOMP1 Reisinger.Richard | FAOMP1(1 x4)

W0233321 Replace bearings onthe motor FAOMP2 | ReisingerRichard | l FAOMP2(1 x4)
for FTUTK 005

W0234656 Elec. Support: LOTOmotorto  FATSE2 Reizinger.Richard | FATSE2(1x4)

FTUTK005forPMT's to
replace bearings

= Location : 002-0137 (1 item) (Total=1)

'W0234916 fire alarm by-pass for toxic
| - sensor test

= Location : 002-0147 (1 item) (Total=1)

Reisinger,Richard |

FATSD(1x8)
FATSD(1x8)

'PM NFPA72BLDG. 2/2A/58 fire
~alarm system [TM

'W0227070 Reisinger Richard |

1

= Location : 002TK003 (1 item) (Total=1)

FAT?;D (1x8)
FATSD(1x8)

W0234164  Monthly PMFOR 02 TK 003

| usT
= Location - 006-1000 (2 items) (Total=12)

Reisinger,Richard | FAOMP3(1x1)

W0229657 FATSR support to Crane offf On Reisinger.Richard | ) i SR(1x8)
Mirror Lid @ ALS Sector9 ) | 3R(1x8)
D ] R(1x8)

W0233934 Please replace light out in lot N2 FAOML Reisinger.Richard |

W0234436 Transport Scissor Lift for lighting FATSR Reisinger.Richard |
Job @ B6 Lot N2, retrieve upon

| FATSR(T X
] E;:g:g:a?}
job completion | 2)

12/11/2020 10:09 AM



Final Schedule

Work Order 2

Description

1 Lead Craft * FAM Name

Dec 20

' W0228050 PM FOR 06 AHU005, Reisinger.Richard |
[ RESEARCH EQUIPMENT

'W0228052  PMFOR 06 AHUQ0S6, FAOMP2 | Reisinger.Richard |
| RESEARCH EQUIPMENT

W0228054 PM FOR 06 AHU007, FAOMP2 |ReisingerRichard |
— RESEARCH EQUIPMENT

'W0228056  PMFOR 06 AHU00S, FAOMP2 | Reisinger.Richard |
| RESEARCH EQUIPMENT

W0228058 PM FOR 06 AHU009, FAOMP2 |ReisingerRichard |
— RESEARCH EQUIPMENT

'W0228060 PMFOR06AHUO10, FAOMP2 | Reisinger.Richard |
| RESEARCH EQUIPMENT

W0228062 PM FOR 06 AHUO11, FAOMP2 |ReisingerRichard |
— RESEARCH EQUIPMENT

- W0228064 PMFOR 06 AHUDO12, FAOMP2 Reisinger.Richard |
| RESEARCH EQUIPMENT

W0228066 PM FOR 06 AHU013, FAOMP2 |ReisingerRichard |
[ RESEARCH EQUIPMENT

= Location : 006-2105 (1 item) (Total=2)

W0225701

PM FOR 06 VAVO013

Reisinger,Richard |

W0225703

PM FOR 06 VAVO14

FAOMH

Reisinger,Richard |

= Location : 006-2108 (

W0225699

—

1item) (Total=1)

PM FOR 06 VAV012

Reisinger,Richard |

= Location : 006-2110(

W0225693

—

1 item) (Total=1)

PM FOR 06 VAV009

Reisinger,Richard |

= Location : 006-2116 (

W0225697

—

1item) (Total=1)

PM FOR 06 VAVO11

Reisinger,Richard |

= Location : 006-2124 (

W0225691

—

1item) (Total=1)

PM FOR 06 VAVO003

Reisinger,Richard |

= Location : 006-2130 (

 W0225689

—

1item) (Total=1)

PM FOR 06 VAVOO7

Reisinger,Richard |

= Location : 006-2132 (

12/11/2020 10:09 AM

1item) (Total=1)

FAOMH(1x1)

FAOMH

FAOMH

FAOMH

FAOMH

(1x1)

(1x1)

(1x1)

(1x1)




Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name

—I 'W0234791  4Lighisneedtobereplaced = FAOML | ReisingerRichard|

= Location : 006-2134 (1 item) (Total=1)

' W0225685
—

= Location:006-2145 [i item) (Total=1)

PM FOR 06 VAV005 Reisinger.Richard |

I - W0225695 PM FOR 06 VAVO010 FAOMH Reisinger.Richard |

= Location - 006-2202 (1 item) (Total=1)

' W0225705
—

= Location: 006-2204 [i item) (Total=1)

PM FOR 06 VAVO015 Reisinger.Richard |

'W0225707 PM FOR 06 VAVO016 Reisinger.Richard |

= Location : 006-2212D (1 item) (Total=1)

' W0225709
—

= Location - 006-2212F (1 item) (Total=1)

PM FOR 06 VAV013 Reisinger.Richard |

W0225711 PM FOR 06 VAV019 Reisinger.Richard |

= Location : 006-2212G (1 item) (Total=1)

I 'W0225713 PM FOR 06 VAV020 FAOMH Reisinger.Richard |

= Location : 006-2212H (1 item) (Total=1)

PM FOR 06 VAVO021

Reisinger,Richard |

Troubleshoot exhaust pressure Reisinger.Richard |

iIssue with boiler @ B06-2221

Dec 20

Mon

FAOML(1x2)

Tue Wed Thu Fri Sat Sun

FAOMH(1x1)

—[J| FAOMH{TxT)

FAOMH(1x1)

FAOMH(1x1)

FAOMH(1x1)

FAOMH(1x1)

FAOMH(1x1)

FAOMH(1x1)

FADHPE!{I; x8)

'W0226682  Troubleshoot overpressurization FAOMP3 | Reisinger.Richard |
ofexhaustto 06 BR 006 @ B06-

PMFOROG6BR 007 MATL in
Office

= Location : 006-2222 (1 item) (Total=1)

Reisinger,Richard |

12/11/2020 10:09 AM

W FAOMP3(Ix4)

FAOMP3(1 x4)




Final Schedule

== Work Order 1 Description

1 Lead Craft * FAM Name

—I 'W0225740 PM FOR 06 VAV033

gFAGMH

Reisinger,Richard |

= Location: 006-2224 [1 item) (Total=1)

'W0225738

PM FOR 06 VAV032

Reisinger,Richard |

= Location : 006-2226 (1 item) (Total=1)

'W0225736

PM FOR 06 VAVO0231

Reisinger,Richard |

= Location : 006-2236 (1 item) (Total=1)

'W0225734

PM FOR 06 VAV030

Reisinger,Richard |

= Location : 006-2240 (1 item) (Total=1)

'W0225732

PM FOR 06 VAV029

Reisinger,Richard |

= Location : 006-2246 (1 item) (Total=1)

'W0225730

PM FOR 06 VAV028

Reisinger,Richard |

= Location : 006-2248 (1 item) (Total=1)

'W0225728

PM FOR 06 VAV027

Reisinger,Richard |

= Location : 006-2988 (1 item) (Total=1)

W0225742

PM FOR 06 VAV034

Reisinger,Richard |

= Location : 006-ROF1 (2 items) (Total=4)

'W0233675  PMTs to Troubleshoot Noisey
| Blower06BL037

FAOMP1

Reisinger,Richard |

Dec 20

Mon Tue

FAOMH(1 x 1
FAOMH(1 x 1
FAOMH(1 x 1
FAOMH(1 x 1

FAOMH(1x1)

Wed

Thu

1x1)

i FAOMH(

FAOMH(1x 1)

FAOMH(1x 1)

FAOMP1

L} x3)

P1

[l x3)

Fri

Sat

Sun

= Location : 007-0199 (1 item) (Total=1)

W0232958 PMNFPA25BLDG._77A

— sprinkler ITM

Reisinger,Richard |

= Location: 015-0103 (1 item) (Total=1)

FATSD(1x .5)

EWI]EZBI]BE PM FOR 06 AHUO17 FAOMP1 | ReisingerRichard| |* FAOM
EWI]EZBI]BB PM FOR 06 AHUO18 FAOMP1 | ReisingerRichard| |+ I‘F#BMF'- x 1)
EWI]EZBI]BD PM FOR 06 AHUO19 FAOMP1 | ReisingerRichard| |+ I‘F#BMF'- x 1)

12/11/2020 10:09 AM




Final Schedule

== Work Order 1 Description

1 Lead Craft * FAM Name

'W0234328  Restroom lights not activating FAOML Reisinger.Richard |

= Location : 015-0198X (1 item) (Total=1)

'W0221684  LOTO support for PMT work on
' 015-BL-004 located on B15
h 'Roof.

= Location : 015-ROF1 (1 item) (Total=2)

'FATSE2 |Reisinger.Richard|

FAOML(1=x3)

FATSE2(1x4)

= Location : 017-ROF1 (1 item) (Total=1)

'W0231166 PMFOR17GH001 MATL at

h Stores

= Location : 026-0024 (1 item) (Total=1)

Reisinger,Richard |

'W0232358 PM FOR 26 AF 002 Rini.Christopher G

= Location : 026-0132 (1 item) (Total=1)

'W0225758 PM FOR 26 AC 008 Rini.Chrstopher G

= Location : 026-0199 (1 item) (Total=2)

'W0234804 15-AHU-1, Troubleshoot Reisinger.Richard | FMCS(1x4)

' Economizer operation FMCS(1x4)

'W0234805  Troubleshoot 15-AHU-2 FMCS Reisinger.Richard | FMCS(1x4)

Economizer operation results in M | FMCS(1x4)
h low MAT and SAT

FAOMH(1x2)

i FAOMP3(1x2)

i FATSD(1x.5)

FAC

'W0232964 PMNFPA25BLDG. 26 sprinkler FATSD Rini.Chrstopher G
h: ™
EWI]2214?I] PM FOR 26 BFP003 FR FAOMP1 | Rini.Chrstopher G IFADMPI[I x1)

= Location : 027-0107 (1 item) (Total=1)

'W0213725  MOVE2RF MudulalurCablnels Reisinger.Richard |

h FHGM 027-0107 TO 006-

= Location:028-0199 [1 item) (Total=1)

'W0232967 PMNFPA25BLDG._28 sprrider Rini.Christopher G

— 1™

= Location : 030-0144 (1 item) (Total=1)

'W0233153  PMNFPA25BLDG. El]sprrider Rini.Christopher G

— 1™

= Location : 030-0209N (1 item) (Total=1)

FATSD(1x .5)

FATSD(1x .5)

12/11/2020 10:09 AM



Final Schedule

=] Work Order

2 Description

- Work Type Group : CMR, Eic (1 item)

W0234009
1

FAOML to Replace flickenng
light bulbs in multiple locations
in B30

- Location :031-0199 (1 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)

1 W0232970

PMNFPA25BLDG.31/31A
sprinkler ITM

- Location : 033-0154 (1 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)

1 W0233156

PM NFPA25BLDG. 33 sprinkler
I™

- Location : 033-0199X (1 item) (Total=15)
- Work Type Group : PROJECTS (15 items)

wo0234175
1

wo0234173
2

wo02341386
3

w0234198
4

wo0234188
5

w0234200
6

w0234189
7

wo234201
8

wo234187
9

12/11/2020 10:09 AM

PROJ-B330OUTAGE -FAOMH -
Setup/connect/check spot
coolers & fans before 12/15
(esp.for33-307)

PROJ-B33 OUTAGE-Pre-
FATSC -Setupfalse doors for
Move-n-cools before outage &
replace after outage

PROJ-B33 OUTAGE -(Chid of
W0231434) -FATSR -Pick up
tanker truck & add correct fuel
and fuel gensets

PROJ-B330OUTAGE (CHILD
of W0231434) HVAC -Provide
standby support for equipment
during outage
PROJ-B330UTAGE -(Chid of
231434) -FAOMP2 -Monitor
generator, refuel, and add DEF
as needed

PROJ-B330UTAGE -(Chid of
231434) -FAOMP2-Check
critical equipmnt & empty spot
cooler every 4 hours
PROJ-B330UTAGE -(Chid of
231434) -FAOMP3 -Monitor

generator, refuel, and add DEF
as needed

PROJ-B330UTAGE -(Chid of
231434) FAOMP3-Check cniical
equipmnt & empty spot cooler
every 4 hours

PROJ-B33OUTAGE -(Chid of
231434) -FAOMP1 -Monitor

generator, refuel, and add DEF
as needed

FAOML

FATSD

FATSD

FAOMH

FATSC

FATSR

FAOMH

FAOMP2

FAOMP2

FAOMP3

FAOMP3

FAOMP1

1 Lead Craft * FAM Name

Rini.Chnstopher G

‘ Rini.Christopher G
‘ Rini.Christopher G

Rini.Chnstopher G
Rini.Chnstopher G
Rini.Chnstopher G
Rini.Chnstopher G
Rini.Chnstopher G
Rini.Chnstopher G
Rini.Chnstopher G
Rini.Chnstopher G

Rini.Chnstopher G

Dec 20
Mon Tue Wed Thu
14 15 16 17

FATSD(1x.5)

FATSD(1x.5)

Fri Sat
18 19

[ | FAOML(1x4)
[ | FAOML(1x4)

FAOMH(1x8)
[ FAOMH({1x8)

FATSC(1x4)
FATSC(1x4)

B FATSR(1x2)
FATSR(1x2)
FATSR(1x2)
FATSR(1x2)

FAOMH(1x2)
FAOMH(1x2)

FAOMH(1x2)

FAOMH(1x2)

FAOMP2(1x2)

FAOMP2(1x2)

FAOMP2(1x2)

FAOMP2(1x2)

FAOMP2(1x2)

FAOMP2(1x2)

FAOMP2(1x2)

FAOMP2(1x2)

FAOMP3(1x2)
FAOMP3(1x2)

FAOMP3(1x2)

FAOMP3(1x2)

FAOMP3(1x2)

FAOMP3(1x2)
FAOMP3(1x2)

FAOMP3(1x2)

FAOMP3(1x2)

FAOMP3(1x2)

FAOMP1(1x2)
FAOMP1(1x2)

FAOMP1(1x2)

FAOMP1(1x2)

Sun
20




Final Schedule

=] Work Order

W0234199
10

W0234194
11
o W0231503

W0233937
13

W0234202
14

W0234212
15

2 Description

PROJ-B330OUTAGE -(Chidof FAOMP1
231434) -FAOMP1-Check

critical equipmnt & empty spot

cooler every 4 hours

PROJ-B330OUTAGE -(Chidof FMCS
231434) -FMCS-Monitor bidgs &
provide stand by support

FATSE - Outage Standby FATSE2
Support

12/16-PROJ (B33 0OUTAGE)- FATSE1
Unplug & Remove Cords for

Temp Power Requests & venfy

with Scientists

PROJ-B33 OUT-PMTs-Shutoff FAOMP1
equip before transfer FROM gen

pwr, then turn back on after

back ongrid

PROJ-B33 OUT-HVAC-Shutoff FAOMH
equip before transfer FROM gen

pwr, then turn back on after
back ongrid

- Location : 033-0207 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

1 W0231449

HVAC to Troubleshoot ACunit FAOMH
thatis notworking (33 AC 002)

- Location : 033-R499 (2 items) (Total=5)
- Work Type Group : COORD PMs (2 items)

W0221014

W0221021

PM for 33 AHUO003 (Carbon FAOMH
Filters Pre's Only) W0221014/

use W0213565to get Final

filters @ 79)

PM for 33 AHUQO04 (Order FAOMH

Carbon Filters Only) W0221021/
W0213567 to get "All" filters @
79)

- Work Type Group : PMs (3 iiems)

1 W0216313

W0216309

W0216311

PMfor33BLO11 AX40 lea. FAOMP1
MATL Here

PMfor33BLO06 AX35 1lea. FAOMP1
MATL Here

PMfor33BLO10 AX28 lea. FAOMP1
MATL Here

- Location : 033U-0101 (2 items) (T otal=4)
- Work Type Group : Code Complaint PMs (1 item)

1 W0233159

- Work Type Group : PROJECTS (3 items)

W0233308
1

12/11/2020 10:09 AM

PMNFPA25BLDG.33U FATSD
sprinkler ITM
Start/stop 200kW Backup FATSE1

Genset to support E-power
during final 4-hr window

1 Lead Craft * FAM Name

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Dec 20
Mon Tue Wed Thu Fri
14 15 16 17 18

FAOMP1(1x2) FAOMP1(1x2)

FAOMP1(1x2) FAOMP1(1x2)

FMCS(1x1) FMCS(1x4) FMCS(1x1)

FMCS(1x2)

FATSE2(1x1)
FATSE2(1x1)

FATSE1(1x8)

E‘ FAOMP1({1x2)
FAOMP1(1x2)

E‘ FAOMH(1x2)
FAOMH(1x2)

FAOMH(1x4)

FAOMH(1 x4)
FAOMH(1 x4)
FAOMH(1 x4)

FAOMH(1 x4)
FAOMH(1 x4)
FAOMH(1 x4)

FAOMP1(1x15)
FAOMP1(1x15)

FAOMP1(1x15)

FATSD(1x.5)

& | FATSE2(1 x4)
[ | FATSE2(1 x4)

Sat
19

Sun
20




Final Schedule

Dec 20
== Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed Thu Fri Sat Sun
W0233955 Dicso 200Kw Genset from FATSE2 Rini.Chnstopher G FATSEZ(1x8)
' backup power center ' FATSE2(1x8)
W0233941 Release LOTO Permits LP-3970 FATSE2 Rini.Chnstopher G ' FATSEZ(1x8)
3 and LP-3986. FATSE2(1x8)
| ' FATSE2(1x8)

= Location : 033U-0198X (1 item) (Total=2)

W0233412

33U GS00112.47kV SF6 GAS
FILLED SW-G5-1-33U

FATSE2

Rini.Chnstopher G

W0233414

33U GS00212.47kV SF6 GAS

FATSE2

FILLED SW-G5-2-33U

Rini.Chnstopher G

= Location : 034-0100 (2 items) (Total=3)

L

W0207577

Repairf/replace pump seal for 34
GP 019-leaking.

FAOMP1

Reisinger,Richard |

- W0233580

Confirm circuitand LOTO 34 GP
019 to support PMT work.

PM FOR 34 ARU 004

FATSE2

Reisinger,Richard |

Reisinger,Richard |

= Location : 037-0103 (1 item) (Total=6)

FEEERE

wW0232180

PMFOR37GP 143

Reisinger,Richard |

EWI]232223 PMFOR37GP 138 FAOMP2 | ReisingerRichard |
EWI]23223I‘.] PMFOR37GP 139 FAOMP2 | ReisingerRichard |
Wﬂ232232 PM FOR 37 GP 140 FAOMP2 | ReisingerRichard |
W0232234 PMFOR37GP 141 FAOMP2 | ReisingerRichard |
EWI]232236 PMFOR37GP 142 FAOMP2 | ReisingerRichard |

= Location : 037-0201 (1 item) (Total=1)

—

W0231447

Install Data Log meter in PNL
E546A9A1A

FATSE2

Reisinger,Richard |

= Location : 037-0203 (2 items) (Total=6)

—

W0230241

'W0232164

Remove and replace conductors
between the motor & VFD for

PMFOR37GP 147

FATSE2

FAOMP1

Reisinger,Richard |

ReisingerRichard | |

FAOMP1

W0232166

PMFOR37GP 148

12/11/2020 10:09 AM

FAOMP1

Reisinger,Richard |




Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name Thu Fri Sat Sun
W0232168 PMFOR37GP 144 FAOMP1 Reisinger.Richard |
'W0232170  PMFOR37GP 145 FAOMP1 |ReisingerRichard| v
§Wﬂ2321?2 PM FOR 37GP 146 FAOMP1 Reisinger.Richard | Y
= Location : 046-0159 (1 item) (Total=1)
- W0227466 LOTO Supportfor Contractor  FATSE1 FATSE2(1x3)
h Work FATSEZ{EI x3)

= Location :046-ROF1

'W0233670
1

(1item) (Total=1)

Check the operations of air
conditioner 46 AC 043 -itis not
turning on with a run command

= Location : 047-0110A (1 item) (Total=1)

'W0234538

—

PMFOR 47BR 003

= Location : 048-0202 (

'W0234519
1

1item) (Total=1)

Compile parts list, replace
leaking faucet with like
equipment @ Firehouse kitchen

Reisinger,Richard |

= Location : 050-4099 (

' W0232988

L

1item) (Total=1)

PM NFPA25BLDG. 50 sprinkler
™

= Location :050A-0141

'W0233957

—

(1item) (Total=1)

Troubleshoot ARU-003; crank
case heater is not functional.

= Location : 050A-0143A (1 item) (Total=1)

‘W0232484

—

PM FOR 50AAHU002

= Location : 050A-0198X (1 item) (Total=1)

'W0233416

—

50AGS00112.47kV 5F6 GAS
FILLED SW-G5-1-50A

FATSE2

= Location : 050A-0199 (1 item) (Total=3)

' W0232982

—

PMNFPA25BLDG.
- 50A/50C/50E sprinkler ITM

FAOMH(1x3)
FAOM H{‘;! x3)

FAOMP3(1x2)

FATSD(1x.5)

FATSD(1x1)

FAOMH(1x6)
FA{I;H H(1 x6)

FAOMP3(1x1)

FATSE2(1x1)

wW0233123

12/11/2020 10:09 AM

'PMNFPA25BLDG.50F
preactionITM

FATSD

E=scobedo,Caros

I FATSD(1 x 5)




Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name
I 'W0233126 PMNFPA25BLDG._50Adeluge FATSD Escobedo.Caros
' Im™

= Location : 050A-3197 (1 item) (Total=1)

'W0234961  Relampfixtures onthe 3rdfloor FAOML Escobedo.Carlos

— hallway

= Location : 050A-6105 (1 item) (Total=1)

I 'W0232482 PM FOR 50AAHUO001 FAOMP3 | Escobedo.Carlos

= Location : 050A-6193 (1 item) (Total=1)

'W0234957  Repair lights in 6th floor FAOML Escobedo.Carlos

— hallways.

= Location : 050B-0243 (2 items) (Total=4)

'W0233942 Check thefirst stage
compressor for refrigerant leaks
- on ARU007

FAOMH

Dec 20

Mon

Tue

Wed

FATSD(1x 5)

Thu Fri Sat Sun

FAOML(1x2)
FAOML(1x2)

FAOML(1x2)
FAOML(1x2)

FAOMH(1x4)

'W0233274  Make Corrections to Panel FATSE2 | Escobedo Carlos
Schedule and turninto

B Facilities Electrical Engineering

EWI]EEEHI] PM FOR 50BBL 020

I FATSE2(1x2)

FAOMP2(1 x1)

W0232121 PM FOR 50BAF 002 FAOMP2 | Escobedo.Carlos

= Location : 050B-0299 (2 items) (T otal=3)

'W0233117 PMNFPA25BLDG. 50B

— preaction ITM

I FAOMP2(1x1)

FATSD(1x.5)

'W0233120 PMNFPA25BLDG.50B deluge FATSD Escobedo.Carlos
' I™

W0233418 50BGS00112.47kVSF6 GAS FATSE2

h FILLED SW-GS-1-50B
= Location : 050B-1275 (1 item) (Total=1)

- W0230923 PM FOR 50B AC 012

= Location : 050B-1299 (1 item) (Total=1)

'W0232985  PMNFPA25BLDG.
h  50B/50D/50F sprinkler ITM

= Location : 050B-2239A (1 item) (Total=1)

EATSD Escobedo,Caros

I FATSD(1 x 5)

FATSE2(1x1)

FATSD(1x1)

12/11/2020 10:09 AM



Final Schedule

2

Work Order % Description 2 Lead Craft & FAM Name

I W0232486 PM FOR 50BAHUO033 FAOMP3

|

E=scobedo,Caros

= Location : 050B 223!}B [1 item) (Total=1)

'W0232488 PM FOR 50BEAHUO034

= Location : 050B-6216 (1 item) (Total=1)

'W0232123  PM FOR 50BAF 005 'FAOMP2

E=scobedo,Caros

= Location : 050B-ROF 1 (1 item) (Total=1)

W0232108 PM FOR 50BBL 012

s

= Location : 050-ROF 1 (1 item) (Total=1)

'W0233526 PMFORGS0AC 025 (GAHBDN FﬂDMH

—_— 'FILTERS)

= Location : 054-0104 (1 item) (Total=1)

'W0234768  PM FOR 54 XX 039

= Location : 054-0118 (1 item) (Total=1)

'W0231774 Remove and replace air/fuel 'FAOMP3
—_— valve per PM findings.

= Location : 054-0199 (1 item) (Total=1)

'W0233002 PMNFPA25BLDG. 545prlider FATSD

—_— 1™

= Location : 055-0199 (1 item) (Total=2)

W0234035 Monthly PM for 55 EG

Thu Fri

FAOMP3(1x1)

FAOMP3(1x1)

Sat

Sun

FAOMP3(1x 8)

FATSD(1x .5)

FAOMP2(1x15)

FAOMH(1x2)

FAOMP2(1x2)

FAOMP2(1x2)
FAOMP2(1x2)
FAOMP2(1x2)

FAOMP3(1x1.

'W0234170 Monthly PM FOR 55 TK 001 FAOMP3
' uUsTtT

Gutierrez Myma

= Location : 055-0225 (1 item) (Total=1)

'W0232479  Remove andreplace ucmml:’y FAOML

- sensor per troubleshooting
— findings

= Location : 055A-ROF 1 (1 item) (Total=1)

FAOML(1x2)
# FAaOML(1 xz}

I FAOMP3(1x1)

12/11/2020 10:09 AM

1



Final Schedule

== Work Order 1 Description

W0233614 PM FOR 55AAC 003

1

= Location : 055-ROF1 (1 item) (Total=3)
1= Work Type Group : PMs (3 fiems)

1 W0233606 PM FOR55AC 024
W0233608 PMFORS55AC 035
W0233612 PM FOR 55AC 046

= Location : 058-0199 (1 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)
W0232820 PMNFPA72BLDG. 58 fire
alarm system ITM
= Location : 059-0198X (1 item) (Total=1)
- Work Type Group : PROJECTS (1 item)

W0224248 Execute LOTO and release
whenwork is complete.

1

= Location : 059-0199X (2 items) (T otal=4)
1= Work Type Group : Code Complaint PMs (3 items)

W0230542 PM for 59 BFP001 (COOLING
k TOWER)
W0230549 PM for 59 BFP004 (Trap primer
fortrash area)
W0230555 PM for 59 BFP0O0S (IRR)

= Work Type Group : PROJECTS (1 item)

Wwo0234418 LOTO Support for contractor
1 work

= Location : 059-1003 (1 item) (Total=1)
- Work Type Group : PROJECTS (1 item)

W0217428 Disarm fire alarm points and
functions as per constructon
manager instructions. (On going
until Nov

= Location : 059-1201 (1 item) (Total=5)
=1 Waork Type Group : Code Complaint PMs (b items)

W0230546  PM for 59 BFP003 (DOMESTIC
1 MAKE-UP FOR COOLING
LOOP)

PMNFPA25BLDG.59 FRAO0O01
sprinkler ITM

PMNFPA25BLDG.59 FRA002
sprinkler ITM

PMNFPA25BLDG.59 FRA003
sprinkler ITM

W0232939

W0232942

W0232946

12/11/2020 10:09 AM

FAOMH

FAOMH

FAOMH

FAOMH

FATSD

FATSE2

FAOMP2

FAOMP2

FAOMP2

FATSE2

FATSD

FAOMP2

FATSD

FATSD

FATSD

1 Lead Craft * FAM Name

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Atkinson_Joseph

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

Escobedo Cardos

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

FAOMH(1x2)

FAOMH(1 x2)

FAOMH(1 x2)

FAOMH(1 x2)

FATSD(1x8)
[ | FATSD(1x8)

Dec 20
Mon Tue Wed Thu Fri Sat Sun
14 15 16 17 18 19 20

x x FATSEZ(1x2)
§ FATSEZ(1x2) § FATSEZ(IxZY @ FATSEZ(1x2)
§ FATSEZOIxZ) [ FATSEZ(ixD)
B FATSEZ(1xZY N FATSEZ(ix9)
-FﬁﬂrMFZi‘-x‘uj »
-FﬁﬂrMFZi‘-x‘uj >
-FﬁﬂrMFZ“-x‘uj »
I | FATSEZ(1x8) '
I | FATSEZ{1x8) '
S FATSE2(1x8) "
[§FATSD(1x1y | FATSD(ix1) FATSD(1x2)
FATSD(1x1) FATSD(1x1)
mu%n N
-iﬁﬂ'snnx_ﬁj
-iﬁﬂ'snnx_ﬁj
-iﬁﬂ'snnx_ﬁj

12



Final Schedule

Dec 20
== Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed Thu
- W0232949 PMNFPA25BLDG.59FRAD04 FATSD Escobedo.Carlos
' sprinkler ITM

= Location : 059-1201A (1 item) (Total=4)

W0234423 (Parent) 12/16-12/18 Outage FAOMP1 FAOMP1(1x6)
1 support; monitor and fuel 800 FAOMP1(1 x6)
- KW generator
Ww0234695 (Child) 12/16-12/18 Outage FAOMP2 Escobedo.Caros FAOMP2(1x6)
support; monitor and fuel 8300 FAOMP2(1x6)
KW generator at the loading
wo0234697 (Child) 12/16-12/18 Outage FAOMP3 Escobedo.Caros FAOMP3(1x6)
support; monitor and fuel 8300 FAOMP3(1x6)
KW generator at the loading
W0234706 (Child) 12/16-12-18 outage FATSR Escobedo.Carlos FATSR(1x2)
support; Drive and park fuel FATSR(1x2)
tanker truck next to 800 KW
- generator.

= Location : 059-2101 (1 item) (Total=1)

'W0234429 Fire alarm group support for
—_— EPO testing B59

= Location : 059-3002 (1 item) (Total=1)

W0234430 Fire alarm supportfor DEC. 16
h power shutdown

= Location : 059-5004 (1 item) (Total=1)

‘'W0230552  PM for 59 BFP005 (HHW MAKE

— -UP)

= Location : 062-0033 (1 item) (Total=1)

FAOMP2 FAOMP2(1x1)

'W0231538 PMFOR62ARU007
— (Coordinate with Bldg. Mgr.)

= Location : 062-0100A (1 item) (Total=1)

FAOMH(1

'W0221797  TroubleshootA/C 010-

1 Compressor not turning on
- ~when called to start

= Location : 062-0108 (1 item) (Total=1)

FAOMH(1x3)

'W0224255  FAOMHtotroubleshootand ~ FAOMH  |TafoyaEric
-adjust airflow that s slightly too

-

= Location : 062-0142 (1 item) (Total=1)

12/11/2020 10:09 AM




Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name

W0213082 Riggers toremove H | P fumace FATSR Tafoya Eric
and two other units from B62-

i 142 and staged it in the parking
N o

= Location : 062-0198X (1 item) (Total=2)

'W0233420  62GS0011247kVSF6GAS  FATSE2 FATSE2(1x1)
— FILLED SW-GS-1-62
W0233422  62GS0021247kVSF6GAS  FATSE2 | TafoyakEric [ FaTse201x1)
| FILLED SW-GS-2-62

= Location : 062-0199 (1 item) (Total=2)

FATSD(1x 5)

PM NFPA25BLDG. 62/62A/62F FATSD
sprinkler ITM

W0221490 PMFORG62BFP005 FR FAOMP1 | Tafoya.Enc " I FAOMFP1(1x1)

'W0233011

= Location : 062-0201 (1 item) (Total=1)

FAOMHI(1;

W0233522 PM-C For62 AC010
Mezzanine "FAM

A Coordinate" (CARBON Filter_
- Semi/Ann. only)

= Location : 062B-0100 (1 item) (Total=1)

'W0232877 PMNFPA72BLDG. 62B fire
~alarm Audible & Function
h Testing

= Location : 062F-0100 (1 item) (Total=1)

EWI]231534 PM FORG62F ARUO001 Trane- EFﬂDMH  — JEADHH{-I-;: 3
Screw (Coordinate Mon or
- Tues)

= Location : 064-0193 (1 item) (Total=1)

'W0234534  PM FOR 64 BR 007

= Location : 064C-0199 (1 item) (Total=1)

FAOMP3(1 x4)

'W0233430 71GS00312.47kVSF6GAS  FATSE2 FATSE2(1x1)
— 'FILLED SW-GS-3-71

= Location: 066-0111 (2 items) (Total=3)

' W0231526 PM FOR 66 ARUDO1 FAOMH(1x3)

W0231528 PM FOR 66 ARU002 FAOMH Tafoya Enc i FAOMH(1x3)

12/11/2020 10:09 AM



Final Schedule

== Work Order 1 Description

1 Lead Craft * FAM Name

PM FOR 66 ADR 004

W0233554
1 —

FAOMH

Tafoya.Enc

= Location : 066-0112 (1 item) (Total=2)

'W0233584

—

PM FOR 66 DSRO 003

FAOMH

Tafoya.Enc

. i FAOMH(1x2)

FAOMH(1x3.5)

Dec 20
Mon Tue Wed Thu Fri Sat Sun
e 7 s e 2o ]

'W0233586  PM FOR 66 DSRO 004

FAOMH

Tafoya.Enc

= Location : 066-0199 (1 item) (Total=1)

'W0233023  PM NFPA25BLDG. 66 sprinkler

—_— 1™

FATSD

= Location : 066-0316 (1 item) (Total=1)

'W0227092  Replaceburntoutlampsand  FAOML Tafoya.Eric
~or/ballasts as requested by the
A customer/client. Seelongtext
- formore

= Location:067-1107 [i item) (Total=1)

'W0233999 Grp PM Monthly -B67 FTU Unit

_— 12117

= Location:067-1211 (1 item) (Total=1)

W0231574 Replace burnt out lamps and
or/ballasts as requested by the
- customer/client. Seelong text
- for more

= Location : 067-1999 (1 item) (Total=1)

'W0233026 PMNFPA25BLDG.67/67A/67L

—_— sprinkler ITM

FATSD

= Location : 067-2219 (1 item) (Total=2)

Anchor bolts from an cld
machine are currently in the
- middle of the floor causing a trip

W0234650

hazard. The

I"FADMHU x1)

FATSD(1x .5)

FATSD(1x1)

FATSC(143)

FAOML(1x2)
FAOML(1x2)

FAOMP2(1 x 6)
FAOMP2(1 x6)

WO0193407 Anchor equipment per
engineering

2 specifications/penetration

permit. (Equipment shutdown
required).

FATSC

Tafoya.Enc

= Location : 067-5201 (1 item) (Total=1)

'W0234380  Plumbers to Replace 3 Faucets

1 “identified in previous

FATSF

— troubleshoot W/O

12/11/2020 10:09 AM

FATSC(]x4)

15



Final Schedule

== Work Order 1 Description

= Location : U6 /-52 10C (1 item) (1 otal=1)

W0234654  Investigate automatic door for
1 BlOlabroom 5210C, thedoor
- ~willnot move, frozen half open.

1 Lead Craft * FAM Name

= Location : 067-6106 (1 item) (Total=1)

'W0221155  HVAC totroubleshoot why RHV

is leaking by or DAT readings
- -areinaccurate

= Location : 067A-0102 (1 item) (Total=2)

'W0219367  (Parent)Maintain building

temperature set point and
- -secure chiller daily at 5-30pm

Dec 20

§ FAOMH(1x1)
M FAOMH(1x3)

FAOMH(1x4)
FAOMH(1x4)

Wed Thu Fri Sat Sun

| 09 T |0 T |

' 3) H(1x3) | MH(1x3)
: I FADMH{I::I} ] FADMH{I::I} ] FADMH{I::I}
@ FaOMH(1x1) .

'W0219368  (Child) Start Chiller and monitor FMCS

“equipment until secured daily .

Tafoya.Enc

= Location: 068-0101 (1 item) (Total=1)

'W0233188
—_— ‘booster pump ITM (weekly)

'PMNFPA25BLDG. 68 grid EFA.TSD

Rini.Chnstopher G

= Location : 068-0199 (1 item) (Total=2)

PMNFPA25BLDG. 68/75F
sprinkler ITM

W0233030 FATSD

Rini.Chnstopher G

B FMcs(1x1)

B Fmcs(ix1) 0 FMCSII: x1) W chsm x1) 0 Fucs_u x1)

FATSD(1x1)

FATSD(1x .5)

EWI‘.]221492 PM FOR 68 BFP001 FR FAOMP1

Rini.Chnstopher G

= Location : 068TK001 (1 item) (Total=1)

'W0233150 PM NFPA25BLDG. 68 water
h storage tank ITM

Rini.Chnstopher G

= Location : 069-0160 (1 item) (Total=1)

'W0234610  FAOML to Troubleshoot interior
-and exterior lights out over
- 'High Bay (69-160) FEE =

Rini.Chnstopher G

= Location : 069-0199 (1 item) (Total=1)

'W0233033  PMNFPA25BLDG. 69 Sprlider FATSD

— 1™

Rini.Chnstopher G

= Location:070-0183 [1 item) (Total=1)

W0226516
h ‘Annual 10/20-12/10

'PMFOR70BRO11- W{}218458 FA.GMP?-

= Location:070-0187 [1 item) (Total=1)

FATSD(1x.5)

FAOML(1x4)
FAOML(1x4)

FATSD(1x.5)

I FAOMP1(1x1)

FAOMP3(1 x 4}

12/11/2020 10:09 AM

16



Final Schedule

2

Work Order % Description 2 Lead Craft & FAM Name

I 'W0234934 Repair lights in mezzanine level.

FAOML

E=scobedo,Caros

= Location : 070-0198 (1 item) (Total=1)

'W0233369 Troubleshot controls in B70A

FMCS

E=scobedo,Caros

= Location:070-0199 (2 items) (Total=3)

'W0233039 PMNFPA25BLDG. 70 sprinkler

1L

‘W0233424 70 GS003 12.47kV SF6 GAS
— FILLED SW-GS-3-70

FATSE2

Dec 20
Mon Tue Wed Thu Fri Sat Sun

1
[{] FAOML(1x2)
B FaoML(1x2)

FMCS(1x4)
FHCS{I;::J-}

FATSD(1x.5)

FATSE2(1x1)

W0233426 70G500412.47kV 5F6 GAS
' FILLED SW-GS5-4-70

FATSE2

E=scobedo,Caros

= Location : 070-0203 (1 item) (Total=1)

'W0234834  B.70-203/209 Fire Sprinkler
— Impairment/Drainage

FATSD

E=scobedo,Caros

= Location : 070-0294 (1 item) (Total=1)

'W0234982  Remove and replace hallway

—_— ceilingtile

FATSC

E=scobedo,Caros

= Location : 070A-0199X (1 item) (Total=1)

Investigate cause of water loss
: -onthe HHW system inthe

- building.(Garratt Callahan
- recommendation).

W0234999

gFAGMPI

= Location : 070A-1199 (1 item) (Total=1)

'W0233036 PMNFPA25BLDG. 70A

— -sprinkler ITM

= Location : 070A-3347A (1 item) (Total=1)

'W0231605  Removeandreplace ballastin

-with Craig Tindall before work)

. EFADML
i ~3rd floor clean room. (Checkin

= Location : 070A-4445 (1 item) (Total=1)

'W0233590 PMFOR 70AHU 001 (Sched

_— ‘with Ingrid)

= Location : 070A-ROF 1 (1 item) (Total=40)

I 'W0233837 PM FOR 70ABL 051

12/11/2020 10:09 AM

'FAOMP1

I FATSE2(1x1)

FATSC(1x3)

FAOMP1(1x2)

FAOMP1(1x2)

FATSD(1x.5)

FAOMP1(1x5)

17



Final Schedule

=] Work Order

W0233805

W0233807

W0233809

W0233811

W0233813

W0233815

W0233817

W0233819

o W0233821

- W0233823

e W0233825

e W0233827

- W0233829

o W0233831

o W0233833

- W0233835

o W0233839

- W0233841

- W0233905

- W0233847

e W0233851

- W0233855

- W0233857

- W0233859

e W0233861

12/11/2020 10:09 AM

2 Description

PM FOR 70ABL D01A

PM FOR 70ABL 002A

PM FOR 70ABL 006

PM FOR 70ABL 009

PM FOR 70ABL 010

PM FOR 70ABL 012

PM FOR 70ABL 028

PM FOR 70ABL 029

PM FOR 70ABL 030

PM FOR 70ABL 034

PM FOR 70ABL 036

PM FOR 70ABL 039

PM FOR 70ABL 041

PM FOR 70ABL 042

PM FOR 70ABL 047

PM FOR 70ABL 049

PM FOR 70ABL 052

PM FOR 70ABL 053

PM FOR 70ABL 058

PM FOR 70ABL 065 4457A

PM FOR 70ABL 067

PM FOR 70ABL 069

PM FOR 70ABL 071

PM FOR 70ABL 072

PM FOR 70ABL 073

1 Lead Craft * FAM Name

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

Escobedo Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

Dec 20
Mon Tue Wed Thu Fri Sat Sun
14 15 16 17 18 19 |20

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

[ lE TElE TalE TEleEE TalE TaleE e TelE TalE el TalE TeEE Tala TalE TaleE TeleE Tala Tale T

FAOMP1(1x5)

FAOMP1(1x 5)
FAOMP1(1x 5)
FAOMP1(1x 5)
FAOMP1(1x 5)

FAOMP1(1x5)

18



Final Schedule

=] Work Order

2 Description

= W0233863 PM FOR 70ABL 074
- W0233865 PM FOR 70ABL 075
- W0233867 PM FOR 70ABL 080
- W0233869 PM FOR 70ABL 081
- W0233871 PM FOR 70ABL 082
= W0233873 PM FOR 70ABL 083
- W0233875 PM FOR 70ABL 084
- W0233877 PM FOR 70ABL 085
- W0233879 PM FOR 70ABL 086
e W0233881 PM FOR 70ABL 087
= W0233883 PM FOR 70ABL 088
- W0233885 PM FOR 70ABL 089
- W0233887 PM FOR 70ABL 090

W0233889 PM FOR 70ABL 091

40

= Location : 070-ROF1 (1 item) (Total=3)
1= Work Type Group : PMs (3 fiems)

1 W0233709 PMFOR70BLO71
Wo0233711 PMFOR 70BL0O72
W0233713 PMFOR70BL073

= Location:071-0146 (1 item) (Total=1)
I-| Work Type Group : CMR, Eic (1 item)

W0231791

Relocate Receptacles in Bella

1 Lab. (Photos Attached)

= Location:071-0199 (2 items) (Total=/)
1= Waork Type Group : Code Complaint PMs (4 items)
W0221498 PM FOR 71 BFP00O5 FR

1

W0221500 PM FOR 71 BFP006 FR

W0233046 PMNFPAZ25BLDG.71/71B
sprinkler ITM

Wo0233132 PMNFPA25BLDG. 71
preaction I TM

12/11/2020 10:09 AM

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP2

FAOMP2

FAOMP2

FATSE1

FAOMP1

FAOMP1

FATSD

FATSD

1 Lead Craft * FAM Name

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Dec 20
Mon

Sun

14

FAOMP1 (1 x 5]
FAOMP1(1x.5)
FAOMP1(1x.5)
FAOMP1(1x.5)
FAOMP1(1x.5)
FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x 5)
FAOMP1(1x 5)
FAOMP1(1x 5)
FAOMP1(1x 5)
FAOMP1(1x 5)
FAOMP1(1x 5)
FAOMP1(1x 5)
FAOMP2(1 x 1)
FAOMP2(1 x 1)

FAOMP2(1x1)

% FATSET(1 x8)
| FATSET{T1x8)

FAOMP1(1x1)

FAOMP1(1x1)

FATSD(1x.5)

FATSD(1x 5)




Final Schedule

=] Work Order 2

W0232443

L

Description

12/14-12/20

1 Lead Craft * FAM Name

PM for TRW filter 71 FL 003 FAOMP3

FAOMP3(1x1)

'W0234992  PMforTRWfilter 7IFL002  FAOMP3 | Atkinson Joseph FAOMP3(1 x 1)
12/14-12/20
'W0233428  71GS00212.47kVSF6GAS FATSE2 | Atkinson.Joseph

FILLED SW-GS5-2-71

= Location : 071-0298 (1 item) (Total=1)

W0233594

—

PMfor 7THU 001

FAOMH

Atkinson_Joseph

= Location :071C-0105 (1 item) (Total=1)

W0232874

Testing

'PMNFPA72BLDG. 71C fire
I : “alarm Audible & Function

= Location :071C-0199 (1 item) (Total=1)

W0233042

PMNFPA25BLDG.

I : T1TIJIC/IPIFIKID trailers

sprinkler ITM

= Location : 072-0123 (1 item) (Total=1)

W0226337

'PM FOR 72 BR 001
i LOCHINVAR F'LT34[IFMATLaI§

Office

= Location : 072-0199 (1 item) (Total=1)

W0221502 PMFOR 72BFP009 FR FAOMP1

= Location:072-0199V

'W0233049

(1item) (Total=2)

PMNFPA25BLDG.
T2I72AJ72BI72C sprinkler ITM

FAOMH(1x2)

FATSD(1x1)

I FATSE2(1x1)

FATSD(1x1)

FAOMP1(1x1)

FAOMP3(1 x}

FATSD(1x1)
FATSD(1x1)

'W0233114

'PMNFPA25BLDG. 72A/72B FATSD
preaction ITM

Tafoya.Enc

= Location : 072A-ROF 1 (1 item) (Total=1)

'W0232374  PM FOR 72AAF 001 FAOMP2

Tafoya.Enc

= Location:072C-0201

gwuzzaﬁn
1

(1item) (Total=1)

Replaceburntoutlamps and
-or/ballasts as requested by the
customer/client. Seelongtext

for more

= Location:072C-0202

(1item) (Total=1)

12/11/2020 10:09 AM

I FATSD(1x1)

FAOML(1x2)
FAOML(1x2)

FAC
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Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name

W0228510  Replaceburntoutlampsand  FAOML Tafoya.Eric
~or/ballasts as requested by the

- customer/client. See long text

formore

= Location : 072C-0212 (1 item) (Total=1)

'W0228511  Replaceburntoutlampsand ~ FAOML Tafoya Eric
‘or/ballasts as requested by the

_customer/client. See long text
formore

= Location : 072C-0215 (1 item) (Total=1)

'W0228516  Replaceburntoutlampsand

~or/ballasts as requested by the

o customer/client. Seelongtext
- formore

= Location : 072C-0216 (1 item) (Total=1)

'W0228512  Replaceburntoutlampsand

~or/ballasts as requested by the

A customer/client. Seelongtext
- formore

= Location : 072C-0220 (1 item) (Total=1)

W0228514  Replaceburntoutlampsand

~or/ballasts as requested by the

o customer/client. Seelongtext
- formore

= Location : 072C-0222 (1 item) (Total=1)

'W0228513  Replaceburntoutlampsand

~or/ballasts as requested by the

A customer/client. Seelongtext
- formore

= Location:074-0100 [i item) (Total=2)

'W0233949 Replace burned out lamps

—

FAOML(1x2)
FAOML(1x2)

FAOML(1x2)
FAOML(1x2)

FAOML(1=x

 x2.5)
:x25}

FAOML(1x2)
FAOML(1x2)

FAOML(1x2)
FAOML(1x2)

'W0232146 Replace burntoutlampsand  FAOML Atkinson.Joseph
or/ballasts as requested by the

customer/client. Seelong text
for more

= Location : 074-0100B (2 items) (Total=2)

'W0233948  Replace burned out lamps

12/11/2020 10:09 AM

FAOML(1x2)

FAOML(1x2)
FAOML(1x2}

21



Final Schedule

=] Work Order

2 Description

1 Lead Craft * FAM Name

wW0230993
1 —

BLDG 74 DATA AIRE SPUT AC

FAOMH

Atkinson_Joseph

= Location: 074-0101 (1 item) (Total=1)

—

'W0233950

'Replace burned out lamps

'FAOML

= Location:074-0106 [i item) (Total=1)

L

W0233952

'Replace burned out lamps

'FAOML

= Location - 074-0107 (1 item) (Total=1)

'W0233951

'Replace burned out lamps

'FAOML

= Location : 074-0118 (2 items) (Total=3)

Dec 20

Mon Tue Wed

FAOML(1x2)

FAOML(1x2)

FAOML(1x2)

Thu

. I FAOMH(1x3)

Fri Sat Sun

W0230991

BLDG 74 DATA AIRE SPUT AC

= Location : 074-0198X (1 item) (Total=2)

W0232144 Replace burnt cut lamps and FAOML(1x2)
or/ballasts as requested by the FAOML(1x2)
customer/client. Seelong text
for more L]

W0232145 Replace burnt out lamps and FAOML Atkinson.Joseph FAOML(1x2)
or/ballasts as requested by the FAOML(1x2)
customer/client. Seelong text

FAOMH(1x3)

'W0233432 ECGS00112.47kVSF6GAS FATSE2 | Atkinson Joseph FATSE2(1x1)

FILLED SW-GS-1-EC
'W0233434 ECGS00212.47kVSF6GAS FATSE2 | Atkinson.Joseph B FaTSE2(1x1)
' FILLED SW-GS-2-EC

= Location : 074-0200B (1 item) (Total=1)

W0232139

Replace burnt out lamps and

_customer/client. See long text
formore

~or/ballasts as requested by the

FAOML

= Location : 074-0221A (1 item) (Total=1)

W0230997

BLDG 74 DATA AIRE SPUT AC

gFAGMH

= Location : 074-0221B (1 item) (Total=1)

W0230995

BLDG 74 DATA AIRE SPUT AC

gFAGMH

= I vt - 74 022 71 abeommd T adAal—1%

12/11/2020 10:09 AM

FAOML(1
FAOML(1

x2)
x2)

FAOMH(1x3)

22



Final Schedule

1 Lead Craft * FAM Name

== Work Order 1 Description

ALV L WP STTUE I l L} II.EIIII l L} ul.ﬂl_l:

'Replaceburntoutlampsand ~ FAOML Atkinzon Joseph

-or/ballasts as requested by the
customer/client. Seelongtext
formore

= Location : 075-0109B (1 item) (Total=1)

Wo0232141

'W0232158  Replace overhead light bulbs Rini.Christopher G
- thatareflickering in 75-109B

~and buzzingin 075-0131C FEE
= Location: 075-0199 (1 item) (Total=1)

'W0233055 PMNFPA25BLDG. Rini.Chrsiopher G

— - 75/75A/75B/75C sprinkier [TM
= Location - 076-0123 (1 item) (Total=1)

'FATSD

'W0213723  (Ongoing ) Check active Alarms Rini.Chrsiopher G
- on Controls systems & assist

_other crafts w/ Controls issues

FATSD(1x.5)

FMCS(1 xE}

FMCS{I; x2) | FMCS;

FAOML(1
FAOML(1x2}

1x2) I FMC;SH x2)

Dec 20
Mon Tue Wed Thu Fri Sat Sun
1A 1 S 6 N 7 W s T 9 W |20 |

FAOML(1x3)
FAOM L{I; x3)

FH'I;'.:S{I x2)

= Location : 076-0199 (2 items) (Total=3)

FAOMP1 Rini.Chnstopher G

'W0221510 PM FOR 76 BFP008 FR

FAOMP1(1

x1)

Meonthly PM FOR 76 TK 006 Rini.Christopher G

Rini.Chnstopher G

'W0234994 B76 Fuel Spill Containment
—_— Basin 12/14-12/20

= Location : 076 TK005 (1 item) (Total=1)

'W0234450  Monthly PM FOR 76 TK 005 Rini.Christopher G

—_— UST

= Location :077-0198 (1 item) (Total=3)

gFAGMP?.

FAOMP3(1x15)

I FAOMP3(1x1)

FAOMP3(1x1)

= Location:077-0199 (3 items) (Total=4)

Rini.Chnstopher G

'W0233064  PMNFPA25BLDG.77 sprinkler FATSD

IT™

FATSD(1x1)

'W0233378 PM for 77 ADF001 EATSE?2 |Rini.Chrisiopher G FATSE2(1x2)
' W0233448 PM for 77 PNLOO1 FATSE?2 |Rini.Chrisiopher G I FATSE2(1x3)
'W0233472 PM for 77 XFM072 FATSE2 Rini.Christopher G I FATSE2(1x1)

éFﬂGMP] Rini.Chnstopher G

'W0221512 PM FOR 77 BFP007 FR

12/11/2020 10:09 AM

I FAOMP1(1
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Final Schedule

Dec 20

== Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed Thu Fri Sat Sun

(14 1S T |16 |17 (s 20 b ]
FAOMP3(1x2)

‘W0225274  PMFOR77KC 008 Need FAOMP3 |Rini.Christopher G
| Materials Information

'W0223402 12/16-PROJ-B77Enclosure FATSE1 Rini.Chrisiopher G FATSE2(1x2)
Electrical LOTO (LP-3786) for FATSE2(1x2)
- lights & outlets in canopy

= Location : 077-0199X (2 items) (Total=3)

- W0233642 PM FOR 77 RF 004 Rini.Chrstopher G FAOMH(1x1)
- Id | FAOMH(1x1)

'W0233638  PM FOR 77 RF 004 FAOMH | Rini.Christopher G 2 | FAOMH(TxT)
| FA.DHH{%‘I x1)

FATSD(1x4)
FATSD(1x4)

'W0229404  12/18-FATSD -Connect fire Rini.Christopher G

- alarm system for B79A

Container in its new location
= Location : 077-0239 (1 item) (Total=1)

'W0231614  12/18-PROJ (B79A0ilCont  FATSE1 |Rini.Christopher G FATSE1(1x4)
'Reloc) Execute LOTO (LP-
- - 3971) for contractor to connect

the power to 79A
= Location : 077H-0100 (1 item) (Total=2)

FAOMP3(1x1.5

‘W0216523  77HGH 002 MATL Here, Rini.Christopher G |,
"Pleasefollow"77" & LBNL
Covid-19 protocols while in the
bidg.

'W0232694 PMFOR7/HGH 002 MATLat FAOMP3 | Rini.ChristopherG |4
Stores

= Location : 077J-0199 (1 item) (Total=1)

I 'W0232380 PM FOR 77JAF 001 FAOMP2 | Rini.Chrstopher G Fﬁﬂéﬂl’lﬂ x1)

= Location : 077K-0199 (1 item) (Total=1)

'W0232382 PM FOR 77KAF 001 FAOMP2 | Rini.Chnsiopher G FAD?AP:H x1)

= Location : 077L-0199 (1 item) (Total=2)

I 'W0232384 PM FOR 77LAF 001 FAOMP2 | Rini.Chnsiopher G Fﬁﬂéﬂl’lﬂ x1)

'W0232386  PM FOR 77LAF 002 'FAOMP2 | Rini.Christopher G I FAOMP2(1x1)

= Location : 077M-0199 (1 item) (Total=1)

'W0232388 PM FOR 77MAF 001 Rini.Christopher G

12/11/2020 10:09 AM

FAOMP2(1x 1)




Final Schedule

== Work Order 1 Description

- Location : 077-SKID (2 items) (Total=3)
- Work Type Group : CMR, Eic (1 item)

W0207331 (Parent) Prepare chiller ARUO4
1 for vendor Retubing and Provide
vendor support as needed

- Work Type Group : PMs (2 fiems)

W0231115  PMON77FL001(PEP IMF
i Water Filter, Sand) DEC

Wo0231120 PM ON 77FL0OD2 (PEP IMF
Water Filter, Sand) DEC
- Location : 079-0199 (1 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)
1 W0232933 IF_’I_MMN FPA25BLDG. 79 sprinkler
- Location : 079A-0199 (1 item) (T otal=1)
- Work Type Group : Code Complaint PMs (1 item)
W0232929 PMNFPA25BLDG. 79A
1 sprinkler ITM
- Location : 080-0203 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

W0232026 Replace burnt cut lamps and
or/ballasts as requested by the
customer/client. See long text
for more

- Location : 080-ROF1 (1 item) (Total=7)
- Work Type Group : PMs (7 iiems)

1 W0227665 PMFORS0BLO033
WO0227667 PMFOR S80BL 034

. WO0227669 PMFORS0BL042
. WO0227671 PMFORS0BLO043
- WO0227673 PMFOR 80BL 044
~_ WO0227675 PM FOR 80BL 046
_ WO0232584 PMFOR 80BL 045

- Location : 081-0199 (1 item) (Total=8)
- Work Type Group : Code Complaint PMs (8 items)

1 W0234133 Monthly PM for 76 EG 122
= W0234137 Monthly PM for 76 EG 123
W0234141 Monthly PM for 76 EG 124

12/11/2020 10:09 AM

1 Lead Craft * FAM Name

FAOMH

FAOMP3

FAOMP3

FATSD

FATSD

FAOML

FAOMP2

FAOMP2

FAOMP2

FAOMP2

FAOMP2

FAOMP2

FAOMP2

FAOMP3

FAOMP3

FAOMP3

Dec 20
Mon Tue
14 15

Wed

16

Thu
17

Fri
18

Sat
19

Sun
20

Rini.Chnstopher G

s FAOMH(1x8) [E===] FAOMH(1x8)

FAOMH(1x8)

[ FAOMH(1x8)

(s FAOMH(1x8)

Rini.Chnstopher G

FAOMP3(1 x4)
FAOMP3(1 x4)

FATSD(1x1)

Rini.Chnstopher G
Rini.Chnstopher G
Rini.Chnstopher G

FATSD(1x1)

Reisinger,Richard |

Reisinger,Richard | FAOMP2(1 x1)
Reisinger,Richard | FAOMP2(1 x1)
Reisinger,Richard | FAOMP2(1 x1)
Reisinger,Richard | FAOMP2(1 x1)
Reisinger,Richard | FAOMP2(1 x1)
Reisinger,Richard | FAOMP2(1 x1)
Reisinger,Richard | FAOMP2(1 x1)

Atkinson_Joseph FAOMP3(1x1.75)
Atkinson_Joseph FAOMP3(1x1.75)

Atkinson_Joseph FAOMP3(1x1.75)

FAOML{1%

—

FAOML{1%




Final Schedule

== Work Order 1 Description

1 Lead Craft * FAM Name

'W0234135 PMFOR 76 TK018 FAOMP3 | AtkinsonJoseph FAOMP3(1x1)

W0234139 PMFOR 76 TK 016 FAOMP3 | AtkinsonJoseph I FAOMP3(1x1)

W0234143 PMFOR76 TKO017 FAOMP3 | AtkinsonJoseph I FAOMP3(1x1)

W0221518 PM FOR 81 BFP003 FR FAOMP1 | AtkinsonJoseph IFADMPI[I x1)
W0233076 PMNFPA25BLDG. 81 sprinkler FATSD Atkinson.Joseph

™

= Location : 082-0100 (1 item) (Total=2)

'W0233200 PMNFPA25BLDG. 82grid
h - booster pump ITM (weekly)

'FATSD

FATSD(1x1)

I FATSD(1x 5)

'W0233079  PMNFPA25BLDG. 82 sprinkler

Im™™

FATSD

Atkinson_Joseph

= Location : 082-0199 (1 item) (Total=1)

'W0221520 §PM FOR 82BFP001 FR

—

gFAGMPI

= Location : 082TK002 (1 item) (Total=1)

'W0233147 'PM NFPA25BLDG. 82 water
! - storage tank ITM

= Location : 083-0116 (1 item) (Total=1)

'W0231653  Replaceburntoutlampsand

~or/ballasts as requested by the

L N—-— customer/client. Seelongtext
- formore

= Location : 084-0077A (1 item) (Total=1)

'W0231660  Replaceburntoutlampsand

~or/ballasts as requested by the

S customer/client. Seelongtext
- formore

= Location : 084-0199 (1 item) (Total=1)

'W0227490 PMFORS84BFP003 Bldg.
1

- Advance

 Shutdown/ PostBldg_5daysin

'FAOMP1

= Location : 084-0289 (1 item) (Total=1)

'W0216297  FATSPtocomplete
1 “maintenance painting in 2nd
| 'FLR corridor 289

= Location : 084-0294 (1 item) (Total=1)

FATSP(1x8)

FAOML(1x2)

I FATSD(1x1)

FAOMP1(1x1)

FATSD(1x1)

FATSP(1x

8)
= FATSP(1x

FATSP(1x8)
8)

FAOMP1(

12/11/2020 10:09 AM

26



Final Schedule

== Work Order 1 Description

1 Lead Craft * FAM Name

W0216296 FATSP tocomplete EATSP

1 maintenance painting in 2nd

FLR corridor 294
- Location : 084-0355 (1 item) (Total=1)
- Work Type Group : PROJECTS (1 item)
W0234370 LBNL FA supportto shut off FATSD
1 sprinklers in B84 0355 12/14-
12722
- Location : 084-0367 (1 item) (Total=1)
- Work Type Group : PMs (1 fiem)
e W0232594 PM FOR 84 BL 004 FAOMP1
- Location : 084B-ROF1 (1 item) (Total=2)
- Work Type Group : PMs (2 fiems)

. W0231036 PM FOR 84BCT 001 FAOMP1

Wo0231038 PM FOR 84BCT 002 FAOMP1
- Location : 084-ROF1 (1 item) (Total=10)
-1 Work Type Group : PMs (10 ftiems)

& W0232588 PMFORS84BLOO1 FAOMP1
W0232590 PMFOR 84 BLO002 FAOMP1
W0232592 PMFOR 84 BLO003 FAOMP1
W0232600 PM FOR 84 BLOO7 FAOMP1
W0232606 PMFORS84BLO11 FAOMP1
W0232608 PMFORS84BLO012 FAOMP1
Wo0232610 PMFORS84BLO013 FAOMP1
W0232612 PMFORS84BLO014 FAOMP1
W0232614 PMFORS84BL0O15 FAOMP1

o W0232616 PMFORS84BLO16 FAOMP1
- Location : 085-0199 (1 item) (Total=4)
-1 Work Type Group : Code Complaint PMs (4 items)
Wo0233380 (Parent FATSE2) 8am - FATSE2
1 Monthly, SemiA_ & Annual PM
of EG-096-85
W0232923 PM NFPA25BLDG. 85 HEF ITM FATSD

12/11/2020 10:09 AM

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Dec 20
Maon Tue Wed Thu Fri Sat Sun
14 15 16 17 18 19 20
FATSP(1x8) e==a FATSP(1x8) [ FATSP(1x8)
(s FATSP(1x8) (s FATSP(1x8)

FATSD(1x2)
FATSD(1x2)

FATSD(1x2)
FATSD(1x2)
FATSD(1x2)
{_FATSD(1x2)

FATSD(1x2)
FATSD(1x2)

H FATSD(1x2)
{ FATSD(1x2)

FAOMP1(1x1)

FAOMP1(1x1)
FAOMP1(1x1)
FAOMP1(1x1)
FAOMP1(1x1)
FAOMP1(1x1)
FAOMP1(1x1)
FAOMP1(1x1)
FAOMP1(1x1)
FAOMP1(1x1)

FAOMP1(1x1)

FATSE2(1x2)

FATSD(1x1)

T e v e T w e W

FAOMP1(
FAOMP1(

27



Final Schedule

== Work Order 1 Description

W0233097 PM NFPA25BLDG. 85/85D
wet/dry sprinkler ITM
W0227492 PM FOR 85 BFP005

- Location : 085-0301 (1 item) (Total=8)
-1 Work Type Group : PMs (8 items)

1 W0232626 PMFORS5BL015 A58 2ea
W0232628 PMFORS5BL016 A59 2ea.
. WO0232630 PMFORS5BL017 B3&81ea.
~ W0232632 PMFORS5BL018 B3&81ea.
- WO0232634 PMFOR 85BL 019 BX40 1ea.
~ W0232636 PM FOR 85BL 020
_ W0232638 PMFOR S85BL 021 A24 1ea.
_ WO0232640 PMFORS85BL022 AX29 1ea.

MATL Here
- Location : 085A-0199 (1 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)

W0233091 PMNFPA25BLDG. 85A AFFF
1 deluge ITM

5 Location : 085B-0199 (1 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)

W0233094 PMNFPA25BLDG_85B
1 sprinkler ITM

- Location : 085TKO0O01 (1 item) (Total=2)
- Work Type Group : Code Complaint PMs (2 items)

W0227494 PMFORB5BFP006 85B
1 Domestic PostBldg.
W0234448 Monthly PMFOR 85 TK 001
UsT

- Location : 086-0114 (1 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)

W0232846 PMNFPA72BLDG. 86 fire
alarm system ITM

- Location : 086-0199 (2 items) (Total=2)
- Work Type Group : CMR, Eic (1 item)

W0223338 Replace Sight Glass on boiler
1 86 BR0O02. Off shift have spare
sightglass per FAM - Adam B.

- Work Type Group : Code Complaint PMs (1 item)

12/11/2020 10:09 AM

FATSD

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FATSD

FATSD

FAOMP1

FAOMP3

FATSD

FAOMP3

1 Lead Craft * FAM Name

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson.Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Dec 20
Mon
14

FAOMP3(1x3)
FAOMP3(1x3)

Tue
15

Wed
16

Thu
17

Fri Sat
18 19

FATSD(1x1)

FAOMP1(1x1.5)
FAOMP1(1x1.5)
FAOMP1(1x1.5)

FAOMP1(1x1.5)

FAOMP1(1x1)
FAOMP1(1x1.5)

FAOMP1(1x1.5)

FAOMP1(1x 1.5)

FATSD(1x1)

FATSD(1x1)

FATSD(1x8)
FATSD(1x8)

FATSD(1x8)
(S | FATSD(1x8)

Sun
20

FAOMPI(

FAOMP1{1x1F

FAOMP3(1x1)

28



Final Schedule

== Work Order 1 Description

1 Lead Craft * FAM Name

—I 'W0233101 PMNFPA25BLDG. 86 sprinkler
— IT™M

FATSD

Atkinson_Joseph

= Location : 086-ROF 1 (1 item) (Total=1)

W0220803 PMT's toreplace Shaft Bearngs

— & Sheaves

FAOMP1

= Location:088-0181 [1 item) (Total=1)

W0234063

Monthly PM for 88 EG

'FAOMP3

Gutierrez Myma

= Location - 088-ROF1 (1 item) (Total=1)

'W0233686  LOTO & Troubleshoot motor
— conductors for 88-BL-145

'FATSE2

Gutierrez Myma

= Location : 090-0027 (1 item) (Total=1)

'W0234915  Relamp fixtures in mechanical

| room

FA.G ML

Gutierrez Myma

= Location : 090-0096 [1 item) (Total=1)

W0232394

PM FOR 90 AF 004

Gutierrez Myma

= Location :ugumgg(i item) (Total=1)

W0224747
Is this a Fire Riser or Bldg

- Domestic

'PM FOR90BFP007 GITY—FSRI

FAOMP1

Gutierrez Myma

= Location : 090-3147B (1 item) (Total=1)

'W0234698  Repair lights in multiple
— locations. (3147B, 3147C, 3053)

Gutierrez Myma

= Location : 090X-0105 (1 item) (Total=2)

Dec 20

FAOMP1(1x3)
FAOMP1(1x3)

..... (18 119 TN ]i20 T

FATSD(1:

FAOML(1x4)
FAOML(1x4)

FAOML(1x2)
FAOML(1x2)

FAOMP1(1x.5)

W0233221 (Child) Install concrete pad, GutierrezMyma FATSL(1x8)
bollard, and wheel stop per (Sl | FATSL(1x8)
. penetration permit and L{1x8)
- engineering specs. L(1x8)
W0234936 {Child) Provide supportfor EV~ FATSC Gutierrez.Myma FATSC(1x8)
charger install; construct forms C(1x8)
h for concrete pad.

= Location :091-0145 (1 item) (Total=1)

- W0234615 Troubleshoot DI water feed to

] Millipore

FAOMP1

Reisinger,Richard |

= Location:091-0161 (1 item) (Total=1)

FAOMP1(1
FAOMP1(1x2)

12/11/2020 10:09 AM

29



Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name

'W0234829 Dual meter only has onepulse FMCS ReisingerRichard |
— signal integrated in ALC

= Location : 091-0192 (1 item) (Total=1)

'W0232859  PMNFPA72BLDG.91/91U
Fire Alarm Audible & Function
- Testing

= Location : 091-0227 (1 item) (Total=1)

Reisinger,Richard |

W0232021 Locate and adjust Exhaust
- DamperinR227
= Location : 091U-0101 (2 items) (Total=3)

Reisinger,Richard |

W0213917 (Parent) Remove and clean FAOMP1 Reisinger.Richard |

Dec 20

Mon Tue

?.M
FMCS(1x3)

FAOMH(1x4)

FAOMP1(1x1)
@ FaomP1(1x1)

Wed

Thu

FAOMP1(1x1)

@ FaomMP1(1x1)

Fri

Sat Sun

FATSD(1x1)
FATSD(1x1)

§ FAOMP1(1x1)
FAOMP1(1x 1)

= Location : 977-0120K (1 item) (Total=1)

FATSR

'W0231744  a) 1newfreezertobe moved
- from the loading dock to Rm_167
***0ld

= Location : 977-0212 (1 item) (Total=1)

'W0228482  Transport Freezer from Room
- 120loading area to Room 212
e @977

= Location : HSITE2010 (1 item) (Total=1)

'W0234770  Roadway/Sidewalk/Shefter
— Inspection Zone3 12/14

= Location : HSITE30 (1 item) (Total=1)

'W0233410  Gas SwitchCarbReportPM  FATSE2
— (Parentwith Routes)

= Location : HSITE3010 (2 items) (Total=3)

'W0234808  Wrappipewithfiberglassand
_ pour concrete support. PGEPL

'W0234616  Fire Alarm Support for PMT BFP FATSD

FATSL(1x8)
FATSL(1x8)

FATSE2(1x1)

FATSD(1x4)

FATSR(1x3)
FATSR(1x3)
FATSR(1x3)

FATSL(1x8)
FATSL(1x8)

- W0232657 PMFOR91IUCTO002 GetAny FAOMP1 Reisinger.Richard | FAOMP1
- Material Information FAOMP1
W0232659 PMFOR91IUCTO001 GetAny FAOMP1 Reisinger,Richard | , FAOMP1
Material Inform ation s | FAOMP1
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