Final Schedule

== Work Order 1 Description

7 | m =

m

1 Lead Craft * FAM Name

=

Wed Thu

Sat

Sun

= Location:001-0401 (0 item) (Total=1)

'W0233215 PMNFPA72BLDG._ 01 fire
1 “alarm system ITM(Donner
— ‘Weekly)

= Location : 002-0130 (1 item) (Total=1)

'W0230252 PM FOR 02 ARU003 - Coord.
‘with BLDG.MGR/LAB
o - Occupants Oliver Gessner:
| OGessner@Ibl.gov 3rd fl)

'FAOMH

Reisinger,Richard |

= Location : 002-0199 (0 item) (Total=1)

'W0232952  PMNFPA25BLDG. 22A

— sprinkler ITM

FATSD

Reisinger,Richard |

= Location : 002-0423 (0 item) (Total=1)

'W0232350 PMFORO02AF 007
h - Stores/Kanban

gFAGMPI

Reisinger,Richard |

= Location : 002BR002 (0 item) (Total=1)

'W0236450 PMFOR02BR 002 Emissions

— Test

gFAGMP?.

Reisinger,Richard |

= Location : 006-1190 (0 item) (Total=1)

'W0236734  PM For Building 06 Emerg.
— Lights and Exit Signs

Reisinger,Richard |

= Location : 006-1999 (0 item) (Total=1)

- W0232955

— 1™

'PM NFPA25BLDG. 6 sprinkler

Reisinger,Richard |

= Location : 007-0100 (0 item) (Total=1)

'W0236736  PM For Building 07 Emerg.
— Lights and Exit Signs

FAOML

Reisinger,Richard |

= Location : 013J-ROF 1 (0 item) (Total=1)

- W0235063 PM FOR 00 ARU 001

Rini.Chnstopher G

= Location : 015-0100 (0 item) (Total=1)

'W0236738  PM For Building 15Emerg.
— Lights and Exit Signs

Reisinger,Richard |

= Location:015-0161 (0 item) (Total=1)

12/17/2020 9:54 AM

FADHH(EJ:B}

FATSD(1x1)

FATSD(1x1)

FAOMP3(1 x4)

FAOMH(1x2)

FATSD(1x1)

FAOML(1x2)

FAOME(Tx25)




Final Schedule

Work Order % Description

W0235067 PMFORO015AC 002 (forme

— 10A) (CARBON FILTERS) i

1 Lead Craft * FAM Name

FAOMH

Reisinger,Richard |

Dec 20

= Location : 015-0162 (0 item) (Total=1)

'W0232961  PMNFPA25BLDG. 15

h preactionITM

Reisinger,Richard |

= Location : 015-0198 (0 item) (Total=1)

EWI‘.]233135 'PM NFPA25BLDG. 15 sprinkler

— 1™

Reisinger,Richard |

= Location : 017-0105 (0 item) (Total=1)

'W0236740  PM ForBuilding 17 Emerg.
h Lights and Exit Signs

Reisinger,Richard |

= Location : 026-0101 (0 item) (Total=1)

‘'W0236742  PM For Building 26 Emerg.
— Lights and Exit Signs

Rini.Chnstopher G

= Location :027-0101 (0 item) (Total=1)

'W0236744  PM For Building 27 Emerg.
— Lights and Exit Signs

Reisinger,Richard |

= Location : 028-0100 (0 item) (Total=1)

'W0236746  PM For Building 28 Emerg.
— Lights and Exit Signs

Rini.Chnstopher G

= Location : 030-0142 (0 item) (Total=4)

Mon

Tue

FAOMH(1x2)

Wed Thu

FATSD(1x 5)
FAOML(1x.5)

FAOML(1x2.5)

Fri

Sat

Sun

FAOME(Tx5)

FAOML(1x.5)

= Location : 030-0144 (0 item) (Total=8)

'W0232264  PM for 30 GP 009 Rini.Christopher G FAOMP3(1x1)
'W0232266  PMfor30GP 010 FAOMP3 | Rini.Christopher G IFADMP:inﬂ}

‘W0232716  PMfor 30MP 001 FAOMP3 | Rini.Christopher G IFA{)HP:-;,[],
'W0232718  PM for 30 MP 002 FAOMP3 | Rini.Christopher G IFADHP3{1:

12/17/2020 9:54 AM

hWDE'&EZBB PM for 30GP 001 Rini.Christopher G FAOMP3(1x1)

W0232270 PM for 30 GP 002 FAOMP3 | Rini.Christopher G I FAOMP3(1x1)
:WDEEEZ?E PM for 30 GP 003 FAOMP3 | Rini.Christopher G IFADHP:iﬂ x1)
h W0232274 PM for 30 GP 004 FAOMP3 | Rini.Christopher G I FAOMP3(1x1)




Final Schedule

Rini.Chnstopher G

'W0236748  PM ForBuilding 30 Emerg.

FAOML

Dec 20
== Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed Thu Fri Sat Sun
2T |22 T [ (24 |25 T |2e T |27 ]
5 W0232276 PM for 30 GP 005 FAOMP3 Rini.Chnstopher G | FAOMP3(1x 1)
—— .
& W0232278 PM for 30 GP 006 FAOMP3 Rini.Chnstopher G FAOMP3(1x1)
—— .
7 W0232280 PM for 30 GP 007 FAOMP3 Rini.Chnstopher G FAOMP3(1x1)
——
2 W0232282 PM for 30 GP 008 FAOMP3 Rini.Chnstopher G FAOMP3(1x1)
I

FAOML(1x2)

FAOMP1(1 x

| ‘Lights and Exit Signs
PM for30GP 013 Rini.Christopher G
- - W0232290 PM for30GP 014 FAOMP3 | Rini.ChnsiopherG
|

= Location : 030-0402 (0 item) (Total=2)

FAOMP3(1x

'W0232284  PMfor30GP 011 'FAOMP3  |Rini.Christopher G FAOMP3(1x1)
, WO0232286  PMfor30GP 012 'FAOMP3 |Rini.Chrisiopher G FAOMP3(1x1)

= Location : 031-0100A (1 item) (Total=1)

- 12/22-12/23-FATSFto
fabricate pipe dedicated
! domestic water supply for the

- Chamber

= Location : 033-0107 (0 item) (Total=1)

Rini.Chnstopher G

wW0210941 FATSF

§Wﬂ236?5ﬂ PM For Building 33 Emerg. Rini.Christopher G

| Lights and Exit Signs
= Location : 033-0199X (0 item) (Total=3)

'FAOML

PROJ-B33 OUTAGE-Pre-
FATSC -Setup false doors for
Move-n-cools before outage &
replace after outage
PROJ-B330UTAGE -(Chid of
231434) -FMCS5-Monitor bidgs &
provide stand by support
12/16-PROJ (B33 OUTAGE) -
Unplug & Remove Cords for
Temp Power Requests & venfy
| with Scientists

= Location : 033-0233 (0 item) (Total=1)

'~ Work Tvoe Groun:CMR_ Eic (Oitemd

12/17/2020 9:54 AM

WO0234173 FATSC

W0234194 FMCS Rini.Chnistopher G

W0233937 FATSE1 Rini.Chrisiopher G

lo42 61-FATSF(1x5 3x3,1x8)

FAOML(1x3.5)

019549:(

033436-FMCS(12x1,1x4,2x

15-FATSE1{2:

x 8)




Final Schedule

=] Work Order 1 Lead Craft * FAM Name

2 Description

'W0234612  HVAC totroubleshoot low 'FAOMH Rini.Christopher G
1 battery alarm on-80freezerin
| (33-233)

= Location : 033A-0101 (0 item) (Total=1)

'W0236778  PM For Building 33A Emerg.
—_— Lights and Exit Signs
= Location : 033C-0101 (0 item) (Total=1)

- W02367380 PM For Building 33C Emerg.
—_— Lights and Exit Signs
= Location : 033-R403 (0 item) (Total=4)

Rini.Chnstopher G

'W0235140

—

PMfor33BR 001 Rini.Christopher G

Dec 20

FAOM L{‘;! x.9)

FAOML(1x1)

FAOMP3(2 x

2)

'W0232238  PMfor33GP 001 FAOMP3 | Rini.Christopher G Imumpan x2)
'W0232240  PM for 33 GP 002 FAOMP3 | Rini.Christopher G I FAOMP3(1 x 1)
'W0235142  PM for 33 BR 002 FAOMP3 | Rini.Christopher G

= Location : 033U-0101 (1 item) (Total=12)

i FAOMP3(1x4)

'W0236752  PM For Building 33U Emerg. Rini.Christopher G FAOML(1 x 5)
| | LightsandExitSigns |
h W0232242  PM for 33UGP 001 Rini.Christopher G
h W0232244  PM for 33UGP 002 FAOMP3 |Rini.Chrisiopher G I FAOMP3(1x 1)
- W0232246 PM for 33UGP 003 FAOMP3 |Rini.Chrisiopher G I FAOMP3(1x1)
: W0232248  PM for 33UGP 004 FAOMP3 |Rini.Chrisiopher G I FAOMP3(1x 1)
- W0232250 PM for 33UGP 005 FAOMP3 |Rini.Chrisiopher G I FAOMP3(1x1)
: W0232252  PM for 33UGP 006 FAOMP3 | Rini.Christopher G " I FAOMP3(1>
W0232254 PM for 33UGP 007 FAOMP3 |Rini.Christopher G I FAOMP3(1>
: W0232256  PM for 33UGP 008 FAOMP3 |Rini.Chrisiopher G I FAOMP3(1>
'W0232258  PM for 33UGP 009 FAOMP3 |Rini.Chrisiopher G I FAOMP3(1>
zwuzazzﬁu PM for 33UGP 010 FAOMP3 |Rini.Chrisiopher G Imnup:m,

12/17/2020 9:54 AM




Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name
'W0233955 Dicso 200Kw Genset from FATSE2 Rini.Christopher G
h backup power center

= Location : 037-0199 (0 item) (Total=2)

PMNFPA25BLDG. 37/34

h sprinkler ITM

'W0232973 FATSD Reisinger.Richard |

'W0233129 Reisinger Richard |

IT™
= Location : 046-ROF 1 (0 item) (Total=1)

'PMNFPA25BLDG. 37 deluge FATSD

Added 2nd technician to assist
in troubleshooting tem perature
problem in B46 to include roof
work an

= Location : 047-0199 (0 item) (Total=1)

'W0232979 Atkinson Joseph

PMNFPA25BLDG. 47 sprinkler FATSD

—_— I™

= Location : 048-0199 (0 item) (Total=1)

PMNFPA25BLDG. 48/45/43

h sprinkler ITM

'W0233110 FATSD Reisinger.Richard |

= Location : 050-4009 (0 item) (Total=3)

FAOMH(2 x 3)

FATSD(1x.5)

FATSD(1x1)

| Wwo0236094 PMFORS50GP 010 FAOMP2 Escobedo.Caros FAOMP2(1x1)
w0236098 PM FORS50GP 033 FAOMP2 Escobedo.Caros I FAOMP2(1x1)
wo0232074 PMFORS0BLO0O01 B144 3ea FAOMP2 Escobedo.Carlos OMP2(1x1.5)

Stores/Kanban
= Location : 050-4096 (0 item) (Total=2)

'W0232080

L

PMFORS0BL0O06 AS6 2ea

I FA¢

FAOMP2(1x1.5)

PMFORS50BLO03 B1052ea FAOMP2
Stores/Kanban

= Location : 050-4098 (0 item) (Total=1)

- W0232076 Escobedo, Carlos

' W0236096
i :

= Location : 050A-0141 (0 item) (Total=4)

PM FOR50GP 015

gwuzaﬁmu PM FOR 50AGP 019

FAOMP2(1x1)

FAOMP2(1x 1)

I FAOMP2(1x15)

'W0236102  PM FOR 50AGP 020 'FAOMP2 | Escobedo Carlos

12/17/2020 9:54 AM

I FAOMP2(1x1)




Final Schedule

== Work Order 1 Description

W0236154 PM FOR50A GP 033

W0236220 PM FOR 50A GP 034

- Location : 050A-7101 (0 item) (Total=1)
- Work Type Group : PMs (0 riem)

1 W0232556

- Location : 050B-0243 (0 item) (Total=2)
- Work Type Group : PMs (0 riem)

1 Lead Craft * FAM Name

FAOMP2

FAOMP2

PM FOR 50ABL 001 C270 3ea FAOMP1

wo0232100 PMFORS0BELOO7 B126 3ea FAOMP2
i Stores/Kanban
wo0232104 PMFORS0BELO10 B120 2ea FAOMP2

Stores/Kanban
- Location : 050B-0244 (0 item) (T otal=3)
- Work Type Group : PMs (0 riem)

wo232112 PMFORS0BELO25 B108 2ea FAOMP2
i Stores/Kanban
wo0232114 PMFORS0BELO26 B108 2ea FAOMP2
Stores/Kanban
wo0232116 PMFORS0BBLO0O32 A35 1 FAOMP2
ea Stores/Kanban
- Location : 050B-ROF 1 (0 item) (Total=3)
- Work Type Group : PMs (0 riem)
& wW0227606 PMFORS0BBLO11 FAOMPZ2
wo0232102 PMFORS0BELOOS B144 FAOMPZ2
Hea Stores/Kanban
w0232106 PMFORS0BELO11 B136 2ea FAOMP2

Stores/Kanban
- Location : 050E-1599 (0 item) (T otal=1)

- Work Type Group : PMs (0 riem)
W0220634 PMFORS0EEBLOOT MATL at
Stores/Kanban

- Location : 050-ROF 1 (0 item) (Total=1)

- Work Type Group : PMs (0 riem)
wo0232078 PM FOR50BL 004 AS6 2ea

1

1

- Location:051F-0101 (0 item) (Total=1)
- Work Type Group : Code Complaint PMs (0 item)
W0236784 PM For Building 51F Emerg.
Lights and Exit Signs
- Location : 055-0101 (0 item) (Total=1)

- Work Type Group : Code Complaint PMs (0 item)
W0236758 PM For Building 55 Emerg.
Lights and Exit Signs

- Location : 055-0131 (0 item) (Total=1)
12/17/2020 9:54 AM

1

1

FAOMP3

FAOMP2

FAOML

FAOML

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

Gutierrez Myma

Gutierrez Myma

Dec 20
Mon Tue
21 22

FAOMP2(1x1)

FAOMP2(1x1)

| FAOMP3(1x15)

FAOML(1x 5)

FAOML(1x2)

Wed
23

Thu
24

Fri
25

Sat Sun
26 27

FAOMP

FAOMP2(1x15)

FAOMP2(1x15)

FA
FA

FA

o) ) )

FAOMP2(1x1)
FAOMP2(1x15)

FAOMP2(1x15)

FAOMP2(1x15)




Final Schedule

=] Work Order

2 Description

W0234876 PMNFPA72BLDG. FATSD
1 - b5/55A/60/63 fire alarm system

. ™

1 Lead Craft * FAM Name

Gutierrez Myma

= Location : 055-0199 (0 item) (Total=1)

'W0234880  PM NFPA25BLDG.55sprinkler FATSD

—_— 1™

Gutierrez Myma

= Location : 055A-0101 (0 item) (Total=1)

PM - Bldg 55A Emerg
: Lights/Exit Signs (** Contact

L N—-— Kris toarrange Escort415497-

- S

W0236786

Gutierrez Myma

= Location : 056-0100 (0 item) (Total=1)

'W0236760  PM For Building 56 Emerg.
— Lights and Exit Signs

Gutierrez Myma

= Location : 056A-0120 (0 item) (Total=1)

'W0236762  PM For Building 56A Emerg.
— Lights and Exit Signs

Gutierrez Myma

= Location : 056-ROF 1 (0 item) (Total=1)

PMFOR56 ARUO01 Lockon
; ladder open, leave lock open
1- per Occ over break (Sched with

EWI‘.]E?-IBEI

Bldg 56 Occ)

Gutierrez Myma

= Location : 058-0101A (0 item) (Total=1)

'W0236764  PM For Building 58 Emerg.

_ 'FAOML
—_— Lights and Exit Signs

= Location : 058-0199 (0 item) (Total=1)

'W0233008 PMNFPA25BLDG.58/58A/588 FATSD

—_— sprinkler ITM

= Location : 058A-0102 (0 item) (Total=1)

'W0236788  PM For Building 58A Emerg.

_ 'FAOML
—_— Lights and Exit Signs

= Location : 059-0198X (0 item) (Total=1)

'W0224248  Execute LOTO andrelease

'FATSE2
h whenwork is complete.

= Location : 059-1003 (0 item) (Total=1)

12/17/2020 9:54 AM

Tue Wed Thu

FATSD(1x4)

Sat

FAOML(1x 5)

FAOML(1x.5)

FADM;H (2=x6)

FAOML(1x2)

FATSD(1x 5)




Final Schedule

2 Description

1 Lead Craft * FAM Name

W0217428 Disarm fire alarm points and FATSD
functions as per constructon

=] Work Order
manager instructions. (On going

1
I - until Nov

E=scobedo,Caros

= Location : 059-1201 (0 item) (Total=4)

Dec 20

019443:0338

545:040579: 041181 -FATSD(12x1, 75 x2)

1 W0233460 PM for 59 VFDO11 FATSE2 E2(2x15)
|
- W0233462 PM for 59 VFDO12 FATSE2 Escobedo.Carlos FATBE2(2x15)
W0233464 PM for 59 VFDO13 FATSE2 Escobedo.Carlos FATBE2(2x15)
W0233466 PM for 59 VFDO14 FATSE2 Escobedo.Carlos FA’F1E2 (2x1.5)

= Location : 060-0101 (0 item) (Total=1)

'W0236766 PM For Building 60 Emerg.
| Lights and Exit Signs

Gutierrez Myma

= Location : 060-0199 (0 item) (Total=1)

'W0234883  PMNFPA25BLDG.60/63/55A
| sprinkler ITM

Gutierrez Myma

= Location : 062-0033 (0 item) (Total=1)

'W0230701 PMFORG62BL002 B1622ea
| 'MATL at Stores/Kanban

= Location : 063-0101 (0 item) (Total=1)

'W0236768  PM For Building 63 Emerg.
- ‘Lights and Exit Signs

Gutierrez Myma

= Location : 064-0195 (0 item) (Total=1)

FATSD(1x4)

FAOMP2(1x3)

W0236770
|

PM For Building 64 Emerg.

FAOML
Lights and Exit Signs

Gutierrez Myma

= Location : 064C-0199 (0 item) (Total=4)

FAOML(1x2.5)

1 W0233376 PM for 51 ADFO02 FATSE2 Gutierrez Myma FATSE2(
- W0233444 PM for 51 PNLO&1 FATSE2 GutierrezMyma | I FATSEZ(1x3)
W0233468 PM for 51 XFM511 FATSE2 GutierrezMyma | I FATSEZ(1x1)
W0233470 PM for 51 XFM512 FATSE2 GutierrezMyma | I FATSEZ2(1x1)

= Location : 067-2202 (0 item) (Total=1)

12/17/2020 9:54 AM




Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name

wW0221154 Troubleshoot reheat valve
— leaking by

FAOMH

Tafoya.Enc

= Location: 067A-0101 (0 item) (Total=1)

W0227763  PM67ABL003BX40, (COG
1 TYPE) 1ea /16 X20X 1 2ea.

— 'MATL at Stores

= Location : 067A-0102 (0 item) (Total=4)

PM67ABL00T AX371ea 12X

W0227791
= 24X 1 8ea. MATL at Stores

1

'W0219367 (Parent)Maintain building
1 temperature set point and
| secure chiller daily at 5:30pm
'W0219368 (Child) Start Chiller and monitor FMCS Tafoya.Eric
2- equipment until secured daily.

FAOMP2(1x15)

019549:033436-FASVO(1x1): FMCS(81x1.28x4.1

[ FAOMP2(1x15)

- W0227793 PM67ABLO02 AG4 1ea. MATL
2- at Stores

FAOMP2

Tafoya.Enc

= Location : 067A-0202 (0 item) (Total=1)

'W0227795  PM 67ABL005 BX58 1ea /16X
| 20X 112ea. MATL atStores

= Location : 068-0101 (0 item) (Total=1)

'W0233191 'PMNFPA25BLDG._68grid
1- - booster pump ITM (weekly)

Rini.Chnstopher G

= Location : 069-0160 (1 item) (Total=1)

'W0234610  FATSE2-Troubleshoot no
- power to interior and extenor

T lights over B69 High Bay (69

— 1160) FEE

'FATSE2

Rini.Chnstopher G

= Location : 069-0161 (0 item) (Total=1)

Replaceburntoutlamps and
-or/ballasts as requested by the
i customer/client. Seelongtext

- formore

wW0234007

Rini.Chnstopher G

= Location : 070-0183A (0 item) (Total=2)

FAOMP2(1x15)

FATSD(1x1)

FATSE2(Zx 2)

FAOML(2x3)

'W0232342 PMFOR70BL128 'FAOMP1 FAOMP1(2x15)
1- Stores/Kanban
, W0232344 PMFOR70BL129 'FAOMP1 |Escobedo.Caros I FAOMP1(2x15)

= Location : 070-0183B (0 item) (Total=1)

12/17/2020 9:54 AM



Final Schedule

=] Work Order

1 W0234529

2 Description

Replace missing LB cover.

= Location : 070A-1196 (0 item) (Total=1)
I-| Work Type Group : CMR, Eic {0 item)

1 W0229521

LOTO, install Exit/Bug light

combo

= Location : 070A-2295 (0 item) (Total=1)
I-| Work Type Group : CMR, Eic {0 item)

1 W0229526

LOTO, install Exit/Bug light

combo

= Location : 070A-4992 (0 item) (Total=2)
I-| Work Type Group : CMR, Eic {0 item)

1 W0229527

W0229528

LOTO, install Exit/Bug light

combo

LOTO, install Exit/Bug light

combo

= Location : 070A-ROF1 (0 item) (T otal=16)
=1 Woaork Type Group : PMs (0 fiem)

1 W0233689

W0233691

W0233693

W0233695

W0233697

W0233699

W0233701

W0233891

W0233893

- W0233895

- W0233897

o W0233899

e W0233901

- W0233903

- W0233911

12/17/2020 9:54 AM

PM FOR 70ABL 108

PM FOR 70ABL 109

PM FOR 70ABL110

PM FOR 70ABL 111

PM FOR 70ABL 112

PM FOR 70ABL 114

PM FOR 70ABL 113

PM FOR 70ABL 092

PM FOR 70ABL 094

PM FOR 70ABL 102

PM FOR 70ABL 104

PM FOR 70ABL 105

PM FOR 70ABL 106A

PM FOR 70ABL 106B

PM FOR 70ABL 115

1 Lead Craft * FAM Name

FATSE1

FATSE1

FATSE1

FATSE1

FATSE1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

Dec 20
Mon Tue Wed Thu Fri Sat Sun
21 |22 |23 |24 |25 26 27

FATSE1(1x2)

FATSE1(1x5)

FATSE1(1x5)
FATSE1(1x5)

FATSE1(1x5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

= @l TElE mlE Tl TalE TElE e mlea el mlea relE Tale el mlea T

10



Final Schedule

=] Work Order

o W0233913

2 Description

PM FOR 70ABL 116

= Location : 070-ROF1 (0 item) (Total=1/)
=1 Woaork Type Group : PMs (0 fiem)

1 W0233777

W0233779

W0233781

W0233783

W0233785

W0233787

W0233789

W0233791

W0233793

- W0233795

- W0233797

o W0233799

e W0233801

- W0233803

- W0233907

= W0233909

- W0233705

PM FOR 70BL 166

PMFOR 70BL 167

PMFOR 70BL 168

PMFOR 70BL 169

PMFOR70BL172

PMFOR70BL173

PMFOR70BL 174

PMFOR70BL 175

PMFOR70BL 176

PMFOR70BL177

PMFOR70BL 178

PMFOR70BL 179

PMFOR 70BL 180

PMFOR70BL 181

PMFOR 70BL 184

PMFOR 70BL 185

PMFOR 70BL 186

= Location:071-0121 (0 item) (Total=4)
I-| Work Type Group : CMR, Eic {0 item)

W0234998
1

W0235130

Compile parts list for

replacement of leaking seal @

71 GP 063
Compile parts list for

appropriate size pressure gauge

=1 Woaork Type Group : PMs (0 fiem)

1 W0232292

W0232294

12/17/2020 9:54 AM

PMFOR 71 GP 059

PM FOR 71 GP 060

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP2

FAOMP3

FAOMP3

1 Lead Craft * FAM Name

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Dec 20
Mon Tue

Wed

Thu

Fri Sat

Sun

21

22

23

|24

25 26

27

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

FAOMP1(1x.5)

O ) ) e e ) T O T T ) e T o —"

FAOMP1({1x2.1x)

FAOMP2(1x2)

FAOMP3(1x5)

FAOMP3(1x 5)

FAOMP1(1x5)

FAOMP1(1x5)

1



Final Schedule

=] Work Order

2 Description

= Location : U/ 1-U 126 (U 1tem) (1 otal=1)

W0230106

'Rigger's tomove new BELLA

1 Lead Craft * FAM Name

Beamline Compressor Ghamber '

mtu 71-0126

= Location:071-0146A (0 item) (Total=2)

PM FOR 71 AHUO34

FAOMP1

' W0230614

Dec 20

Mon

FATSR(3x8)

Thu

Sun

W0230616

PM FOR 71 AHUO035

FAOMP1

Atkinson_Joseph

= Location : 071-0148 (0 item) (Total=1)

'W0220267

PM FOR 71 AHUO033

FAOMP1

Atkinson_Joseph

= Location:071-0199 (1 item) (Total=2)

W0232439 PM for TRW filter 71 FL 003 FAOMP3 Atkinson.Joseph FAOMP3(1x1)
h 12/21-12127

'W0235126 PM for TRW filter 71 FL 002 FAOMP3 |AtkinsonJoseph FAOMP3(1x1)
ﬁ 12/21-12127

= Location : 071-ROF1 (0 item) (Total=5)

h W0230502 PM FOR 71 AHUO032 FAOMP1 FAOMP1(1x1)
h W0230598 PM FOR 71 AHUO26 FAOMP1 | AtkinsonJoseph I FAOMP1(1x1)

EWDEEI]EI]E PM FOR 71 AHUO29 FAOMP1 | AtkinsonJoseph I FAOMP1(1x1)
: W0230612 PM FOR 71 AHUO30 FAOMP1 | AtkinsonJoseph I FAOMP1(1x1)
h W0232562 PMFOR 71 BL 056 FAOMP1 | AtkinsonJoseph I FAOMP1(1x1)

= Location : 072A-0099 (0 item) (Total=1)

'W0229324

- Troubleshoot AC Disconnect
- Switch for blown fuse

FATSE2

= Location : 074-0113B (0 item) (Total=1)

'W0233946

'Remove and replace lamps and
“ballasts in light fixtures -

= Location : 074-0208 (0 item) (Total=1)

'W0235193

'FATSCtolInstall4'x 3' glass
board - no eng required

= Location : 075-0100A (0 item) (Total=1)

12/17/2020 9:54 AM

FAOML

(1x3)

FATSC(1x4)

FATSEZ

(2x3)




Final Schedule

Work Order 2

Description

1 Lead Craft * FAM Name

==
—I W0198250
1
|

FATSL toinstall metal grate

FATSL

over drainage hole ouiside B75

(Metal Grate in fab-shop B77)

Rini.Chnstopher G

= Location : 076-0123 (0 item) (Total=1)

W0213723
1 E

(Ongoing) Check active Alarms  FMCS

-on Controls systems & assist
- other crafts w/ Controls issues

Rini.Chnstopher G

= Location : 076-0129A (0 item) (Total=1)

'W0229577  HVAC to complete Refrigerant Rini.Christopher G
1 reports forthe EPA 2 days per
| “month

= Location : 076-0199 (0 item) (Total=1)

W0235137
|

- B76 Fuel Spill Containment
‘Basin 12/21-12/27

Rini.Chnstopher G

= Location : 076-0223A (0 item) (Total=1)

W0232454
|

FATSP to patch/paintwhere old

adhesive peeled off pant

Rini.Chnstopher G

= Location : 077-0199X (0 item) (Total=1)

W0233644
|

PM FOR 77 RF 004

Rini.Chnstopher G

= Location : 077-0239 (0 item) (Total=3)

Dec 20

Thu

| FAOMP3(1x1)

FATSP(2x4)

FAOMH(2x 1)

Fri

Sat

Sun

PROJ (B77 Metrology) -
Remove Dataloggers atB77
and re-install on next 2 panels

FATSE1

Rini.Chnstopher G

= Location:077J-0199

' W0235872
|

(Oitem) (Total=1)

PM FOR 77JBL 001

'FAOMP2

Rini.Chnstopher G

= Location : 077K-0199 (0 item) (Total=1)

' W0235874
|

PM FOR 77KBL 001

Rini.Chnstopher G

= Location:077L-0199

W0235876

I
12/17/2020 9:54 AM

E(u item) (Total=2)

PM FOR 77LBL 001

Rini.Chnstopher G

'W0236072 PM for 77 GP 053 (Paco Pump Rini.Christopher G FAOMP2(1x15)
: Assembly)
'W0236074 PMfor 77 GP 054 (PacoPump FAOMP2 | Rini.Christopher G FAOMP2(1x15)
5 Assembly)

053017 -

FATSE1(2x 8.6

FAOMP2(1x1)

FAOMP2(1x1)

FAOMP2(1x1)

13



Final Schedule

== Work Order 1 Description

W0235878 PM FOR 77LBL 002 FAOMP2

= Location : 077M-0199 (0 item) (Total=2)
=1 Woaork Type Group : PMs (0 fiem)

1 W0235880 PM FOR 7/MBL 001 FAOMP2

W0235882 PM FOR 7/MBL 002 FAOMP2

= Location:077-ROF1 (0 item) (Total=1)
=1 Woaork Type Group : PMs (0 fiem)
E Wo0235870 PMFOR77BLO71 FAOMP2
= Location : 077-SKID (0 item) (Total=7)
I-| Work Type Group : CMR, Eic {0 item)
W0207331 (Parent) Prepare chiller ARU004 FAOMH
1 for vendor Retubing and Provide
vendor support as needed
=1 Woaork Type Group : PMs (0 fiem)
W0236068 PM77GP040(SERIES 1510 FAOMP2

1 Bell & Gossett)

Wo0236070 PM77GP041(SERIES 1510 FAOMP2
Bell & Gossett)

W0236076 PM77GP043(SERIES 1510 FAOMP2
Bell & Gossett)

W0236078 PM77GP 044 (SERIES 1510 FAOMP2
Bell & Gossett)

Wo0236080 PM77GP050(SERIES 1510 FAOMP2
Bell & Gossett)

W0236082 PM77GP051(SERIES 1510 FAOMP2
Bell & Gossett)

= Location : 080-0004A (0 item) (Total=2)
1= Work Type Group : CMR, Eic (0 item)
wW0227000 Replace exhaustfanmotorioc  FAOMP1

! Asset # 80 BL 031
W0234322 Electrician supportfor exhaust FATSE2
2 fan motor replacement by PMT's

(Child of W0227000)
= Location : 080-0199 (0 item) (Total=2)

= Work Type Group : Code Complaint PMs (0 rtem)

1 W0233070 PMNFPA25BLDG. 80 sprinkler FATSD
I™

W0233073 PM NFPA25BLDG. 80A FATSD
sprinkler ITM

= Location : 080-ROF1 (0 item) (Total=4)

=1 Woaork Type Group : PMs (0 fiem)
Ww0233538 PMFORB0AC D12 FAOMH

1

12/17/2020 9:54 AM

1 Lead Craft * FAM Name

‘Hini.ChrisbpherG

‘Hini.ChrisbpherG

‘Hini.ChrisbpherG

‘Hini.ChrisbpherG

Rini.Chnstopher G
Rini.Chnstopher G
Rini.Chnstopher G
Rini.Chnstopher G
Rini.Chnstopher G

Rini.Chnstopher G

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Reisinger,Richard |

Dec 20
Mon Tue Wed Thu Fri Sat Sun
21 |22 |23 |24 |25 |26 |27

i

FAOMP2(1x1)

FAOMP2(1x1)

FAOMP2(1x1)

FAOMP2(1x1)

FAOMP2(1x15)

I FAOMP2(1x15)

FAOMP2(1x15)

FAOMP2(1x15)

FAOMP2(1x15)

FAOMP2(1x15)

FAOMP1(1x4)

FAOMP1(1x4)

FATSD(1x 5)

FATSD(1x.5)

FAOMH(1x3)

e E

14



Final Schedule

- W0233540
N

- W0233542
N

- W0233544

Dec 20
== Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed Thu Fri Sat Sun
|3 2925 T 2T |z
PMFORS80ACO013 FAOMH ReisingerRichard | FAOMH(1x3)
PMFORS80ACO014 FAOMH ReisingerRichard | I FAOMH(1x3)
PMFORS80AC 015 FAOMH ReisingerRichard | I FAOMH(1x3)
= Location : 082-0100 (1 item) (Total=1)
'W0233203 PM NFPA25BLDG. 82 grid FATSD(1x1)
5 booster pump ITM (weekly)

= Location : 083-0199 (0 item) (Total=1)

‘W0221523
|

PM FOR 83 BFP004 FR

FAOMP1

= Location:083-ROF1

' W0233588
|

(Oitem) (Total=1)

PM FOR 83 DSRO 001

= Location : 084-0106 (0 item) (Total=1)

'W0235146
|

PMFOR84BRO11

= Location : 084-0126 (0 item) (Total=1)

' W0233923
|

Mitigate and find source of leak
inroom B84-126.

FAOMP1

= Location : 084-0199 (0 item) (Total=2)

‘W0221525
|

PM FOR 84 BFP004 FR

FAOMP1

FAOMP1(1x1)

FAOMP1(1x3)

FAOMP1(1x1)

FAOMH(1x3.5)

FAOMP3(1 x

R guvu22152?
|

PM FOR 84 BFP006 FR

FAOMP1 | AtkinsonJoseph

= Location : 084-0289 (0 item) (Total=1)

W0216297
1 E

FATSP tocomplete
“maintenance painting in 2nd
FLR corridor 289

= Location : 084-0294 (0 item) (Total=1)

1

'W0216296  FATSP tocomplete FATSP  |Atkinson Joseph
“maintenance paintingin2nd
FLR corridor 294
= Location : 084-0355 (1 item) (Total=1)

guvu2343?u

1

LBNL FA supportto shut off
- sprinklers in B84 0355 12/14-
12722

EATSD Atkinzon Joseph

12/17/2020 9:54 AM

I FAOMP1(1x1)

FATSD{4x2)

15



Final Schedule

== Work Order 1 Description n

= Location : 085-0103 (0 item) (Total=1)

'W0235144 PMFORS85BR 001

Lead Craft & FAM Name

= Location : 085-0199 (0 item) (Total=4)

EWI]231292 Install 1"RMC & NEMAZ3R for
Antenna cable and device

FATSE1

Dec 20
Mon Tue Wed Thu Fri Sat Sun

'W0234903 Deliver Boom Liftto B85 lower
level driveway near RM104

— (Southwest Comer)

W0221529 PM FOR 85BFP004 FR

'W0235135 Weekly PM testof 85ALT 096

_— 12/21-12/27

FAOMP1

= Location : 085-0301 (0 item) (Total=1)

'W0203765  Replaceandinstall New Exit

— -sign

'FATSET

= Location : 085D-0199 (0 item) (Total=1)

W0221531 PM FOR 85DBFP001 FR

'FAOMP1

= Location - 085E-ROF1 (0 item) (Total=1)

W0221533 PM FOR 85EBFP001 FR

'FAOMP1

= Location : 085F-0199 (0 item) (Total=1)

W0221535 PM FOR 85FBFPO01 FR

'FAOMP1

= Location : 085G-0199 (0 item) (Total=1)

W0221537 PM FOR 85GBFP001 FR

'FAOMP1

= Location : 085H-0199 (0 item) (Total=1)

'W0221539 PM FOR 85HBFP001 FR

FAOMP1

= Location : 086-0199 (0 item) (Total=1)

W0221543 PM FOR 86 BFP001 FR

FAOMP1

= Location : 088-0011 (0 item) (Total=1)

12/17/2020 9:54 AM

FAOMP1(1x1)

FAOMP3(1 x

FATSE1(1x5)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

16



Final Schedule

Work Order % Description 2 Lead Craft & FAM Name

Gutierrez Myma

I EWDEE?MI] PM FOR 838 KC 007

= Location : 090-1995 (0 item) (Total=1)

'FAOMP3

'W0236776  PM For Building 90 Emerg. GutierrezMyma
— Lights and Exit Signs
= Location : 090-4050 (0 item) (Total=1)

'W0191470 Installfabricated step to provide GutierrezMyma
1 - safe access toemergency exit
| @ B090-4050

= Location : 090P-0198 (0 item) (Total=1)

'W0236796  PM ForBuilding90P Emerg. GutierrezMyma
_— Lights and Exit Signs
= Location : 091-0229 (0 item) (Total=1)

Laborers toinstall "Compressed
1 Gas"and"NFPA 704 Diamond"
| “outside the gas cage in B91-229

= Location :091U-0101 (0 item) (Total=1)

' W0209655 Reisinger.Richard |

'W0213917  (Parent) Remove and clean

h - strainer

= Location : 977-0130 (0 item) (Total=1)

'FAOMP1 |ReisingerRichard|

'W0229387  TheRevcofreezer (ULT2186-9- FAOMH
'D39)inside Rm_128inB977is
LI - starting to fail. Maintaining a
- reading

= Location : CRP-348 (0 item) (Total=1)

'W0234166  PM on Grizzly Gate Gate DEC FAOMP1 | GutierrezMyma

= Location : HSITE3010 (1 item) (Total=13)

Dec 20

Mon Tue Wed Thu Fri Sat Sun

FAOML(1x4)

FATSC(2x4)

FAOML(1x1)

FATSL(1x2)

FAOMF

'W0229389 Fire Alarm Support for PMT BFP GutierrezMyma FATSD(1x8)

[ ] Fire Riser Testing 12/22
'W0234549  PM FOR 00HY 025 (GP1) FAOMP1 |GutierrezMyma FAOMP1(2x 5)
'W0234551  PM FOR 00 HY 035 (GP6) FAOMP1 |GutierrezMyma I FAOMP1(2x 5)
'W0234553  PM FOR 00HY 034 (GP7) FAOMP1 |GutierrezMyma I FAOMP1(2x 5)

12/17/2020 9:54 AM

17



Final Schedule

=] Work Order

- W0234555

- W0234557

E W0234559

. W0234561

- W0234563

- W0234565

- W0234567

- W0234569

== W0234571

2 Description
PMFOROD0OHY 043 (GP7)
PM FOR D0OHY 049 (GP7)
PM FOROD0OHY 050 (GP7)
PM FOR 00 HY 062 (GP7)
PM FOR D0OHY 064 (GP7)
PM FOR DO HY 065 (GP7)
PM FOR DOHY 066 (GP7)
PM FOR 00 HY 067 (GP7)

PMFORO0HY 068 (GP7)

1 Lead Craft * FAM Name

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Gutierrez Myma

Dec 20
Mon Tue Wed Thu Fri Sat Sun
21 |22 |23 |24 |25 |26 |27

FAOMP1(2x.5)
FAOMP1(2x.5)
FAOMP1(2x.5)
FAOMP1(2x.5)

FAOMP1(2x.5)
- FAOMP1(2x.5)
FAOMP1(2x.5)
FAOMP1(2x.5)

FAOMP1(2x.5)

= TalE TElE TalE TEEE TalE TEleE Tale el T

12/17/2020 9:54 AM
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