Final Schedule

== Work Order % Description 2 Lead Craft * FAM Name Mon Tue Wed Thu Fri Sat Sun

ZBlc) = ® ®

= Location:001-0401 (1 item) (Total=1)

'PMNFPA72BLDG. 01 fire
“alarm system ITM(Donner

— Weekly)

= Location : 002-0130 (2 items) (Total=1)

'W0241056 FATSD Shervanian.Adam FATSD(1x 1)

'W0240738 Grp PM Monthly -B02 FTU Unit  FAOMP2 Reisinger.Richard | FAOMP2(1x8)
- FAOMP2(1 x 8)

= Location : 002-0133 (1 item) (Total=1)

Measure exhaust flow for future
Etcherinstallin Rm. 133

i (Measure atroof exhaustandin

- room}

= Location : 002-0263A (1 item) (Total=1)

Reisinger,Richard |

W0230309

'W0241802  Investigate Flow controller for Reisinger.Richard |

| fume hood making noise
= Location: 002-0328 (1 item) (Total=1)

gFAGMH

FATSE1(1x6)
FATSE1(1x6)

'W0217154  Replace Overdutied Breakers in Reisinger.Richard |

[ ] ' 237A3A6A
= Location : 002-0360 (1 item) (Total=1)

FATSE1

LOTO andinstall one 208V FATSE1
_circuit/receptacle and one 480V

- _circuit/receptacle.
= Location - 006-0198X (1 item) (Total=1)

Reisinger,Richard |

W0229779

Reisinger,Richard |

'W0242591  Release LP-3975
= Location : 006-1000 (2 items) (Total=2)

gFAGMPI

Reisinger.Richard | |

W0239952

Install new ladder cable tray.

W0229685 Repair pumpinthe shop. Swap FAOMP1 Reisinger.Richard |
2 out pump in the field. Repeat
| until all pumps are fixed.

= Location : 006-1193A (1 item) (Total=1)

EWDEEBI]EI] **PM FOR 06 AC 001 Reisinger.Richard |

|
= Location : 006-2221 (3 items) (Total=2)
3/5/2021 10:08 AM




Final Schedule

Work Order

'W0242357

W0242565

|

2 Description 2 Lead Craft & FAM Name

PM FOR 06 BR 005 Reisinger.Richard |

Support visual inspection on
MCC to storage ring AHU's by
turning on and off AHUs

FAOMP1 Reisinger.Richard |

'W0239691

= Location : 026-0011 (1 item) (Total=2)

PM FOR 26 AHU002 FAOMP2 | Rini.Chrstopher G

Mar 21

FAOMP1(1x2)

FAI

- W0239693

PM FOR 26 AHU003 FAOMP2 | Rini.Chrstopher G

W0229245
1 E

= Location : 030-0312 (1 item) (Total=1)

Create and add asignto the
~doortoRoom 312 saying: :
"ELEVATOR CONTROL RDCIM
ACCESS INSIDE" :

Rini.Chnstopher G

W0231524
.

= Location : 033U-0101 (1 item) (Total=1)

PM for 33UARU002 (waiting
quote)

Rini.Chnstopher G

= Location - 033U-0198X (2 items) (Total=2)

I FAI

FATSPf1x4)

FAOMH(1 x8) FAOMH(1x4)
FAOMH(1 x8) = FADHH{I x4)
[ FAOMH(1x4d) :

[ FAOMH(1x4)

W0241279  33UGS0011247kVSF6GAS FATSE2 | Rini.Christopher G FATSE2(1x.17)

— FILLED SW-GS-1-33U
'W0241281  33UGS00212.47kVSF6GAS FATSE2 |Rini.Christopher G FATSE2(1x.17)
' FILLED SW-GS-2-33U

W0241347

= Location: 036-0101 (1 item) (Total=1)

Inspection of SW-A1&A2 Bldg.
36

FATSE2  |Rini.Christopher G

W0241263

= Location : 036A-0101 (1 item) (Total=1)

Inspection of Grizzly Peak
Substation

FATSE2  |Rini.Christopher G

W0226688

= Location : 037-0202 (1 item) (Total=1)

FATSD connecting Dialer
panels toFACP's

Reisinger,Richard |

'W0240246

3/5/2021 10:08 AM

= Location : 046-0199 (1 item) (Total=2)

PM FOR 46 BFP0O1

FA)




Final Schedule

=] Work Order

2 Description

1 Lead Craft o

FAM Name

W0240248
1 [

PM FOR 46 BFP002

FAOMP2

Atkinson_Joseph

= Location : 046A-1122 (1 item) (Total=1)

1

W0242507

1123A, 1130.

Compile parts list and obtain
_quote for replacement ceiling
tilesat1132, 1128, 1131,

= Location :047-0199 (

—

- W0240250

1item) (Total=1)

PM FOR 47 BFP0OO7

= Location : 050-4009 (2 items) (Total=3)

W0240252

PM FOR 50 BFP0OO7

Mar 21

Thu Fri

FATSC(1x3)

Sat Sun

FAOMP2(1x 1)

FA)

—

W0240254

'W0239612

PM FOR 50 BFP002

FATSD connecting Dialer
panels to FACP's

= Location : 050-5031 (1 item) (Total=1)

—

W0242564

'Relamplights inside the

~elevator.

= Location : 050A-0135 (1 item) (Total=1)

—

'W0239613

FATSD connecting Dialer
_panels toFACP's

= Location : 050A-0198X (1 item) (Total=1)

—

'W0241283

50AGS00112.47kV SF6 GAS
FILLED SW-GS-1-50A

'FATSE2

= Location : 050A-0199 (1 item) (Total=2)

—

'W0240547

Meonthly PM for 50AEG 101

FAOML(1x2)
FAOML(1x2)

FATSE2(1x.17)

FAOMP3(1x1.79)

I FAOMP2(1 x1)

FATSD(1x2)
FATSI]{EI x2)

FATSD(1x2)
FATSI]{EI x2)

W0240549

PM FOR 50A TK 002

§FAOMP3

E=scobedo,Caros

= Location : 050A-6124A (1 item) (Total=2)

I FAOMP3(1x1)

'W0236481 (Parent) Refresh restroom entry FATSP(1x8) : FATSP(1 x4
: doors atthe paint shop. [ FaTSP(1x8) [ |FaTSP(1x8)
'W0236939  (Child) Disconnectand remove FATSC Escobedo.Carlos @] Fatsc(ix2)
2 6th floor restroom entry doors |§ | FATSC(1x2)
| and transport to the paint shop

= Location : 050B-0243 (2 items) (Total=3)

3/5/2021 10:08 AM



Final Schedule

1 Lead Craft * FAM Name

W0240551

—

Meonthly PM for 50BEG 095

Mar 21

W0240553 PMFORS0B TK 001 FAOMP3 | EscobedoCaros

W0237683 PMFORS0B BR 003 MATL at

h Stores

= Location : 050B-0299 (1 item) (Total=1)

'W0241285  50BGS00112.47kVSF6GAS FATSE2
— 'FILLED SW-GS-1-50B

= Location : 050B-1275 (1 item) (Total=1)

'W0240426  FATSDtobypass Smoke 'FATSD
_detection in B50B-1275 for
h Contractor work

= Location : 050E-1526 (1 item) (Total=1)

'W0242514  Relamp 1stfloor burntoutlight FAOML

h fixtures.

= Location : 054-0105 (1 item) (Total=1)

'W0239614  FATSD connecting Dialer 'FATSD
— _panels toFACP's
= Location :054-0118 (1 item) (Total=2)

'W0234644  Remove and replace hot surface
' igniter

FAOML(1x2)
FAOML(1x2)

FAOMP3(1x2)
FAOMP3(1x2)

FATSD(1x2)
FATSD(1x2)

W0231774 Remove and replace air/ffuel FAOMP3 Escobedo.Carlos
: valve per PM findings.

= Location : 055A-ROF 1 (1 item) (Total=1)

I EWI‘.]E?-BII‘.]E **PM FOR 55AAC 003

= Location : 055-ROF1 (1 item) (Total=4)

'W0239098 *PM FOR 55 AC 024

—

FAOM F"3{“I x8)
FAOM P3{“I x8)

FAOMH(1x2)

FAOMH(1x3)

EWI]EEBH]I] *PM FOR 55 AC 035 FAOMH Gutierrez Myma i FAOMH(1x3)
EWI]EEBH]E *PM FOR 55 AC 041 FAOMH Gutierrez Myma i FAOMH(1x3)
EWI]EEBIM **PM FOR 55 AC 046 FAOMH Gutierrez Myma

= Location : 058-0101 (2 items) (Total=1)

3/5/2021 10:08 AM

i FAOMH(1x3)




Final Schedule

Work Order % Description 2 Lead Craft & FAM Name
W0237884 Replace burned out lighting FAOML Atkinson.Joseph
(scissur lift needed)

= Location : 058-0299 [1 item) (Total=1)

'W0240260

PM FOR 58 BFP002

= Location : 059-0199X (1 item) (Total=1)

'W0240643

Monthly PM FOR 59 TK 003

= Location : 059-2102 (1 item) (Total=1)

‘W0241769  Replace leaking cooling water

h valve

= Location : 059-2103 (1 item) (Total=2)

Mar 21

Mon Tue Wed

Sat

Sun

FA)

'W0241419 {Child) Refueling support; FATSR

: Operate fuel tanker truck

- W0239463 (Parent) Refuel generatorwith FAOMP1 Escobedo.Carlos
: Rigger support.

= Location : 062-0033 (3 items) (Total=2)

W0240262

PM FOR 62 BFP002

FAI

'W0240264 PM FOR 62 BFP009 FAOMP2

Tafoya.Enc

= Location : 062-0034 (1 item) (Total=2)

WwW0240493

Monthly PM for 62 EG 102

FAOMP3(1x1.75)

I FAI

W0240495 PM FOR 62 TK 002 FAOMP3

Tafoya.Enc

= Location : 062-0099 (1 item) (Total=2)

W0222545 Reset Circuit breaker for EV FATSE2

I FAOMP3(1x1)

FATSE1(1x.5)

1 Charger Located Outside of .
[ Building 62
'W0239360 Riggers tomove equipmentfor FATSR Tafoya.Eric j FATSR(1x4)
2 electricians (WILL REQUIRE FATSR(1x4)
| FORKLIFT) FATSR(1x4)

= Location : 062-0103 (1 item) (Total=1)

'W0215670

Replace painted Heat Detector FATSD
— inHallway 62-103 by room 104B

Tafoya.Enc

= Location : 062-0198X (2 items) (Total=4)

FATSD(1x2)
FATSD(1x2)

3/5/2021 10:08 AM



Final Schedule

' W0241267

PM for 62 GS5002

1 Lead Craft * FAM Name

FATSE2

Mar 21

il FATSEZ(1

W0241265

PM for 62 GS001

FATSE2

I FATSEZ2(1x1)

= Location : 062-0199 (2 items) (Total=1)

' W0218852
1

Imrashgata where Panel EGBHA
i1s located and where it is fed
from

: FATSE2

= Location : 062-0218A (1 item) (Total=1)

- W0236933

accuracy, make corrections as

- Troubleshoot panel schedule for

FATSE1

= Location : 062-0229 (

W0239171

1item) (Total=1)

custodlan closet. Rm 229

Replace burned out lights in Ihe

= Location : 062-0398 (

W0225979
1 E

1item) (Total=1)

Replace burnt out lamps and
or/ballasts as requested by the
customer/client. Seelong text
for more

= Location : 062B-0199 (1 item) (Total=2)

'W0241287 62 GS00112.47kV SF6 GAS FATSE2 FATSE2(1x.17)
FILLED SW-G5-1-62

W0241289 62 GS00212.47kV SF6 GAS FATSE2 Tafoya.Eric FATSE2(1x.17)

: FILLED SW-GS5-2-62

FATSE2(1x3)

FAOML(1x2)
FAOML(1x2)

'W0240497 Monthly PM for 62BEG 0811CS FAOMP3 | Tafoya.Eric FAOMP3(1x1.75)
W0240499 PM FOR62B TK 081 FAOMP3 | Tafoya.Erc

= Location : 063-0103 (

W0206664

1item) (Total=2)

Install 1 1/2" rigid metal conduit
for low volt IT cables from B60
to B63

FATSE1

Gutierrez Myma

I FAOMP3(1x1)

'W0240231

Deliver scissor lift to

FATSR

Gutierrez Myma

= Location : 064-0102 (

1item) (Total=1)

'W0239719

PM FOR 64 AHUOO4

FAOMP2

Gutierrez Myma

L T S

3/5/2021 10:08 AM

- -u L S B LY

FATSR

FATSR

FATSR

snﬁ: x3)
SR(1x3)
TSR(1x3)




Final Schedule

2

= Locan

Work Order % Description

N :UL4-U 1US (1 ITem) (1 o1alI=1)

W0239725 PM FOR 64 AHUO08

1 Lead Craft * FAM Name

= Location : 064-0199 (2 items) (Total=2)

'W0239689 PM FOR 64 AHUO003

L

Wed

Thu Fri Sat Sun

FAOMP2(1x1)

W0242428 {Child) SURP cutage support;
Check and verify equipment
1- shutdown list. (Atin: Mike

Botello)

FAOMP1

'W0240073  PMfor64-MP-001A NeedAny FAOMP2 | GutierrezMyma FAOMP2(1 x 1)
' Parts Information for PM

- W0240075 PM for 64-MP-001B Need Any FAOMP2 Gutierrez.Myma FAOMP2(1 x 1)
: Parts Information for PM

FAOMP1(1 x8)

W0242426 {Child) SURP cutage support:

Survey user temporary power
requestneeds inseveral

- buildings.

FATSE1 Gutierrez Myma

= Location : 064-0199X (1 item) (Total=1)

'W0232063  Remove and replace ARU-005

—_— VFD

= Location : 064-0224 (1 item) (Total=1)

'W0239733 PM FOR 64 AHUOD16

= Location : 064C-0100 (1 item) (Total=1)

'W0241355 Inspection of SW-A6 Bldg. 64C

FATSE2

= Location : 064C-0199 (1 item) (Total=1)

‘W0241297  71GS00312.47kV SF6GAS
—_— FILLED SW-GS-3-71

FATSE2

= Location : 064C-0200 (1 item) (Total=1)

'W0238983 Provide escort for Eric Lizotte
5 while working inside SW-AG

h perimeter fence. (at 10AM)

FATSE2

= Location : 066-0110 (2 items) (Total=3)

Install 3/4" EMT from IT Closet

'W0211329
5 RM108 to Boiler RM 110 for new

| FPUEnclosure.

3/5/2021 10:08 AM

FATSE1

FATSE1(1x8)
[ | FATSE1(1x8)

FAOMH(1x8)
FAOMH(1 x 8)

FATSE2(1x.

FATSE2(1x1)

FATSE2(1x4)

FATSE1(1x8)

FAT;SEI (1x8)




Final Schedule

Mar 21
== Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed Thu Fri Sat Sun
W0240539 Monthly PM for 66 EG 109 FAOMP3 Tafoya.Enc FAOMP3(1x175)
W0240541 PM FOR 66 TK 008 FAOMP3 TafoyaEnc I FAOMP3(1 x 1?}

= Location : 067-1107 (1 item) (Total=1)

'W0240740

Grp PM Menthly -B67 FTU Unit

= Location: 067-2095 [i item) (Total=1)

'W0237787

. cold

OCxtotroubleshoot VAV in B67
1 'Floor2Rm 2111 &why roomis

= Location : 067-3202 (1 item) (Total=1)

'W0201829

Extend conduit and install

FATSE1

Tafoya.Enc

= Location: 067-5218 (2 items) (Total=2)

W0239345

.

'W0240396 PM FOR 67 RES005-READ

— LONG DESC.

Mount 3/4" plywood onwall to
support mounting Milli-Q to wall

= Location: 067A-0101 (1 item) (Total=1)

'W0240336

PM 67AEX001

'FAOMP2

Tafoya.Enc

= Location - 067A-0102 (1 item) (Total=2)

'W0219367 - (Parent)Maintain building
5 temperature set pointand

! -secure chiller daily at 5:30pm

FATSE1(1x8)

FATSE1(1x8)

FAOMP2(1x6)
FAOMP2(1x6)

X(1x4)
OCX(1x4)

FAOMH(1x3)
] FADMH{I x1)

{Child) Start Chiller and monitor

'W0219368
: “equipment until secured daily .

§FMGS

Tafoya.Enc

= Location : 06 /A-0104 (1 item) (Total=3)

Meonthly PM for 67A EG 001

- W0240584

B 019549 -

FMC35(1x.5)

] u1954!i FMCS(1 x 5)

FAOMH(1x3)
_ ] FADMH{I x1)
@ FAOMH(1x3)

[ _FAOMH{1x1) B FAOMH(Ix1T)

019549-FMCS(1x.5) :
' @ 019549-FMCS(1x5)

FAOMP2(1x1)

FAOMH(1x1)
_ B Faom |-5{1 x3)
@ FAOMH(1x3) .

§ 019529-Fm

T

FAOMP3(1x1.75)

W0240589 PMFORG67ATK 003

FAOMP3

Tafoya.Enc

FAOMP3(1x1)

W0240591 PMFOR67ATK 002

FAOMP3

Tafoya.Enc

= Location : 067A-0199 (1 item) (Total=1)

3/5/2021 10:08 AM

I FAOMP3(1x1)




Final Schedule

Work Order % Description

1 Lead Craft * FAM Name

R
FATSF to repair leaking wye

'W0241104
h - strainer

FATSF

Tafoya.Enc

= Location: 06/7A-0201 (2 items) (Total=4)

EWI‘.]242355 PM FOR 67ABR 007

- W0240370

PM 67AWHO0O01

FAOMP2(1 x4)

Mar 21
Mon Tue Wed Thu Fri Sat Sun
[os T |joo 2 N3 ]
FATSF(1 x4)
FAOMP3(1x2)

W0240352 PM for 67AKCO001

FAOMP2

Tafoya.Enc

FAOMP1(1x1)

EWI‘.]24I‘.]36I‘.] PM 67AWHO002

FAOMP2

Tafoya.Enc

= Location: 068-0101 (1 item) (Total=1)

'W0240936 PMNFPA25BLDG. 68 grid
—_— ‘booster pump ITM (weekly)

Rini.Chnstopher G

= Location : 068-0199 (1 item) (Total=1)

W0240851 'PM NFPA25BLDG. 68/75F

h sprinkler ITM

Rini.Chnstopher G

= Location : 068TK001 (1 item) (Total=1)

'W0240854  PMNFPA25BLDG. 68 water
h - storage tank ITM

Rini.Chnstopher G

= Location : 069-0150B (1 item) (Total=1)

'W0229184  Create andinstall signs above

h “mitigate recurring clogs

toilets in both bathrooms to heb :

Rini.Chnstopher G

= Location : 069-0199 (1 item) (Total=1)

'W0240857

— IT™

'PMNFPA25BLDG. 69 sprlider

FATSD

Rini.Chnstopher G

= Location :070-0103 (1 item) (Total=1)

'W0236710  Coldinseveral rooms;
troubleshoot listed spaces per
h FMCS recommendation.

= Location : 070-0130 (1 item) (Total=2)

W0240534 Meonthly PM for 70 EG 106

FATSD(1x1)

FATSD(1x 5)

FATSD(1x 5)

FATSP(1x4)

FATSD(1x 5)

FAOMP3(1x 1)

I FAOMP2(1 x3)

W0240537 PMFOR 70 TK 016

FAOMP3

E=scobedo,Caros

= Location : 070-0177 (1 item) (Total=1)

3/5/2021 10:08 AM

I FAOMP3(1x1)




Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name

—I I W0238341 PMFOR 70BL 158 FAOMP1 | Escobedo.Caros

= Location : 070-0199 (1 item) (Total=2)

'W0241291  70GS00312 47kVSF6GAS  FATSE2
—_— 'FILLED SW-GS-3-70

Mar 21

'W0241293  70GS004 12 47kV SF6 GAS FATSE2 Escobedo.Carlos
' 'FILLED SW-GS-4-70

= Location : 070-0274 (1 item) (Total=1)

'W0238339  PMFOR70BL 157 FAOMP1

= Location : 070-0275 (1 item) (Total=1)

'W0238343  PMFOR70BL 159 FAOMP1

= Location : 070-0278 (1 item) (Total=1)

'W0238345  PMFOR70BL 160 FAOMP1

= Location : 070A-1104A (1 item) (Total=1)

'W0239889  PM FOR 70ABL 064 FAOMP1

= Location : 070A-1115 (1 item) (Total=1)

'W0238425  PM FOR 70ABL 066 FAOMP1

= Location : 070A-1115A (1 item) (Total=2)

EWI‘.]233421 PM FOR 70ABL 063 FAOMP1

FAOMP1

EWI]EEBE?B PM FOR 70AAF 011 FAOMP1 | Escobedo.Caros

= Location : 070A-2253B (1 item) (Total=1)

'W0241124  (Child) Provide support for (2)
freezer and environmental
- - shaker move per Rigger
- _instructions.

= Location : 070A-4475 (1 item) (Total=2)

'W0228964  (Parent)Move existing freezer
outofthelab (2nd stage of the
L N—-— ‘work). Accesstothelabis
- required.

3/5/2021 10:08 AM

=)

E TSL(‘;! x5)

10



Final Schedule

=] Work Order

W0242584
2

2 Description

{Child) Disconnect & reconnect

equipment seismic bracing for
shaker and freezer removal

= Location : 070A-ROF1 (3 items) (T otal=2)
1= Work Type Group : PMs (2 fiems)

1 W0239677

W0241947

PM FOR 70AAF 004, x4167

PM FOR 70AAHUO008

= Location : 070-ROF1 (2 items) (Total=31)
=1 Work Type Group : COORD PMs (2 items)

1 W0241105

W0241106

QEW2 Support/ PMT Blower
PM's atBldg 70 3/9

QEW2 Support/ PMT Blower
PM's atBildg 70 3/10

1=l Work Type Group : PMs (29 iems)

1 W0238321

W0238323

W0238325

W0238327

W0238329

W0238331

W0238333

W0238335

W0238337

o W0238349

- W0238351

o W0238353

== W0238223

- W0238355

- W0238357

- W0238359

- W0238361

3/5/2021 10:08 AM

PMFOR70BL147 AX21 lea.
MATL at Stores
PMFOR70BL 148

PMFOR 70BL 149

PMFOR 70BL 150

PMFOR70BL151 AX34 lea.

MATLS at Stores
PMFOR 70BL 152

PMFOR70BL 153 AX33?ea.
MATLS at Stores

PMFOR 70BL 154

PM FOR 70BL 156

PMFOR 70BL 163

PMFOR 70BL 164

PMFOR70BL 165 AX33 ?ea.
MATLS at Stores

PMFOR 70BL 186

PMFOR70BL 166 AX31 lea.
MATLS at Stores

PMFOR70BL167 AX31 lea.
MATLS at Stores

PMFOR70BL 168 AX31 lea.
MATL at Stores

PMFOR70BL 169 AX27 lea.
MATLS at Stores

1 Lead Craft * FAM Name

FATSC

FAOMP1

FAOMP1

FATSE2

FATSE2

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

Escobedo Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

Wed Thu

Fri

Sat

Sun

10 K

FAOMP1(1x1)

FAOMP1(1x1)

. FATSE2(1x8)
. FATSE2(1x8)

FAOMP1(1x1.3)
FAOMP1(1x1)
FAOMP1(1x1)
FAOMP1(1x1)
FAOMP1(1x1.3)
FAOMP1(1x1)
FAOMP1(1x1.3)
FAOMP1(1x1)
FAOMP1(1x1)
FAOMP1(1x1)
FAOMP1(1x1)

FAOMP1(1x1.3)

[ @l mla el TElE mE mle TalE TelE TElE mE Tma T

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

O ) T ) -

12

13

i;«'rscn x4)

14

1



Final Schedule

=] Work Order

o W0238363

- W0238365

- W0238367

- W0238369

- W0238371

- W0238373

- W0238375

- W0238377

e W0238379

= W0238381

- W0238535

- W0238537

2 Description
PMFOR/70BL172

PMFOR70BL173AX351ea.
MATLS at Stores

PMFOR70BL 174 AX30 1ea.

MATLS at Stores
PMFOR70BL175

PMFOR70BL176 AX31 lea.

MATLS at Stores

PMFOR70BL177AX322ea.
MATLS at Stores

PMFOR70BL178 AX31 lea.

MATLS at Stores

PMFOR70BL 179 AX28 1ea.

MATLS at Stores
PMFOR70BL 180

PMFOR70BL 181

PMFOR 70BL 184

PMFOR 70BL 185

- Location :071-0121 (1 item) (Total=2)
- Work Type Group : CMR, Eic (2 items)

1 W0237879

W0238915
2

Repair sealleak to 71 GP 063
@ 71-121

1 Lead Craft * FAM Name

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

B71 Boiler Relief Valves failing: FAOMP3

Compile parts list for quote,
submitto FAM

- Location:071-0199 (2 items) (Total=3)
- Work Type Group : PMs (3 iiems)

1 W0241295

W0242359

W0242361

11G500212.47kV SF6 GAS
FILLED SW-GS5-2-71

PM for TRW filter 71 FL 002
3/8 - 3NM4

FATSE2

FAOMP3

PM for TRWilter 71 FL 003 3/8 FAOMP3

- 3/14

- Location : 071-ROF1 (3 items) (Total=4)
- Work Type Group : Code Complaint PMs (1 item)

W0231532

(Parent) PM FOR 71 ARUOOS

- Work Type Group : COORD PMs (2 items)

1 W0239350

3/5/2021 10:08 AM

HYPERCHLORINATION FOR
71 CT 004

FAOMH

FAOMP1

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Mar 21

Mon

Tue Wed Thu

Fri Sat

Sun

=

09 10

FAOMP1(1 x4)
FAOMP1(1 x4)

FAOMP3(1x3)

11
FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

O e e e T ) O " ) C—— ) C—0

FATSE2(1x.17)

12 13

FAOMH(1 x 8)
FAOMH(1 x 8)

FAOMH(1x8)
FAOMH(1x8)

| FAOMP1(1x2)
N | FAOMP1(1x2)

14

FAOMP3(1 x 1

FAOMP3(1 x1

12



Final Schedule

=] Work Order

W0242633

2 Description

(Child FATSF) PMFOR 71
ARUO003

- Work Type Group : PMs (1 fiem)

1 W0231040

PMFOR 71CT 004 Use Shop
Stock (W0239350)

- Location - 074-0113A (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

W0233947

Replace burnt out lamps and
or/ballasts inB74-113A as
requested by the
customer/client

- Location :074-0118 (3 items) (Total=10)
- Work Type Group : CMR, Eic (2 items)

1 W0241076

W0241208
2

(PARENT) FAOMH to Replace

condensate trap on ADRQOOS

1 Lead Craft * FAM Name

FATSF

FAOMP1

FAOML

FAOMH

(CHILD of W0241076) PMT'sto FAOMP1

Isolateand LOTO valve to
condensate line

- Work Type Group : Code Complaint PMs (1 item)
PMNFPA72BLDG. 74/74A/74B FATSD

W0240427

fire alarm system [TM

- Work Type Group : PMs (7 iiems)

1 W0240101

W0240103

W0240105

wWo0240107

W0240109

Wo0240111

W0240113

BLDG 74 TACO PUMP
BLDG 74 TACO PUMP 74
GP041

BLDG 74 B & G PUMP
BLDG 74 B & G PUMP
BLDG 74 GRUNDFOS PUMP
BLDG 74 GRUNDFOS PUMP

BLDG 74 GRUNDFOS PUMP

- Location : 074-0198X (1 item) (Total=2)
- Work Type Group : PMs (2 fiems)

1 W0241299

W0241301

EC GS500112.47kV 5F6 GAS
FILLED SW-GS-1-EC

ECGS500212.47kV 5F6 GAS
FILLED SW-GS-2-EC

- Location : 074-0199 (1 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)
PMNFPA25BLDG. 74 sprinkler FATSD

1 W0240488

3/5/2021 10:08 AM

I™

FAOMP2

FAOMP2

FAOMP2

FAOMP2

FAOMP2

FAOMP2

FAOMP2

FATSE2

FATSE2

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Mar 21
Mon Tue
08 09

M| FAOML(1x3)
M | FAOML(1x3)

Wed Thu

10

11

FAOMH(1x3)

| FAOMP1(1x1)
[} | FAOMP1(1x1)

Fri Sat
12 13

FATSF(1x25)
FATSF(1x25)

FATSF(1x25)
FATSF(1x25)

[55] | FAOMP1(1 x6)
[55 | FAOMP1(1 x6)

FATSD(1=x38)
FATSD(1=x3)

@ FATSD(1
@ FaTSD(1

[ FATSD(1x8)
FATSD(1x8)

%8) FATSD(1x8)
x 8) FATSD(1x8)
FATSD(1x8)
FATSD(1x8)

FATSD(1 x6)

FATSE2(1x.17)

FATSE2(1x.17)

Sun
14

FAOMP2(1x1)

FAOMP2(1x1)

FAOMP2(1x1)

FAOMP2(1x1)

FAOMP1(1x1)

FAOMP2(1x1)

FAOMP2(1x1)

e ) e ) ) C—)

13



Final Schedule

== Work Order 1 Description

- Location :074-0227 (1 item) (Total=2)
- Work Type Group : CMR, Eic (2 items)

w0241383 (CHILD of W0237856) Rigging FATSR
to transport magnet/parts from

i loading dock to RM 227 &

support FATSC
W0237856 (Parent) FATSC to Seismically FATSC
anchor Electromagnet to its

- table & anchor the table to the

floor
- Location : 075-0199 (1 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)
1 Wo0240860 PMNFPA25BLDG. FATSD
T5/75A/75B/75C sprinkler ITM
- Location:076-0123 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)
W0213723 {Ongoing ) Check active Alarms FMCS
1 on Controls systems & assist
other crafts w/ Controls issues
- Location : 076-0129A (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)
W0229577 HVAC tocomplete Refrigeramlt FAOMH
1 reports for the EPA 2 days per
month
- Location : 076-0199 (3 items) (Total=5)
- Work Type Group : CMR, Eic (1 item)
W0237640 OCx-Improve BMS graphics- FMCS
1 Contact Rick Brambilla for
details
- Work Type Group : Code Complaint PMs (3 items)

E W0240639 Monthly PM FOR 76 TK 013 FAOMP3
W0240641 Monthly PM FOR 76 TK 014 FAOMP3
W0240863 PMNFPA25BLDG. 76/76L FATSD

sprinkler ITM
- Work Type Group : PMs (1 fiem)
W0242363 B 76 Fuel Spill Containment FAOMP3

1 Basin 3/8-3/14

- Location:077-0119 (2 items) (Total=2)
- Work Type Group : PROJECTS (2 items)
W0242372 319 & 3MN1FATSD-Bypass Fire FATSD
Alarm system & drain
i appropriate sprinkler system to
support Contractor
W0239523 PROJ (B77 Bathroom)-FATSEZ2- FATSEZ2

Support scanning slab for
electrical conduit; Safety Waitch
Required.

3/5/2021 10:08 AM

1 Lead Craft * FAM Name

Atkinson_Joseph

Atkinson_Joseph

‘ Rini.Christopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Mar 21
Mon Tue
08 09

Wed Thu Fri Sat Sun
10 11 12 13 14

ATSC(1x4)
ATSC(1x4)

FATSD(1x.5)

FMCS(1x.5)

H FMcCs(1x.5)

N FMCS(1x.5)
FMCS(1x.5) FMCS(1x.5)

[ FAOMH(1x8) ‘

FAOMP3(1x1)

FAOMP3(1x1)

FMCS(1x4)

FATSD(1x1)

FAOMP3(1x

FATSD(1x4)
FATSD(1x4)

FATSD(1x4)
FATSD(1x4)

FATSE2(1x8)

FATSE2(1x8)
FATSE2(1x8)
FATSE2(1x8)

14



Final Schedule

2

Work Order

—

= Location : 077-0199X (1 item) (Total=1)

—

= Location : 077-SKID (2 items) (Total=2)

= Location : 078-0199 (1 item) (Total=1)

—

= Location : 079-0199 (1 item) (Total=1)

—

= Location : 079A-0199 (2 items) (Total=1)

—

= Location : 080-ROF1 (1 item) (Total=2)

—

' W0240866

2 Description

= Location : 077-0199 (2 items) (Total=1)

PMNFPA25BLDG. 77 sprinkler
™

FATSD

1 Lead Craft * FAM Name

Rini.Chnstopher G

Wed Thu Fri Sat Sun

FATSD(1x1)

'W0239122 PMFOR 77RF 004 FAOMH Rini.Chnstopher G FAOMH(1x1)
h: FAOMH(1x 1)
= Location: 077-0239 (1 item) (Total=1)
'W0241088 FAOMH - Replace display on Rini,Christopher G FAOMH(1x4)
1 refrigerant monitorin B77 2nd fir
| mechanical room 77-0239

' W0240869

= Location : 077A-0199 (1 item) (Total=1)

PMNFPA25BLDG.77A
sprinkler ITM

Rini.Chnstopher G

FATSD(1x1)

Pumps GP 50 &51-0ngoing

'W0207331 (Parent) Prepare chiller ARU0O04 FAOMH Rini.Chrisiopher G FAOMH(1x8) FAOMH(1x8) FAOMH(1x8)
1 for vendor Retubing and Provide FAOMH(1x8) FAOMH(1x8)
| vendor support as needed
'W0239497  (ONGOING) PMTs to FAOMP1 | Rini.Christopher G W FAOMPI(1x1) 1 FAOMPI(1x1) — U FAOMPI(ix1)
Monitor/Troubleshoot B77 B FaomP1(1x1) @ FaomPi(1x1) B FaomMP1(1x1) B Faomp
= Boilers/Water Heaters and

W0240872

PMNFPA25BLDG. 78/76K
sprinkler ITM

Rini.Chnstopher G

'W0240875

PMNFPA25BLDG. 79 sprinkler
™

Rini.Chnstopher G

'W0240878

'PMNFPA25BLDG. 79A
-sprinkler ITM

Rini.Chnstopher G

'W0239027

E“PM FORB0AC

'FAOMH

Reisinger,Richard |

FATSD(1x1)

FATSD(1x1)

FATSD(1x1)

FAOMH(1x2)

- W0239029

§"PM FOR 80AC

§FAGMH

Reisinger,Richard |

3/5/2021 10:08 AM

= Location :081-0101 (1 item) (Total=3)

I FAOMH(1 x2)




Final Schedule

Mar 21
== Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed Thu Fri Sat Sun
'W0241839 PMFOR76TKO009 (76 EG075 FAOMP3 | Atkinson.Joseph FAOMP3(1x1)
' Decommissioned )
W0240526 PMFOR 76 TKO10 FAOMP3 | AtkinsonJoseph I FAOMP3(1x1)
W0240564 PMFOR /76 TKO11 FAOMP3 | Atkinzon.Joseph I FAOMP3(1 x 1}
= Location : 081-0199 (1 item) (Total=2)

' W0240524

Monthly PM for 76 EG

FAOMP3(1x1.75)

W0240562 Monthly PM for 76 EG 116 FAOMP3 | Atkinson.Joseph FAOMP3(1x1.75)
W0240570 Meonthly PM for 76 EG 117 FAOMP3 | Atkinson.Joseph FAOMP3(1x1.75)
'W0240637 PMFOR 76 TK008 (Monthly FAOMP3 | Atkinson.Joseph FAOMP3(1x1)
' PM for 76 EG 067 Retired)
W0240572 PMFOR 76 TK012 FAOMP3 | AtkinsonJoseph FAOMP3(1x1)

= Location : 082-0100 (1 item) (Total=1)

'W0241040

—

'PMNFPA25BLDG. 82 grid
booster pump ITM (weekly)

= Location : 083-0150 (2 items) (Total=2)

PMFOR 83BR 0038

' W0242351

FATSD(1x1)

FAOMP3(1x2)

W0242353

PMFOR 83 BR 009

FAOMP3

Atkinson_Joseph

= Location : 084-0057 (2 items) (Total=1)

'W0239968

L

PM FOR 84 BL 008

FAOMP1

= Location : 084-0104 (

'W0239961

—

1item) (Total=1)

PM FOR 84 BL 006

FAOMP1

= Location : 084-0105 (

'W0239982

—

1item) (Total=2)

EPMFGHMBLDI?

'FAOMP1

I FAOMP3(1 x4)

FAOMP1

- W0239984

§PMFDH34|3LD13

§FAGMP1

Atkinson_Joseph

= Location : 084-0106 (

W0239958

L

1 item) (Total=1)

PM FOR 84 BL 005

gFAGMPI

= Location : 084-0107 (

1 item) (Total=1)

3/5/2021 10:08 AM

I FAOMP1

16



Final Schedule

=] Work Order

2 Description

= VWOTK | ype aroup : LMK, LIC | 1 [mem)

1 W0234985

FATSD to Replace bad MOI

Card.

- Location : 084-0255 (1 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)
Seismic Bracing - Free standing FATSC

W0199778
1

storage needs tobe secured o

floor - cales attached

- Location : 084-ROF1 (2 items) (Total=10)
-1 Work Type Group : PMs (10 ftiems)

1 W0239951

W0239954

W0239956

W0239966

W0239974

W0239976

W0239978

W0239980

W0239970

o W0239972

PMFOR&84BL0OO01

PM FOR 84 BL 002

PMFOR 84BL 003

PMFOR84BL0O07

PMFOR84BLO013

PMFOR84BLO14

PMFOR 84 BL0O15

PMFOR 84 BLO16

PMFOR&84BLO11

PMFOR84BL012

Location : 085-0103 (1 item) (Total=1)

- Work Type Group : PMs (1 fiem)

1 W0238887

PM FOR 85BR 002

Location : 085-0199 (3 items) (Total=1)

- Work Type Group : PMs (1 fiem)

1 W0241411

Weekly PM testof 85 ALT 096

3/8 - 3NM4

Location : 085-0199V (1 item) (Total=1)

- Work Type Group : CMR, Eic (1 item)

1) Replace all burnt outlamps in FAOML
hazard waste storage area. May

W0239492

require the personnel in the

buildi

Location : 085-0211 (1 item) (Total=1)

- Work Type Group : CMR, Eic (1 item)
Repair/replace LED Emergency FAOML

1 W0237024

Display Sign - not working

- Location - 085-0215 (1 item) (Total=3)

3/5/2021 10:08 AM

1 Lead Craft * FAM Name

FATSD

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP3

FAOMP3

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Atkinson_Joseph

Armenta-
Gutierrez Francisct

Armenta-
Gutierrez Francisct

Armenta-
Gutierrez Francisct

Armenta-
Gutierrez Francisct

Mar 21
Mon

Tue Wed Thu Fri
09 10 11 12
B FATSC(ix
FATSC{1x4) it
FATSC{1x4) *

Sat Sun
13 14

§ | FATSD(1x2)
§ | FATSD(1x2)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

[ TElE TElET TaE TEleE TaleEE TelE TeEE T

FAOMP1
FAOMP1

FAOMP3(1x1)

FAOML(1x4)
FAOML(1 x4}

| FAOML(1x3)
M | FAOML(1x3)

N

17



Final Schedule

= Location : 085TK003 (1 item) (Total=1)

Armenta-
Gutierrez Francisct

' W0240661
e

= Location : 086-0114 (1 item) (Total=1)

‘Monthly PM FOR 85 TK 003

W0240472 'PM NFPA72BLDG. 86 fire
h ~alarm system ITM
= Location : 088-0198X (1 item) (Total=1)

1. Complete JHA google form

FATSF
before startingwork 2. Connect
-elbow (See attached photo)

= Location : 090-0026H (1 item) (Total=1)

W0241384 Gutierrez.Myma
1 E

'W0230154  TroubleshootB90OXPIVisin
1 ‘Supervision butvalveis locked

- ~openadjustPIV.
= Location : 090-0027A (1 item) (Total=1)

Gutierrez Myma

'W0237697 PMFOR90BR 005 W/GP 023 Gutierrez.Myma

—_— 'MATL at Stores
= Location : 090-1999 (1 item) (Total=1)

'W0234286  Inspect exterior lighting for 'FAOML

— “and 90P.

= Location : 090X-0105 (1 item) (Total=3)

Gutierrez Myma

FAOMP3(1x 1)

FATSD(1x1)

Mar 21
== Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed Thu Fri Sat Sun
'W0235770 PMFORS85AHU004 MATLat FAOMP1 |Ammenta- FAOMP1(1x25)
E Stores Gutierrez Francisct
'W0235772 PMFORS85AHU005Pending FAOMP1 |Armenta- I FAOMP1(1x25)
] Materials Gutierrez Francisct
'W0235774 PMFORS85AHUO06 Pending FAOMP1 |Armenta- I FAOMP1(1x2.5)
] Materials Gutierrez Francisct

FATSF(Tx2)

8 [FAOML(1x3)
050007 - FAOML(1x4)

FATSD(
FATSD(

1x2)
1x2

W0234936 {Child) Provide support for EV

charger install; consiruct forms

Gutierrez Myma

for concrete pad.
= Location : 091-0130 (1 item) (Total=1)

3/5/2021 10:08 AM

'W0233221 (Child) Install concrete pad, FATSL GutierrezMyma | | FATSL(1x8) | FATSL(1x8) : {1x8)
bollard, and wheel stop per E= ratsL(1x8) [E= FATSL(1x8) E= FATSL(1x8)
o penetration permit and B FATSL(1x8)
- engineering specs. B FaTSL(1x8)
'W0223335  InstallEV ChargerElectical  FATSE1 | GutierrezMyma == FATSE1(1x8)
' Utility Infrastructure




Final Schedule

1 Lead Craft * FAM Name

== Work Order 1 Description
OCx-FCU-005Replace OCX
temperature sensor (Parts

W0239521
h arrived under W0236663)

= Location:091-0161 (1 item) (Total=1)

Reisinger,Richard |

'W0234809 OCx 91-AHU-1DXCoil Install | Reisinger.Richard |
I (2) relays toclosecondenser

- valve when dehumidifier is off
= Location : 091-0269 (1 item) (Total=1)

'W0224498  Replace growth chamber fan
— ‘motor @ 91-269
= Location - 091U-0101 (1 item) (Total=1)

Reisinger,Richard |

'W0213917  (Parent) Remove and clean

— strainer

= Location : 091U-0199X (1 item) (Total=1)

'FAOMP1 |ReisingerRichard|

'W0227036  Troubleshoot AC 004 heat pllnp FAOMH

— @ B91U

= Location : 091U-FL1 (1 item) (Total=1)

Reisinger,Richard |

'W0241488  OCx-91UEX-001 FMCS Glnck GGX Reisinger.Richard |

h Calibration Temp Sensors
= Location:977-01 !}ﬁ[) (1i1tem) (Total=1)

'W0234540  Riggerrequesttomove 2 Shervanian.Adam
1 _incubators to room 0196D
| (FORKLIFT REQUIRED)

= Location : 978-4432 (1 item) (Total=1)

Shervanian Adam

'W0236820  lce machine has stopped
h - making ice (troubleshoot)
= Location : HSITE2010 (2 items) (Total=1)

'W0240420  Roadway/Sidewalk/Shelter
h Inspection Zone3 3/10

= Location : HSITE2020 (2 items) (Total=1)

Gutierrez Myma

'W0218972  Modify (2) EVchargercable ~ FATSE1 | GutierrezMyma
_hangers at B90 west side
- _parking area.

= Location : HSITE2030 (1 item) (Total=1)

FAOMP1(1x1)

Thu Fri Sat Sun

FAOMH(1x3)
FAOM I-E{I x3)

FAOMP1(1x1) FAOMP1(1x1)

. FAOMH(1 x8)
- FA{IH H{1x8)

FATSE1(1x8)

OCX(1x4)
OCX(1x4)

FATSR(1x5)
FATSR(1x5)
FATSR(1x5)

FATSL(1x8)
FATSL(1x8)

3/5/2021 10:08 AM

19



Final Schedule

2

Work Order

W0242193

2 Description

Setup pop ups, tables and
chairs to support flu clinic
between B30/33.

= Location : HSITE30 (1 item) (Total=10)
1= Work Type Group : PMs (10 iiems)

1 W0241841 Days Lower Hill Rounds
W0241863 OWL B06,B15,B34,B37 & B&0
Rounds
W0241867 OWL HilCYN Rounds
W0241865 OWL Lower Hill Rounds
4
Wo0241816 Days Hill/CYN Rounds
5
W0241845 Days B06,B15,B34 B37 & B&80
Rounds
W0241869 SWING B06,B15,B34, B37 &
B30 Rounds
wWo0241871 SWING HilCYN Rounds
W0241873 SWING Lower Hill Rounds
o wW0241277 Gas Switch Carb Report PM

(Parent with Routes)

= Location : HSITE4010 (2 items) (T otal=2)
= Work Type Group : CMR, Eic {1 item)

1

W0229246

Confirm GFlin back of B69 Bus
Shelteris only electrical utility in
the area. Meter circuit

= Work Type Group : PROJECTS (1 item)

W0229640

Remove light control modules
and replace with Encelium

Control Nodes

FATSL

FAOMP1

FAOMP3

FAOMP3

FAOMP3

FAOMP1

FAOMP1

FAOMP2

FAOMP2

FAOMP2

FATSE2

FATSE1

FAOML

1 Lead Craft * FAM Name

Gutierrez Myma

Shervanian Adam
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