Final Schedule

== Work Order 1 Description

7 |E ol ol

1 Lead Craft & Work Type Gro 4

=

Jun 20 Jul 20
Mon Tue Wed Thu Fri Sat Sun
2 30 Jor o2 Jo3  o& o5

= Location : 001-0401 (0 item) (Total=1)

'W0220684 PMNFPA72BLDG._ 01 fire
1 “alarm system ITM(Donner

— Weekly)

= Location : 002-0130 (1 item) (Total=2)

FATSD(1x1)

= Location : 002-0133 (0 item) (Total=1)

'W0217355  Carpenters toreplace/install
— ‘baseboard in 002-133

= Location : 002-0199 (0 item) (Total=1)

'W0220371  PMNFPA25BLDG. 22A

— sprinkler ITM

= Location : 002-0307A (0 item) (Total=1)

'W0211581  PMFOR02AHU007 MATL at
1 Stores - Contact Ashley Fidler
| 495-2688 for Access 7:30-9am

gFAGMPI

= Location : 002-0321A (0 item) (Total=2)

PMFOR 02 AHUO06 MATL at
Stores - Schedule Access Time
with Occupant

;WI]EHE?B FAOMP1

1

'W0215692  LOTO, remove and replace "FATSEZ2 FATSE2(1x5)

— ‘motor for GP-011 FATSE2(1x5)

'W0217415  PMTtoreplace pump/motor.  FAOMP1 |CMR.Ek FAOMP1(1 x5)

2 FATSEtoassist. MATERIAL FAOMP1(1 x5)
| UNDER W0215692

FATSD(1x .5)

PMFOR02AHUOQO08 MATLIN
Stores/Need Access toLab

EWI]EHEBE FAOMP1

PMs

= Location : 006-1000 (1 item) (Total=1)

'W0218995 Inspect condensate FAOMP1
1 lines/components of ALS AHU
| @B6-1000

= Location : 006-1998 (0 item) (Total=1)

PMNFPA72BLDG. 6fire alarm

W0220275
system [TM

PMs

= Location : 006-1999 (0 item) (Total=1)

6/26/2020 12:21 PM

@8 | FATSD(1x8)

FATSD(1x8)




Final Schedule

Work Order

2 Description

1 Lead Craft & Work Type Gro 4

==
] W0219759
1

Exercise all hydraulic elevators
perattached list

FAOMP3 CMR. Eic

= Location :006A-0101

'W0218081

—

(Oitem) (Total=1)

Inspection of SW-A3 Bldg. 06A

FATSE2

= Location : 013E-0199 (0 item) (Total=1)

'W0216431

—

PM FOR 13EBFP002

PMs

= Location : 013J-ROF 1 (0 item) (Total=1)

'W0219817

—

PM FOR 00 ARU 001

PMs

= Location : 014-0102 (1 item) (Total=2)

'W0217336
1

Deliver scissor lift to Sally Ally

'FATSR

W0217334

Remove and replace light
fixtures in Sally Alley

EATSE1 |PROJECTS

= Location : 017-0199 (0 item) (Total=1)

' W0220410

—

'PMNFPA25BLDG.1717A
sprinkler ITM

'FATSD
PM=

= Location : 026-0004 (0 item) (Total=1)

W0218902
1

0004 . Thedoorisin RM 96
(Dungeon) onright side when
‘youwalkin.

FATSC tore-install door at 26-

= Location : 026-0140 (0 item) (Total=1)

W0217167
1

“Install conduit, enclosure,

“actuator power

'FATSE1

-conductors and device for door

= Location : 027-0105 (0 item) (Total=1)

W0220949

—

'Replace lamps.

= Location : 027-0199 (0 item) (Total=1)

'W0220413

—

1™

PMNFPA25BLDG. 27 sprinkler FATSD

= Location : 030-0145 (0 item) (Total=2)

6/26/2020 12:21 PM

Jul 20

P3(1x3)
P3(1x3)

B FAOMP3( x[
H_FAOMP3(1 x 7

FAOMH(1x2)

FATSE2(1x1)

Sat

Sun

0

FATSR(1x
B FATSR(1x
[ B FATSE1(1x8) B FATSE1(1x8)
[ FaTSE1(1x8) B FATSE1(1x8)

FATSC(1x2)

FATSE1(1x6)

FATSD(1x 5)

FATSD(1x.5)




Final Schedule

Work Order % Description

'W0219720

—

Monthly PM for 30 EG 114

1 Lead Craft & Work Type Gro 4

Jun 20

Jul 20

W0219723 PMFOR30TK 003

§FAOMP3

Code Complaint
PM=

= Location : 031-0100A (0 item) (Total=1)

'W0205412  ONGOING - Riggers io move
1 large items in/out of chamber

= Location : 033-0104 (0 item) (Total=1)

'W0218497  Leaking toilet- Plumbers to
h -install new crown piston kit

= Location : 033-R499 (0 item) (Total=1)

'W0220730 OCx-B33Roof AHU-1&2
'Modify 33-AHU-MGR Logic to
A “add variable ignores to T&R
| ‘block

= Location : 033U-0198X (0 item) (Total=2)

'W0218596 33U GS00112.47kV SF6 GAS
— FILLED SW-GS-1-33U

'FATSE2

FATSF(1x1.5)

FATSR(1x3)
FATSR(1x3)
TFAYSR(1x3)

FATSE2(1x1)

'W0218598 33U GS002 12.47kV SF6 GAS
: FILLED SW-GS-2-33U

FATSE2

PMs

= Location : 034-0100 (0 item) (Total=2)

| I FATSE2(1x1)

'W0221073  PM For Building 34 Emerg. Code Complaint FAOML(Tx 1)
= Lights and Exit Signs PMs
'W0219839  PMFOR 34 ARU 004 FAOMH |COORDPMs I IﬂﬂMHﬁwE

= Location : 035-0100 (0 item) (Total=2)

w0203369
1

'Move ground cart from bldg. 36

FATSR

FATSR(1x2)

= Location : 037-0101 (0 item) (Total=2)

Wo0217312 Monthly PM for 37 EG 120

to bldg. 35. FATSR(1x2)
_ FATSR(1x2)
wWo02130388 Inspection of SW-A4 Bldg. 35 FATSE2 FMs

| [ FaTSE2(1x 1)

éWﬂ21?314 PMFOR37TK 104

FAOMP3

Code Complaint
PM=

= Location : 037-0103 (0 item) (Total=1)

6/26/2020 12:21 PM




Final Schedule

=] Work Order 1 Description 2 Lead Craft 3 Work Type Gro 4

'W0221075  PM ForBuilding 37 Emerg_ FAOML | Code Complaint

I [ Lights and Exit Signs PMs

= Location : 037-0201 (0 item) (Total=2)

Jun 20

Jul 20

'W0219702  Monthly PMfor37EG 111 'FAOMP3 | Code Complaint
i (Bldg. 15) PMs
'W0219707 PMFOR37TK 105 'FAOMP3 g;deﬂmmhint

= Location : 043-0101 (0 item) (Total=2)

EWI]EIBEI]E PMFOR43KC004 MATLin

FAOMP3(1 x4)

Stores
'W0221077  PM For Building 43 Emerg. FAOML Code Complaint | FAOML(1x2)
= Lights and Exit Signs PMs

= Location : 045-0101 (0 item) (Total=1)

‘W0221079  PM For Building 45 Emerg.
—_— Lights and Exit Signs
= Location : 046-0101 (1 item) (Total=1)

I W0220106 Replace 19 Sprinkler Gauges

= Location : 046-0198 (0 item) (Total=3)

FATSF(1x4)

I W0218543 PM for 46 ADFOO01 FATSE2 FATSE2(1x2)
W0218676 PM for 46 PNLOO1 FATSE2 PMs I FATSE2(1x3)
WO0218710 PM for 46 XFM049 FATSE2 PMs

= Location : 048-0100 (0 item) (Total=1)

'W0221081  PM For Building 48 Emerg.
—_— Lights and Exit Signs
= Location : 048-0199 (0 item) (Total=1)

W0220525  PMNFPA25BLDG.48/45/43

h -sprinkler ITM

= Location : 050-4009 (0 item) (Total=1)

I EWI‘.]219124 PM FORS50BLO0O01

= Location : 050-4096 (0 item) (Total=2)

I EWDEIBIEE PMFORS50BL 003

6/26/2020 12:21 PM

FAOMP2(1

FAOMP2(1

FAOML(1x1)

I FATSEZ2(1x1)

FATSD(1x.5)




Final Schedule

=] Work Order 2

Description

1 Lead Craft & Work Type Gro 4

wW0219130

18

PM FOR 50 BL 006

FAOMP2 |PMs

= Location : 050-6040 (

gwuzmma

1 item) (Total=2)

{Child) Isolate building
compressed air line.

FAOMP1

Jun 20

Jul 20

W0210865

(Parent) Run stainless steel
compressed air line.

FATSF CMR. Eic

= Location :050A-0141

(0item) (Total=3)

'W0219847  PM FOR 50AARU004 Co FAOMH(1x3)
i i =

'W0219849  PM FOR 50AARU005 FAOMH | Code Complaint i FAOMH(1x4)

E =

'W0219851  PM FOR 50AARU006 FAOMH | Code Compiaint I FAOMH(1x3)

i =

= Location :050A-0196

'W0220987

L

(Oitem) (Total=1)

Repair lighting in the basement
inseveral locations.

CMR. Eic

FAOML

= Location : 050A-0198X (0 item) (Total=1)

'W0218600

L.

50AGS00112.47kV 5F6 GAS
FILLED SW-GS-1-50A

PMs

FATSE2

= Location :050A-1197

W0220988
‘l 3

(Oitem) (Total=1)

locations.

Repair 1stfloor lights in several

= Location :050A-2156

'W0189009
1

(Oitem) (Total=1)

Secure cabinet to wall per
engineering seismic
calculations.

= Location :050A-2196

W0220989
‘l E

(Oitem) (Total=1)

Repair lighting on the second
floor in several locations.

= Location :050A-4193

'W0220990

L

(Oitem) (Total=1)

Repair lights in the 4th floor
conference room.

= Location :050A-7102

(Oitem) (Total=1)

FAOML(1x8)
FAOML(1x8)

FAOML(1x8)

FAOML(1x8) ]
B FAOML(1x8
[ FAOML(1x38

FATSC(1x

3

FAOML(1x4)
FAOML(1 x4}

FATSE2(1x1)

FAOML(1x8)
FAOML(1x8)

@] FaoML(1x8)

FAOML(1x8)

6/26/2020 12:21 PM



Final Schedule

== Work Order 1 Description

1 W0220994 Repair lighting on the 7th floor.

- Location : 050A-ROF 1 (0 item) (Total=2)
- FAM Name : Escobedo,Carlos (2 items)
W0219378 PM FOR 50ACT 005

1

W0219380 PM FOR 50ACT 006

- Location : 050B-0243 (0 item) (Total=3)
- FAM Name : Ezcobedo.Carlos (3 iiems)

1 W0219146 PM FOR 50BBL 007

W0219150 PM FOR 50BBL 010

W0219156 PM FOR 50BBL 020

- Location : 050B-0244 (0 item) (Total=3)
- FAM Name : Ezcobedo.Carlos (3 iiems)

1 W0219158 PM FOR 50BBL 025

W0219160 PM FOR 50BBL 026

W0219166 PM FOR 50BBL 032

- Location : 050B-0299 (1 item) (Total=2)
- FAM Name : Ezcobedo,.Carlos (2 iiems)

Ww02132382 LOTO Support: Bypass blowers
k and GPs

W0218602 50BGS00112.47kV 5F6 GAS
FILLED SW-G5-1-50B

- Location : 050B-1275 (0 item) (Total=1)
- FAM Name : Ezcobedo.Caros (1 item)

W0211689 Troubleshoot/investigate io
determine scope of work to

remove EPO systemline 1&3
from RM1275

- Location : 050B-1297 (0 item) (Total=1)
- FAM Name : Ezcobedo.Caros (1 item)

Wo0218737 Remove and replace damaged
cove basein hallway area.

- Location : 050B-ROF 1 (0 item) (Total=3)
- FAM Name : Escobedo,Carlos (3 items)
W0216461 PM FOR50BCT 004

1

1

. W0216463 PM FOR50B CT 005

wo0217479 PMFORS0BAF 003 MATL at
Stores

6/26/2020 12:21 PM

FAOML

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FATSE2

FATSE2

FATSC

FAOMP1

FAOMP1

FAOMP2

1 Lead Craft & Work Type Gro 4

‘CMH.EE

‘ PMs

‘ PMs

PMs
PMs

PMs

PMs

PMs

PMs

‘FHDJECTS

‘ PMs

CMR. Eic

CMR. Eic

PMs

PMs

PMs

Jun 20 Jul 20
Mon Tue Wed
29 30 01

FAOMP1(1x15)

FAOMP1(1x15)

| FAOMP1(1x3)

(1x38)
(1x38)
TSE2(1x
TSE2(1x

Thu Fri Sat
D2 03 D4
[ | FAOML(1x4)
ﬂ FAOML(1 x4)

FAOMP1(1x1)

FAOMP(1x1)

( FAOMP1(1x15)

FAOMP1(1x1)

FAOMP1(1x1)

( FAOMP1(1x1)

FATSE2(1x1)

FATSC(1x8)
FATSC(1x4)

FAOMP1(1x15)

FAOMP2(1x3)

FAOMP1(1x1.5)

Sun




Final Schedule

Jun 20 Jul 20
=] Work Order % Description R Lead Craft & Work Type Gro 41 |Mon Tue Wed Thu Fri Sat Sun

= Location : 051F-0199 (0 item) (Total=1)

W0220347 PMNFPA25BLDG.51F FATSD i FATSD(1x.5)
1 - sprinkler ITM *(2ND PERSON PMs

— REQD)

= Location : 053-0199 (0 item) (Total=1)

'W0220416  PMNFPA25BLDG.53 Sprlidar FATSD

h ™ | PMs

= Location : 054-0199 (0 item) (Total=1)

FATSD(1x 5)

'W0220419  PMNFPA25BLDG. 545prlider FATSD

h ™ | PMs

= Location : 055-0199 (0 item) (Total=1)

FATSD(1x 5)

'W0220422  PMNFPA25BLDG.55 sprlider FATSD

h ™ | PMs

= Location : 058-0199 (0 item) (Total=1)

FATSD(1x .5)

‘'W0220425  PMNFPA25BLDG. 58!58N5ﬂ3 FATSD
h sprinkler ITM : PMs

= Location : 058C-0199A (0 item) (T otal=6)

FATSD(1x 5)

W0218539 PM for 58AADF001 FATSE2 FATSE2(1x2)
h 'W0218541 PM for 58 ADFO01 FATSE2 PMs FATSE2(1x2)
W0218674 PM for 58 PNL101 FATSE2 PMs FATSE2(1x3)
: W0218678 PM for 58APNLO14 FATSE2 PMs FATSE2(1x3)
- W0218706 PM for 58AXFM158 FATSE2 PMs FATSE2(1x1)
h W0218708 PM for 58 XFM036 FATSE2 PMs FATSE2(1x1)

'W0221146  Implement and release six 'FATSE2
1 LOTO permits: LP-3698, 3699,
- -3700,3701,3702and 3703

= Location : 059-1003 (0 item) (Total=2)

‘W0217428  Disarmfirealarmpointsand ~ FATSD : ' :
functions as per construction § FATSD(1x2) B FATSD(1x2)

“manager instructions. (On EFII_I
- ~until Nov ;

6/26/2020 12:21 PM



Final Schedule

=] Work Order

2 Description

1 Lead Craft & Work Type Gro 4

§Wﬂ214918
1 [

PMFORS59KC 001

FAOMP1

PMs

= Location : 059-1201 (0 item) (Total=1)

'W0216375

L

éPMf«DIEBBD 001

'FAOMP1

= Location : 059-5009 (0 item) (Total=1)

'W0214768

L

éPMfﬂ[EBBLﬂIE

'FAOMP1

= Location : 059-5997 (0 item) (Total=1)

'W0214770

L

PM for 59 BL 076

'FAOMP1

= Location : 060-0101 [i item) (Total=1)

'W0220116

L

Replace 7 Sprinkler gauges

= Location : 060-0199 (0 item) (Total=1)

W0220356

L

-sprinkler ITM

'PMNFPA25BLDG. 60/63/55A

= Location : 062-0034 (0 item) (Total=2)

'W0219637

L.

Monthly PM for 62 EG 102

Jun 20

Jul 20

Sun

FATSD(1x.5)

' W0219639

PM FOR 62 TK 002

§FAOMP3

Code Complaint
PM=

= Location : 062-0198X (0 item) (Total=2)

' W0218604

62G500112.47kV 5F6 GAS
FILLED SW-G5-1-62

FATSE2

FATSE2(1x1)

W0218606

62G500212.47kV 5F6 GAS
FILLED SW-GS5-2-62

FATSE2

PMs

= Location : 062-0202 (0 item) (Total=1)

'W0221083

—

PM For Building 62 Emerg.
Lights and Exit Signs

= Location : 062-0250 (0 item) (Total=1)

W0193664

'HVAC toinvestigate &
_troubleshoot thermostat in 62-
- 250 for possible replacement.

I FATSE2(1x1)

FAOML(1x3.5)

= Location : 062-0361 (0 item) (Total=1)

6/26/2020 12:21 PM



Final Schedule

== Work Order 1 Description

1 Lead Craft & Work Type Gro 4

w0220893
h from the thermostatin 62-036

Troubleshoot loud noise coming FAOMH

CMR. Eic

= Location : 062B-0199 (0 item) (Total=2)

'W0219641

—_— 'Node

Monthly PM for 62BEG 081 ICS FAOMP3

PMs

Jun 20 Jul 20
Mon Tue Wed Thu Fri Sat Sun
2 ij o |

' FAOMH(1x2) '

- W0219643 PMFORG62BTK 081

Code Complaint

FAOMP3
PMs

= Location : 063-0101A (0 item) (Total=1)

'W0220970

L

'Repair lights in room.

= Location : 064-0101 (1 item) (Total=2)

FATSF

'W0220114 Replace 6 Sprinkler Gauges
- W0220647 LOTO support for contractor
: work

FATSE2 CMR. Eic

= Location : 064-0140 (0 item) (Total=1)

W0220721

L

Update Arc Flash labels on

electrical panels throughout B64

FATSE1

= Location : 064-0146 (0 item) (Total=1)

'W0220915

—

Install paper towel dispenser

= Location : 064-0199 (0 item) (Total=1)

PMNFPA25BLDG. 64/56

h sprinkler ITM

PMs

= Location : 064C-0100 (0 item) (Total=1)

'W0218684

—

Inspection of SW-AG Bldg. 64C

FATSE2

= Location : 064C-0199 (0 item) (Total=1)

‘W0218614  71GS00312.47kV SF6 GAS
— FILLED SW-GS-3-71

FATSE2

= Location : 065-0102 (1 item) (Total=1)

' W0215238
-cabinets for FATSF to replace
- deficient sprinkler heads

(Child) FATSC remove/re-install

= Location : 065A-0101 (0 item) (Total=1)

6/26/2020 12:21 PM

FATSE1(1x8)

FATSD(1x.5)

FATSE2(1x1)

FATSE2(1x1)

FATSC(1x8)
FATSC(1x8)




Final Schedule

== Work Order 1 Description

1 Lead Craft & Work Type Gro 4

W0218920  Carpenters toinstall door from Fmsc
lobby to hallway. :
**DETAILS IN LONG

I- 'DESCRIPTION**

CMR. Eic

= Location : 066-0101 (0 item) (Total=1)

'W0221085  PM For Building 66 Emerg.
—_— Lights and Exit Signs

PMs

= Location : 066-0199 (0 item) (Total=2)

W0215243 Install conduitand enclosures  FATSET1
forwireless access points on
B66 Roof and SW-A5 Wall.

ES&EWPMFORBLDG.66  FAOMP2

W0219577

| Code Complaint

PMs

= Location : 066-0232 [ﬁ item) (Total=1)

'W0202568  LOTO, remove and replace 'FATSE1
1 fume hoodtoggle switchand

— cover

CMR. Eic

= Location : 066A-0100 (0 item) (Total=1)

'W0218682 Inspection of SW-A5 Bldg. 66A° FATSE2

= Location : 067-1097 (0 item) (Total=1)

‘W0221137  PM For Building 67 Emerg.
— Lights and Exit Signs

PMs

= Location : 067-1999 (0 item) (Total=1)

W0220677 OCx-B67 CHW Plant .
1 Investigate FPU panels: [:]wer

- comm, ifo

= Location : 06 /A-0102 (0 item) (Total=2)

Jun 20

Jul 20

(1x2)

FMCS(1x2)
- § EMc

'W0219367  (Parent)Maintain building FAOMH(1x3)
1 temperature set point and B FADMH(I x1)
- secure chiller daily at 5:30pm ' -l FAOM
: FAOM

' W0219368 E(Child} Start Chiller and monitor FMCS
: ~equipmentuntilsecureddaily.

CMR. Eic

= Location : 06 /A-0104 (0 item) (Total=3)

W0219751 Monthly PM for 67A EG 001

E FMcs(Ox4)
B rme

5|1 x2)

H{1=x7}

FAOML(1x4)

FATSE2(1x1)

FAOML(1x3)

i FADMP:in x8)

CS(1x4)

. FMCSH x4)

FMCS(1 x4) ‘

FAOMP3(1x1.75)

‘W0219753  PMFOR 67A TK 003 'FAOMP3

6/26/2020 12:21 PM

Code Complaint
PM=

I FAOMP3(1x1)

10



Final Schedule

== Work Order 1 Description

1 Lead Craft & Work Type Gro 4

I 'W0219755  PM FOR 67A TK 002

'FAOMP3 | Code Complaint
PMs

= Location : 067-ROF 1 (0 item) (Total=1)

'W0221061  OCx-B67 Weekly Ongoing

h Meonitoring

= Location : 068-0101 (0 item) (Total=1)

'W0217070 PM NFPA25BLDG. 68 grid
h booster pump ITM (weekly)

PMs

= Location : 069-0150B (0 item) (Total=1)

'W0212998  Replace faucets inmen's

h restroom

= Location :070-0183 (0 item) (Total=2)

EWI]EEI]I]IE PM FOR 70 BR 007

Jun 20 Jul 20

Mon Tue Wed Thu Fri Sat Sun

E=E _ES WEE [0z [ [ o= |
FAOMP3(1 x 1)

FMCS(1x2) FMCS(1x2)
[ Fmcs(1x2) B rMcs(1x2)

FATSD(1x1)
FATSF(1x8)

FAOMP3(1 x4)

EWI]EEI]I]IB PMFOR 70BR 016

FAOMP3 |PMs

= Location : 070-0199 (0 item) (Total=2)

'W0218608 70 GS003 12.47kV SF6 GAS
[ FILLED SW-GS-3-70

FATSE2

l FAOMP3(1x4)

i FATSEZ;[‘I x1)

W0218610 70G500412.47kV 5F6 GAS
' FILLED SW-GS5-4-70

FATSE2 PMs

= Location : 070-0294 (0 item) (Total=1)

'W0218870  Remove and replace cove base
—_— outside room 224

'FATSC CMR. Eic

= Location : 070A-0199X (1 item) (Total=1)

'W0220903 (Child) Investigate, identify
isolation points, and provide
L N—-— procedures for FTU pump
- replacement.

= Location : 070A-1104A (0 item) (Total=1)

'W0217484 PM FOR 70AAF 007 MATL at

— Stores

FAOMP1 |PMs

= Location : 070A-1115 (0 item) (Total=1)

W0214622 PM FOR 70ABL 068

FAOMP1 |PMs

= Location : 070A-1196 (0 item) (Total=3)

I FATSE2(1x1)

FATSC(1x

FAOMP2(1 x4)

6/26/2020 12:21 PM

1



Final Schedule

== Work Order 1 Description

& W0217553
outside room 1149.
W0217554
| outside room 1129.
W0217555

outside room 1145
- Location : 070A-2295 (0 item) (Total=1)
- FAM Name : Ezcobedo Carlos (1 item)
W0217564

1

- Location : 070A-3329 (0 item) (Total=3)
- FAM Name : Ezcobedo.Carlos (3 iiems)

1 W0219907 PM FOR 70AARUO00
W0219909 PM FOR 70AARU002
W0219911 PM FOR 70AARUO004

- Location : 070A-ROF1 (1 item) (Total=1)
- FAM Name : Escobedo.Carlos (1 item)

1 W0219913 PM FOR 70AARU005

- Location :071-0001 (1 item) (Total=1)
- FAM Name : Atkinson,.Joseph (1 item)
W0220113

1

- Location :071-0199 (0 item) (Total=5)
- FAM Name : Atkinson.Jeseph (5 items)

Wo0218612 71G500212.47kV SF6GAS
: FILLED SW-GS-2-71
Wo0220461 PMNFPAZ25BLDG.71/71B
2 sprinkler ITM
W0220549 PMNFPA25BLDG. 71
preaction I TM
W0219394 PM for TRW filter 71 FL 002
6/29 - 715
W0219396 PM for TRW filter 71 FL 003
6/29 - 715

- Location : 071C-0199 (0 item) (Total=1)
- FAM Name : Atkinson,.Joseph (1 item)
Wwo0220458 PM NFPA25BLDG.

1 ITTIHCIPIFKID traillers

sprinkler ITM
- Location : 072A-0098 (0 item) (Total=1)
- FAM Name : Tafoya.Enc (1 item)

6/26/2020 12:21 PM

Replace 4 Sprinkler gauges

1 Lead Craft & Work Type Gro 4
Remove andreplacecovebase FATSC
Remove andreplacecovebase FATSC

Remove andreplacecovebase FATSC

Remove andreplacecovebase FATSC
outside men's restroom 2208,

FAOMH

FAOMH

FAOMH

FAOMH

FATSF

FATSE2

FATSD

FATSD

FAOMP3

FAOMP3

FATSD

CMR. Eic

CMR. Eic

CMR. Eic

CMR. Eic

Code Complaint
PM=

Code Complaint
PM=

Code Complaint
PM=

Code Complaint
PM=

‘CMH.EE

PMs

Code Complaint
PM=

Code Complaint
PM=

PMs

PMs

Code Complaint
PM=

Jun 20 Jul 20
Maon Tue Wed Thu Fri Sat
29 30 01 02 03 04
FATSC(1x2)
FATSC(1x2)
FATSC(1x2)

FATSC(1x2)

FAOMH(1x2)
FAOMH(1x2)

E FAOMH(1 x4)
FAOMH(1x15)
FATSF(1x2)

FATSE2(1x1)
FATSD(1x.5)

FATSD(1x.5)

FATSD(1x.5)

Sun
05

FAOMP3(1

FAOMP3(1




Final Schedule

=] Work Order

2 Description

1 Lead Craft & Work Type Gro 4

W0192941

I 1

Needed on 6/29 during
-shutdown - Change chill water
- pump on Haskris chiller 72A
"ARU 003

'FAOMH

CMR. Eic

' W0220797
1 E

= Location : 072A-0198 (0 item) (Total=1)

replace the other one with a bell
in 72A

Remove old analaser strobe and FATSD

W0217487

—

= Location : 072A-ROF 1 (0 item) (Total=1)

'PMFOR 72AAF 001 MATL at
Stores

gFAGMPI

gwuzmﬁm

= Location : 074-0198X (0 item) (Total=2)

EC GS500112.47kV 5F6 GAS
FILLED SW-GS-1-EC

FATSE2

Jun 20

Jul 20

FATSD(1x8)

FATSE2(1x1)

FAOMP1(1x15)

EWDEIBEIB

ECGS500212.47kV 5F6 GAS
FILLED SW-GS-2-EC

FATSE2

PMs

= Location : 074-0199 (0 item) (Total=2)

I FATSE2(1x1)

'W0210051
1

= Location : 076-0224 (0 item) (Total=1)

LOTO, install double duplex
receptacle in existing four
square box

FATSE1

W0214808

= Location : 076-0235 (0 item) (Total=2)

Anchor New AV System to Walls
in B76-235. See attachments for

FATSE1(1x4)

FATSC(1x8)
FATSC(1x8)

'W0220467 PM NFPA25BLDG. 74 sprinkler FATSD(1x.5)

h: Im™
'W0219581 ES&EWPMFORBLDG. 74 FAOMP2 E;ﬂeﬂﬂmﬂ'ﬂiﬂt . FAOMP2(1 x 8)
E =

= Location : 076-0199 (0 item) (Total=2)
' W0220009 B76 Fuel Spill Containment FAOMP3 FAOMP3(1x.5)
: Bas i“ ﬁfzg B ?E ...........
'W0206094  Remove Eaton EV-LV12 FATSE1 |PROJECTS FATSE1(1x8)
2 charger and replace with
| Juicebox 32 EV Charger

6/26/2020 12:21 PM

= Location : 077-0137 (0 item) (Total=1)

— details

'W0217347  [ChildofW214808] FATSLto  FATSL CMR.Ekc FATSL(1x5)

2 assistremoval of old TVs and FATSL(1x5)
- putting up new TVs inRm 235




Final Schedule

=] Work Order 1 Description 2 Lead Craft 3 Work Type Gro 4

'W0221105  PMForBuilding77Emerg. ~ FAOML | Code Complaint
h Lights and Exit Signs PMs

= Location:077-0161 (0 item) (Total=1)

W0211527 PM FOR 77 AHUOD11 FAOMP1

= Location : 077-0199X (0 item) (Total=1)

- W0205284 PM FOR 77 RF 004 "Weekly"

= Location : 077-0240 (0 item) (Total=1)

'W0211499  PMFOR77AHU021 MATLat FAOMPIT

h Stores

= Location : 077A-0104 (0 item) (Total=1)

'W0220666  LOTO,remove & replace FATSE1
I receptacle, add neutral

“conductor.
= Location: 077A-0199 (1 item) (Total=2)

'W0221131  PMForBuilding77AEmerg.  FAOML
' Lights and Exit Signs PMs

Jun 20 Jul 20
Mon Tue Sun
2 ) | o 1

' i FAOML(1

FAOMH(1

FAOML(1

x1)

FATSE1(1x5)
FATSE1(1x5)

FAOMP1(1x25)

'W0220036 FAOMP tocheck thepumps FAOMP1 |CMR.Eic
2 and make to sure thereis no

broken couplings or another
- problem with

= Location : 077M-0100 (0 item) (Total=1)

'W0218535  LOTO, remove circuits and 'FATSEI1
-enclosures from Chemical
h Storagesheds M &N

= Location: 078-0101 (0 item) (Total=1)

'W0221107  PM ForBuilding 78 Emerg.
—_— Lights and Exit Signs
= Location : 078-ROF1 (0 item) (Total=1)

'W0219929 PMFOR78AC 001

= Location: 079-0101 (0 item) (Total=1)

'W0221109  PM ForBuilding 79 Emerg.
—_— Lights and Exit Signs
= Location : 080-0194 (0 item) (Total=1)

FAOMP1(1
FAOMP1(]

x2)
x2)

FAOML(1

FAOMH(1

FAOML(1

x3)

6/26/2020 12:21 PM

14



Final Schedule

== Work Order 1 Description 1 Lead Craft & Work Type Gro +|Mon
'W0221111  PMForBuilding80Emerg.  ~ FAOML | Code Complaint
—_— Lights and Exit Signs PMs

'W0220491

—

= Location : 081-0199 (0 item) (Total=1)

'PM NFPA25BLDG. 81 sprinkler
Im™™

FATSD

Code Complaint
PM=

' W0217085

= Location : 082-0100 (0 item) (Total=2)

PMNFPA25BLDG.82grid

Jun 20

Jul 20

FATSD(1x .5)

—

= Location:082TK002

W0220572

—

(Oitem) (Total=1)

PMNFPA25BLDG. 82 water
storage tank ITM

PMs

' W0220497

—

= Location : 083-0199 (0 item) (Total=1)

PMNFPA25BLDG. 83/83A
sprinkler ITM

PMs

'W0217497

-

= Location : 084-0105 (0 item) (Total=1)

PMFOR24AF001 MATL at
Stores

FAOMP1

'W0218462

—

= Location : 084-0106 (0 item) (Total=1)

PMFOR24BR 008 MATLIn
Stores

W0219590

—

= Location : 084-0199 (0 item) (Total=2)

ES&EWPMFORELDG. 84

booster pump ITM (weekly) PMs
'W0220494 PM NFPA25BLDG. 82 sprinkler FATSD g:‘deﬂmvhi"t IFATSDh x.5)
' IT™ s

FAOMP3(1x4)

FATSD(1x.5)

FATSD(1x.5)

FAOMP1(1x2.5)
FAOMP1(1x25)

FAOMP2(1x4.5)

W0219592

—

ES&EWPMFORELDG. 84B

= Location : 084B-0091 (0 item) (Total=1)

' W0219931

= Location : 084B-0092 (0 item) (Total=2)

PM FOR 84BARUOO

PMs
'W0220503  PMNFPA25BLDG. 84 sprinkler FATSD CodeComplaint | | I FATSD(1x.5)
| IT™ s

FAOMP2(1x 5)

FAOMH(1x .5)

W0219933

PM FOR 84BARU002

FAOMH

Code Complaint
PM=

6/26/2020 12:21 PM

= Location : 084B-0199X (0 item) (Total=1)

I FAOMH(1x 5)

15



Final Schedule

=] Work Order 1 Description 2 Lead Craft 3 Work Type Gro 4
- W0220500 PMNFPA25BLDG. 84B FATSD Code Complaint
- sprinkler [TM PMs

= Location : 085-0122 (0 item) (Total=1)

'W0199140  PM and/or repair blowers 'FATSE2 PMs
h - specific to room exhaust

= Location : 085-0199 (0 item) (Total=4)

Jun 20

Jul 20

‘W0219594  ES&EWPMFORBLDG.85  FAOMP2 | CodeComplaint FAOMP2(1x1.5)
i i L3

'W0220011  Weekly PMtestof 85ALT096 FAOMP3 |PMs FAOMP3(1x 1)

. szg - ?IE ...........

'W0220344  PM NFPA25BLDG. 85HEF ITM FATSD Code Complaint I FATSD(1x.5)

i L3

‘'W0220513  PMNFPA25BLDG. 85/85D FATSD Code Complaint FATSD(1x.5)

= wet/dry sprinkler ITM PMs

= Location : 085-0220 (0 item) (Total=1)

'W0195235 (Parant} Replace blower motor FA.GMPI
1 per PM findings. (Escort i

- required)

= Location : 085A-0199 (0 item) (Total=2)

'W0219598  ES&EWPM FORHWHF Drum FAOMP2(1 x 1)

= Rack Storage BLDG. 85A PMs
'W0220507 PMNFPA25BLDG.85AAFFF FATSD Code Complaint FATSD(1x 5)
= deluge ITM PMs

= Location : 085B-0199 (0 item) (Total=1)

- W0220510 'PMNFPA25BLDG._85B 'FATSD
h sprinkler ITM PMs
= Location - 085K-0100 (0 item) (Total=1)

'W0217483  Replace burned out light bulb @ FAOML
_— 'B85K, Lower Yard

= Location : 086-0199 [ﬂ item) (Total=2)

‘W0220678  OCx- B86 Weekly Ongoing
' Monitoring

W0220516  PMNFPA25BLDG. 86 Sprlider FATSD

— 1™ PMs

= Location : 088-0011 [ﬂ item) (Total=3)

'W0219492 PM FOR 838 KC 007

6/26/2020 12:21 PM

FATSD(1x.5)

FATSD(1x.5)

16



Final Schedule

Jun 20 Jul 20
=] Work Order % Description R Lead Craft & Work Type Gro 41 |Mon Tue Wed Thu  |Fn 'Sat | Sun
- L HET EEIE . 03 ot |os 1
- W0219943 PMFOR 88 ARUO11 FAOMH {P::Idec"mph'"t ! FAOMH(T x3)
3 =
EWI]E]BB"—IE PM FOR 88 ARUDO012 FAOMH {P::Idec"mphi"t iﬂﬂ’”m x3)
3 =

= Location : 088-0045 (0 item) (Total=1)

W0217495

'PMFORS88AF 001 MATL at
Stores

'FAOMP2

= Location : 088-0299 (0 item) (Total=1)

'W0219605

ES&EWPMFORELDG. 88

PMs

= Location : 090-0099 (0 item) (Total=1)

W0220522

PM NFPA25BLDG.90/90CHR0P
sprinkler ITM

PMs

= Location : 090-1051A (0 item) (Total=1)

W0201792

Install three emergency
ranaptaclss inlT closets in B!l]

'FATSE1

= Location : 090X-01 ﬂﬂ (0 item) (Total=1)

W0220555

'PMNFPA25BLDG. 90X
-sprinkler ITM

PMs

= Location:091-0101 (1 item) (Total=1)

'W0217426

~(Child) Patch and paintwalls at
the elevator landings.

FﬂTS P

CMR. Eic

= Location:091-0192 [ﬂ item) (Total=2)

N

FAOMP2(1

FATSD(1x.5)

FATSE1(1x8) || x8) (B8 FATSE1(1x8)
[ FATSE1(1x8) == FATSEI 101x8) =
[FS| FATSE1(1x8) .

FATSD(1x.5)

FATSP(1x8) B FATSP(1x8)
[ FaTsP(1x8) B8 FATSP(1x48

"W0216809 PMNFPA72BLDG._91/91U fire FA.TSD Code Complaint FATSD(1x8
alarm system [TM PMs FATSD(1x8
. - [8 | FATSD({1x8)
............ FATSD(1x8)
'W0220563  PMNFPA25BLDG. 91 sprlider FATSD | Gode Complaint I FATSD(1x 5)
3 =

1™

= Location : 091-0267 (0 item) (Total=1)

'W0218879

Troubleshoot 91-RAM-010.

= Location:091U-0101 (1 item) (Total=4)

W0221062

OCx-MUP CHW Plant Review

-and maodify chiller sequencing
'S00, implement changes

FMCS

6/26/2020 12:21 PM

FMCS(1 x4) FMCS(1 x4) ;
FMCS(1x4) @ FMCS(1x4)

FMCS(1x4)
~ [B|rmesaxa

17



Final Schedule

=] Work Order

W0213861
1

W0213917

W0220566

W0221183

W0220144
1

6/26/2020 12:21 PM

1 Description 1 Lead Craft & Work Type Gro 4

(Parent) Complete hydropiping FATSF
inside the MUP for temp chiller

per engineering s pecifications.
(Parent) Remove and clean FAOMP1
strainer

PMNFPA25BLDG.91U FATSD
sprinkler ITM

= Location : H (0 item) (Total=1)
=/ FAM Name : Schroeter,Peter James (1 item)

Pick up A-boards and signs FATSL
@ B45and setup atbreak area
locations (see attached map).

= Location - HSITE2020 (0 item) (Total=1)
=l FAM Name : Schroeter.Peter James (1 item)

Place"nosmoking” & "do not FATSL
litter” signs with stands in Lot D
(see attached for locations).

= Location : HSITE2030 (0 item) (Total=1)

= FAM Name : Schroeter Peter James (1 item)
VAN 1 DEDN MM hildy B afrac b hoone b bhoorde CATCOD FrMB Ei

PROJECTS

CMR. Eic

Code Complaint
PM=

CMR. Eic

CMR. Eic

Jun 20 Jul 20

Mon Tue Wed Thu Fri Sat Sun

29 |30 o1 |02 |03 |04 |05
FATSF(1x8)

FATSF(1x8)

FAOMP1(1x1)
FAOMP1(1x1)

FAOMP1(1x1)
B FAaOMP1{1x1)

H FAOMP1(1x1)
FAOMP1(1x1)

FATSL(1x8)
FATSL(1x8)

[ | FATSL(1x4)
M | FATSL(1x4)

E
FATSD(1x.5)

FATSL(1x2)
FATSL(1x2)

Iﬁ EFATSP{1 ~ 8% ﬁ EFATSP{1 ~ 8%

18



