Final Schedule

Aug 20
=] Work Order % Description R Lead Craft & Work Type Gro 41 |Mon Tue Wed Thu Fri Sat Sun
10 Jik 12 JiE 14 15 16
[w] [w] (] |E (]
- Location : 001-0401 (1 item) (Total=3)
- FAM Name : Bradford, Adam B (3 fiems)

E wWo0222793 PM FOR 01 AC 039 FAOMH PMs FAOMH(1x2)
wWo0222798 PM FOR 01 AC 040 FAOMH PMs ( FAOMH(1x2)
Wo0223116 PM NFPA72BLDG. 01 fire FATSD Code Complaint ) FATSD(1x1)

3 alarm system ITM(Donner PMs

Weekly)
- Location : 002-0129C (1 item) (Total=1)
- FAM Name : Reisinger.Richard D (1 rtem)
W0219356 PMFORO0Z2BL027 A57 2ea FAOMPI1 PMs FAOMP1(1x1.3)
: 8/11 MATLHERE .
- Location : 002-0130 (1 item) (Total=3)
- FAM Name : Reisinger.Richard D (3 items)
E Wwo0222800 PM FOR 02 ARUOO1 FAOMH E;ﬂﬂ Complaint FAOMH(1x3)
=
wWo0222802 PM FOR 02 ARU002 FAOMH E;ﬂﬂ Complaint FAOMH(1x3)
=
wo0222804 PMFOR 02 ARUO03*FAM FAOMH Code Complaint i FAOMH(1x3)
Coordinate"with BLDG. MGR_ & PMs
B LAB ** SCHEDULE with BLDG.
MGR. & LAB OCCUPANTS

- Location :002-0137 (1 item) (Total=1)
- FAM Name : Reisinger.Richard D (1 rtem)
PMFORO02BL003 (CONTACT FAOMP1

W0219322

NANO FAB LAB R137 Before

Any Work) A46 2ea 8/11 MATL

Here

- Location : 002-ROF1 (1 item) (Total=19)
- FAM Name : Reisinger Richard D (19 items)

1 W0219090

W0219092

W0219094

W0219096

W0219318

W0219320

W0219324

W0219326

8/7/2020 10:05 AM

PMFORO2BELO16 8/11

PMFORO2BLO17 8/11

PM FOR 02 BL 019 8/11
4L190 1lea.

PM FOR 02 BL 020 8/11
3L260 1ea.

PMFOROZBLOO1 8/11 A48
Zea

PM FOR 02 BLOOZ 8/11 A51
Z2ea MATL Here

PMFOROZBLOO4 8/11 A50
Z2ea MATLHere

PMFORO2ZBLOOS 8/11 A42
2ea MATL Here

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

PMs

PMs

PMs

PMs

PMs

PMs

PMs

PMs

PMs

FAOMP1(1x1.3)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1.3)

FAOMP1(1x1.3)

FAOMP1(1x1.3)

FAOMP1(1x1.3)

O ) T ) T ) -




Final Schedule

=] Work Order

W0219328

- W0219330

- W0219332

e W0219334

e W0219336

- W0219338

o W0219340

o W0219342

e W0219346

o W0219348

- W0221822

2 Description

PMFOROZBLOOG 8/11 A40
Z2ea MATLHere

PMFOROZBLOO7 8/11 A50
Zea

PMFOROZBLOOS 8/11 A50
Zea

PMFORO2ZBLOO0OY9 8/11 A49
Zea

PMFOROZBLO10 8/11 A48
Zea

PMFOROZBLO11 8/11 A50
Zea

PMFOROZBLO12 8/11 A50
Zea

PMFOROZBLO13 8/11 Ab2
Zea

PMFOROZBLO15 8/11 A50
Zea

PMFORO2ZBLO18 8/11 B98
Zea

QEW?2 Supportwith PMT Blower FATSE2

PM's atBldg 02 8/11

= Location : 006-1000 (1 item) (Total=2)
= FAM Name : Reisinger, Richard D (b iiems)

WO0205556
1

Wo0218722
2

W0222513

wo222507
4

w0223802
5

Rigger supportat ALS for
shutdown days

Fire Alarm support for
Contractor changing Sprinkler
heads

Cut & install trench covers for
ALS-U @ B06

Fire Alarm to disconnect wiring
from Vesdaunitsothat ALS
Electricians can reroute conduit
ALS Electrician torotate VVesda
sampling ports and reroute
conduit for Vesda unit

= Location : 006-1998 (1 item) (Total=1)
' FAM Name : Reisinger.Richard D (1 item)

W0220275

PMNFPA72BLDG. 6fire alarm

system [TM

= Location : 006A-0101 (1 item) (Total=2)
= FAM Name : Reisinger, Richard D (2 iiems)

W0223565 Battery Bank PM Switchstation
1 SW-A3
W0223637 Inspection of SW-A3 Bldg. 06A

i
8/7/2020 10:05 AM

1 Lead Craft & Work Type Gro 4

FAOMP1 |PMs

FAOMP1 |PMs

FAOMP1 |PMs

FAOMP1 |PMs

FAOMP1 |PMs

FAOMP1 |PMs

FAOMP1 |PMs

FAOMP1 |PMs

FAOMP1 |PMs

FAOMP1 |PMs

Aug 20
Mon Tue Wed Thu Fri Sat Sun
10 [[11 |12 |13 |14 15 16

FAOMP1(1x1.3)
FAOMP1(1x13)
FAOMP1(1x13)
FAOMP1(1x13)

FAOMP1(1x1.3)

FAOMP1(1x1.3)
FAOMP1(1x1.3)
FAOMP1(1x1.3)
FAOMP1(1x1.3)

FAOMP1(1x1.3)
(

FATSE2(1x8)

W FATSR{1x8)

W FATSR{1x5)

W FATSR{1x8)

x

COORD PMs
FATSR CMR.Eic
FATSD PROJECTS
FATSC CMR.Eic
FATSD CMR.Eic
FATSEI1 CMR.Eic
FATSD Code Complaint

PMs

FATSE2 ‘PMs

FATSE2 ‘PMs

|

[t et
| (1x2)

FATSD{1x?

FATSD{1xP?

x

x

I i FATSC(1x2) i FATSC(1x2)

"

FATSD(

x3)

-

FATSD{

x3)

W FATSEI(x

FAISE1(1x8)

[ | FATSD(1x8)
FATSD(1x8)

FATSE2(1x2)

FATSE2(1x1)




Final Schedule

=] Work Order % Description R Lead Craft & Work Type Gro 4 z:?;m Tue Wed Thu Fri Sat Sun

= e R R O T (2T (ST T s (e |
'W0223559  PM for 30 ADF001 FATSE2 FATSE2(1x2)
'W0223632  PM for 30 PNL0OO1 FATSE2 |PMs i FATSE2(1x3)
'W0223667  PM for 30 XFM650 FATSE2 |PMs I FATSE2(1x1)

= Location : 030-0144 (1 item) (Total=3) |
'W0222810  PM for 30 ARU0O1 Cod FAOMH(1x3)
‘W0222812  PM for 30 ARUOC2 FAOMH | Code Complaint I FAOMH(1x3)
'W0222814  PM FOR 30 RFM0O1 FAOMH | Code Complaint I FAOMH(1x1.5)

= Location : 033-0103A (1 item) (Total=1)

PMs

'W0222642  PMNFPA72BLDG.33/33Ufire FATSD
h “alarm system ITM

= Location : 033-0236 (1 item) (Total=1)

'W0224208  Needed Thursday 8/13 at FATSE2
1 -8:30am - LOTO Support for f

- Contractor Work
= Location - 033-R499 (1 item) (Total=1)

FATSE2(1x3)

'W0220730 OCx-B33Roof AHU-1&2
Medify 33-AHU-MGR Logic to
1- add variable ignores to T&R

FMCS(1x3)

‘block
= Location : 033U-0101 (1 item) (Total=1)

‘W0221466  PM for 33UBFP002 on South

h ~wall

= Location : 033U-0198X (1 item) (Total=6)

FAOMP2(1x1)

'W0223557  PM for 33UADF001 FATSE2 FATSE2(1 x2)

‘W0223665  PM for 33UXFM635 FATSE2 |PMs I FATSE2(1x 1)

W0223585 33U GS00112.47kVSF6 GAS FATSE2 |PMs " FATSE2(1x1)
h FILLED SW-GS-1-33U

W0223587  33UGS00212.47kVSF6GAS FATSE2 |PMs FATSE2(1x 1)
. ALEDSW-Gs23w |

'W0223630  PM for 33UPNL001 FATSE2 |PMs FATSE2(1x3)

8/7/2020 10:05 AM



Final Schedule

== Work Order 1 Description R Lead Craft 2 Work Type Gro -
'W0221468  PM for 33UBFP003-at Cooling  FAOMP2 | Code Complaint
| Tower PMs

= Location : 034-0100 (1 item) (Total=1)

COORDPMs

'W0219839
i :

= Location : 035-0100 (1 item) (Total=1)

PM FOR 34 ARU 004 FAOMH

'W0223639
i :

Inspection of SW-A4 Bidg 35  FATSE2
= Location :035-0101 (1item) (Total=1)

W0223567  Battery Bank PM Switchstation

— SW-A4

= Location: 036-0101 (1 item) (Total=2)

FATSE2

FATSE2(1x1)

FATSE2(1x2)

Aug 20
Mon Tue Wed Thu Fri Sat

i FAOMP2(1x1)

= Location : 043-0101 (1 item) (Total=1)

W0218512 Replace failing hour meter on 43
—_— KC 003@B43-0101

= Location : 046-0125A (1 item) (Total=1)

wo216047
—

= Location : 046-0199 (1 item) (Total=3)

PM FOR 46 AC 040 Matenals

'W0216033

—

PM FOR 46 AC 025 Matenals

FAOMP3(1x4)

FAOMH(1x3)

'W0223563  Battery Bank PM Swiichstation FATSE2 E2(1x2)
| SW-A1SW-A2
'W0223635  Inspectionof SW-A18A2Bldg. FATSE2 |PMs ﬂaaTEz (1x1)
| 36
= Location : 036A-0101 (1 item) (Total=1)
W0223571 Inspection of Grizzly Peak FATSE2 E2(1x1)
—_— Substation

FAOMH(1x1)

W0216035 PMFOR 46 AC 026 Matenals FAOMH PMs

W0216041 PMFOR 46 AC 031 Matenals FAOMH PMs

= Location : 046-0230 (1 item) (Total=1)

[Parent] Repairdamage to
frame/sheetrock related to
i _skylight leak. Need to set

- - scaffold for repair

= Location : 046-ROF1 (1 item) (Total=8)
8/7/2020 10:05 AM

W0138479

FATSC(1

i FAOMH(1 x6)

i FAOMH(1x4)

{8)

FATSC(1x8)

M | FaTsC(1x4)
M | FaTsc(1x4)




Final Schedule

=] Work Order % Description R Lead Craft & Work Type Gro 4 z:?;m Tue Wed Thu Fri Sat Sun
h W0216021 PM FOR 46 AC 010 Materials FAOMH(1 x4)
h W0216023 PMFOR46AC 019 Materials FAOMH  |PMs i FAOMH(1x4)
‘W0216025  PMFORA46AC 020 Materials FAOMH | PMs i FAOMH(1x4)
: W0216027 PMFOR46AC 021 Materials FAOMH  |PMs i FAOMH(1x4)
‘W0216029  PMFORA46AC 022 Materials FAOMH | PMs i FAOMH(1 x4)
: W0216031 PMFOR46AC 023 Materials FAOMH  |PMs i FAOMH(1x4)
'W0216043  PMFORA46AC 034 Materials FAOMH | PMs i FAOMH(1x4)
: W0216045 PMFOR 46 AC 035Materials FAOMH  |PMs i FAOMH(1x4)

= Location : 050-4009 (1 item) (Total=2)

'W0223391

L

PM FOR 50 BR 0038

'FAOMP3

FAOMP3(1 x4)

PMFOR50AF001 MATL at

'W0217467
= B69

§FAOMP2

PMs

= Location : 050-4099 (1 item) (Total=1)

' W0221563 PM FOR 50 BGM001

= Location : 050A-0135 (1 item) (Total=2)

PMNFPA72BLDG.

W0222647

I FAOMP2(1x175)

FATSD(1x8)
FATSD(1x8)

FAE SD(1x8)

FAOMP2(1

1 50A/50C/50E fire alam system PMs
I™
§Wﬂ221354 PM FOR 50ABL 019 FAOMP?2 PMs

= Location : 050A-0198X (1 item) (Total=1)

‘W0223589  50AGS00112.47kV SF6 GAS
—_— FILLED SW-GS-1-50A

FATSE2

= Location : 050A-0199 (1 item) (Total=2)

Meonthly PM for 50AEG 101

—

FAOMP3(1x1.79)

FATSE2(1x1)

I FAOMP2(1

W0222366 PM FOR 50A TK 002

FAOMP3

Code Complaint
PM=

= Location : 050A-4112 (1 item) (Total=1)

8/7/2020 10:05 AM

I FAOMP3(1x1)




Final Schedule

== Work Order 1 Description

W0220737 Perform rounds on portable ac

unit inside Dr. Brandt's office
and drain condensate tank as
needed.

- Location : 050A-6134 (1 item) (Total=1)
- FAM Name : Ezcobedo.Caros (1 item)
W0221327  PM FOR 50AAHUO010

1

- Location : 050B-0243 (1 item) (Total=6)
- FAM Name : Ezcobedo,Carlos (& itiems)

1 W0222368 Meonthly PM for 50BEG 095
W0222370 PMFORS0B TK 001
. WO0223389 PM FOR 50B BR 005
~ WO0222850 PM FOR 50BARU007
_ WO0222854 PM FOR 50BARUO010
~ WO0222852 PM FOR 50BEARU009

Location : 050B-0299 (1 item) (Total=1)
- FAM Name : Ezcobedo.Caros (1 item)

W0223591 50BGS00112.47kV 5F6 GAS
1 FILLED SW-G5-1-50B

Location : 050B-1275 (1 item) (Total=2)
- FAM Name : Ezcobedo,.Carlos (2 iiems)

W0218724 {Child) CRAC 6 Demo and
recover refrigerant; remove oil
from 2 compressors once unit is
insalvage.

{Child) Remove and cap water
lines for CRAC-6

Location : 050B-1297 (1 item) (Total=1)
- FAM Name : Ezcobedo.Caros (1 item)

Wo0218737 Remove and replace damaged
cove basein hallway area.

Location : 050B-2265 (1 item) (Total=1)
- FAM Name : Ezcobedo.Caros (1 item)

W0224256 proj- BH0B 2265 Vesda LOTO
1 support LP-3744

Location : 050B-2297 (1 item) (Total=1)
- FAM Name : Ezcobedo.Caros (1 item)

wo0220048 Paintwall and door outside
i room 2265

Location : 050B-6222 (1 item) (Total=1)

- FAM Name : Escobedo,Carles (1 iem)
8/7/2020 10:05 AM

W0223822

1

FAOMP1

FAOMP2

FAOMP3

FAOMP3

FAOMP3

FAOMH

FAOMH

FAOMH

FATSE2

FAOMH

FATSF

FATSC

FATSE2

FATSP

1 Lead Craft & Work Type Gro 4

CMR. Eic

PMs

Code Complaint
PM=

Code Complaint
PM=

PMs

Code Complaint
PM=

Code Complaint
PM=

Code Complaint

PMs

PMs

CMR. Eic

CMR. Eic

CMR. Eic

CMR. Eic

CMR. Eic

Aug 20
Maon Tue Wed Thu Fri Sat Sun
10 11 12 13 14 15 16
FAOMP1(1x1) FAOMP1(1x1) FAOMP1(1x1) FAOM
FADMPzn

FAOMP3(1x1.75)

FAOMP3(1x1)

FAOMP3(1 x4)
FAOMH(1x4)
FAOMH(1 x4)

- FAOMH(1x3)

FATSE2(1x1)

FAOMH(1 x86)

FAOMH(1 x&)

FATSC(1x3)

= 3

=

FATSC(1x4)

| FATSEZ2(1x1)
[} | FATSE2(1x 1)

FATSP(1x3)

[i

FATSP(1x8)
FATSP(1x3)




Final Schedule

Work Order % Description R Lead Craft & Work Type Gro 41 |Mon Tue Wed Thu Fri Sat Sun

'W0223371  Troubleshoot no power in B50B-

—_— 6222

= Location : 050B-6243 (1 item) (Total=1)

FATSE2(1x3)
FATSE2(1x3)

FATSE2

'W0213315  Remove and replace biinds

= Location : 050B-ROF 1 (1 item) (Total=4)

FATSC(1x3)

EWDEIBJIEI PM FOR50BCT 004 FAOMP1 FAOMP1(1x15)
W0216463 PM FOR50B CT 005 FAOMP1 |FPMs I FAOMP1(1x1.5)
W0221866 PM FOR 50BBL 006 FAOMP1 |FPMs I FAOMP1(1x1)
W0221868 PM FOR 50BBL 030 FAOMP1 |PMs I FAOMP1(1x1)

= Location : 050-ROF 1 (1 item) (Total=1)

'W0222830  PMFOR 50 ARUOO7 (Sched
— Annual PM - Auditorium)

= Location : 054-0002A (1 item) (Total=1)

FAOMH(1x.5)

I EWDEEIBTM PM FOR 54 BL 006

= Location : 054-0098 [i item) (Total=1)

FAOMP2(1x1.5)

FATSE2(1x3)

- W0222523 TroubleshootVFD display not FATSE2
' FATSE2(1x3)

— ‘working for 54-AHU-003
= Location : 054-0104 (1 item) (Total=1)

'W0222298  PM FOR 54 XX 039 [} FAOMP2(1x2)
{ 1B | FAOMP2(1x2)
FAOMP2(1x2)
FAOMP2(1x2)

1

= Location:054-0108 [i item) (Total=1)

- W0208094 'FAOMH todeep clean the 'FAOMH CMR. Eic FAOMH(1x4)
condenser coilofof 54RF35

o refrigerator in B54 Rm108.

- Remove grease buildup

= Location : 054-0111 (1 item) (Total=1)

'W0223725  Reroutedrainlinetofloordrain FATSF
h closertosink @ B54-0111 ;

= Location : 054-0116 (1 item) (Total=1)

8/7/2020 10:05 AM

FATSF(1x8)




Final Schedule

Aug 20

=] Work Order 1 Description 2 Lead Craft 3 Work Type Gro 4

I 'W0221870  PMFOR54BL 001 FAOMP2 | PMs

= Location : 054-0118 (1 item) (Total=1)

'W0222452 PMFOR54BR005 MATL FAOMP3 |PMs [ FaoMP3(1x4)

h Here

= Location : 054-0193 (1 item) (Total=1)

'W0221894  PMFOR 54 BL 020 FAOMP2 | PMs | FromP2(1x1)

= Location : 054-0194 (1 item) (Total=1)

'W0221892  PMFORS54BL019 FAOMP2 | PMs | FromP2(1x1)

= Location : 054-0199 (1 item) (Total=1)

'W0222751  PMNFPA25BLDG_54 sprinkler FATSD Code Complaint FATSD(1x1)

h ™ PMs

= Location : 054-ROF1 (1 item) (Total=8)

W0221872 PM FOR 54 BL 002 FAOMP2(1x 1)
' W0221876 PM FOR54BL 010 FAOMP2 |PMs I FAOMP2(1x1)
gwuzzmau PMFOR54BL 012 FAOMP2 |PMs I FAOMP2(1x 1)
' W0221882 PMFOR54BL013 FAOMP2 |PMs I FAOMP2(1x15)
gwuzzmaﬁ PM FOR54BL 015 FAOMP2 |PMs I FAOMP2(1x 1)
'W0221888 PMFORS54BL017 FAOMP2 |PMs I FAOMP2(1x 1)
'W0220213 PMFOR54 AHUO0O1 MATL FAOMP2 |PMs " FAOMP2(1x2)
ﬁ Carbons
'W0220215 PMFOR54AHU002 MATL FAOMP2 |PMs FAOMP2(1x2)
H Carbons
= Location : 055-0199 (1 item) (Total=3)
W0222310 Monthly PM for 55 EG FAOMP3 Cor FAOMP3(1x1.75)
h‘ =
gwuzzmgﬁ PM FORS55BL 027 FAOMP1 |PMs " I FAOMP1(1x 8)
- W0221904 PM FOR55BL 044 FAOMP1 |PMs IFADMPm x1)

= Location : 055-ROF1 (1 item) (Total=7)

8/7/2020 10:05 AM



Final Schedule

=] Work Order

1 W0221898

W0221900

W0221902

W0222191

W0222199

W0222201

W0222203

2 Description

PMFORS55BL 029

PM FOR55BL 040

PMFORS55BL 041

PMFORS55BL013

PMFORDS5BL033 A28 lea

PMFOR5S55BL035 AX33

lea

PMFORS5BL039 AX31 1ea

5 Location : 059-0198X (1 item) (Total=1)
- FAM Name : Schroeter Peter James (1 rtem)

W0224248

Execute LOTO andrelease
whenwork is complete.

5 Location : 059-0199X (1 item) (Total=1)
- FAM Name : Schroeter Peter James (1 rtem)

1 W0222428

Monthly PM FOR 59 TK 003

- Location : 059-1003 (1 item) (Total=1)
- FAM Name : Schroeter Peter James (1 rtem)

W0217428

Disarm fire alarm points and
functions as per constructon
manager instructions. (On going

until Nov

- Location : 059-1201 (1 item) (Total=4)
- FAM Name : Schroeter, Peter James (4 items)

1 W0222690

W0222693

W0222696

W0222699

PMNFPA25BLDG. 59 FRAOO1

sprinkler ITM

PMNFPA25BLDG. 59 FRA002

sprinkler ITM

PMNFPA25BLDG. 59 FRA003

sprinkler ITM

PMNFPA25BLDG. 59 FRAO0O4

sprinkler ITM

- Location : 059-2102 (1 item) (Total=1)
- FAM Name : Schroeter Peter James (1 rtem)

W0223196

1

LOTO support for contractor

work

- Location : 059-5997 (1 item) (Total=1)
- FAM Name : Schroeter Peter James (1 rtem)

8/7/2020 10:05 AM

1 Lead Craft & Work Type Gro 4

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FATSE2

FAOMP3

FATSD

FATSD

FATSD

FATSD

FATSD

FATSE2

Aug 20
Maon Wed Thu Fri Sat
10 13 14 15
PMs FAOMP1(1x1)
PM= FAOMP1(1x1)
PM= FAOMP1(1x1)
PM= FAOMP1(1x13)
PM= FAOMP1(1x13)
PM= FAOMP1(1x13)
PM= FAOMP1(1x13)
PROJECTS ¥ FATSEZ2(1x2) [ FATSEZ(1x2) 1§ SE2(1x2)
i FATSEZ{(1x2) i FATSEZ(1x2) i 1 E2(1x2)
@ FATSEZOx2) @ FATSE2(IxY)
W FATSEZ(ix2) [ FATSEZ(ix®) '
Code Complaint FAGMP3T "
PMs=
PROJECTS FATSD{1 x 2}
Code Complaint -iﬂlTsnu x1)
PMs=
Code Complaint -i-F!TSD(I x1)
PMs=
Code Complaint -i-F!TSD(I x1)
PMs=
Code Complaint -i-F!TSD(I x1)
PMs=
PROJECTS

=




Final Schedule

== Work Order 1 Description % Lead Craft % Work Type Gro 4
W0223807 Adjust minimum set pont for FMCS CMR, Eic
1 outside air damper associated
| withRTU 1,2,3&4.

= Location : 062-0034 (1 item) (Total=2)

—

W0222312

Monthly PM for 62 EG 102

Aug 20
Mon Tue Wed Thu Fri Sat Sun
FMCS(1x38)

FAOMP3(1x1.79)

W0222314

PMs

'PMFOR 62 TK 002 'FAOMP3 | Code Complaint

= Location : 062-0198X (1 item) (Total=2)

= Location : 062B-0199 (1 item) (Total=2)

—

' W0223593

62G500112.47kV 5F6 GAS FATSE2
FILLED SW-G5-1-62

I FAOMP3(1x1)

FATSE2(1x1)

W0223596

62G500212.47kV 5F6 GAS FATSE2 PMs
FILLED SW-GS5-2-62

'W0222316

Monthly PM for 62BEG 081 ICS
Node

I FATSE2(1x1)

FAOMP3(1x1.79)

W0222318

PMFORG62B TK0&1 FAOMP3 E;ﬂecﬂmﬂlﬂiﬂt
L3

= Location : 064-0199X (1 item) (Total=2)

PM FOR 64 ARU 004

FAOMH(1x1.5)

I FAOMP3(1x1)

W0222866

PM FOR 64 ARU 005 FAOMH E:IdECDmﬂlaiﬂt
L3

= Location : 064C-0100 (1 item) (Total=1)

L

W0223695

Inspection of SW-A6 Blidg. 64C FATSE2

= Location : 064C-0199 (1 item) (Total=1)

—

 W0223604

71GS00312.47kVSF6GAS  FATSE2
FILLED SW-GS-3-71

= Location : 065-0199 (1 item) (Total=1)

—

'W0222769

'PMNFPA25BLDG. 65/65A/65B
-sprinkler ITM

= Location : 066-0110 (1 item) (Total=2)

—

= Location :066-0111(

—

W0222356

Meonthly PM for 66 EG 109

I FAOMH(1x15)

FATSE2(1x1)

FATSE2(1x1)

FATSD(1x1)

FAOMP3(1x1.79)

'W0222358

'PM FOR 66 TK 008 FAOMP3 Code Complaint
E3

1 item) (Total=2)

I FAOMP3(1x1)

8/7/2020 10:05 AM

10



Final Schedule

== Work Order 1 Description

W0205029 "Need LOTO Re- FAOMH
Sched” (Parent FAOMH) PM
. FOR 66 ARUOO01 MATL @ 76-
222
W0217587 (Child FATSF) PM FOR 66 FATSF
ARUO001 Support HVAC

Location : 066-0199 (1 item) (Total=1)
- FAM Name : Tafoya.Enc (1 item)

W0220656 Laborers toassistplumbersby FATSL
digging out christy box and soil
for plumbing repair clearance.

Location : 066-0304 (1 item) (Total=1)
- FAM Name : Tafoya.Enc (1 item)

W0223325 HVAC toadjustdamperongas FAOMH
cabinet with low air flow

Location : 066A-0100 (1 item) (Total=2)
- FAM Name : Tafoya.Enc (2 iems)

W0223569  Battery Bank PM Switchstation FATSE2
1 SW-AH

W0223641 Inspection of SW-A5 Bldg. 66A° FATSE2

1

Location : 067A-0102 (1 item) (Total=2)
- FAM Name : Tafoya.Enc (2 iems)

W0219367 (Parent)Maintain building FAOMH
temperature set point and

! secure chiller daily at 5:30pm

W0219368 {Child) Start Chiller and monitor FMCS
equipment until secured daily.
Location : 06 7-ROF1 (2 items) (Total=2)
- FAM Name : Tafoya.Enc (2 iems)

W0223303 Troubleshoot BL-011 goinginto  FATSEZ2
alarm.

W0223448 FMCS support for FATSEZ2 while FMCS
2 troubleshooting BL-11 VFD
causing alarms

Location : 068-0101 (1 item) (Total=1)
- FAM Name : Rini.Christopher G (1 item)

W0223090 PMNFPA25BLDG.68grid FATSD
1 booster pump ITM (weekly)

Location : 069-0199 (1 item) (Total=1)
- FAM Name : Rini.Christopher G (1 item)

W02225389 FATSP to Paint berm with safety FATSP
yellow road paint

- Location : 070-0108C (1 item) (Total=1)
- FAM Name : Ezcobedo.Caros (1 item)

1

1

8/7/2020 10:05 AM

1 Lead Craft & Work Type Gro 4

Code Complaint
PM=

COORDPMs

CMR. Eic

‘CMH.EE

‘ PMs

‘ PMs

CMR. Eic

CMR. Eic

CMR. Eic

CMR. Eic

Code Complaint
PM=

CMR. Eic

Aug 20
Mon Tue Wed Thu Fri Sat Sun
10 11 12 13 14 15 16
FAOMH(1 x8)
FAOMH(1 x8)

FAOMH(1x8)
FAOMH(1x8)

[N | FATSF(1x4)
[E | FATSF(1x4)

FATSL(1x8)
FATSL(1x(8)

FATSL(1x4)
FATSL(1x4)

-iﬁewru x3)

FATSE2(1x2)

FATSE2(1x1)

FAOMH(1x1) FAOMH(1x1) § FAOMH(1x1)
FAOMH(1x3) FAOMH(1x3) FAOMH(1x3)
FAOMH(1x1) FAOMH(1x3)

FAOMH(1 x 3) FAOMH(1 x 1)

FMCS(1x1) FMCS(1x1) FMCS(1x1)
FMCS(1x1) FMCS(1x1)

§ | FATSE2(1x3)
§ | FATSE2(1x3)

FMCS(1x2)

FATSD(1x1)

[ | FATSP(1x8)
[ | FATSP(1x8)

1



Final Schedule

== Work Order 1 Description

1 Lead Craft & Work Type Gro 4

W0205191 Anchor table for furnace per
engineering specifications and

1
I - penetration permit

FATSC CMR. Eic

= Location : 070-0130 (1 item) (Total=2)

'W0222352 Meonthly PM for 70 EG 106

—

Aug 20
Mon Tue Wed Thu Fri Sat Sun

FAOMP3(1x1)

'W0222354 PMFOR70TKO016

e

FAOMP3 Code Complaint
PMs

= Location : 070-0173 (1 item) (Total=1)

'W0223512  (Child)Industrial water line
1

valve.

'FAOMP1

penetrates wallinto laser room

- 173;investigate andidentify iso

= Location:070-0183 [i item) (Total=1)

'W0223393 PMFOR 70BR 014

—

= Location : 070-0183A (1 item) (Total=1)

I FAOMP3(1x1)

FAOMP3(1x4)

‘'W0217459 PMFOR70AF001B MATLat FAOMP1 FAOMP1(1x25)
h B69 FAOMP1(1x25)
= Location :070-0199 (1item) (Total=4)
'W0222787  PMNFPA25BLDG. 70 sprinkler FATSD Co FATSD(1x 5)
h= IT™ s
'W0223598  70GS0031247kVSF6GAS  FATSE2 |PMs FATSE2(1x1)
' FILLED SW-GS-3-70
'W0223600 70GS0041247kVSF6GAS  FATSE2 |PMs FATSE2(1x1)
= FILLED SW-GS-4-70
‘'W0221575  PMFOR 70 BGMO001 FAOMP2 |PMs I FAOMP2(1
= Location : 070-0294 (1 item) (Total=1)
'W0218876  Patch and Paintwall outside

—_— “room 279.

= Location : 070A-0199X (1 item) (Total=1)

'W0221577 PM FOR 70ABGM002

—

= Location : 070A-1104A (1 item) (Total=1)

'W0217484  PM FOR 70AAF 007 MATL at

—_— 'B69

gFAGMPI

= Location : 070A-1109 (1 item) (Total=1)

FATSP(1x8) FATSP(1x8)
[ rFaTSP(1x8)

FAOMP2(1

FAOMP1(1x25)
FAOMP1(1x25)

8/7/2020 10:05 AM

12



Final Schedule

== Work Order 1 Description

1 Lead Craft & Work Type Gro 4

forrefrigerator (Access required

—I W0221644  Troubleshoothightemperaure FAOMH  |CMR.Et
1

“and Fridge needs to be cleared)

= Location : 070A-1129 (1 item) (Total=1)

'W0207214  Anchor glove box per
engineering specifications and

L N—-— - penetration permit.(Pen Permit
- -expires 8/7/2020)

= Location - 070A-1199 (1 item) (Total=1)

h -sprinkler ITM

‘W0222784  PMNFPA25BLDG. 70A

= Location : 070A-2245 (1 item) (Total=1)

'W0222882 PM FOR 70ARF 023

= Location : 070A-3317 (1 item) (Total=1)

W0223327
1

Spacetoocold; troubleshoot  FAOMH CMR. Eic
_heating and cooling in the office

= Location : 070A-3347 (1 item) (Total=2)

'W0207817  (Parent) Replace N2 regulator FATSF

Aug 20

Mon

Tue

Wed Thu Fri Sat Sun

h onlSLhouseN2line.
'W0223454  (Child) Isolateinletandoutltt FAOMP1 |CMR.Ek
2 -valves for N2 regulator
| replacement

= Location : 070A-4463 (1 item) (Total=1)

—

'W0224216  Relamp light fixture in room.

= Location:071-0199 (1 item) (Total=3)

:T:m P1(1x2)

W0223602  71GS00212.47kVSF6GAS  FATSEZ2 FATSE2(1x1)

= FILLED SW-GS-2-71

'W0222018 PM for TRW filter 71 FL 002 FAOMP3 |PMs FAOMP3(1
8/10-8/16

'W0222026  PMfor TRW ilter 71 FL 003 FAOMP3 |PMs FAOMP3(1
= 8/10-8/16

= Location : 074-0198X (1 item) (Total=2)

1

- W0223606 ECGS00112.47kVSF6GAS FATSE2
: FILLED SW-GS-1-EC

FATSE2(1x1)

W0223608 ECGS00212.47kVSF6GAS FATSE2 PMs

FILLED SW-GS-2-EC

= | ocation - 074-0316K (1 item) (Total=1)
8/7/2020 10:05 AM

I FATSE2(1x1)

13



Final Schedule

== Work Order 1 Description
—-—T- - T T-TT~°- - T TT T TTTACT TTTTTTREAT T TT )
- FAM Name : Atkinson,.Joseph (1 item)

wW0208324 Move 15 flow reactor from 070A- FATSR
441910 074-0214B_(Check in

with John Christensen pror to
move).

- Location : 074A-0101 (1 item) (Total=1)

- FAM Name : Atkinson,.Joseph (1 item)

W0221046 FATSC tocut access holeshatch FATSC
insiding. Area outlined in blue
tape on southwest corner of
trailer.

- Location : 075C-0199 (1 item) (Total=1)
- FAM Name : Atkinson,.Joseph (1 item)
W0221547 PM FOR 75CBFP002 - ABOVE FAOMP2
Fire Riser
- Location : 076-0109 (1 item) (Total=1)

- FAM Name : Atkinson,.Joseph (1 item)

W0224242 PMTs to Troubleshoot and FAOMP1
Repair Plumber Snakes

- Location:076-0123 (1 item) (Total=1)

- FAM Name : Atkinson,.Joseph (1 item)
w0213723 Check active Alarms on both FMCS
1 systems ALC & JCI |, assist
other crafts on controls issues

- Location : 076-0199 (1 item) (Total=4)
- FAM Name : Atkinson.Jeseph (4 items)

W0223278 8/10 @ 9am - Testif Hill Air FAOMP1
supply is viablew/o B79
compressor & test-run backup
compressor @ B43

W0222424 Monthly PM FOR 76 TK 013 FAOMP3

1

1

W0222426 Monthly PM FOR 76 TK 014 FAOMP3

W0223387 B76 Fuel Spill Containment FAOMP3
Basin 8/10-8/16

- Location :076-0216 (1 item) (Total=1)

- FAM Name : Atkinson,.Joseph (1 item)

W0222525 PMT's toevaluate and sort Ops FAOMP1
materials on the upper
Mezzanie level then relocate to
chosenarea.

- Location : 076-0222 (1 item) (Total=1)

- FAM Name : Atkinson,.Joseph (1 item)

W0213397 Painters to paint intenor FATSP
portions of 9 exterior doors.

- Location:077-0108 (1 item) (Total=2)

- FAM Name : Rini, Chnstopher G (2 items)
8/7/2020 10:05 AM

1

1 Lead Craft & Work Type Gro 4

CMR. Eic

CMR. Eic

Code Complaint
PM=

‘CMH.EE

CMR. Eic

PROJECTS

Code Complaint
PM=

Code Complaint
PM=

PMs

CMR. Eic

CMR. Eic

Aug 20
Maon Tue Wed Thu Fri Sat Sun
10 11 12 13 14 15 16
| FATSR(1x3)
N | FATSR(1x3)
| FATSR({1x3)
FATSC(1x4)
FAOMP?_nxi]
N | FAOMP1(1x3)
§ | FAOMP1(1x)
H FMcs(1x2) H FMcs(1x2) FMCS(1x2)

FMCS(1x2) FMCS(1x2)

N | FAOMP1(1x3)
E | FAOMP1(1x3)

FAOMP3(1x1)
FAOMP3(1x1)

FAOMP3(1x 5)

FAOMP1(1x8) [ FAOMP1(1x8) FAOMP1(1x8)
FAOMP1(1 x8) FAOMP1(1 x8)

FATSP(1x8) [ FATSP(1x8)
FATSP({1x8) FATSP{1x8)

14



Final Schedule

== Work Order 1 Description

W0223152 Troubleshoot 77-FPU-027 to
1 determine source panel and

circuit #
wW0222892 PM FOR 77 AHUO38 - UMF

Location:077-0199 (1 item) (Total=1)
- FAM Name : Rini.Christopher G (1 item)
Wo0223808 Pressure Washing 77/79

1 Required Monthly FA Power

Wash 8/14
Location : 077-0199X (1 item) (Total=1)
- FAM Name : Rini.Chnstopher G (1 rtiem)
W0222896 PM FOR 77 RF 004

1

Location : 077-5KID (1 item) (Total=1)
- FAM Name : Rini.Christopher G (1 item)

W0222454  Boiler 77 BR 004 (Laars
: Rheos+) PM

Location : 079-0199 (1 item) (Total=1)
- FAM Name : Rini.Christopher G (1 item)
W0223153 Troubleshoot NEMA3R

enclosure located on the North
Eastexterior of B79 Stores for

LOTO info
Location :081-0101 (1 item) (T otal=6)
- FAM Name : Atkinson.Jeseph (6 items)
W0222340 Monthly PM for 76 EG 075

1

W0222344 Meonthly PM for 76 EG 093

W0222376 Monthly PM for 76 EG 116

W0222342 PMFOR 76 TK 009

W0222346 PMFOR 76 TK 010

W0222378 PMFOR76 TKO11

- Location : 082-0100 (1 item) (Total=1)

- FAM Name : Atkinson,.Joseph (1 item)
Wo0223102 PMNFPA25BLDG.82grid
1 booster pump ITM (weekly)

- Location : 082-0199 (1 item) (Total=5)
- FAM Name : Atkinson.Jeseph (5 items)
W0222384 Monthly PM for 76 EG 117

1

W0222386 PMFOR 76 TK012

8/7/2020 10:05 AM

1 Lead Craft & Work Type Gro 4

FATSE2

FAOMH

FATSL

FAOMH

FAOMP3

FATSE2

FAOMP3

FAOMP3

FAOMP3

FAOMP3

FAOMP3

FAOMP3

FATSD

FAOMP3

FAOMP3

PROJECTS

‘c(}onn PMs

PMs

PMs

Code Complaint
PM=

PROJECTS

Code Complaint
PM=

Code Complaint
PM=

Code Complaint
PM=

Code Complaint
PM=

Code Complaint
PM=

Code Complaint
PM=

Code Complaint
PM=

Code Complaint
PM=

Code Complaint
PM=

Aug 20
Mon
10

Tue Wed Thu Fri Sat
11 12 13 14 15

Sun
16

| FATSL(1x4)
B | FATSL(1 x4)
M | FATSL(1x4)

| FAOMH(1x1)
§ | FAOMH(1xT)

FAOMP3(1x8)

FATSE2(1x3)

S
N | FATSE2(1x3)

FAOMP3(1x1.75)
FAOMP3(1x1.75)

FAOMP3(1x1.75)

FAOMP3(1x1)

FAOMP3(1x1)

FAOMP3(1x1)

FATSD(1x1)

FAOMP3(1x1.75)

FAOMP3(1x1)

15



Final Schedule

== Work Order 1 Description

W0223698 AddAssetTagstoNew 76 EG

122 & 76 TK 018

W0223700 AddAssetTagstoNew 76 EG
123 & 76 TK 016

W0223703 AddAssetTagstoNew 76 EG
124 & 76 TK 017

- Location : 083-0199 (1 item) (Total=1)
- FAM Name : Atkinson,.Joseph (1 item)

1 W0222390 PMFOR 74 TK 014

- Location : 083-ROF1 (1 item) (Total=1)
- FAM Name : Atkinson,.Joseph (1 item)
W0222504 PM FOR 83 ARU002

1

- Location : 084-0105 (1 item) (Total=1)
- FAM Name : Atkinson,.Joseph (1 item)

1 WO0217497 PMFORS84AF001 MATLat
B69

- Location : 084-0108 (1 item) (Total=1)
- FAM Name : Atkinson,.Joseph (1 item)

1 Lead Craft & Work Type Gro 4

FAOMP3

FAOMP3

FAOMP3

FAOMP3

FAOMH

FAOMP1

W0223917 FAOMH toinvestigate why there FAOMH

1 is excessive Temp 80F in
building 84 on all floors

- Location : 084-ROF1 (1 item) (Total=10)
- FAM Name : Atkinson,.Joseph (10 ems)
W0219252 PMFOR84BLO01

1

W0219254 PM FOR 84 BL 002

W0219256 PMFOR 84BL 003

W0219264 PMFOR84BL0O07

W0219270 PMFORS4BLO11 A312ea
MATLHERE

Wo0219272 PMFORS4BL012 A312ea
MATLHERE

W0219274 PMFOR84BLO013

W0219276 PMFOR84BLO14

W0219278 PMFOR 84 BL0O15

- W0219280 PMFOR 84 BLO16

- Location : 085-0199 (1 item) (Total=1)
- FAM Name : Atkinson,.Joseph (1 item)

8/7/2020 10:05 AM

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

PMs

PMs

PMs

Code Complaint
PM=

Code Complaint
PM=

PMs

CMR. Eic

PMs

PMs

PMs

PMs

PMs

PMs

PMs

PMs

PMs

PMs

Aug 20
Mon Tue
10 11

| FAOMP3(1x1)

FAOMH(1x3)

FAOMH(1x15)

Thu Fri
13 14

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1.3)

FAOMP1(1x1.3)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

FAOMP1(1x1)

= aleE el TelE TelE TalE rele TalE Tele Tala T

Sat
15

Sun

16
FAOMP3(1
FAOMP3(1

FAOMP3(1

| FaOMP1(
§ | FAOMP1(

16



Final Schedule

1 Lead Craft & Work Type Gro 4

== Work Order 1 Description
‘Weekly PM testof 85ALT 096 FﬂGMPﬂ

'W0221289
h 810 - 8/16

PMs

= Location : 085-0218 (1 item) (Total=1)

‘'W0222622  FAOMP1 totroubleshoot 'FAOMP1
h refrigerator and report findings

= Location : 085B-0199 (1 item) (Total=2)

EWI]EIBBEE PM FOR 85BAC 001

Aug 20

Mon

Tue

Wed

Thu

Fri Sat

x1)

i FAOMP3(1

FAOMH(1x3)

Sun

EWDEIBBIH PM FOR 85BAC 004 FAOMH

PMs

= Location : 085TK003 (1 item) (Total=1)

Monthly PM FOR 85 TK 003

PMFORS6BR002 MATLIn

h Stores

= Location : 088-0011 (1 item) (Total=3)

; Compressor 88 KC 008
1 Gas/Tension spnng

FAOMP3(1

I FAOMH(1x3)

| replacement @ B88-0011
'W0219943  PMFOR 88 ARUOT1 FAOMH | Code Complaint
] =
'W0219945  PM FOR 88 ARU0012 FAOMH | Code Complaint
] =

= Location : 088-0045 (1 item) (Total=1)

'W0220775  Replace the O2 sensor for
— '88RFM003 in room 0045.

= Location : 088-0067 (1 item) (Total=1)

- W0220336 'PMNFPA72BLDG._88fire
1 “alarm Audible & Function

- Testing

PMs

= Location : 088-0097 (1 item) (Total=1)

' W0218795
— stairwell @ B88-0097

Fire Caulk penetrations inrated FA.TSC

CMR. Eic

= Location:088-0181 [1 item) (Total=4)

W0195219 Assist Gonzalo Padilla- na;iaoe
1 3-way valveon LCW :
- recirculation manifold

8/7/2020 10:05 AM

FATSD(1x8)
FA';I'SI]{I x8)

17



Final Schedule

Aug 20
=] Work Order % Description R Lead Craft & Work Type Gro 41 |Mon Tue Wed Thu Fri Sat Sun

W0222338 Monthly PM for 88 EG FAOMP3 E;ﬂec"mﬂ'ﬂ'm t TAGMP3I0 779

h =
W0184755 Troubleshoot LCW Re- FMCS CMR.E& | S(1x8)

3 circulation Manifold 3-Way CS(1x8)

| Valve Not Moving Propertly

W0196114 1)Acquire informationforatee FATSF CMR. Etc 3| FATSH(1x4)

and auto air bleed unit at high
point of LCW recirc manifold

| (justd

= Location : 088-0199 (1 item) (Total=2)

'FMCS - Extend Occupancy "FMCS

W0224268 : _
- schedule to comply with GCNID—;

1

— 19
'W0223032 PMNFPA25BLDG. FATSD Code Complaint
= 88/88B/88C/88D sprinkler TM PMs

= Location : 090-0016 (1 item) (Total=1)

; 'W0223839  Install door sweep for dry lab.

= Location :ﬂ!}ﬂaﬂﬂ!}ﬁ[il item) (Total=1)

EWDEIBBEB 'PMFORBS0AF 004 MATL

h Carbons

= Location : 090-1140 (1 item) (Total=1)

gwuzzzgua PMFOR90AC 031

= Location : 090-ROF1 (1 item) (Total=4)

1 EWI]EEEBH] PMFORS0AC 035

IF1TSD (1x.5)

FAOMH(1x

FAOMP3(1x15)

FAOMH(1x2)

§Wﬂ222912 PMFORS90AC 043 FAOMH PMs I

;Wﬂ222914 PMFORS90AC 044 FAOMH PMs I FAOMH(1x2)

‘W0212496 Replace failedcompressorfor FAOMH CMR. Eic FAOMH(1 x 8)
90AC030. HVAC torecover FAOMH(1x8)

de refrigerant ,replace
- compressor, reversing val

= Location:091-0101 (1 item) (Total=1)

W0223744 LOTO support for contractor FATSE2
work, four LOTO permits

W0213917 (Parent) Remove and clean FAOMPI1

- strainer

PROJECTS

—_———aC nEy F4 A % ST a1 4%

—
8/7/2020 10:05 AM

§ FaomMP1(1x1) | [
@ FaomPiix) [ FAOMP1(1x1)

H(1x2)

FAOMP1(1x1) FAOMP1(1x1)

FAOMP1(1x1)

18



Final Schedule

=] Work Order 2

= LOCAUON D1 nemj

W0223824

Description

10dI=1)

Provide support for visiting
-crane and rigging subject matter

expert.

'FATSR

1 Lead Craft & Work Type Gro 4

W0223818

= Location : HSITE20 (1 item) (Total=3)

Place barricades in two
locations in B31 parking lot to
support container relocation
project.

Aug 20

Mon

Tue

FAOMP2(1x2)
FAOMP2(1x2)

Wed

Thu

FATSR(1x4)
FATSR(1x4)
FATSR(1x4)

@ FATSR(1x4
B FATSR(1x4
[B_FATSR(1x4)

Sat Sun

FATSR(1x4)
[ | FATSR(1x4)
M | FATSR(1x4)

W0221798

Provide supportin moving 8' x
20" container from B79to B31
(fall protection equip. container)

FATSR

PROJECTS

B | FATS
B | FATS!
B | FATS

R(1x4)
R(1x4)
R(1x4)

W0215712

1) Generate alist of the
mechanical rooms depicting
rooms that already have signs
and the ones requ

FATSC

CMR. Eic

' W0223796

L

= Location : HSITE2010 (1 item) (Total=1)

- Roadway/Sidewalk/Shelter
Inspection Zone2 8/12

- W0220760
‘l 3

= Location : HSITE2030 (1 item) (Total=1)

- Repair stairway WWY054
- behind B33/B43.

' W0218646

—

= Location : HSITE30 (1 item) (Total=1)

- Gas Switch Carb Report PM
- (Parent with Routes)

gFATSEz

FATSL(1x8)
FATSL(1x8)

SC(1x38)

B8 rFaTsc(=) FATSC(1x8)
B rFaTSC(1x8)

B2 FATSC(1x8)
== _FATSC(1x8)

F= ratsc(ix

FATSE2(1x1)

8/7/2020 10:05 AM
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