Final Schedule

Sep 20
== Work Order 2 Description 2 Lead Craft * FAM Name Mon Tue Wed
28 29 30
(m] (m] [m] |IE| [w]
- Location : 002-0130 (0 item) (Total=5)
-1 Work Type Group : PROJECTS (4 items)
W02263841 {Child of W0225596) PMT FAOMPI1 Reisinger.Richard | # FaOMP1(1x3)
support shutdown Waste
i Neutralization Ctrls Electrical
LOTO (LP-3842) FEE
W0226842 FMCS support for shutdownof FMCS Reisinger.Richard | # FMcs(1x2)
2 Waste Neutralization Cirls
LOTO LO-3842 @ B02-0130
W0226855 FMCS support re-start of Waste FMCS Reisinger.Richard | N FMCs(1x4)
3 MNeutralization Cirls after LP-
3842 LOTO removal @ B2-130
W0226858 PMT's support re-start of Waste FAOMP1 Reizinger.Richard | N FAOMP1(1x4
4 Neutralization Ctrls post-LOTO
(LP-3842)
W0225596 Implement LP-3842 for FATSE2 Reisinger.Richard |

contractor work

Location : 002-0199 (0 item) (Total=1)

- Work Type Group : PROJECTS (1 item)
Proj- fire sprinkler shutdowns for FATSD

1 WO0226767

bldg 2

Location : 006-1000 (0 item) (Total=1)

- Work Type Group : CMR, Eic (0 item)

WO0226775
1

Setup/teardown outdoor
furniture for Flu Clinic @ B06-
1000

Location : 006-1193A (0 item) (Total=1)

- Work Type Group : PMs (0 riem)

1 W0225675

PMFOR 06 AC 001

Location : 006-1998 (0 item) (Total=1)

- Work Type Group : CMR, Eic (0 item)

W0224468
1

Fire Alarm Crew will rewire
supervisory signals for Met 5
tamper switch & Vesda alert.

Location : 026-ROF1 (0 item) (Total=2)

- Work Type Group : PMs (0 riem)

1 W0225762

W0225764

PMFOR 26 AC 017

PMFOR26 AC 0138

Location : 031-0100A (0 item) (Total=1)

- Work Type Group : CMR, Eic (0 item)

1 W0215874

Remove DataLog meterin
PNL72A2A16A

Location : 031A-0199 (0 item) (Total=1)

- Work Type Group : CMR, Eic (0 item)

9/18/2020 9:12 AM

FATSL

FAOMH

FATSD

FAOMH

FAOMH

FATSE2

Reisinger,Richard |

Reisinger,Richard |

Reisinger, Richard |

Reisinger,Richard |

‘ Rini.Christopher G

‘ Rini.Christopher G

‘ Rini.Christopher G

N | FATSE2(1x3)
B | FATSE2(1x3)

H FATSD(1x2)
FATSD{1x2)

W FATSL{1x8)

W FATSL{1x8)

D

FATSD(1x2)

[} | FAOMH(1x15)
| FAOMH({1x15)

FAOMH(1x3)

FATSER(1 x4)
FATSER(1 x4)

o




Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name

W0221260 Refresh B31A trailer.

- Location : 033-0156 (0 item) (Total=1)
- Work Type Group : PMs (0 riem)

1 W0221462 PMfor33BD 001

- Location : 037-0203 (0 item) (Total=1)
- Work Type Group : CMR, Eic (0 item)

FATSP

FAOMP1

W0224565 LOTO, remove and replace VFD FATSEZ2

-023 for GP-147_. While waiting
fornewVFD, place drivein
bypass.

- Location : 043-0101 (0 item) (Total=1)

- Work Type Group : PMs (0 riem)
Ww02252382 PM FOR 43 KC 004

1

- Location : 046-0199 (0 item) (Total=1)
-1 Work Type Group : PMs (4 items)
W0221559 PM FOR 46 BGM0OO01

1

- Location : 047-0199 (0 item) (Total=1)
- Work Type Group : PMs (0 riem)
W0221561 PM FOR 47 BGM001

1

- Location : 050-4009 (0 item) (Total=1)
- Work Type Group : PMs (1 fiem)
W0222215 PM FORS50KC 001

1

5 Location - 050A-4112 (0 item) (Total=1)
- Work Type Group : CMR, Eic (1 item)

W0220737 Perform rounds on portable ac
unit inside Dr. Brandt's office
and drain condensate tank as
needed.

- Location - 050B-1275 (0 item) (Total=2)
- Work Type Group : CMR, Eic (1 item)

W0217524 Remove seismic bracing,
1 remove doors/railing, and
rebuild floor and ceiling grid.

W0205534 Install fiber tray and supporis in
RM1275, Row D-K/28

- Location : 050-ROF 1 (0 item) (T otal=2)
- Work Type Group : PMs (3 iiems)
W0225772 PM FORS0AC 019

1

9/18/2020 9:12 AM

FAOMP3

FAOMP2

FAOMP2

FAOMP2

FAOMP1

FATSC

FATSE1

FAOMH

Rini.Chnstopher G

Rini.Chnstopher G

Reisinger,Richard |

Reisinger,Richard |

Atkinson_Joseph

Atkinson_Joseph

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros
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[ FATSP(1x8)
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| FAOMP1({1x2)

x
=| FATSE2(1x8

| FAOMP3(1x15)

FAOMP2(1>
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| FAOMP2(1x15)
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FAOMH(1x2)




Final Schedule

Sep 20
== Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed

29 lET Wl
—I 2 W0225774 PM FOR50AC 020 FAOMH Escobedo.Caros W FAOMH(1 x2)

= Location : 053-0008 (0 item) (Total=1)

‘W0225577  AdjustB27 BFP SUP 3Not
— Reporting
= Location :054-0101 (0 item) (Total=1)

Reisinger,Richard |

FATSD(1x2)
FATSD(1x2)

Reisinger,Richard |

FATSL(1x8)
FATSL(1x8)
FATSL(1x8)
FATSL(1x8)

SetupB54fornew EOQOC

W0227405
location per attached drawing.

1

= Location : 054-0111 (0 item) (Total=1)

FATSC

Reisinger,Richard |

' W0225902 Cutmaterial to size and install
| tocoversink @ B54-0111

= Location : 055-0125 (0 item) (Total=2)

'W0226963  (Child) Filter and OA survey fnt GutierrezMyma FAOMH(1x1.5)
| - smoke mitigation project .

'W0226966  (Child) Filterand OAsurveyfor FAOMH | GutierrezMyma [ FAoMH(x15)
| - smoke mitigation project 5 ]

= Location : 055A-ROF1 (1 item) (Total=1)

'W0225794  PM FOR 55AAC 003 Gutierrez Myma

= Location : 055-ROF1 (0 item) (Total=7)

W0225786 PM FOR55AC 024 Gutierrez.Myma FAOMI
; W0226888 (Child) Filter and OA survey for GutierrezMyma FAOMH(1x1.5)

| smoke mitigation project

W0226957 (Child) Filter and OA survey for FAOMH Gutierrez.Myma il FAOMH(1x1.5)
2- smoke mitigation project _

W0226958 (Child) Filter and OA survey for FAOMH GutierrezMyma Nl FAOMH(1x15)
3- smoke mitigation project _

W0226959 (Child) Filter and OA survey for FAOMH Gutierrez.Myma il FAOMH(1x1.5)
"- smoke mitigation project _

W0226961 {Child) Filterand OA survey for FAOMH GutierrezMyma ll FAOMH(1x1.5)
5- smoke mitigation project _

W0226962 {Child) Filterand OA survey for FAOMH GutierrezMyma Wl FAOMH(1x1.5)
5- smoke mitigation project

W0224248 Execute LOTO and release FATSE2 Escobedo.Carlos
whenwork is complete.

= Location : 059-1003 (0 item) (Total=1)
9/18/2020 9:12 AM



Final Schedule

== Work Order 1 Description

W0217428  Disarm fire alarm points and
functions as per construction

- until Nov

“manager instructions. (On gnng

1 Lead Craft * FAM Name

= Location : 059-1201 (0 item) (Total=3)

W0225200

1 PM for59GP 003

FAOMP1

| FAOMPT(1x2)
|FAOMPI(Tx2)

W0225202 PM for 59 GP 004

' W0224690
|

PMfor59BD 001

FAOMP1

FAOMP1

= Location : 062-0100B (0 item) (Total=2)

PM FOR 62 AC 005

FAOMP1(1x2)

] FAOMPI(Ix2)

WHEEH‘BB PM FOR 62 AC 006

FAOMH

Tafoya.Enc

gpm FOR 62 AC 007

= Location : 062A-0199 (0 item) (Total=2)

EWI]EEEBI]B PM FOR 62AAC 002

EWI‘.]EEEBH] PM FOR 62AAC 003

FAOMH

Tafoya.Enc

= Location : 063-0199 (0 item) (Total=1)

EWI‘.]225814 PMFOR63AC 001

Gutierrez Myma

= Location : 065-0004 (0 item) (Total=2)

1 'W0218575  Replace Fire Call Box(Manual Gutierrez Myma FATSD(1x3)
| Pull station) FATSD(1x3)
'W0218538  Replace MP by 1stfloormain  FATSD Gutierrez Myma FATSD(1x2)

: entry FATSD(1x2)

= Location : 065-0010 (0 item) (Total=1)

'W0218734  Re-wire SUP Module to spare
| 'MD in panel

FATSD

Gutierrez Myma

= Location : 065-0102 (0 item) (Total=1)

9/18/2020 9:12 AM

FATSD(1x2)




Final Schedule

== Work Order % Description 2 Lead Craft & FAM Name
1 wo0218537 Replace Painted Heat Detector  FATSD Gutierrez Myma
- Location : 065A-0199 (0 item) (T otal=2)
- Work Type Group : PMs (0 riem)
E W0225816 PM FOR 65AAC 002 FAOMH Gutierrez,Myma
Wo0225818 PM FOR 65AAC 003 FAOMH Gutierrez,Myma
- Location : 066-0110 (0 item) (Total=1)
-1 Work Type Group : PROJECTS (1 item)
Wo0224417 FATSE2toisolate & LOTO (LP- FATSEZ2 Tafoya.Enc
1 3867) electrical power to boiler,
2pumps &VFD,s
- Location : 066-0409 (0 item) (Total=1)
-1 Work Type Group : PROJECTS (0 item)
W0226683 LOTO Support per LP-3799 FATSE2 Tafoya.Enc
1
- Location : 066-0427 (0 item) (Total=1)
- Work Type Group : CMR, Eic (0 item)
W0224261 FAOMH toinvestigate why there FAOMH Tafoya.Enc
1 is noair flow in the fume hood
- Location : 067-0199X (0 item) (T otal=2)
- Work Type Group : CMR, Eic (0 item)
W0225936 HVAC shop support FMCS/OCx FAOMH Tafoya.Enc
1 for ongoing commis sioning
W0225939 OCx/FMCS5 shop ongoing FMCS Tafoya.Enc
commissioning
- Location : 067-2208 (0 item) (Total=2)
- Work Type Group : CMR, Eic (0 item)
Wo0223518 Troubleshoot reheat valve FMCS Tafoya,Enc
1 leaking by
W0224266 HVAC toassistFMCSfor RHY FAOMH Tafoya,Enc
2 leaking by slightly or DAT
readings inaccurate
- Location : 067A-0102 (0 item) (T otal=2)
- Work Type Group : CMR, Eic (2 items)
W0219367 (Parent)Maintain building FAOMH Tafoya.Enc
1 temperature set point and
| secure chiller daily at 5:30pm
W0219368 {Child) Start Chiller and monitor FMCS Tafoya.Eric

equipment until secured daily.
- Location : 068-0101 (0 item) (Total=2)
- Work Type Group : CMR, Eic (0 item)

9/18/2020 9:12 AM

Sep 20
Mon Tue Wed
28 |29 30

__ FAOMH(1 x24)

FATSD(1x2)

FAOMH
FAOMH

FATSE2(1 x4)

rbrb-'.]

FMCS(1x38)

FMCS(
FMCS(1x8)

FMC*

FAON

FAOMH(1x3)

L

FAOMH(1x1)
FAOMH(1x1) FAOMH(1 x

FMCS(1x1)

FMC?

FMCS(1x1)




Final Schedule

=] Work Order

W0218893

2 Description

FATSD to Check Fire Alamm
(FA) Program - leak detection

1 Lead Craft * FAM Name

FATSD

pointdoes not show upon NCCG

when activated

1= Waork Type Group : Code Complaint PMs (2 items)

1 WO0224157

PMNFPA25BLDG._68gnd
booster pump ITM (weekly)

= Location : 069-0150 (1 item) (Total=12)
1= Work Type Group : PMs (4 fiems)

1 W0226178

W0226180

W0226182

W0226184

W0226186

W0226188

W0226190

W0226192

W0226194

- W0226196

- W0226198

o W0226200

PM FOR 69 UH 007

PM FOR 69 UH 008

PM FOR 69 UH 009

PMFOR69UH 010

PMFORG69UHO11

PMFORG69UH 012

PMFORG69UH013

PMFORG69UH 014

PMFOR69UH 015

PMFOR 69UH 016

PMFORG69UHO017

PMFORG69UH 018

= Location : 070-0183 (0 item) (Total=3)
=1 Woaork Type Group : PMs (0 fiem)

1 W0227045

W0227048

W0227052

PMFOR70BR 016 Use Shop

Stock
PMFOR 70BR 007

PMFOR 70BR 010

= Location : 070A-1105 (0 item) (Total=1)
I-| Work Type Group : CMR, Eic {0 item)

W0226784

Replace and calibrate fume

hood controller per

FATSD

FATSE2

FATSE2

FATSE2

FATSE2

FATSE2

FATSE2

FATSE2

FATSE2

FATSE2

FATSE2

FATSE2

FATSE2

FAOMP3

FAOMP3

FAOMP3

FAOMH

troubleshooting findings.(Escort

required).

= Location : 070A-1109 (0 item) (Total=1)
=1 Woaork Type Group : PMs (0 fiem)

9/18/2020 9:12 AM

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

Rini.Chnstopher G

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

Sep 20
Mon Tue Wed
28 29 |30 |

FATSD(1x1)

FATSE2(1x2)

FATSE2(1x2)

FATSE2(1x2)

FATSE2(1x2)

FATSD

FATSE2(1x2)
FATSE2(1x2)
FATSE2(1x2)

FATSE2(1x2)

FATSEZ|

FATSE2|

FATSEZ|

FATSEZ|

FAOMP3(1x4)

FAOMP3(1

FA




Final Schedule

=] Work Order

1 W0224671

2 Description

PM FOR 70AAHUO032

- Location : 070A-3329 (0 item) (Total=1)

- Work Type Group : PMs (0 riem)
PM FOR 70AKC 005 AX40 1Tea, FAOMP2

W0225256
1

Check Kanban, No material on
this PM

- Location - 070A-4413 (0 item) (Total=1)
- Work Type Group : CMR, Eic (0 item)

1 WO0217577

Remove adhesives from wall;

patch and paint after.

- Location : 070A-4425 (0 item) (Total=1)
- Work Type Group : PMs (0 riem)

1 W0224669

PM FOR 70AAHUO28

- Location : 070A-4435 (0 item) (Total=1)
- Work Type Group : PMs (0 riem)

1 W0224665

PM FOR 70AAHUO009

- Location : 070A-4445 (0 item) (Total=1)
- Work Type Group : PMs (0 riem)

1 W0224667

PM FOR 70AAHUO10

- Location : 070A-ROF1 (0 item) (Total=20)
- Work Type Group : COORD PMs (2 items)

1 WO0227131

QEW2 Support/ PMT Blower

PM's atBldg 70A 9/30

- Work Type Group : PMs (35 items)

1 W0224866

W0224868

W0224870

W0224872

W0224874

W0224876

W0224878

W0224880

W0224882

- W0224884

9/18/2020 9:12 AM

PMFOR70ABLOO1A 9/30
B173 2ea, Pending Materials

PMFOR 70ABL 002A 9/30
A105 2ea, Pending Materials

PMFOR70ABL 006 9/30
AX31 lea, Pending Materials

PM FOR 70ABL 009 9/30

PM FOR 70ABL 010 9/30

1 Lead Craft * FAM Name

FAOMP2

FATSP

FAOMP2

FAOMP2

FAOMP2

FATSE2

FAOMP1

FAOMP1

FAOMP1

FAOMP1

FAOMP1

PMFOR70AEBLO012 9/30 A31 FAOMP1

lea, Pending Materials

PM FOR 70ABL 028 9/30

PM FOR 70ABL 029 9/30

PM FOR 70ABL 030 9/30

FAOMP1

FAOMP1

FAOMP1

PMFOR70ABLO034 9/30 A36 FAOMP1

lea, Pending Materials

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros
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Wed

28 29

30
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= =
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FAOMP1(1>
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Final Schedule

=] Work Order

- W0224886

o W0224888

o W0224890

o W0224892

- W0224894

o W0224896

- W0224898

o W0224900

- W0224902

2 Description

1 Lead Craft * FAM Name

PMFOR70ABLO036 9/30 A36 FAOMP1

lea, Pending Materials

PMFOR70ABLO39 9/30
A30 1ea, Pending Materials

PM FOR 70ABL 041 9/30

FAOMP1

FAOMP1

PMFOR70AELO042 9/30 A48 FAOMP1

lea, Pending Materials

PM FOR 70ABL 047 9/30

PMFOR70ABL 049 9/30 A21

lea, Pending Materials

PMFOR70ABL 051 9/30
AX37 lea, Pending Materials

PMFOR70ABL 052 9/30 A42

lea, Pending Materials

FAOMP1

FAOMP1

FAOMP1

FAOMP1

PMFOR70AEBLO53 9/30 A42 FAOMP1

lea, Pending Materials

- Location :072-0199 (0 item) (Total=2)
- Work Type Group : CMR, Eic (2 items)

1 W0221181

FATSC to build box form to

address erosion issue

- Work Type Group : PMs (1 fiem)

1 W0221581

PM FOR 72BGM001

- Location : 074-0001 (0 item) (Total=1)
- Work Type Group : CMR, Eic (0 item)
Troubleshoot PIV tamper switch FATSD

1 W0223380

stuck insupervisory status.

5 Location - 074-0221A (0 item) (Total=1)
- Work Type Group : CMR, Eic (0 item)

1 W0201828

Install 2x 30A Receptacles inIT

closet

- Location : 075-0199 (0 item) (Total=1)
- Work Type Group : PMs (0 riem)

1 W0221583

PM FOR 75 BGM001

- Location : 075B-0199 (0 item) (Total=5)
- Work Type Group : PMs (0 riem)

1 W0225844

W0225847

W0225849

W0225851

9/18/2020 9:12 AM

PM FOR 75BAC 001

PM FOR 75BAC 002

PM FOR 75BAC 003

PM FOR 75BAC 004

FATSC

FAOMP2

FATSE1

FAOMP2

FAOMH

FAOMH

FAOMH

FAOMH

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

E=scobedo,Caros

Tafoya.Enc

Tafoya.Enc

Atkinson_Joseph

Atkinson_Joseph

Rini.Chnstopher G

Sep 20
Mon

Tue

28

|29

o

FAOMP1(1:

FAOMP1(1:

FAOMP1(1>

FAOMP1(1:

FAOMP1(1>

FAOMP1(1:

FAOMP1(1:

FAOMP1(1:

FAOMP1(1:

O ) T ) ) ) ) ) C——

= | FA
= | FA

FAOMP2(1>

| FATSC
§ | FATSC

=

FATSE1(1 x8)

FATS
FATSE1(1x

Rini.Chnstopher G FAOMH(1 x3)

Rini.Chnstopher G FAOMH(1 x3)

Rini.Chnstopher G FAOMH(1 x3)

Rini.Chnstopher G FAOMH(1 x3)

FAOMP2(1>




Final Schedule

Sep 20
== Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed

—I W0225853 PM FOR 75BAC 007 FAOMH Rini,Christopher G ﬁ FAOMH(1x3)

= Location : 076-0123J (0 item) (Total=1)

'W0224988  PM FOR 76 BL 027, 'FAOMP1
= Location : 076-0133 (0 item) (Total=1)

FAOMP1(1x1)

'W0224984  PMFOR 76 BL013 'FAOMP1
= Location : 076-0235 (0 item) (Total=1)

FAOMP1(1x1)

‘W0212504  Installpowerin Rm235fornew FATSET1
| ] AV system

= Location : 077-0107 (0 item) (Total=1)

W0224285

Troubleshoot Baldor Bench 'FATSE2 Rini.Christopher G
- grinder, identify source and

— label

= Location:077-0111 (0 item) (Total=1)

§Wﬂ224998 PM FOR77BL028 Rini.Christopher G FAOMP2(1 xf1}
= Location:077-0123A (0 item) (Total=1)

‘W0225008  PM FOR 77 BL 048 Rini.Chrisiopher G
= Location : 077-0123B (0 item) (Total=2)

FAOMP2(1x.8)

W0225010

L
EWI]225D14 PM FOR 77BL 052 gFﬂGMPE Rini.Chnstopher G

'PM FOR 77 BL 049 'FAOMP2 | Rini.Chrisiopher G (] FAOMP2(1x 8)

I FAOMP2(1x 8)

= Location : 077-0125 (0 item) (Total=1)

FAOMP2(1x 8)

gwuzzﬁmz §PM FOR 77BL 050 Rini.Christopher G
= Location:077-0141 (0 item) (Total=2)

'W0221041 FATSC toanchor Vacuum Rini.Christopher G
1 Coating Rig made out of 80/20
aluminum framing
'W0226400 FATSRtoassistFATSCin FATSR Rini.Chnstopher G FA: SR(1x8)
D moving Vacuum Coating Rig FATSR(1x8)
| into position for anchoring TFATSR(1x8)

= Location :077-0141C (0 item) (Total=1)
- Work Tvoe Groun: PMs Oitemd

9/18/2020 9:12 AM




Final Schedule

Work Order % Description 2 Lead Craft & FAM Name

WwWo0225016
—

= Location : 077-0162 (0 item) (Total=2)

PMFOR 77BL053 Rini.Christopher G

W0224996 PMFOR 77BL 025 Rini.Christopher G

—

Sep 20
Mon Tue Wed

FAOMP2(1x.8)

FAOMP(1x1)

EWI‘.]EEEI‘.]I]I] PMFOR 77BL 030 FAOMP2 | Rini.Chnsiopher G

= Location : 077-0199X (0 item) (Total=2)

EWI]EZEBE? PM FOR 77 RF 004 Rini.Christopher G

I FAOMP2(1x13)

FAOMH(1x 1)
FAOMH(1x 1)

EWI]EEEBDE PM FOR 77 RF 004 FAOMH Rini.Chrstopher G

= Location : 077-0244 (0 item) (Total=1)

'W0224284  Replace missing4 11/16" blank EFA.TSEI Rini.Chrstopher G

— cover

= Location : 077-0244A (0 item) (Total=1)

I EWI]EZEDIB PMFOR 77BL 054 Rini.Christopher G

= Location : 077-0244B (0 item) (Total=1)

I EWI‘.]225I‘.]2I‘.] PMFOR 77BL 055 Rini.Christopher G

= Location: 077A-0110 (0 item) (Total=1)

I EWI‘.]225I‘.]23 PM FOR 77ABL 005 Rini.Christopher G

= Location : 077A-0198 (0 item) (Total=1)

'W0223836  Troubleshoot AHU-5DD onthe Rini.Chrsiopher G
h -roof sending trouble signal.

= Location : 077A-0199 (0 item) (Total=2)

'W0224049  PMNFPA25BLDG.77A "FATSD Rini.Christopher G

| sprinklerT™®@ e
I EWDEEEI]EE PMFOR 77ABL 004 FAOMP2
= Location : 077-SKID (0 item) (Total=4)

Rini.Chnstopher G

9/18/2020 9:12 AM

FAOMH(
B | FAOMH(

FAOMP2(1x.8)

FAOMP2(1x1)

FAOMP2(1x1.5)

FATSD(1x1)

FAOMP2(1x1.5)
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Final Schedule

Sep 20
Mon Tue Wed
28 29 30
FAOMH(1 x 4) FAOM

FAOMH(1x8)

==

[ FAOMH(1x8)
FAOMH(1 x4)

== Work Order % Description 2 Lead Craft & FAM Name
W0207331 (Parent) Prepare chiller ARU004 FAOMH Rini.Chnstopher G
1 for vendor Retubing and Provide
vendor support as needed
_ W0226241 PMT's to Troubleshoot Boiler FAOMPI1 Rini.Christopher G
003atB77(77BR 003)
- Work Type Group : PMs (0 riem)
1 Wo0222008 PM ON 77FL001 (PEP IMF FAOMP3 | Rini.Chrsiopher G
Water Filter, Sand)
Wo0222012 PMON77FL002 (PEPIMF FAOMP3 | Rini.Chrsiopher G
Water Filter, Sand)
Location : 080-0199 (0 item) (Total=1)
- Work Type Group : PMs (0 riem)
1 W0221587 PM FOR 80BGMO0O01 FAOMP2 | ReisingerRichard |
Location : 082-0100 (0 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)
W0224169 PMNFPA25BLDG.82gnd FATSD Atkinson,Joseph
1 booster pump ITM (weekly)
Location : 083-0199 (0 item) (Total=1)
- Work Type Group : PMs (0 riem)
1 W0221589 PM FOR 83 BGMO0O01 FAOMP2 | AtkinsonJoseph
Location : 084-0106 (0 item) (T otal=2)
-1 Work Type Group : PMs (1 item)
1 W0227056 PM FOR 84 BR 007 FAOMP3 | AtkinsonJoseph
W0227058 PM FOR 84 BR 008 FAOMP3 | AtkinsonJoseph
Location : 084-0107 (0 item) (Total=1)
- Work Type Group : Code Complaint PMs (1 item)
W0223898 PMNFPA72BLDG.84/84Afire  FATSD Atkinson.Joseph

alarm system ITM

Location : 084-0199 (0 item) (Total=1)
- Work Type Group : Code Complaint PMs (0 item)

1 W0224076
I™

Location : 084-0269 (0 item) (Total=1)
- Work Type Group : CMR, Eic (0 item)
Wo201827

i closet

Location : 084B-0199X (0 item) (Total=1)
-1 Work Type Group : Code Complaint PMs (0 item)

W0224073 PMNFPA25BLDG_84B
1 sprinkler ITM

- Location : 084B-0200 (0 item) {Total=3)
9/18/2020 9:12 AM

PMNFPA25BLDG. 84 sprinkler

Install x 30A receptacles inIT

FATSD Atkinson.Joseph

FATSE1 Atkinson.Joseph

FATSD Atkinson.Joseph

§ FaOMP1(1x)
[ | FAOMP1(1 x4)

FATSD(1x1)

FAOMP3(1x2)

FAOMP3(1x2)

FAOMP3(1>

FAOMP3(1>

FAOMP2(1>

FAOMP2(1>

FATSD(1=x3)
FATSD(1x3)

FATSD(1 x6)

FATSE1(1 x8)

=

FA
FATSE1(1 x8)

FATSD(1x2)




Final Schedule

Sep 20
== Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed

W0225092 PM FOR 84BGP 005 FAOMP2 | AtkinsonJoseph FAOMP2(1x15)
EWI'.]225154 PM FOR 84BGP 003 FAOMP2 | AtkinsonJoseph IFADHPEH x.3)
W0225156 PM FOR 84BGP 004 FAOMP2 | AtkinsonJoseph I FAOMP1(1x.5)

= Location : 085-0122 (0 item) (Total=2)

'W0226033 PMT'storemoveoldmotor& FAOMP1

: replace with a new one

'W0226716 PMT's to remove old motor & FATSE2 Atkinson.Joseph
: replace with a new one

= Location : 085-0199 (0 item) (Total=1)

I EWI]EZIEBI PM FOR 85 BGM001 FAOMP2 | AtkinsonJoseph FAOMP2(1>

= Location : 088-0199 (0 item) (Total=1)

'W0224091  PMNFPA25BLDG. FATSD | ReisingerRichard|
_— 88/88B/88C/88D sprinkler [TM

= Location : 090-0099 (0 item) (Total=1)

W0224094 PMNFPA25BLDG.90/90C/90P FATSD Gutierrez.Myma FATSD ('l x1)

h sprinkler ITM

= Location : 090X-0101 (0 item) (Total=1)

1 W0224124 PMNFPA25BLDG. 90X Gutierrez.Myma

| sprinkler ITM
= Location : 091-0192 (0 item) (Total=1)

FATSD(1x1)

'W0224133 PMNFPA25BLDG. 91 sprinkler FATSD Bradford Adam B FATSD(1x1)
h: ™

= Location:091U-0101 (1 item) (Total=3)

'W0213917 (Parent) Remove and clean FAOMP1 FAOMP1(1x1) FAOMP
strainer @ FaomPi1(1x1) [ Faomi
f B FaomPi(1x1)

- [ _FaoMP1(1x1)

W0223247 Data Log Meter ARU-002 FATSE2 Bradford Adam B F FATSE2(1x3) B

EWI‘.]224136 PMNFPA25BLDG. 91U

h sprinkler ITM

= Location : HSITE20 (0 item) (Total=2)

9/18/2020 9:12 AM

FATSD(1x1)




Final Schedule

= Location : HSITE2020 (0 item) (Total=1)

AM Setup 9/21 [Parent] Flu
Clinics - Set-up 2 canopies, 5
i tables, 10chairs, & cones in

- 'B26/33

WO0226774

Gutierrez Myma

= Location : HSITE2030 (0 item) (Total=1)

'W0220760  Repair stairway WWY054
| _behind B33/B43.

Gutierrez Myma

= Location : HSITE3030 (0 item) (Total=1)

'W0227433  LOTO, make terminations to
- - nNew vacuum pump motor.

FATSE1

Gutierrez Myma

= Location : RDS-TO 52A (0 item) (Total=1)

W0225784

PMFOR53AC 001

Sep 20
== Work Order % Description 2 Lead Craft & FAM Name Mon Tue Wed
W0225820 0658, PM FOR 65BAC 001 FAOMH Schroeter,Peter FAOMH
1- James
2 W0225822 0658, PM FOR 65BAC 002 FAOMH fﬂhm&“ﬂﬂ‘h’
ames

FATSL(1x5)
= |FaTSL(1x5)

== rFaTsc(ixg)

FAOMH(1x2)

9/18/2020 9:12 AM
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