SECTION 07142 - HOT FLUID-APPLIED WATERPROOFING


BUILDING NO.	SC#
PROJECT NAME


SECTION 233700 – AIR OUTLETS AND INLETS

GENERAL
SUMMARY
Related Documents:
Drawings and general provisions of the Subcontract apply to this Section.
Review these documents for coordination with additional requirements and information that apply to work under this Section.
Section Includes:
Diffusers.
Grilles and registers.
Outside louvers.
Door grilles.
Diffuser boots.
Roof hoods.
Goosenecks.
Related Sections:
Division 01 Section "General Requirements."
Division 01 Section "Special Procedures."
Division 23 Section "Testing, Adjusting, and Balancing for HVAC".
REFERENCES  
General:
The following documents form part of the Specifications to the extent stated. Where differences exist between codes and standards, the one affording the greatest protection shall apply.
Unless otherwise noted, the referenced standard edition is the current one at the time of commencement of the Work.
Refer to Division 01 Section "General Requirements" for the list of applicable regulatory requirements.
Refer to Division 23 Section "Common Results for HVAC" for codes and standards, and other general requirements.
Air Diffuser Council (ADC):
ADC Applicable Standards.
American Society of Heating, Refrigerating, and Air-Conditioning Engineers (ASHRAE)
ASHRAE 52 	Method of Testing Air-Cleaning Devices Used in General Ventilation for Removing Particulate Matter
National Fire Protection Association (NFPA):
NFPA 90A 	Installation of Air Conditioning and Ventilating Systems
NFPA 90B 	Installation of Warm Air Heating and Air Conditioning Systems
SUBMITTALS
Submit under provisions of Division 23 Section "Common Results for HVAC, Review of Materials" and Division 01 Section "General Requirements."
Shop Drawings:
Check location of outlets and make necessary adjustments in position to conform with architectural features, symmetry, and lighting arrangement.
Review requirements of outlets as to size, finish, and type of mounting prior to submitting shop drawings and schedules of outlets.
Product Data:  Cover each item, together with schedule of outlets, and manufacturer’s installation instructions.
QUALITY ASSURANCE
Make airflow tests and sound-level measurements in accordance with applicable ADC equipment test codes and ASHRAE standards.
<Which ADC codes and which ASHRAE 52 standards?  Need document numbers above, and organization, document numbers, and titles for subpart 1.03. NFPA 90>
Manufacturer shall certify cataloged performance and ensure correct application of air-outlet types.
PRODUCTS
<Edit part 2 to provide only the specific information needed for the project>
ACCEPTABLE MANUFACTURERS
Kruegar, Titus, or equal.
Substitutions:  Under provisions of Division 01 Section "General Requirements".
<Edit the following descriptive specifications for conflicts with the manufacturer’s products specified above.>
APPLICATION
Rate units in accordance with ADC standards.
<Which ADC standards?  Need document numbers above, and organization, document numbers, and titles for subpart 1.03.>
Base air outlet application on space noise level [of NC 35 maximum.] [and throw noted on the drawings.]
Provide supply outlets with sponge-rubber seal around edge.
Provide baffles to direct air away from walls, columns, or other obstructions within radius of diffuser operation.
Provide plaster frame for diffusers located in plaster surfaces.
Provide anti-smudge frames or plaques on diffusers located in rough textured surfaces such as an acoustical plaster.
<When more than one type of inlet or outlet is used, include an identifying number after the name, such as Louvered Supply Grilles (S-2).>
SUPPLY GRILLES
For sidewall supply grilles, provide streamlined and individually adjustable blades, depth of which exceeds 3/4-inch (19-mm) maximum spacing.  Provide spring tension or other device to set blades.  Provide units with [vertical] [horizontal] face, [single] [double]-deflection bar-style grilles.
Provide 1-1/4 inch (32-mm) margin frame with countersunk screw holes.
Fabricate of steel with 20-gauge (0.9-mm) or heavier frames and 22-gauge (0.8-mm) or heavier blades, steel and aluminum with 20-gauge (0.9-mm) or heavier frame, or aluminum extrusions.
Provide grilles with integral, gang-operated opposed-blade dampers with removable key operator, operable from face.
Finish in factory [baked-enamel] [prime-coat].
LOUVERED SUPPLY GRILLES
For ceiling supply grilles, provide streamlined and individually adjustable curved blades to discharge air along face of grille.  Units shall have [one-way] [two-way] deflection.
Provide 1-1/4 inch (32-mm) margin frame with countersunk screw holes.
Fabricate of aluminum extrusions.
Provide grilles with integral, gang-operated opposed-blade dampers with removable key operator, operable from face.
Finish in factory [clear-lacquer] [prime-coat] [     ].
LINEAR SUPPLY GRILLES
Linear supply grilles shall have streamlined blades with [0-degree] [15-degree] deflection, 1/8  3/4 inch (3  19 mm) on [1/4-inch (6-mm)] [1/2-inch (13-mm)] centers.
Fabricate of aluminum extrusions.
Provide 1-1/4 inch (32-mm) margin frame [extra heavy for floor mounting,] with countersunk screw holes.
Provide grilles with integral [gang-operated opposed-blade] [hinged single-blade] damper with removable key operator, operable from face.
Provide mounting frame suitable for casting in concrete floor.
FLOOR SUPPLY GRILLES
Floor grilles shall have individually adjustable blades, wide stamped border, single or double blade damper with set-screw adjustment.
Fabricate of steel, welded construction.
Finish in factory-baked enamel.
RETURN AND EXHAUST GRILLES
For sidewall and ceiling exhaust grilles, provide streamlined blades, depth of which exceeds 3/4-inch (19-mm) spacing.  Provide spring tension or other device to set blades.  Provide units with [vertical] [horizontal] face.
Provide 1-1/4 inch (32-mm) margin frame with countersunk screw holes.
Fabricate of steel with 20-gauge (0.9-mm) or heavier frames and 22-gauge (0.8-mm) or heavier blades, steel and aluminum with 20-gauge (0.9-mm) or heavier frame, or aluminum extrusions.
Provide exhaust grilles, where not individually connected to exhaust fans, with integral, gang-operated opposed-blade dampers with removable key operator, operable from face.
Finish in factory [baked-enamel] [prime-coat].
GRID CORE RETURN AND EXHAUST GRILLES
Fabricate fixed grilles of 1/2-inch (13-mm) louvers.
Provide [1-1/4 inch (32-mm) margin frame with countersunk screw holes] [lay-in frame for suspended grid ceilings].
Fabricate of aluminum.
Provide exhaust grilles, where not individually connected to exhaust fans, with integral, gang-operated opposed-blade dampers with removable key operator, operable from face.
LINEAR RETURN OR EXHAUST GRILLES
Linear return of exhaust grilles shall have streamlined blades with [0-degee] [15-degree] deflection, 1/8 - 3/4 inch (3 - 19 mm) on [1/4-inch (6-mm)] [1/2-inch (13-mm)] centers.
Provide 1-1/4 inch (32-mm) margin frame [extra heavy for floor mounting,] with countersunk screw holes.
Fabricate of steel with 20-gauge (0.9-mm) or heavier frames and 22-gauge (0.8-mm) or heavier blades, steel and aluminum with 20-gauge (0.9-mm) or heavier frame, or aluminum extrusions.
Provide exhaust grilles, where not individually connected to exhaust fans, with integral, gang-operated opposed-blade dampers with removable key operator, operable from face.
Provide mounting frame for casting in concrete floor.
ROUND SUPPLY DIFFUSER
Provide round, adjustable pattern, stamped or spun, multi-core type diffuser to discharge air in 360-degree pattern, with sectorizing baffles.
Project diffuser collar [not more than 1 inch (25 mm)] above ceiling face and connect to duct with duct ring.
Fabricate of steel with baked-enamel finish.
Provide [radial opposed-blade] [butterfly] [combination splitter] damper and multi-louvered equalizing grid with damper adjustable from diffuser face.
RECTANGULAR SUPPLY DIFFUSER
Provide rectangular, adjustable pattern, stamped, multi-core type diffuser to discharge air in 360-degree pattern with sectorizing baffles where indicated or required.
Diffusers shall have [surface-mount] [snap-in] [inverted T-bar] [spline] type frame.
Fabricate of steel with baked-enamel [off-white] finish.
Provide [radial opposed-blade] [butterfly] [combination splitter] damper and multi-louvered equalizing grid with damper adjustable from diffuser face.
PERFORATED FACE DIFFUSER
Provide perforated face diffuser with fully adjustable pattern and removable face.
Provide [surface-mount] [snap-in] [inverted T-bar] [spline] type frame.
Fabricate of steel with steel or aluminum frame and baked-enamel [off-white] finish.
Provide [radial opposed-blade] [butterfly] [combination splitter] damper and multi-louvered equalizing grid with damper adjustable from diffuser face.
MODIFIED LIGHT TROFFER DIFFUSERS
Provide light-troffer diffusers of [single] [double]-plenum type, constructed independent of light troffers, with volume and pattern controllers, [4-inch (100-mm)] [5-inch (125-mm)] [6-inch (150-mm)] round or oval [top] [side] air inlet.
Match diffusers to troffers and connect in airtight connection without tools.
Fabricate of galvanized steel with welded or soldered joints and finish matt-black inside.
DOOR GRILLES
Fabricate of V-shaped louvers of 20-gauge (0.9-mm) steel, 1 inch (25 mm) deep on 1/2-inch (13-mm) centers.
Provide 20-gauge (0.9-mm) steel frame with auxiliary frame to give finished appearance on both sides of door.
Factory prime-coat finish.
OUTSIDE LOUVERS
Provide louvers [4 inches (100 mm)] [6 inches (150 mm)] deep with blades on 45-degree slope [with center baffle and return bend,] heavy channel frame, birdscreen with 1/2-inch (13-mm) square mesh for exhaust and 3/4 inch (19 mm) for intake.
Fabricate of [16-gauge (1.5-mm) galvanized steel] [12-gauge (2.5-mm) extruded aluminum] and provide welded assembly.
Finish in factory [prime-coat] [baked-enamel] [color-anodized] finish.
Fabricate louvered penthouses with mitered corners and reinforce with structural angles.
ROOF HOODS
For air-inlet or exhaust hoods, provide removable hood, curb flange, and birdscreen with 1/2-inch (13-mm) square mesh for exhaust and 3/4 inch (19 mm) for intake.
Fabricate of galvanized steel, 16-gauge (1.5-mm) or heavier base and 20-gauge (0.9-mm) hood, or aluminum 16 gauge (1.5 mm) or heavier and 18-gauge (1.2-mm) hood.  Provide suitable reinforcing to hood.
Mount unit on at least 12-inch (300-mm) high curb base with insulation between duct and curb.
Finish in factory [prime-coat] [baked-enamel].
Make hood outlet area minimum of twice throat area.
GOOSENECKS
Fabricate goosenecks of 18-gauge (1.2-mm) or heavier galvanized steel.
Mount on at least 12-inch (300-mm) high curb base where size exceeds 9 inches (225 mm).
EXECUTION
<Edit Part 3 to provide only the specific information needed for the project.>
INSTALLATION
Install items in accordance with manufacturers’ printed instructions.
Paint interior of ductwork matt-black where it is visible behind air outlets.
AIR INLET AND OUTLET SCHEDULE
Type
Manufacturer
Model
Description
Finish
Mounting
Accessories
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