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NOTE:

FILL—IN SPACE BETWEEN THE PIPES INSIDE THE INSULATION
WITH CP25N/S CAULK.

/)—(\ PIPE PENETRATION DETAIL-1 HR FIRE RATED
w SCALE: NONE UL SYSTEM # 147(B)

DRAWN BY DATE

LBNL STANDARD ShEReD o

PIPE PENETRATION DETAIL—1HR WALL PO B

CAD FILE PATH

SCALE

NTS

—
DRAWING NO. SHEET

UNIVERSITY OF CALIFORNIA LAWRENCE BERKELEY NATIONAL LABORATORY

FACILITIES DIVISION FP108

PROJECT NO.

T:\groups\ELECT\Romy\Mech_IHEM\FireProtection\FP108 PIPE-PENET-1HR~1.dwg



